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SECTION 1
INTRODUCTION

A. Purpose

The Williamson County Board of Health finds and declares that the installation of septic tank systems and other types
of sanitary subsurface sewage disposal systems in a faulty or improper manner and in areas where unsuitable soil and
population density adversely affect the efficiency and functioning of these systems, has a detrimental effect on the
public health and environment through contamination of land, groundwater and surface waters. Recognizing, however,
that sewage can be rendered ecologically safe and the public health protected if methods of on-site and subsurface
sewage collection, treatment and disposal are properly regulated and recognizing that sanitary sewage collection,
treatment and disposal will continue to be necessary to meet the needs of an expanding population, the Williamson
County Board of Health intends to ensure the regulation of on-site and subsurface sewage collection, treatment and
disposal systems so that these systems may continue to be used, where appropriate, without jeopardizing the public
health and well being.

Thus, the purpose of these regulations is to establish requirements regarding the permitting, approval, design,
installation and use of on-site and subsurface sewage treatment and disposal systems; to establish requirements for
persons engaged in septic tank manufacturing, installing and in sewage tank pumping; to regulate the development of
subdivisions that shall require the use of on-site subsurface sewage disposal systems (i.e. outside of areas served by
public or municipal sewer treatment systems), to the extent necessary for the protection of the public health and well
being through the submittal and approval of required reports, legal documents, plans and specifications, test reports,
technical data and any other required documents as deemed necessary by the Williamson County Department of
Sewage Disposal Management to ensure compliance with all applicable sewage treatment and disposal, laws and
regulations of Williamson County and by the State of Tennessee.

B. Commentary
Throughout these regulations, paragraphs or sections labeled “Important Note”, “for example”, “i.e.”, “Note” or “e.g.”
are included to ensure a complete understanding of the purpose and reasoning of the Williamson County Board of
Health in adopting that particular paragraph or section of the Regulations. Each commentary is intended as an official
statement of legislative finding or purposes, and shall serve as a guide to the administrative and judicial interpretation
of the Regulations. The commentaries have been legislatively adopted together with the more formal text of the
Regulations and shall be treated in the same manner as other aspects of legislative history.

S1-1



SECTION 2

STATUTORY AUTHORIZATIONS AND ENFORCEMENT

A.

Statement of Authority

The Department of Sewage Disposal Management of Williamson County is empowered to regulate subsurface
sewage disposal in accordance with Tennessee Code Annotated Title Sixty-Eight, Chapter Two Hundred Twenty One,
Part Four, which reads in part:

(a) Itis the duty of the commissioner to:

(10) Enter into an agreement or contract with county health departments whereby the departments would
implement the provisions of this part of its equivalent in their respective areas or jurisdiction.

In conjunction with the Tennessee Code Annotated, Williamson County chose to enter into such agreement and
did in fact execute such agreement in January of 1993.

In accordance with Tennessee Code Annotated Title Sixty-Eight, Chapter Two, the Department of Sewage
Disposal Management is governed by the Board of Health of Williamson County, who in turn, has the power to
promulgate all regulations, rules, and policies of the Department of Sewage Disposal Management, which
includes any power to grant a variation of such rules if deemed necessary by the Board of Health.

Pursuant to Tennessee Code Annotated Title Sixty-Eight, Chapter Two Hundred Twenty-One, Section Four
Hundred Eleven, in the event that any local regulations or rules or any private acts governing subsurface sewage
disposal are more stringent than those rules or regulations promulgated under this Section, then the regulations
or rules that are more stringent and better protect the health, safety, and welfare of the citizens control and are
binding.

Jurisdiction

Williamson County Government has jurisdiction over all proposed or existing septic system installations within the
boundaries of Williamson County. In addition to the lands governed by the County, this jurisdiction also includes all
land areas contained within the boundaries of the incorporated cities and towns which lie within the county. Thus, the
Department of Sewage Disposal Management is the agency charged with the implementation, interpretation, and
enforcement of the regulations set forth within this document within the aforementioned geographical area.

Severability

If any provision or application of any provision of these rules/regulations is held invalid, that invalidity shall not affect
other provisions or applications of these rules/regulations.

No Implied Guarantee

Issuance of a permit to construct or permit to repair for an onsite sewage disposal system, and subsequent approval
of same by representatives of the Department shall not be construed as a guarantee or warranty that such systems
will function satisfactorily for any given period of time. Due to variables influencing system function which are beyond
the scope of these Regulations said representatives do not assume any liability for damages which are caused or
which may be caused, by malfunction of such system.

Variances
The Board of Health shall be empowered to grant variances to the requirements of these Regulations in situations
when the strict application of such requirements would create a unique or unfair burden upon those affected.
Variances may be authorized only when it can be reasonably demonstrated that no hazard to public health and safety,
no nuisance, and no degradation of the natural environment will result.
1. Procedure For Variances
(@) Application
An application from any property owner, including a tenant, or by a governmental officer, department, board,

or bureau, shall be filed with the Director and reviewed by the Board of Health.
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(b)

(©

(d)

(€

®

)

Filing
(1) The Director or designee shall inform an applicant, or interested party, of the procedure to apply for a

variance.

(2) The applicant shall complete the required forms, providing all information requested by the form, and any
additional information that is reasonably necessary as requested by the Director.

(3) The Director shall transmit the completed application form, along with all Department documents on the
matter, to the Board of Health.

Fee

Each application for a variance from the Regulations shall be accompanied by a fee payment, as set by the
Board of Health, to cover the cost of the procedure.

Public Hearings

(1) The Board of Health shall hold a public hearing as provided in this Subsection. The Board of Health shall
fix a reasonable time for the hearing of an application and shall give the following notice: at least ten (10)
days notice shall be given of the time, place, and purpose of such hearing in a newspaper of general
circulation of the County.

(2) Atthe Hearing, any party may appeatr, in person or by agent or attorney.
Stay of Proceedings

An application for a variance shall stay all proceedings furthering enforcement of any sections of the
Regulations from which the applicant is requesting a variation, unless the Director certified to the Board of
Health, after notice of application shall have been filed with the Director, that by reason of facts stated in the
certificate, a stay would, in the Director's opinion, cause imminent peril to life or property. In such case,
proceedings shall not be stayed otherwise than by restraining order which may be granted by the Board of
Health or by a court of record, on application, after notice to the Director and on due cause shown.

Board of Health’s Decision

The Board of Health shall issue a report containing a finding of facts and a decision either granting or denying
the variation.

Repeated Applications
If an application is disapproved by the Board of Health, thereafter the Board of Health shall not be required to
consider another application for substantially the same proposal, on the same premises, until after one (1)

year from the date of the disapproval.

If, upon reapplication, the Board of Health’s original decision is modified or reversed, the Board of Health
shall provide a written record of its findings of fact indicating the reasons for modification or reversal.

General Standards for Variances

@

General

Where by reason of the site, soil, topographic conditions or other extraordinary situation or special condition
of such parcel of land in question, the literal enforcement of the requirements of these regulations would
make it exceptionally difficult, if not impossible, to comply with the exact provisions of these regulations and
would cause unwarranted hardship and injustice, unnecessary to carry out the purpose and intent of these
Regulations, the Board of Health shall have the power upon appeal, filed as provided in Section 25 to
authorize such variance from the terms of these regulations as will not be contrary to the public interest and
will relieve such hardship, so that the purpose and intent of these regulations shall be observed and
substantial justice done.
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(b)

(©)

(1) No variance in the provisions or requirements of these regulations shall be authorized by the Board of
Health unless it finds, by clear and convincing evidence, that all the following facts and conditions exist:

(i) There are exceptional or extraordinary circumstances or special conditions applying only to the
property in question.

By virtue of unique or special conditions, it is impossible to place a use on the property. If these
conditions apply generally to other properties in the same circumstances, then a special condition
does not exist.

(i) Substantial property rights enjoyed by other property owners in the same circumstances and in the
same vicinity cannot be enjoyed by the applicant.

(i) The authorization of a variance will not be of substantial detriment to adjacent property and will not
be contrary to the health, safety, and welfare of the citizens of this County or contrary to the purpose
of these regulations.

(2) No grant of a variance shall be authorized unless the Board of Health specifically finds that the condition
or situation of the specific piece of property for which a variance is sought--one or the other, or in
combination--is not of so general or recurrent a nature as to make reasonably practicable the formulation
of a general regulation for such conditions or situations, to be adopted by the Board as an amendment to
these regulations.

Conditions of Approval

In authorizing a variance, the Board of Health may attach thereto such conditions regarding the location,
character, and other features of the proposed system or use as it may deem necessary in the interest of
furthering the purposes of these regulations and in the public interest. In authorizing a variance, with attached
conditions, the Board of Health shall require such evidence and guarantee or bond as it may deem necessary
to ensure compliance with the attached conditions.

Limited Effect of a Variance

Where the Board of Health approves a variance under these regulations, such approval shall give the
property or system any status other than that which it may already have had. Granting of a variance shall
neither qualify any adjacent property for any special treatment such as a variance, nor shall there be another
substantial change of the system or its use without approval of the Board of Health.

F. Amendments to Regulations

1.

2.

The approval of an amendment to these regulations by the Board of Health shall be preceded by a finding that a
change meets one of the following required tests and is needed for one of the following reasons:

@
(b)

Amendments are needed to achieve the desired objectives of the regulations; or

The health, safety and welfare of the citizens of Williamson County require the amendment.

The procedure for amendments shall be as follows:

@

(b)

(©

(d)

Any Board of Health member may propose a change or an amendment or a supplement to these regulations
by a motion to amend. An approval by a majority vote of the quorum of the Board of Health is required to
amend these regulations.

Such change, amendment or supplement and any data or information in support of such change, amendment
or supplement shall be provided to the public fifteen (15) days prior to consideration by the Board of Health
by public notice.

Any member of the Board of Health may request information or comment from the staff of the Department of
Sewage Disposal Management on the amendment.

A public hearing shall be conducted at the Board of Health meeting wherein a motion to amend shall be
considered.
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G. Revocation of Approval

When any lot has been approved, such approval may be revoked when:

1.

4.

5.

In the sole opinion of the Board of Health, conditions of any lot have so changed, or in the actual use of on-site
waste disposal system on other lots in vicinity of subject lot has shown that the use of on-site sewage systems on
such lot would become an menace to the public’s health.

The subject lot is not being developed in accordance with provisions of these Regulations or conditions of
approval.

Information submitted for approval was falsified by the applicant or submitting professional.
New information is discovered showing the site to be unsuitable for on-site sewage disposal.

An on-site sewage disposal system is not being or has not been installed as approved by the Board of Health.

H. Additional Conditions

The Board of Health, or its delegate, may require compliance with requirements other than those contained herein,
when such requirements are deemed essential by the Board to maintain safe and sanitary conditions. The Board may
approve the use of new or innovative technologies, when deemed appropriate, and set such conditions for their use as
may be necessary.

I. Violations and Penalties

1.

In order to minimize the possibility of endangering the health and welfare of the public and/or the development of

esthetically offensive conditions, subsurface sewage disposal systems shall be so located, constructed and

maintained that wastes discharged to or from such systems:

(@) Do not contaminate any drinking water supply;

(b) Are not accessible to rodents, insects or other potential carriers of disease;

(c) Do not pollute or contaminate surface or ground water;

(d) Are not a health hazard by being accessible to the general public;

(e) Do not cause a nuisance due to odor or unsightly appearance; and

(f)  Will not violate any other laws or regulations governing water pollution or sewage disposal.

Tenn. Code Annotated § 68-221-401.

It is unlawful for any person to:

(@) Begin construction or construct any house or establishment, mobile or permanent, to be served by a
subsurface sewage disposal system prior to approval of plans for the proposed location of the house or
establishment and location of disposal system on the lot and approval of the specific lot as to its suitability for

construction of the subsurface sewage system by the Department;

(b) Begin construction or construct any house or establishment, mobile or permanent, in a subdivision until the
subdivision plans have been approved by the Department;

(c) Construct, alter, extend or repair subsurface sewage disposal systems prior to securing a permit from the
Department;

(d) Construct, alter, extend or repair subsurface sewage disposal systems in violation of the provisions of the
permit;

(e) Engage in the business of removing accumulated wastes from subsurface sewage disposal systems unless a
permit has been secured from the Department;
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(f) Engage in the business of removing wastes from subsurface sewage disposal systems and dispose of such
wastes in any place and manner that do not meet the approval of the Department;

(g) Dispose of sewage of effluent from subsurface sewage disposal system into any existing or abandoned well
or well dug or drilled for that purpose, caves, sinkholes, ditches, streams or surface of the ground; or

(h) Engage in the business of constructing, altering, extending or repairing subsurface sewage disposal systems
prior to securing a permit for such business from the Department.

Tenn. Code Annotated § 68-221-406.

3. The Board of Health or its delegate may cause the enforcement of any standards, policies, general or special
orders, rules or regulations issued by it to control subsurface sewerage systems.

Such suit or suits as may be necessary to effectually carry out the provisions of this part may be instituted,
brought and prosecuted, in any court of competent jurisdiction.

The district attorney general in whose jurisdiction a violation of this part occurs or the attorney general and
reporter, either or both as indicated, shall institute and prosecute such suits when necessity therefor has been
shown by those herein clothed with power of investigation.

4. Any person violating any of the provisions of this part, or failing, neglecting or refusing to comply with any order of
the department lawfully issued, commits a Class C misdemeanor. Each day of continued violation after conviction
constitutes a separate offense.

Tenn. Code Annotated § 68-221-107.
Vested Interests in Approved Documents

All final plats recorded in the Williamson County Register of Deeds office as of the effective date of these regulations
shall be governed by the subsurface sewage disposal system regulations in effect as of the date of recordation of the
plat. All preliminary plats approved by the Williamson County Regional Planning Commission shall be governed by the
subsurface sewage disposal system regulations in effect as of the date of approval by said Planning Commission. If a
sketch plan contains a section with a preliminary plat approval by the Wiliamson County Regional Planning
Commission, that sketch plan shall be governed by the regulations in effect as of said Planning Commission’s
approval date. All other sketch plans shall be governed in their entirety by these regulations.

Any amendment to a preliminary plat that has been approved by the Williamson County Regional Planning
Commission or any amendment to a final plat that has been recorded in the Williamson County Register of Deeds
office which creates any additional lots on that plat, then those lots affected in any way by the amendment shall
automatically forfeit this vested interest and shall be subject to and governed in their entirety by these regulations.

All plans and related documents governing installation of a specific subsurface sewage disposal system shall be
governed by the subsurface sewage disposal system regulations in effect on the date of approval of those plans by
the Department.

All permits and related documents governing installation of a specific subsurface sewage disposal system shall be
governed by the subsurface sewage disposal system regulations in effect on the date of issuance of the permit for that
system.

Any amendments to approved plans or renewals of permits shall void any grant of vested interest, and such amended
plans or renewed permit shall be governed in their entirety by the subsurface sewage disposal system regulations in
effect as of the date of approval of the amendment or renewal of the permit.

Nonconforming Systems

Any lawful subsurface sewage disposal system in use and functioning properly at the date of passage of these
Regulations, or subsequent amendment thereto, and is operating or located in such a way that would not be permitted
as a new system under the terms of these Regulations, is declared to be a legal nonconforming system, subject to the
terms and conditions outlined in this Subsection.

Except as otherwise provided in this Subsection, any legal nonconforming system may be continued so long as it

remains otherwise lawful and functioning without failure. All nonconforming systems shall be encouraged to convert to
conformity wherever possible and shall be required to convert to conforming status as required by this Subsection.
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The burden of establishing that any nonconforming system is a legal nonconforming system, as defined by this
Subsection, shall, in all cases, be upon the owner of the nonconforming system and not upon the County.

1.

Nonconforming System

A non-conforming system is a subsurface sewage disposal system or any of its components existing, legal and in
conformity with regulations in force and applicable prior to October 1, 2000.

Encroachments

An encroachment of a system occurs where any dwelling, structure, accessory structure or any other feature
listed in Section 13 of these Regulations invades the buffer or setback of any portion of a subsurface sewage
disposal system, any of its components or any of its designated areas, both primary and secondary as outlined
and described in Section 4, Subsection A of these Regulations.

Requirements

(@) October 1, 2000 or thereafter: Where any encroachment of a system as defined above is discovered or
revealed and where the subsurface sewage disposal system was permitted after October 1, 2000, the
encroachment shall be corrected and brought into compliance with current Regulations and setback or buffer
standards before any additional permits or approvals may be issued by the Department.

(b) Before October 1, 2000: Where any encroachment of a system as defined above is discovered or revealed
and where the subsurface sewage disposal system was permitted prior to October 1, 2000 or is proved to
have legally been installed prior to October 1, 2000, the encroachment may be allowed to remain so long as
the requirements of this Subpart are met:

(1) The owner and/or applicant can demonstrate that the system was permitted or existed legally prior to
October 1, 2000;

(2) The system is not experiencing failure;

(3) The owner and/or applicant is not proposing any additions on the property that would result in additional
loading to the capacity of the system;

AND

(4) The owner and/or applicant is not proposing any additions to any structure served by the system of any
heated/cooled space or any additional plumbing fixtures.

(c) If Part 3, Subpart (b)(1)-(4), of this Subsection, can be demonstrated by the owner and/or applicant, then the
encroachment may be allowed to remain in place without bringing the system into compliance with current
Regulations, subject to the provisions of Part 4 below.

(d) In the event a permit cannot be located for whatever reason, so long as the Department can confirm on site
that the system is in place and not experiencing failure, then the Department may consider the following in
determining the legal existence of the system prior to October 1, 2000:

(1) Tax records of Williamson County; or

(2) Information provided by the owner and/or applicant such as an original building permit, documentation of
zoning permission, sales contract, contract with the original installer of the system or certificate of
occupancy.

Compliance

If a system is found to be a legal non-conforming system in accordance with the provisions of Part 3, Subpart
(b)(1)-(4) above, then the system may remain as is so long as the following do not occur:

(@) A failure of the system;

(b) A safety issue arises or is discovered by the Department that threatens the health or welfare of the residents
who utilize the system or the general public, such as but not limited to, the unsafe proximity of a system
component to a potable water source or the location of a dwelling overtop or invading any component of a
system, where component specifically includes any of those items listed in Section 4, Subsection A of these
Regulations;
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(c) The owner and/or applicant adds or proposes to add any heated/cooled space to the structure or dwelling;

(d) The owner and/or applicant adds or proposes to add any space to the structure or dwelling that would
increase the loading on the capacity of the system;

(e) The owner and/or applicant adds or proposes to add any additional plumbing fixtures to the structure or
dwelling;

(f) The owner and/or applicant is found to be in violation of the number of bedrooms permitted for use by the
system that cannot be returned to its original condition as originally permitted;

OR

(g) The owner and/or applicant is found to be in violation of the number of kitchens permitted for use by the
system and the additional kitchen(s) cannot be returned to its original condition as originally permitted.

Termination.
In the event any of the matters listed in Part 4, Subpart (a)-(g) of this Subsection is found or occur, then the
system'’s standing as a legal, non-conforming system will terminate and the system will be required to be brought

into compliance with the Regulations applicable at the time of termination. No additional permits or approvals
may be issued by the Department until the system is brought into compliance.
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SECTION 3

DEFINITIONS

(1) AASHTO - the American Association of State Highway and Transportation Officials.

(2)  Absorption Field - see Disposal Field.

(3) Accessible Community Sewer - a public sewer system not limited for use because of physical or other features as
determined by the Williamson County Board of Health.

(4)  Affidavit - a written declaration made under oath before an official such as a notary public.

(5) Alternating Valve - a device utilized to direct effluent flow to either of two or more separate sections/cells of a
conventional system absorption field. Alternating valves require periodic rotation by the homeowner in order to direct
effluent from one section of the absorption field to the other. The use of said device is to allow for periodic
resting/drying cycles for whichever field is not in use, thereby promoting longevity of the absorption fields.

(6) Alternative Methods of Disposal - a subsurface sewage disposal system, the construction, installation and
operation of which varies from that of a conventional subsurface sewage disposal system. See Section 19.

(7)  Alternative System - a general term used to describe either the Low Pressure Pipe (LPP) system or the Mound
system, both of which are considered to be alternative means of sewage disposal.

(8)  ANSI - the American National Standards Institute.

(9) Areal - pertaining to an area (i.e. an area of land).

(10) As-Built - documentation prepared by a licensed installer upon an official Department form, which illustrates the
configuration, placement and dimensions of the installed system components, denotes and verifies the type and
source of the materials and/or components utilized in the system construction and provides proof of the completion
of the required electrical inspection (where applicable).

(11) ASME - the American Society of Mechanical Engineers.

(12) ASTM - the American Society for Testing and Materials.

(13) Backup Area(s) - see Duplicate Area(s).

(14) Bedroom — Bedroom for the purposes of determining the size of a subsurface sewage disposal system shall mean
a room with certain features characteristic of bedrooms generally, which could include but are not limited to the
following: reasonable access to a full bathroom on the same floor or within half a floor, if the house has a split level,
adequate privacy to close off the room, and a minimum of 70 square feet in size. The presence or absence of a
closet shall not be determinative of whether a room is to be deemed a bedroom. In the absence of evidence that
conclusively establishes that a room is not a bedroom, the room in question may be deemed a bedroom. Any
proposed future rooms that possess the characteristics of a bedroom set forth above must be included for purposes
of determining the size of a subsurface sewage disposal system. The decision of the Department of Sewage
Disposal Management regarding whether a room shall be deemed a bedroom shall be final and dispositive.

(15) Boundary Survey - a map with lines delineating the boundaries of the proposed area or parcel of land, drawn to a
scale and degree of accuracy acceptable to the Department. This document must be prepared by a surveyor
licensed by the State of Tennessee.

(16) Buffer Zone - the distance between subsurface sewage disposal systems or subsystems required to alleviate the
impact of hydraulic overloading.

(17) Chemically Treated Sewage - sewage or waste containing human or animal excreta, in suspension or solution
which has been treated by the addition of chemicals (solvents, caustic compounds, olfactory modifiers, etc in order
to break down the fecal matter, liquefy solids content and mask odors). This applies but is not limited to waste
generated from recreational vehicles, travel trailers, portable toilets, mobile comfort stations, and any other toilet
facilities which rely on chemicals for their treatment methodology. Chemically treated sewage shall not be approved
for treatment via subsurface sewage disposal system methodology.

(18) Construction Permit - a written authorization issued by the Department allowing one of the following: the

construction, alteration, extension, or repair of a subsurface sewage disposal system.
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(19)

(20)

(21)

(22)

(23)

(24)

(25)

(26)

@7)

(28)

(29)

(30)

(1)

(32)

(33)

(34)

(35)

(36)

Controlled Distribution - a means by which, through the use of a device (e.g. a distribution box, pressure
distribution manifold, etc.), equal volumes of effluent are allocated and apportioned to individual sewage disposal
trenches or lateral lines of a subsurface sewage disposal system.

Conventional Subsubsurface Sewage Disposal System - a system that pretreats sewage by use of a septic tank
and applies effluent to the soil for disposal as described in Section 15.

County - Williamson County, Tennessee and/or the Government thereof.

Crossover Line - a closed pipe (non-perforated) laid on an undisturbed section of ground that conveys septic tank
effluent from one trench of higher elevation to a subsequent trench at a lower elevation.

Crown - an engineering term used to describe the top of a circular conduit or pipe.

Crown (i.e., to crown with soil) - the configuration of the final grade over a subsurface sewage disposal field area
into a convex shape to provide positive surface drainage in all directions away from said absorption field thus,
preventing ponding or accumulation of surface waters. As such, the final grade shall be shaped (i.e., crowned) so
that the area will shed, rather than accumulate surface water.

Cut Soils - soils in which some portion of the soil profile has been mechanically removed (i.e. typically with a
bulldozer) in such a manner that the subsoil is now exposed to the ground surface. Soils that have been cut are
generally unsuited for the installation of subsurface sewage disposal systems. See Cut Areas, in Appendix 1.

Department - the Williamson County Department of Sewage Disposal Management.

Device - an apparatus constructed to serve a particular purpose. The Department use of this term is generally used
to describe distribution boxes, pressure distribution manifolds, etc.

Director - the Director of the Williamson County Department of Sewage Disposal Management, his duly authorized
representative; and in the event of his absence or a vacancy in the office of the Director, the Deputy Director.

Disposal Field - that portion of a subsurface sewage disposal system (either Conventional or Alternative) that
directly distributes the septic tank effluent into the soil for absorption and treatment; the actual disposal field
contains a trench system utilizing pipe and gravel to distribute the effluent to the soil beneath the ground surface;
the disposal field area(s) may be either platted or unplatted.

Disposal Field Trench - a trench, excavated to specified dimensions and filled with a specified amount of porous
media (i.e. gravel) around a perforated pipe, in which sewage/effluent, from a septic tank or pump tank, is
conducted for dispersion, absorption, filtration and disposal. This term is used to describe the disposal field
component of a conventional septic system.

Distribution Box - a box-shaped device designed and utilized to separate and distribute effluent flows in order to
provide equalized dosing of individual absorption field trenches; it has an inlet hole, and several (3 or more) outlet
holes. The inlet hole is situated such that its invert is set at a specified elevation in the box and the inverts of the
outlet holes are all equally set at a lower specified elevation. With the device setting upon a level plane, the
predetermined hole arrangement allows for the introduction of effluent into the box through the inlet hole and, as the
liquid level rises, the subsequent equal dispersion of effluent through each individual outlet hole.

Domestic Kitchen - a home-based kitchen that meets the established operation requirements established in the
State of Tennessee Department of Agriculture Regulations Chapter 0080-4-11, in order to process non-potentially
hazardous foods for commercial sale, and shall not exceed 100 units of sale per week.

Domestic Septage - either liquid or solid material located within or removed from a septic tank, cesspool, non-
chemically treated portable toilet or treatment works facility that receive only domestic sewage. Domestic septage
does not include liquid or solid material removed from a septic tank, cesspool, or similar treatment works that
receives either commercial wastewater or industrial wastewater and does not include grease removed from any
grease trap. Effluent (liquid or solid material) received from holding tanks, discharged from recreational vehicles or
boats, or removed from chemically treated portable toilets is not considered to be domestic septage. See Section
30.

Domestic Sewage - human excreta, all water carried wastes and normal household wastes generated from
residences, offices, or other structures; domestic sewage does not include those waste waters containing
chemicals, heavy metals, excessive grease, paints, solvents, pesticides, oils, or other harmful or hazardous non-
biodegradable substances and materials.

Domestic Wastewater - see domestic sewage.

Drainage Improvement Practice - see Soil Drainage Improvement Practices.
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(38)

(39)

(40)

(41)

(42)

(43)

(44)

(45)

(46)

(47)

(48)

(49)

(50)

(51)

(52)

(53)

(54)

(55)

(56)

Duplicate Area(s) - the designated (either platted, or designated by the Department) area or areas platted or
designated for subsurface sewage disposal that shall be utilized for future septic system repair installations for that
property. Duplicate areas shall not be utilized for the initial septic system installation on any property. Duplicate
areas are sometimes referred to as backup areas or secondary areas.

Dwelling - any building utilized as a place for human inhabitation or as a place of residence requiring the use of
subsurface sewage disposal system methodologies; examples of such buildings may include houses, apartments,
etc.

Easement - a right, as a right of way, afforded a person to make limited use of another’s real property.
Effluent - see Sewage/effluent.

Effluent Brake - a device, constructed of PVC piping and fittings, placed between the end of a supply line and the
inlet to first disposal field trench. The device is designed to reduce the energy or impact of the pumped effluent from
the supply line before it enters the sewage disposal trench. See Appendix 14.

Electrically Assisted System (EAS) - a term used to describe any type of subsurface sewage disposal system, in
which a pump tank and a sewage/effluent pump are integral components of the septic system. See Section 16.

Elevated Sand/Soil Filter - that component of a Mound system which receives and treats the effluent from the
pump tank. This component acts in a manner similar to the disposal field of a conventional (field line trenches) or
LPP (lateral lines) system.

Emergency Relief Measures - temporary corrective measures, which can only be conducted by the property owner
in an emergency situation as defined in Section 24, Part A, Subpart 7(a) and (b). Such corrective measures are
limited to clearing of obstructed piping, removal of tank access covers to alleviate sewage from backing up or other
minimal attentions.

Estimated Absorption Rate - the rate of soil permeability as assigned, to areas of soil assessed for potential usage
for subsurface sewage disposal system installations, by an approved soil consultant. See Appendix 1.

Experimental System - any type of subsurface sewage disposal system not specified within the context of these
regulations. See Section 5.

Fall - negative slope (i.e., downward) from horizontal level.

Failing Septic System - a case where any type of septic system is malfunctioning, regardless of the cause, and/or
sewage/effluent is being discharged upon the ground surface.

Fill - excavated earth materials (i.e. soil and rock) transported (by any means, any amount of distance) and
deposited upon the earth’s surface through mechanical means.

Filter Fabric - a man-made material, of natural or synthetic fibers, used to cover the gravel media in a disposal field
trench. The fabric is utilized as a barrier to prevent soil material from settling into the void spaces of the gravel
media.

Grade - the rate of fall or rise of a pipeline or of the ground surface in reference to the horizontal plane.

Grade Board - one (1”) inch x six (6”) inch lumber boards, installed and properly supported on edge in the bottom
center of conventional subsurface sewage disposal system trenches to serve as both an aid in keeping the
corrugated drain pipe level, and as a spacer to keep the pipe six (6”) inches off of the trench bottom.

Gravity (GF) Flow - the natural movement of water (i.e. via gravity) from a position of higher elevation to a position
of lower elevation throughout the entire system.

Gravity Flow System - a conventional subsurface sewage disposal system which relies upon gravity flow as a
means of effluent dispersal throughout the entire system. See Section 15, Subsection D.

Grease - animal fats or vegetable oils which are discharged to a sewage disposal system or accumulated in
collection devices or traps that are associated with sewage disposal systems, conduits, sewers, plumbing fixtures,
and attachments. However, this definition shall exclude petroleum products, lubricants, silicones and greases of
mineral or synthetic origin.

Grease Trap - a pre-treatment device designed to intercept and retain grease present in sewage or other
wastewater.
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(58)

(59)

(60)

(61)

(62)

(63)

(64)

(65)

(66)

(67)

(68)

(69)

(70)

(71)

(72)

Holding Tank - an appropriately sized and constructed receptacle which is designed to receive and retain raw
sewage prior to disposal, when a disposal site is not accessible. May also be referred to as a Storage Facility.

Impermeable Material - any material which restricts the free movement of water, air, etc; (e.g., the plastic barrier
placed along the downslope trench wall of a curtain or interceptor drain).

Impervious Surface - any surface which restricts the free movement of water, air, etc and encroaches upon or is in
such proximity to a subsurface sewage disposal system so as to adversely affect its proper function. In the context
of these regulations this shall include, but shall not be limited to, gravel, compacted soil or clay, concrete, pavement,
structures/buildings, parking areas, artificial turf, etc. that will potentially interfere with the natural treatment
processes occurring within the subsurface sewage disposal system.

Individual Lot Assessment - a land assessment service provided by the Department. The Department staff will
attempt to locate a site on a parcel of land that will meet all provisions of these regulations to allow the permitting
and installation of a conventional subsurface sewage disposal system. See Section 27 and Appendix 6.

Inlet - a conduit (e.g. crossover line) or circular opening (e.g. hole in a septic tank or distribution box) providing a
means of entrance for sewage or effluent.

Installation Restrictive Characteristics - those land features which could potentially hinder or negatively impact
the proper installation of subsurface sewage disposal systems as described within the context of these regulations;
such examples may consist of, but not be limited to: topographical considerations, landscape features and soil
properties.

Installer of Subsurface Sewage Disposal Systems - a person who installs, constructs, repairs, alters or extends a
subsurface sewage disposal system. This person shall be licensed or qualified as exempt in accordance with
Section 24. The term “installer” or “licensed installer” wherever used in these Regulations and any Appendices
thereto, shall include the licensed installer or any property owner or tenant exempt in accordance with Section 24
and therefore acting as the installer, except in Section 25, where the terms installer or licensed installer do not
include the exempt property owner or tenant.

Invert - an engineering term used to describe the bottom of a circular conduit or pipe.

Knockout - a potential access hole which is a thin section of concrete preformed in a septic tank which can be
removed to allow insertion of a four to six inch diameter pipe.

Land Assessment - the processes, practices and techniques utilized to evaluate the soils present on a parcel of
land to determine whether or not those soils will support the installation of a subsurface sewage disposal system.
This term is not to be confused with the term Individual Lot Assessment (see definition).

Lateral Line - a trench, excavated to specified dimensions and filled with a specified amount of porous media (i.e.
gravel) around a small diameter PVC pipe (perforated at predetermined intervals), in which sewage/effluent, from a
pump tank, is conducted for dispersion, absorption, filtration and disposal. This term is used to describe the disposal
field component of a LPP septic system; as well as the disposal bed component of a mound system.

Legend - a systemized identification list, required on all plats and soils maps, describing pertinent symbols and their
related meanings.

Level - (as in a trench) where by the elevation of the trench bottom at the inlet end, the trench bottom elevation at
the outlet end and the elevation of the trench bottom at all points in-between are exactly the same; level as in flat or
even along a horizontal plane; containing no rise or fall from one end to another or at all points in between.

License - written authorization issued by the Department to individuals approved by the Department to engage in
such businesses as stated, but not limited to the following: removal, disposal and treatment of accumulated wastes
from subsurface sewage disposal systems, or those individuals engaged in the construction, alteration, extension,
or repair of a subsurface sewage disposal system.

Liquid Capacity - the actual or real holding capacity of a septic tank or pump tank and being measured as the
volume of the tank, setting upon a level plain, being equal to the level of the invert of the tank outlet. The portion of
the total tank volume, which exists above the invert of the outlet (i.e. the air-space of the tank), shall not be
considered as being a portion of the liquid capacity of a tank.

Lot - a part of a subdivision or a parcel of land intended for the building of a single house, building, or other

development, as defined in the context of these regulations, where subsurface sewage disposal systems are
proposed to be used.
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LPP System - a Low Pressure Pipe septic system; an alternative method of subsurface sewage disposal which
pretreats sewage by use of a septic tank and applies effluent to the soil as described in Appendix 3.

Manifold (pressure rated) - that portion of a pump-reliant subsurface sewage disposal system which receives
effluent from the supply line and equally conveys it to all field or lateral lines for distribution throughout the
absorption field trenches.

Media - a substance (i.e. the gravel in a disposal field trench, lateral line or the sand and soil in a mound system)
through which sewage/effluent is transmitted or carried.

MLPP System - a Modified Low Pressure Pipe septic system; an alternative method of subsurface sewage disposal
which utilizes low pressure pipe system technology in addition to requiring the importation and incorporation of
compatible soil fill material to the absorption field as described in Appendix 3.

Mound System — a Mound septic system; an alternative method of subsurface sewage disposal which pretreats
sewage by use of a septic tank and applies effluent to the soil as described Appendix 4.

NEC - the National Electrical Code (sponsored by the NFPA).

NEMA - the National Electrical Manufacturer's Association.

NFPA - the National Fire Protection Association.

NRCS - the Natural Resource Conservation Service; a branch of the United States Department of Agriculture.

NSF - the National Sanitation Foundation.

Non-domestic Sewage - human excreta, all water carried wastes, and any other wastes generated from structures,
which as a result of their operation, contain chemicals, heavy metals, greases, paints, solvents, salts, pesticides,
herbicides, or other harmful or hazardous non-biodegradable substances; non-domestic sewage cannot be treated

by subsurface sewage disposal system methodologies.

Outlet - a conduit (e.g. crossover line) or circular opening (e.g. hole in a septic tank or distribution box) providing a
means of exit for sewage or effluent.

Oversized Bathing Fixtures - bathing fixtures (i.e. Jacuzzi tubs, garden tubs, whirlpool tubs, spa tubs, etc...) which
exceed standard capacity (i.e. greater than 30 US gallons measured to the overflow drain or the maximum capacity)
shall be considered oversized.

Percolation - the movement, generally in a downward direction, of water through soil.
Percolation Rate - the rate at which water moves into the soil as determined by a percolation test. See Appendix 2.

Percolation Test - a method of determining the suitability of an area, proposed for subsurface sewage disposal
use, by testing for the rate at which the undisturbed soil, utilizing a series of test holes, will absorb water per unit of
surface area. See Appendix 2.

Perforated Pipe - in reference to corrugated polyethylene pipe; pipe containing holes or slots/slits arranged in a
uniform pattern throughout the pipe’s entirety for the infiltration or exfiltration of water or wastewater; typical
applications of this type of pipe, within the context of these regulations, include conventional system field line pipe
and drainage pipe; See Appendix 12.

Permit - see Construction Permit.

Person - any and all persons, including individuals, firms, partnerships, associations, public or private institutions,
municipalities, or political subdivisions, or officers thereof, departments, agencies, or instrumentalities, or public or
private corporation or officers thereof, organized or existing under the laws of this or any other county, state or
country.

Pit Privy - a structure and/or excavation for the disposal of human excreta by non-water carriage methods.

Plans - any documents required by the Department utilized in the process of carrying out these regulations. Plans
may include, but not be limited to: affidavits, applications, boundary surveys, engineering designs, plats, site plans,
soil maps and topographic maps.

Plat - a map or other graphic representation drawn to a scale acceptable by the Department, of a piece of land
subdivided into lots, showing, but not limited to: streets, waterlines, lot lines, sewage disposal areas, etc.
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(110)
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Positive Drainage Outlet - the point at which the discharge from a drain will flow continuously away from the drain
and shall not be impeded by natural, surrounding gradients or by any artificial means. This may necessitate the
procurement of an off-site drainage easement in order to achieve the desired results.

Positive Drainage Plan - a plan which shows how all free water, both surface and subsurface, is removed from an
area (e.g. lot, subdivision, etc.) by gravity (even acquiring off-site easements where necessary).

Pressure Distribution Manifold - a device constructed of PVC pipe, PVC pipe fittings and metal gate-valves, that
will provide equally apportioned amounts of effluent to each individual conventional disposal field trench when the
effluent is being pumped under pressure into the device.

Primary Area - the actual physical land area, (either platted, or designated by the Department) that, on every
property permitted for the installation of a subsurface sewage disposal system, shall be utilized for the initial septic
system installation for said property.

Projected Daily Wastewater Flow - the expected total daily volume sewage flow, expressed in gallons per day
(gpd), discharged from any and all structures; this figure shall be used as the design flow rate for all system designs;
See Appendix 7.

Public Sewerage System - the conduits, sewers, and all devices and appurtenances by which sewage is collected,
pumped, treated and disposed of all of which are owned and operated by a homeowners’ association, municipality,
utility district or other legally constituted agency of government.

Pump (P) System - a term used to describe a conventional subsurface sewage disposal system, in which a pump
tank and a sewage/effluent pump is an integral component of the septic system. Pump systems are utilized when
the elevation of any portion of the designated conventional subsurface sewage disposal system area is located at a
higher elevation than the invert of the septic tank outlet. See also Electrically Assisted Systems. See Section 15,
Subsection 8, Part (b).

Pump Tank - an appropriately sized watertight receptacle which houses a sewage/effluent pump and stores
sewage/effluent from a septic tank until it is pumped to a disposal field.

PVC - a type of plastic made of polyvinyl chloride which is smooth, lightweight, resistant to corrosion, and chemically
inert. The term is also used to describe the type of plastic products (i.e. piping, fittings, etc.) that are to be utilized in
the construction of septic systems in Williamson County.

Raw Sewage - all water-carried waste and excreta, the origin of which may be household, human or otherwise, in
addition with any such ground or surface water as may be present which has not been properly treated and
disinfected to such a degree which shall render it harmless, so as to pose no threat or danger to the health and well
being of persons and/or the environment.

Recertification - a service provided by the Department, for a specified fee, in which a representative of the
Department makes an actual on-site investigation of a property having a structure being served by an on-site
subsurface sewage disposal system (of any type) in order to determine whether or not the existing septic system is
failing and if any portion of the system and its related duplicate areas has been encroached upon by any
unauthorized structures or property improvements.

Recertification Letter - a written report, in the format specified by the Department, containing the findings from a
recertification investigation.

Restriction - limiting conditions or constraints placed upon the use of a parcel of land where a subsurface sewage
disposal system is proposed; said restrictions are required as a condition of Department approval.

Restrictive Covenant - that document which restricts the use of a parcel of property(ies) by its owner and specifies
the obligations and responsibility of the owner regarding said property. Said restrictive covenants run with the land.

Rise - positive slope (i.e., upward) from horizontal level.

SSPMA - the Sump and Sewage Pump Manufacturer's Association.

Secondary Area(s) - see Duplicate Area(s).

Septage - a combination of organic sludge, liquid and scum which accumulates in septic tanks.

Septic System - another term for subsurface sewage disposal system.
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Septic Tank - an appropriately sized and constructed watertight receptacle which receives the discharge of
sewage. Additionally, septic tanks shall be designed and constructed so as to permit the settling of solids from the
liquid, digestion of organic matter by detention while retaining the floating solids, and discharging of the liquid
portion.

Septic Tank Effluent - see Sewage/effluent.

Septic Tank Pumping Contractor - any person engaged in the business of removing or disposing of the sludge
and liquid contents of septic tanks or holding tanks.

Sewage - human excreta, all water carried wastes, and household wastes from residences, buildings, or
commercial and industrial establishments. This includes, but is not limited to, domestic septage, raw untreated
sewage and chemically treated sewage.

Sewagel/effluent - the partially treated liquid portion of the sewage which is discharged from a septic tank.

Sinkhole - a closed depression in the land surface, generally in a region underlain by carbonate rock (typically
limestone), connecting with subterranean passages developed by the solution of the joints and bedding planes in
the bedrock.

Sleeve - a section of PVC pipe of a larger diameter used to protect or encase another section PVC pipe of a smaller
diameter; example: when a 2” PVC supply line is crossing under a driveway, it will be sleeved with a Section of 3”
PVC.

Slope - the rate of fall or rise of the ground surface in reference to the horizontal plane.

Soil - a natural, three-dimensional body at the earth’s surface capable of supporting plants. It has properties
resulting from the integrated effect of climate and living matter acting on earthy parent material, as conditioned by
relief over periods of time.

Soil Buffer Zone - term used to describe the additional soil area which surrounds the actual soil area utilized for the
installation of the disposal field; the purpose of this additional soil area is to reduce the potential for hydraulic
overloading to the soil within the confines/limits of the actual disposal field by providing a safety zone of permeable
soil around said area.

Soil Drainage Improvement Practices - synonymous with soil improvement practice. The Department use of this
term is specifically used to describe soil improvement practices that specifically address and remediate soil drainage
problems.

Soil Improvement Practices - corrective techniques, within specified limits, to soil area(s) designed to overcome
naturally occurring soil characteristic deficiencies in order to allow the successful utilization of said soils for
subsurface sewage disposal system purposes; See Appendix 1.

Soil Injection - the injection of domestic septage below the surface of the soil.

Soil Incorporation - the disking or plowing of the soil at a domestic septage disposal site, within six (6) hours of
land application of domestic septage, so that no domestic septage is present on the surface of the soil.

Soil Map - a graphical representation showing the distribution and delineation of soils, on a parcel of land, in
relation to the physical and cultural features of the earth’'s surface. See Appendix 1 for detailed information
regarding the types of maps which are acceptable for use by the Department.

Soil Mapping - the systematic examination of soils in the field, their description and classification, the mapping of
the kinds of soils or miscellaneous areas showing the distribution of soils in relation to the physical, cultural and
special features of the earth's surface and the interpretation of the soils and site characteristics for their suitability for
subsurface sewage disposal or to determine if the areas are eligible for percolation tests. See Appendix 1 for
detailed information regarding the types of maps which are acceptable for use by the Department.

Soil Modification - the addition of compatible soil fill material (i.e. soil materials that have the same textural
components as the existing soil in the area designated for subsurface sewage disposal system use), a minimum
and maximum of 6 inches, over the area to be utilized for subsurface sewage disposal system use, in order to
create an appropriate soil profile depth. This practice is restricted for use with alternative sewage disposal systems
only.

Soil Remediation - corrective measures, within specified limits, to remedy man-made soil deficiencies in order to
allow the successful utilization of said soils for subsurface sewage disposal system purposes; examples of such
measures include, but are not limited to, subsoiling compacted soils or removing fill material; See Appendix 1.
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Soil Series - a group of soils that have characteristics that are almost alike, except for differences in texture of the
surface layer or of the underlying material. All the soil of a series have horizons that are similar in composition,
thickness and arrangement.

Soil Variant - a soil having properties sufficiently different from those of other known soils to justify a new series
name, but occurring in such a limited geographic area that creation of a new series is not justified. Soil variants will
generally require a different and/or specific interpretation for subsurface sewage disposal system use. See
Appendix 1 for detailed information regarding the types of maps which are acceptable for use by the Department.

Standing Permit - a permit that has been prepared by the Department and obtained by the recipient (i.e. signed by
the recipient), thus being considered as the permit issued to allow the installation of a subsurface sewage disposal
system on the recipient’s property.

Storage Facility - see Holding Tank.

Structure - within the context of these regulations: any building utilized for non-residential dwelling requiring
subsurface sewage disposal system usage; examples of such buildings may include barns, sheds, out-buildings,
commercial facilities, etc.

Subdivision - a tract or parcel of land divided into two (2) or more lots, sites or other division for the purpose of
immediate or future building of dwellings, buildings or other mobile or permanent structures where subsurface
sewage disposal systems are to be used. Subdivision does not include a division of any tract or parcel of land into
two (2) or more tracts or parcels when such parts are five (5) acres or larger in size.

Subsurface Sewage Disposal System (SSDS) - a system (private, public and/or community) which receives
sewage and relies upon on-site domestic wastewater treatment technologies for disposal of said sewage. Included
within the scope of this definition, but not limited to, are the following: septic tank absorption systems, privies, non-
chemical type toilets and other similar systems. However, a subsurface sewage disposal system does not include a
sewerage system regulated under Part 1 of T.C.A. Title 68, Chapter 221, and T.C.A. Title 69, Chapter 3.

Supply Line (pressure rated) - that portion of a pump-reliant subsurface sewage disposal system which conveys
effluent from the pump tank to the manifold for subsequent distribution to the disposal field trenches.

Swelling - a condition caused by the intrusion of water into the individual clay particles.
Switch Valve - see Alternating Valve.

System - a popular generalized term used to describe any type of subsurface sewage disposal system, and all of its
related components, in any context.

T.C.A. - Tennessee Code Annotated.

Tight Line - that portion of non-pressurized piping which conveys water or effluent from one point to another via
gravity flow; for example: pipe from the septic tank to the absorption field in a conventional gravity flow system or
pipe from a curtain drain (or other similar drain) to its point of discharge.

Topographic Map - a map which shows the actual physical features of the landscape with contour lines at sufficient
intervals to permit determination of proposed grades and drainage.

USDA - the United States Department of Agriculture.
UL - the Underwriter’s Laboratories.

Utility - a service providing system, either public, private or cooperatively owned, which delivers life-style supporting
necessities including, but not limited to: water, electrical power, sanitary sewer or sewage treatment, drainage
and/or storm sewers, steam power, gas, telephone, telegraph, or cable television service through a system of pipes,
conduit, cables, or wires, devoted to the delivery of said necessities; this definition shall include all portions,
features, and appurtenances of such a system; within the context of this definition for these regulations, subsurface
sewage disposal systems and their related components shall be considered as a utility.

Vicinity Map - a small generalized map, which may or may not be to scale, placed on a larger map to show the
location of the parcel of land in question. The vicinity map indicates the region near or about that parcel of land and
its proximity to prominent and established landmarks.

Void - to render invalid and useless with no legal effectiveness.
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(151) Wastewater Characterization Data - analytical information regarding a wastewater stream necessary for
Departmental evaluation in order to ascertain its appropriate treatment methodologies; such data may include, but
not be limited to: average daily flows, flow variations, wastewater strength (i.e. pollutant concentrations), presence
and quantities of foreign constituents (i.e. grease, fiber, chemicals, hair, salts, soaps, etc.) or any other potentially
detrimental characteristics rendering it unsuitable for subsurface sewage disposal treatment.
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SECTION 4

USE OF SUBSURFACE SEWAGE DISPOSAL SYSTEMS

The information in this section describes what a subsurface sewage disposal system is and the circumstances in which the
use of such shall be required.

A.

What Constitutes a Subsurface Sewage Disposal System

A subsurface sewage disposal system, as defined in Section 3, is a system (private, public and/or community) which
receives sewage and relies upon on-site domestic wastewater treatment technologies for disposal of said sewage.
Included within the scope of this definition, but not limited to, are the following: septic tank absorption systems, privies,
non-chemical type toilets and other similar systems. However, a subsurface sewage disposal system does not include
a sewerage system regulated under Part 1 of T.C.A. Title 68, Chapter 221, and T.C.A. Title 69, Chapter 3.

Septic tank absorption systems, conventional or alternative, shall be considered as a utility within the context of these
regulations, as outlined in Section 3. As such they shall include all portions, features, and appurtenances of the
system.

A subsurface sewage disposal system includes, but is not limited to,

e The designated/platted disposal field areas;

e The tank(s) and components contained therein;

o All sewage/effluent-carrying piping and/or associated distribution devices;
e All disposal field trench components;

e All required electrical components;

e All required soil drainage improvement practices.

When and Where Septic Systems are Required

1. The use of individual subsurface sewage disposal systems is required where public sewerage services, provided
by municipality, county or other governmental entity, or a public or private utility, is not available to serve a parcel
of land.

(@) Where a land parcel lies within the boundaries of an incorporated city or town in Williamson County, and
where that government entity provides public sewerage services, the Department shall require that any
structures proposed to be constructed on such properties be connected to the public sewer system at the
expense of the property owner.

(b) The Department will not begin the septic system permit application process for any property owner until that
individual has provided proof, in writing, from the city or town government that their property cannot be
physically served, due to a valid technical reason, by the sewer system. Furthermore, this letter is to be
authored and/or signed by the official or officials that direct or administer the sewer system for that city or
town.

(c) The Department shall not consider the monetary cost, that a property owner would incur, involved in
connecting to a sewer system to be a valid technical reason as to why a structure on a property cannot be
connected to that system.

(d) The Williamson County government does not, at present, own or operate any type of public sewerage
collection and treatment facility, therefore the use of septic systems in the unincorporated portions of the
county is required, unless a neighboring sewer system is available.

2. The Department shall require that each individual structure constructed on a parcel of land, being served with
running water, be served with its own septic system. A septic system is designed to accommodate a single
structure only, and it is a violation of these regulations for two or more structures to be connected to a single
septic system.

3. The use and configurations of structures, that are either proposed or exist at this present time, vary. Additionally,
the type, size, necessary components and configuration of any subsurface sewage disposal system will be
directly affected by the type of structure that is intended to be served by said system. Therefore, the Department
shall have the authority to assess a proposed or existing structure to make a determination as to:
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(@) Whether or not the structure shall require the use of a septic system.
(b) How many septic systems shall be required to serve a structure.
(c) What type of septic system shall be necessary to properly serve a structure.

(d) The type of additional components (e.g. grease traps, distribution boxes, etc.) that would be required to
ensure the proper functioning of a septic system.

(e) What type of land assessment procedure shall be utilized for a particular parcel of land.
C. Structures Requiring the Use of Septic Systems

1. The Department shall require that a septic system be constructed to serve any type of structure (e.g. house, barn,
shop, pool house, etc.), containing any type of plumbing fixtures (e.g. toilet, sink, shower, etc.), that is served by
running water, regardless of the water source (e.qg. utility district, well, spring, etc.).

(a) Additionally, structures that contain any type of water collection and/or piping system to remove used water
or any water-carried waste (i.e. waste water generated from sources other than from typical restroom-type
plumbing fixtures) from that structure (e.g. floor drain system in a garage, horse washing stall in a barn, dog
kennel, etc.) creating a point-source discharge, shall be required to have a septic system to dispose of such
wastewater.

(b) The Department shall make the final determination as to whether or not the wastewater from the
aforementioned type of collection system, in a particular structure, will necessitate the use of a separate
septic system for disposal.

2. Any structure utilized as a dwelling for human occupants, which is considered by the Department to have more
than one living area (e.g. a duplex, a house containing an apartment, apartment building, etc.) shall be required to
have a separate, individual septic system installed to serve each living area.

(@) The number of living areas contained in one structure shall be determined by the number of kitchen facilities
contained within said structure.

(b) Should the actual number of living areas in a structure be unclear, the Department reserves the right to
require that the property owner provide to the Department, an assessment of such in writing, from the
Williamson County Building and Codes Department, as to the number of living areas a structure contains.

(c) The methodology used in prescribing the septic system requirements for an additional living area shall be the
same as in the assessment process used for a structure containing one living area (i.e. a single-family
dwelling).

3. Any structure utilized as a shelter for animals and also containing a dwelling, office, restroom, any combination of
aforementioned factors or any other wastewater generating facility for human occupants (e.g. a barn containing
an apartment, a horse barn with a wash stall and a restroom facility, etc.) shall be required to have separate,
individual septic systems installed. One septic system shall serve to dispose of all human generated wastewater
and the other septic system shall serve to disposal of all wastewater generated from the processes of animal
care.

D. Location of a Septic System

The location and/or placement of a subsurface sewage disposal system (i.e. septic tank, disposal field, any other
required components, etc.) shall be entirely upon the same land parcel as is the structure for which it is designated to
serve, in accordance with all provisions of these regulations. A septic system shall not be located or placed, wholly or
in part, upon another parcel of land. However, should circumstances necessitate that the placement of a proposed
septic system be located upon a different parcel of land, no Construction Permit shall be issued until such time that a
property owner has submitted, to the Department, an accurately prepared (i.e. surveyed, described and platted),
properly approved (i.e. approved by the Department of Sewage Disposal Management and the Williamson County
Planning Department, where applicable) and legally implemented/executed easement document which allows the
placement of said septic system upon the nearby or neighboring property.

Additionally, once a septic system has been permitted, constructed and approved by the Department, on a parcel of
land, it shall be unlawful to separate said system from its initial parcel of land (i.e. the land parcel upon which the
septic system was permitted, constructed and approved) by the placement or creation of a property line between the
system and the structure it serves, unless a proper easement (as described above) is implemented.
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SECTION 5

TYPES OF SUBSURFACE SEWAGE DISPOSAL SYSTEMS AUTHORIZED FOR USE
The Williamson County Department of Sewage Disposal Management and the Williamson County Board of Health,
provides that the types of subsurface sewage disposal systems outlined in this section may be utilized for the purposes of
on-site sewage disposal. The Department shall have the authority to designate which type of subsurface sewage disposal
system is appropriate for any property within the boundaries of Williamson County.
A. Types of Systems Authorized for Use
The only types of subsurface sewage disposal systems that shall be considered for enacting repairs of subsurface
sewage disposal systems, for use with new construction, or for use with the placement of new structures (i.e.
manufactured structures, buildings, homes, etc.), are:
1. Conventional systems - See Section 15
2. Low Pressure Pipe systems - See Appendix 3
(@) Standard LPP (LPP) system - not requiring soil modification
(b) Modified LPP (MLPP) systems - requiring soil modification
3. Mound systems - See Appendix 4
The Department shall not permit nor allow the use of any other type of subsurface sewage disposal system.
B. Experimental Systems
1. Use of Experimental Systems
The use of experimental subsurface sewage disposal systems is restricted to use on properties for repair
purposes only, where existing structures, buildings or homes, have non-functioning or non-existent subsurface
sewage disposal systems, and there does not exist, on said properties, the proper soils conditions to allow for an
installation of a subsurface sewage disposal system so as to be in accordance with the provisions of these

regulations.

At present, the only types of experimental subsurface sewage disposal systems allowed for use, under the
aforementioned conditions, are:

(@) Modified Wisconsin Mound systems - See Appendix 4
(b) MLPP systems with Extra Modification (MLPP/EM) - See Appendix 3
2. Legal Requirements

In cases where an experimental sewage disposal system is necessary to bring a property within compliance of
these regulations, this Department shall require the implementation of a legal agreement between the property
owner and the County, and the implementation of a Restrictive Covenant. The Restrictive Covenant shall be
attached to the deed of property in question. The restrictive covenant is implemented to identify the fact that the
property is being served by an experimental sewage disposal system, which is a non-standard means of on-site
sewage disposal.

In addition to the aforementioned requirements, the use of the experimental system must also be approved by the

Williamson County Board of Health. Board approval shall be given prior to the issuance of a permit by the
Department allowing the construction of the experimental system on a property.
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SECTION 6

PIT PRIVIES AND COMPOSTING TOILETS

The approved use of pit privies and/or composting toilets shall be subject to approval by the Williamson County Board of
Health and shall require the proper implementation of a restrictive covenant, deed restriction and/or agreement by the
property owner.

A. Pit Privies

1.

A pit privy shall not be approved or permitted, as a primary means of sewage or human waste disposal, for any
structure or facility where said structure or facility is supplied with running water, via any type of plumbing system,
regardless of the water source (i.e. well, spring, cistern, public utility, etc.). See Section 4.

The use of pit privies shall be restricted to:

@
(b)

(©)

(d)

Parcels of land in excess of ten (10.01+) acres in size.

Parcels of land where no habitable or permanent structures are present (i.e. structures subject to permanent
human habitation).

Parcels of land where if any type of permanent structures exist, said structures do not:

(1) Have a permanent source of electricity from an electric utility provider.

(2) Have or contain any type of interior plumbing systems.

(3) Have a source of running water (potable or non-potable).

(4) Serve as a place of human habitation for more than thirty (30) continuous days in a calendar year.

Pit privies may be considered for approval by the Department, for use on parcels of land supporting
agricultural business activities. The use of a pit privy is to be limited to day-use of farm workers or
employees. When the use of a pit privy is requested for such properties, the Department shall assess the
proposed site to see that the following criteria are meet:

(1) The property subject to said agricultural business use, is in excess of twenty-five (25.01+) acres in size.

(2) The pit privy shall be placed in a location that is a minimum of two hundred-fifty (250) feet or more away
from any structure containing a restroom facility.

Pit privies, when and where specifically approved for use by the Department, shall be constructed:

@

(b)

(©)
(d)
(e)

®

At a site designated by the Department.
(1) There shall be a minimum of five (5) feet of soil depth at the proposed pit privy site.

(2) There shall be no indications (i.e. soil characteristics) of a water table, permanent or seasonal, in said
soil at the proposed pit privy site.

In accordance with all specifications (i.e. specified pit dimensions, construction materials, etc.) outlined and
documented by the Department.

At a distance of seventy-five (75) feet or more from a water supply (i.e. a well, spring, cistern, etc.).

At a distance of fifty (50) feet or more from a property line.

At a distance of twenty-five (25) feet or more from surface stream/drainway or water course of any type. The
Department Soil Scientist shall determine if a greater distance of separation will be required between a privy

location and a surface stream/drainway or water course.

At a distance of twenty-five (25) feet or more from any structure other than that as described in Part 2,
Subpart (d)(2), of this Subsection.
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B. Composting Toilets

1.

A composting toilet shall not be approved or permitted, as a primary means of sewage or human waste disposal,
for any structure or facility where said structure or facility is supplied with running water, via any type of plumbing
system, regardless of the water source (i.e. well, spring, cistern, public utility, etc.). See Section 4.

Any property, where the use of a composting toilet is proposed, shall meet all criteria for the installation and
construction of an approved type of subsurface sewage disposal system in accordance with all provisions of these
regulations.

Composting toilets must be certified by the National Sanitation Foundation (NSF) to be in compliance with NSF

Standard 41, and be published in their Listing of Certified Wastewater Recycle/Reuse and Water Conservation
Devices before they may be considered for disposal of human excreta by non-water carriage methods.
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SECTION 7

PERMITS

A. Construction Permit

No person shall construct, alter, extend, modify or repair, either alternative or conventional subsurface sewage
disposal systems, within Williamson County, unless he/she holds a valid Construction Permit issued by the
Department. The recipient of a permit for construction of a subsurface sewage disposal system shall be responsible
for adhering to the construction requirements of these regulations.

1.

Stipulations of the Construction Permit

All specific conditions as prescribed on the permit and any related documentation (engineered design plans,
written reports by Department personnel, etc.) are vital to the protection of the public health and welfare. As a
recipient of the permit, said recipient agrees to have the system constructed in accordance with provisions and
conditions of the permit and the rules, regulations and polices governing the installation of all subsurface sewage
disposal systems.

Issuance of Construction Permits in Incorporated Cities or Towns

The Department shall refuse to grant a permit for the construction of a subsurface sewage disposal system where
there exists an accessible public sewerage system. Where a public sewerage system is in place and could
potentially provide service to the property in question, the property owner shall provide a written statement of
sewer ineligibility from the utility entity to the Department, prior to making application for a subsurface sewage
disposal permit. See Section 4, Subsection B.

Aspects of the Application of a Construction Permit

Due to the fact that Williamson County possesses a wide and diverse range of soils, geologic and topographical
conditions, each parcel of land shall be carefully assessed on a site specific, individual basis. The final
determination for the proposed usage of all subsurface sewage disposal systems shall rest solely with the
Williamson County Department of Sewage Disposal Management with all factual information being taken into
careful consideration before any approval is given.

The Williamson County Department of Sewage Disposal Management retains the right to place specific
restrictions, require additional information, specify and determine the size and site location of all dwellings and
facilities and their related appendages where the usage of subsurface sewage disposal systems are proposed.

Williamson County has an established community development (i.e. Zoning, Planning, & Building Codes) and
county-wide building permit program. No proposed usage of a subsurface sewage disposal system shall be
permitted without the applicant first demonstrating compliance with the rules and regulations of other branches of
Williamson County Government governing the proposed construction.

See Appendix 6 for the standardized Construction Permit application procedure. There may exist cases where the
actual procedure may vary. Such determinations shall be made by the Department upon a staff review of the
specific site and soil conditions on a parcel of land where an application for a Construction Permit has been
made.

Construction Permits for Temporary (Un-certifiable) Repairs

A Construction Permit issued by the Department for a temporary repair shall only be construed as a means of
providing temporary relief of the failing condition of the system and shall be duly noted as such on said repair
Construction Permit. See Section 34, Subsection D.

Terms of the Issued Construction Permit

The permit issued by the Department shall be construed as an agreement between the permit recipient and
Williamson County. As such, the recipient (i.e. the individual who has placed their signature upon said permit to

accept the permit) of the permit is acknowledging the contents and stipulations placed upon the permit document
by the Department.
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Once a permit is obtained (i.e. signed) by the recipient, the permit document information (including all contents,
stipulations, and requirements pertaining to the subsurface sewage disposal system installation) shall stand as
issued and shall represent the specific subsurface sewage disposal system requirements, for the permitted
property, to be fulfilled by said recipient in accordance with the provisions of this Subsection.

Changing a Standing Construction Permit

A Standing Permit shall be defined as a construction permit that has been prepared by the Department and
obtained by the recipient (i.e. signed by the recipient), thus being considered as the permit issued to allow the
installation of a subsurface sewage disposal system on the recipient’s property. The provisions of this Subsection
shall apply each and every time there is a proposed change to a standing permit.

@

(b)

©

(d)

Individuals Authorized to Request a Permit Change

Only the permit recipient shall be allowed to request a permit change from the Department. Such requests
shall not be accepted from any other individuals (i.e. design engineers, septic system installers, etc.)

Request to Change the Standing Permit

Should any permit recipient wish to request a change in the standing permit, such requests shall be made in
writing. The request shall state the specific reasons for the proposed change.

Conditions Under Which a Change Will be Considered

(1) Said written requests shall only be considered where the permit recipient has presented a valid technical
justification, as determined by the Department, for changing said standing permit. Any reasons
pertaining to the cost of installing a permitted system shall not be considered as valid technical
justification.

(2) Said written requests shall only be considered for properties where the construction of the permitted
subsurface sewage disposal system has not been started (i.e. not one septic system part or component
has been constructed or any excavations for any septic system part or component has been made).

Department Procedure

The Department shall review the recipient’s written request (i.e. make a field review of the permitted site and
review all file documentation). The Department shall have the authority to either approve or deny such
requests.

(1) Request Denied

Where the Department has reviewed said request for a change of a standing permit and cannot
determine that there exists a valid technical justification, said request shall be denied, and the conditions
of the standing permit shall be implemented in full.

The request shall automatically be denied should the Department find that any construction, or evidence
of construction, of any portion or part of a septic system has been started on the permitted site or

property.
(2) Request Approved

Prior to the Department preparing a new Construction Permit for issuance, the individual that has
requested the permit change shall have had any and all required documentation (i.e. required plat
revisions, alternative system designs, revised alternative system designs, percolation test
documentation, soil mapping documentation, etc.) as specified by the Department, prepared, completed
and submitted for Department review and approval prior to completing the following procedures:

(i) Where the Department has reviewed said request for a change of a standing permit, the Department
shall prepare another set of permit documents for the site or property.

(i) The permit recipient shall be required to bring his/her originally obtained permit documents to the

Department offices, and turn in said documents to the office staff. Those documents will be marked
and denoted as Void.
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(iif) The individual shall be required to pay the appropriate permit fees (i.e. the required fees for the type
of septic system permit they are to receive) for the newly prepared permit documents.

No credit shall be allowed for any previously paid permit fees. The individual obtaining the changed
permit shall be required to pay the current fee, in full, for the type of permit that is being obtained.

(iv) Once the permit fee is paid to the Department, the individual will sign the new permit form, and any
other required permit documentation (e.g. affidavits, etc.) associated with the permit, thus becoming
the recipient of the new permit.

(e) Subsequent Requirement of the Use of Sewage/Effluent Pumps

In cases where the use of a sewage/effluent pump has become necessary to complete the installation of a
conventional subsurface sewage disposal system, the permit recipient shall be required to obtain the required
State electrical permit, and submit a copy of said permit to the Department. Other than a copy of this
electrical permit, no written request for this type of permit change will be required. Once the permit recipient
has the proper electrical permit, said recipient shall be required to fulfill all requirements as outlined in Part 6,
subpart (d) (2), of this Subsection.

Persons Authorized to be the Recipient of a Construction Permit

The Construction Permit for any parcel of land (i.e. platted lots or unplatted lots) shall only be issued to the
property owner, land developer, building contractor or a legally designated or appointed representative or agent of
any of the aforementioned persons.

The Department reserves the right to require that the person seeking to obtain a Construction Permit provide
proof of property ownership or proof that said person has the legal authority to act on behalf of said property
owner.

Denial of Construction Permit Issuance

The Department shall have the authority to deny the issuance of a Construction Permit for a parcel of land. Where
the Department, upon reviewing all land assessment documentation (i.e. soil maps, percolation tests, etc.), has
determined that the site and/or soil conditions (or any other pertinate criteria/conditions) upon a parcel, do not
meet the standards/provisions of these regulations, a permit shall not be issued to the applicant of said permit.

Expiration of Construction Permits
The Construction Permit shall have an expiration date effective three (3) years from the date of issuance. All

Construction Permits issued prior to February 4, 1990 expired on June 30, 1996 pursuant to State of Tennessee
Regulations to Govern Subsurface Sewage Disposal Systems, 1200-1-6-.05 (4).

Permit to Install

No licensed installer (property owner or tenant, where the property owner or tenant qualifies for exemption in
accordance with Section 24) shall construct, alter, extend, modify or repair, either alternative or conventional
subsurface sewage disposal systems, unless he/she holds a separate and valid Permit to Install for each and every
individual system for which they are contracted (or qualified for exemption) to install. This permit shall be issued by the
Department and shall be obtained personally by said licensed installer or exempt property owner/tenant.

1.

Stipulations of the Permit to Install

The recipient of the Permit to Install, he/she agrees to construct the system in accordance with provisions and
conditions of the valid Construction Permit, its supporting documentation, and the rules, regulations and polices
governing the installation of all subsurface sewage disposal systems described herein.

Terms of the Issued Permit to Install
The permit issued by the Department shall be construed as an agreement between the licensed installer and
Williamson County. As such, the recipient (i.e. the licensed installer who has placed their signature upon said

permit to accept the permit) of the permit is acknowledging the contents and stipulations placed upon the related
Construction Permit document by the Department.
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Persons Authorized to be the Recipient of a Permit to Install

The Permit to Install, for any Construction Permit, shall only be issued to the licensed installer contracted by the

actual property owner, land developer, building contractor or a legally designated or appointed representative or

agent of any of the aforementioned persons to construct the subsurface sewage disposal system pertaining to

said property, or any property owner or tenant granted an exemption in accordance with Section 24.

The Department reserves the right to require that the licensed installer, present in the Department offices,

intending or attempting to obtain a Permit to Install, provide proof of a contractual agreement with the valid

Construction Permit holder or legally designated or appointed authority acting on the behalf of Construction

Permit holder.

Denial of Issuance of a Permit to Install

The Department shall have the authority to deny the issuance of a Permit to Install:

(@) to an individual not licensed to install subsurface sewage disposal systems in Williamson County in
accordance with the provisions outlined in these regulations, except a permit may be issued to a property
owner or tenant where an exemption is granted in accordance with Section 24;

(b) to an installer whose license has expired,;

(c) to an installer whose license has been suspended;

(d) to an installer whose license has been revoked.

Terms of Validity of the Permit to Install

(@) The Permit to Install shall become void if a Layout Inspection request is not made within forty-five (45) days
of its issuance. Under such circumstances the licensed installer shall be required to obtain a new Permit to
Install prior to receiving a Layout Inspection.

(b) Upon the completion of the Layout Inspection, the Permit to Install shall remain valid until such time that the
subsurface sewage disposal system installation receives a final inspection approval by the Department.

(c) The Permit to Install shall become void at any such time that the contractual agreement between the
Construction Permit recipient and the Permit to Install recipient is nullified.

C. Operation Permit

This Subsection C, pertains only to commercial and non-residential uses. All qualifying commercial/non-residential
facilities, that meet the criteria as outlined in this Section 36 utilizing a subsurface sewage disposal system, shall
obtain a valid Operation Permit issued by the Department. The recipient of said Operation Permit shall be responsible
for adhering to the water conservation and best management practice (BMP) requirements of these regulations.

1.

Stipulations of the Operation Permit

All specific conditions as prescribed in the permit and any related supporting documentation (e.g., letters, plans,
specifications, policies, reports, etc.) are vital to the successful operation of the subsurface sewage disposal
system; and, in turn, to the protection of the public health and welfare. As a recipient of the permit (hereafter
“permittee”), said recipient agrees to operate the commercial/non-residential facility in accordance with the
provisions and conditions of the permit and the rules, regulations and polices governing water conservation and
best management practices (BMP’s) to ensure no adverse impacts or loading changes to the system.

Issuance of Operation Permits

(@) New Uses/Facilities
Upon review and approval of all required application materials; and, then upon final inspection and approval
of a new system installation associated with a newly constructed commercial/non-residential facility/use, the
Department shall issue a new Operation Permit to said facility in conjunction with the system’s Certificate of
Completion, in accordance with Section 36, Subsection D, Part 1.

(b) Existing Uses/Facilities
Upon review and approval of all required application materials, the Department shall issue a new Operation
Permit to existing commercial/non-residential facilities that experience a qualifying change of use as outlined
in Section 36, Subsection D, Part 2, Subparts (a)(2) and (b).
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(c) Existing Uses/Facilities With Operation Permits — Renewal

Upon review and approval of all required renewal application materials, the Department shall issue a
renewed Operation Permit to existing commercial/non-residential facilities, in accordance with Part 9 of this
Subsection C.

Aspects of the Application of an Operation Permit

There are many different types of commercial/non-residential uses, each with their own unique characteristics and
business practices. As such, each facility’s, or proposed facility’s, Operation Permit application materials shall be
carefully assessed on an individual, case-by-case basis. The final determination regarding compliance with the
water conservation and best management practice (BMP) requirements of these regulations shall rest solely with
the Williamson County Department of Sewage Disposal Management, with all factual information being taken into
careful consideration before any approval is given.

The Williamson County Department of Sewage Disposal Management retains the right to require additional
information during the permit application process, place specific restrictions on the permit, and/or require special
pretreatment components (as outlined in Section 36, Subsection B, Part 9) to mitigate any wastewater concerns
that could have a potential negative impact to the on-site wastewater system, public health, welfare and
environment.

No proposed commercial/non-residential facility/usage shall be permitted without the applicant first demonstrating
compliance with the rules and regulations of other Departments of Williamson County Government or other
applicable municipal jurisdiction governing the proposed facility/usage.

Terms of the Issued Operation Permit

The permit issued by the Department shall be construed as an agreement between the permittee and Williamson
County. As such, the permittee (i.e., the individual who has placed their signature upon said permit to accept the
permit) acknowledges, confirms and accepts the contents and stipulations placed upon the permit by the
Department.

Once a permit is issued and accepted (i.e., signed) by the permittee, the permit and incorporated or associated
information (including all contents, stipulations, and requirements pertaining to the facility’s water conservation
and best management practices) shall stand as issued and shall represent the specific water conservation and
best management practice (BMP) requirements, for the permitted property or facility, to be fulfiled by said
permittee in accordance with the provisions of this Subsection C.

Changing an Effective Operation Permit

An Effective Operation Permit shall be defined as an operation permit that has been prepared by the Department
and issued to and accepted by the permittee, thus being considered as the permit issued to allow the operation of
a commercial/non-residential use in the permitee’s facility. The provisions of this Subsection shall apply each and
every time there is a proposed change to an effective permit.

(a) Individuals Authorized to Request a Permit Change

Only the permittee (or their legally designated or appointed representative or agent) shall be allowed to
request a permit change from the Department. Such requests shall not be accepted from any other
individuals.

(b) Request to Change the Operation Permit

Should any permittee wish to request a change to the Operation Permit, such requests shall be made in
writing. The request shall state the specific reasons for the proposed change.

(c) Conditions Under Which a Change Will be Considered

(1) Said written requests shall only be considered where the permittee has presented a valid technical
justification, as determined by the Department, for changing said Operation Permit. The only valid
technical justifications to be considered by the Department shall pertain to any changes to the business
practices, changes in water use, and/or changes to the water conservation and BMP practices from
those previously submitted and approved during the facility’s initial permitting process or during the
facility’s previous permit renewal process — and which do not adversely impact or change the loading to
the existing system. Any reasons pertaining to the cost of implementing or maintaining the required
water conservation and best management practices shall not be considered as valid technical
justifications.
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(2) Said written requests shall not be considered for existing commercial/non-residential facilities that
experience a qualifying change of use. A new Operation Permit application (in accordance with the
provisions outlined in this Subsection C and in Appendix 19) shall be required in these circumstances.
Refer to Section 36, Subsection D, Part 2, Subpart (a)(2).

(d) Department Procedure

The Department shall review the permittee’s written request and shall have the authority to either approve or
deny such requests.

(1) Request Denied

(i) Where the Department has reviewed said request for a change of an Operation Permit and cannot
determine that there exists a valid technical justification, said request shall be denied, and the
conditions of the effective Operation Permit shall be implemented in full.

(i) The request shall automatically be denied should the Department determine that:
a. The use of the facility has changed; or

b. The business practices of the facility have changed in such a manner that they adversely
impact the existing system or change the loading to the existing system; or

c. The facility is not in compliance with the regulatory requirements or the previous permit
approval restrictions related to water conservation practices and BMP requirements.

(2) Request Approved

Prior to the Department issuing a new Operation Permit, the individual who has requested the permit
change shall have had any and all required supporting documentation (as outlined in Section 36,
Appendix 18 and Appendix 19) as specified by the Department, prepared, completed and submitted for
Department review and approval prior to completing the following procedures:

(i) Where the Department has reviewed and approved said request for a change of an Effective
Operation Permit, the Department shall prepare another set of permit documents for the facility or
use.

(i) The permittee shall be required to return his/her originally obtained permit documents to the
Department offices, and turn in said documents to the office staff. Those documents will be marked
and denoted as Void.

(iii) The individual shall be required to pay the appropriate permit fees for the newly prepared permit
documents.

No credit shall be allowed for any previously paid permit fees. The individual obtaining the changed
permit shall be required to pay the current fee, in full, for the type of permit that is being obtained.

(iv) Once the permit fee is paid to the Department, the individual will sign the new permit form, and any
other required permit documentation (e.g., affidavits, etc.) associated with the permit, thus becoming
the permittee.

Persons Authorized to be the Recipient of an Operation Permit

The Operation Permit for any commercial/non-residential facility shall only be issued to the property owner,
facility/business owner, facility tenant/lessee or a legally designated or appointed representative or agent of any of
the aforementioned persons.

The Department reserves the right to require that the person seeking to obtain an Operation Permit provide proof
of property ownership, facility/business ownership, tenant/ lease agreement and/or proof that said person has the
legal authority to act on behalf of the aforementioned persons.

Denial of Operation Permit Issuance
The Department shall have the authority to deny the issuance of an Operation Permit for a commercial/non-
residential facility. Where the Department, upon reviewing all application materials and supporting documentation,

has determined that the commercial/non-residential facility does not meet the water conservation/BMP standards
and provisions of these regulations, the permit application shall be denied.
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8. Expiration of Operation Permits

(@) The Operation Permit shall have an expiration date effective one (1) year from the date of issuance and must
be renewed annually.

(b) If a commercial/non-residential facility/use, with an Effective Operation Permit, goes out of business or
ceases business operations prior to said permit's expiration date, said standing permit shall be considered
null and void as of the date the facility/use went out of business or ceased operations. Prior to a new use
occupying the facility or the business re-opening operations, a new valid Operation Permit must be obtained
from the Department.

9. Renewal of Operation Permits

The Operation Permit must be renewed on an annual basis. The renewal application (along with all pertinent
supporting documentation) must be received by the Department 30 days prior to the expiration of the existing
Operation Permit. Failure to submit a renewal application (along with all pertinent supporting documentation)
within 30 days of the expiration date of an Effective Operation Permit shall result in the issuance of a Notice of
Violation letter from the Department to the permittee, and the permittee may be issued a cease and desist from
operation.

Please see Section 36, Subsection D, Part 2, Subpart (a)(1) for details regarding the evaluation, and approval or
denial, of the permit renewal application.

10. Transfer of Standing Operation Permit

An Effective Operation Permit for an existing commercial/non-residential facility may be transferred to a new
owner or tenant — so long as the facility’s use or business practices do not change.

A simple change of ownership or tenancy of an existing commercial/non-residential facility may not trigger the
requirements of submitting a new Operation Permit application unless the use of the facility changes or the
business practices change in such a manner that they adversely impact the existing system. Regardless, new
owners or new tenants of an existing commercial/non-residential facility with an Effective Operation Permit shall
be required to annually renew it upon its expiration date in accordance with the provisions outlined in Subsection
D, Part 2 of Section 36; Appendix 19; and this Subsection C.

11. Exemption from Operation Permit Requirements

All commercial/non-residential facilities/uses in existence, in operation and utilizing an existing system prior to
July 1, 2019, shall be exempt from the requirements of this Subsection C unless said exemption is terminated due
to a change of use, or proposed change of use, to the commercial/non-residential facility; in which case,
compliance with this Subsection C shall apply. See Section 36, Subsection D, Part 2, Subparts (b).

12. Violation of Operation Permit

(@) When it is determined by the Department that a commercial/non-residential facility is in violation of the water
conservation and best management practice (BMP) requirements of these regulations the Department shall
issue a Notice of Violation letter to the facility’s owner/tenant and permittee. The permittee may also receive a
notice to cease and desist operations.

(b) When it is determined by the Department that a commercial/non-residential facility is in violation of the terms,
conditions and stipulations of an Effective Operation Permit, the Department shall issue a Notice of Violation
letter to the permittee and/or the facility’s owner/tenant. The permittee may also receive a notice to cease
and desist operations

(c) Failure to submit an Operation Permit application (along with all pertinent supporting documentation) within
30 days of a qualifying change of use [as outlined Section 36, Subsection D, Part 2, Subparts (a)(2) and (b)]
in shall result in the issuance of a Notice of Violation letter from the Department to the facility’s
owner/operator and/or the property owner/tenant and may include a notice to cease and desist operations.

13. Revocation of Operation Permit
(@) In accordance with the provisions outlined in Section 36, Subsection D, Part 2, Subpart (a)(1)(ii), the denial of
an Operation Permit renewal application may result in the issuance of a Notice of Violation letter and/or

revocation of the Operation Permit until such time as the facility makes changes to mitigate the noted
concern(s) or to gain compliance via either business practice alterations or system modifications.
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(b) The issuance of a Notice of Violation letter pursuant to the provisions outlined above in Part 12 (b) of this
Subsection C, may also result in the revocation of the Operation Permit until such time as the facility makes

changes to mitigate the noted concern(s) or to gain compliance via either business practice alterations or
system modifications.
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SECTION 8

INSTALLATION OF SEPTIC SYSTEMS ON PLATTED PARCELS OF LAND

As an attribute of being a platted parcel of land, all stipulations regarding the subsurface sewage disposal system
installation for said parcel have been predetermined and specifically outlined during the platting process.

A. Plat Information

The information placed upon the plat, regarding the use of the platted subsurface sewage disposal system disposal
field areas, shall indicate:

1.

The identification of the subsurface sewage disposal system areas.

This identification methodology shall conform to the provisions outlined in Section 26, Subsection C, Part 6(b)(2).
The disposal field area use sequence shall be determined either at the design plan stage for all alternative
systems [refer to Section 19, Subsection 2, Part (b)(2)] or at the construction permit application stage, for all
conventional systems (Refer to Appendix 6). Once permitted, the installation sequence indicated shall not be
changed for any reason.

The type of subsurface sewage disposal system that shall be required for use upon the platted land parcel.

There shall be information, placed upon the plat, which shall indicate the type of subsurface sewage disposal
system to be utilized on the platted land parcel. The area shall be designated for the utilization of a specific type
of subsurface sewage disposal system during the platting process, and as such, the use of the indicated type of
system shall not be changed or altered, for any reason, after a Construction Permit has been issued for said
platted parcel.

Should any changes to any platted features (i.e. building envelopes, disposal field areas, property lines,
easements, etc.) shown upon a platted land parcel be proposed, said requests shall be made solely by the
Construction Permit recipient, and all provisions of Section 7, Subsection A, Part 6. shall be followed.

Restrictions regarding the use and/or size of the structure that may be placed upon the platted parcel. Restrictions
include, but shall not be limited to, the following:

(@) Number of bedrooms a dwelling may contain.

(b) Whether or not the platted parcel is approved for the use of any type of oversized bathing fixtures, within a
structure or dwelling.

(c) Restrictions pertaining to use of the platted land parcel (e.g. commercial, industrial, etc.)

B. Issuance of Construction Permits for Platted Parcels of Land

Prior to the issuance of a Construction Permit for a platted parcel of land, the following tasks shall have been

completed:

1. All vegetative conditions shall be in accordance with the provisions of Section 28 (e.g. mowed, bush-hogged,
etc.).

2. All lot corners, subsurface sewage disposal system disposal field areas, building envelopes and any type of
easements located upon said platted land parcel shall have been clearly field-staked and identified in accordance
with the provisions of Section 29.

3. All platted subsurface sewage disposal system disposal field areas shall be fenced, cordoned-off and protected in

accordance with the provisions of Appendix 10.
Additionally, no Construction Permit shall be issued where any plat revisions are pending on previously platted

land parcels. All plat revisions shall have been completed, approved by all appropriate County Departments,
recorded, and the required recorded plat copies submitted to the Department, prior to the issuance of a permit.

S8-1 (Amended: September 19, 2000)



C. Septic System Installations on Platted Parcels of Land

1.

Conventional Systems

All conventional subsurface sewage disposal system installations upon platted land parcels shall conform to all
applicable provisions of these regulations. See Section 15.

Alternative Systems

All alternative subsurface sewage disposal system installations upon platted land parcels shall conform to all
applicable provisions of these regulations. Further, said installation of any alternative system shall be in strict
accordance with the approved alternative system design plan (See Section 19) upon which the issued
Construction Permit is based. There shall be no deviation from the approved alternative system design plans. No
alternative subsurface sewage disposal system shall be approved by the Department where its installation is
found to have any deviations from said approved design plans.

D. Requirements for the Placement of Soil Modification on Platted Parcels of Land Utilizing MLPP
Systems

The following requirements shall apply to platted land parcels that have been designated and specified for the use of
MLPP systems.

1.

Disposal Field Areas to be Modified

Under the following conditions or situations, both disposal field areas shall be modified at the time of the initial
subsurface sewage disposal system installation:

(&) Where MLPP disposal field areas are platted in any manner or configuration so as to adjoin, abut or touch,
both platted disposal field areas shall be modified in accordance with all Department specifications.

(b) Where MLPP disposal field areas are platted in any manner or configuration so as to be within twenty-five
(25) feet of each other, both platted disposal field areas shall be modified in accordance with all Department
specifications.

(c) Where a duplicate MLPP disposal field area has been designated so as to be located in the rear portion of
the platted property, said duplicate disposal field area shall also be modified in accordance with all
Department specifications.

Extent of the Modification Placement

Regardless of the extent of the soils that require the practice of modification within a platted subsurface sewage
disposal system disposal field area, the entire extent of the platted disposal field area shall be modified in
accordance with all Department specifications. This shall also include any required buffer areas as specified by
the Department.

Specifications for Disposal Field Area Modification
A Department Soil Scientist shall have the authority to specify the depth and extent of soil that shall be placed
upon a MLPP disposal field area. Further, said Soil Scientist shall have the authority to mandate the extent to

which soil modification shall be placed upon a site for buffer purposes in accordance with the provisions specified
in Section A of Chapter 7 of Appendix 3.
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SECTION 9

SEPTIC SYSTEMS AND UNPLATTED PARCELS OF LAND

The information in this section outlines the provisions which shall apply to all unplatted parcels of land of any size.

A. Department Jurisdiction
For any existing land parcel, proposed land parcel (i.e. a newly defined parcel created by the subdivision of a larger
parcel, which is not subject to the platting requirements of this Department or the Planning Department), lot or building
sites which are not part of any subdivision as defined or referred to in these regulations, the Department shall have the
authority to determine site suitability for the use of subsurface sewage disposal systems, prior to the issuance of a
Construction Permit.

B. Required Information and Data

The information and data subject to verification by the Department for the process of determining the suitability of a
proposed building site shall include, but is not limited to the following:

1. The presence of acceptable soil conditions on the parcel for the purposes of subsurface sewage disposal system
use;

2. The presence of soils having acceptable soil absorption rates for the purposes of subsurface sewage disposal
system use;

3. Freedom from groundwater interference of a proposed subsurface sewage disposal system disposal field area;

4. The nature of any impervious strata which may lie below the level of the proposed subsurface sewage disposal
system disposal field area; and

5. The general site characteristics on and surrounding the proposed subsurface sewage disposal system disposal
field area, for the type of system to be specified for use by the Department, are in accordance with the provisions
of these regulations.

C. Method of Assessing the Land Parcel

The Department shall have the authority to specify what type of land assessment procedure shall be utilized on any

land parcel. Should an unapproved method of land assessment be utilized, said information or data shall not be

accepted by the Department. Further, should the assessment of said parcel be conducted in a manner which is not in
accordance with the methodologies required by these regulations, said information or data shall not be accepted by
the Department.

The methods utilized for assessing the soils and site characteristics of a land parcel are described in Section 27.

D. Subsequent Requirements for Subsurface Sewage Disposal System Use

Based upon the Department’s assessment and interpretation of the specific information and data regarding the site

and soil characteristics of the proposed subsurface sewage disposal system disposal field area on a parcel of land,

the Department shall have the authority to specify and/or require:

1. The type (i.e. conventional or alternative system) of subsurface sewage disposal system that shall be utilized
upon said parcel;

2. The size of subsurface sewage disposal system disposal field area(s) upon said parcel;

3. The site upon which the initial subsurface sewage disposal system shall be constructed;

4. The site, or sites, that shall be designated as duplicate subsurface sewage disposal system areas;

5. Any restrictions upon the size, type and usage of any proposed structure to be place upon said parcel; and

6. That any type of supplemental/additional information or data necessary to make an adequate determination as to

the suitability of said parcel to properly support the installation of a subsurface sewage disposal system be
provided to the Department.
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Designation of Subsurface Sewage Disposal System Areas

The subsurface sewage disposal system areas on unplatted parcels of land shall be designated in accordance with
the provisions outlined in Subsection C, Part 6 of Section 26. Upon the establishment, designation and approval of a
site, or sites, on an unplatted land parcel for subsurface sewage disposal system use by the Department, said areas
shall be subject to the same provisions of these regulations with regards to their protection and use as subsurface
sewage disposal system areas on a platted parcels of land (e.g. subdivision lot).

Approval Status of a Land Parcel

The Department shall not make any statements regarding whether or not a parcel can be approved for the use of a
subsurface sewage disposal system (i.e. its approval status) nor shall the Department issue any subsurface sewage
disposal system installation permits until all provisions of this Section have been satisfied.

Where any individual chooses to abandon the proposed use of the established, designated, approved or permitted
subsurface sewage disposal system site upon a land parcel for any reason, said parcel shall revert to an unapproved
status. Should a parcel then be deemed as having an unapproved status, any type of previous approvals (i.e. letters,
permits, alternative system design plans, etc.) shall be voided. Thus, the parcel shall be subject to the beginning of a
new process of assessment.
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SECTION 10

DESIGN AND CONSTRUCTION OF TANKS

This section outlines the requirements for the design and construction of septic tanks and pump tanks.

NOTE: The use of the term “tank(s)” in this section refers to both septic tanks and pump tanks

A. Tank Requirements

All tanks shall be watertight, structurally sound and not subject to excessive corrosion or decay. Septic tanks shall be
of two-compartment design. The inlet compartment of a two-compartment septic tank shall be between two-thirds and
three-fourths of the total tank capacity. Pump tanks shall be of single-compartment design.

B. Tank Design and Construction

Minimum standards of design and construction of pre-cast reinforced concrete tanks are as follows:

1.

The liquid depth may range from thirty (30) to sixty (60) inches for tanks of less than three thousand (3000)
gallons capacity and may not exceed seventy-eight (78) inches for tanks with a capacity of three thousand (3000)
gallons or greater.

Septic tanks shall be manufactured with a partition so that the tank contains two compartments. The partition shall
be located at a point not less than two-thirds (0) nor more than three-fourths (34) the length of the tank from the
inlet end. All tank wall thickness shall be no less than two and one half (2Y%) inches thick throughout the tank
except for knockouts or the groove for a slide-in partition. The groove for the slide in partition (where applicable)
shall leave a concrete thickness of not less than two and one-fourth (2%) inches in the tank walls. The partition
(where applicable) shall have a minimum thickness of two and one-half (2%) inches and shall be structurally
sound and shall not be subject to excessive corrosion or decay.

There shall be three knockouts in the inlet compartment (i.e., one on the tank end and one on each side-wall), a
knockout in the partition (where applicable) and a knockout in the outlet end of the tank. The knockouts for these
openings shall leave a concrete thickness of not less than one (1) inch in the tank wall. The knockouts shall be
made for a minimum of four-inch pipe or a maximum of six-inch pipe. In lieu of the partition wall knockout, a four
(4) to six (6) inch slot extending at least half way across the width of the septic tank may be used. The top of the
slot shall be located no closer than twelve (12) inches to the liquid level of the septic tank and the bottom of the
slot shall be no lower than four (4) inches below the midpoint of the liquid depth of the septic tank. A four (4) inch
diameter, or equivalent, air passage opening in the partition shall be provided above the liquid level of the septic
tank.

The tees or baffles shall be a minimum diameter of either three (3) inch cast iron soil pipe tee branch, three (3)
inch cast iron sanitary tee branch, three (3) inch cast-in-place baffle or three (3) inch PVC tee branch or
equivalent in durability and performance as determined by the Department.

The inlet invert shall enter the tank at least three (3) inches above the liquid level of the tank.

An inlet tee or baffle shall be provided to divert the incoming sewage downward and extend at least twelve (12)
inches below the liquid level.

The partition tees or baffles and outlet tee or baffle shall extend eighteen (18) inches or one-third (0) the liquid
depth, whichever is the lesser, below the liquid level of the tank. A tee or baffle shall be provided on the first
compartment side of the partition at the same elevation as the outlet tee or baffle unless an inter-compartmental
connecting slot is utilized as described in Part 3 of this Subsection.

Air space equal to at least twenty (20) percent of the liquid depth shall be provided between the top of the tank
and the liquid level.

Adequate access openings above each tee or baffle shall be provided in the tank top. Access shall be provided
for cleaning or rodding out of the inlet pipe and the interconnecting tees or baffles in the partition, for inserting the
suction hose for tank pumping, and for entrance of a person if internal repairs are needed after pumping.

(a) If the knockouts on the inlet compartment sides of the tank are to be used, access to these tees or baffles
shall also be provided for cleaning and rodding of the inlet pipe. To accomplish this, it may be necessary to
extend the tee so it will be located under an access port or, a clean-out must be provided on the inlet line
immediately outside the septic tank.
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C.

10.

11.

12.

13.

14.

15.

(b) A manhole opening shall be provided to each compartment with each having a minimum opening of eighteen
(18) inches by eighteen (18) inches as the opening cuts the plane of the bottom side of the top of the tank.

(c) All circular shaped manholes shall have a minimum diameter of twenty (20) inches as the opening cuts the
plane of the bottom side of the top of the tank.

(d) The manhole covers shall be beveled on all sides in such manner so as to accommodate a uniform load of
one hundred fifty (150) pounds per square foot without damage to the cover or the top of the tank.

(e) Manhole covers and/or opening covers shall have a handle of steel or other corrosion resistant material
equivalent in strength to a No. 3 reinforcing rod (rebar).

Tanks of Multi-slab construction shall have all joints properly sealed to ensure watertightness. The sealing
materials and methodology utilized must be approved by the Department.

The tank shall be properly vibrated and rodded prior to curing to eliminate any type of honeycomb effect in the
concrete.

The top, bottom, ends, sides and slide-in partitions (where applicable) of the tank must have a minimum thickness
of two and one-half (2%) inches except for knockouts or the slide-in partition groove.

After curing, tanks manufactured in two (2) sections shall be joined and sealed at the joint by the manufacturer by
using a mastic sealant and/or pliable sealant that is both waterproof and corrosion resistant.

Tank Labeling
Pre-cast tanks shall be provided with a suitable legend, cast or etched in the wall at the outlet end and within six
(6) inches of the top of the tank, identifying the manufacturer by name and address or registered trademark and
indicating the liquid capacity of the tank, in US gallons.
Tank Testing
At the discretion of the Department, all tanks may be subject to testing for structural integrity and watertightness.
(a) Structural integrity
The verification of this item may require load testing or documented certification that said tank meets or
exceeds the structural design requirements as outlined in ASTM C1227. Additionally, tanks shall be
undamaged and free of stress cracks, holes, etc.

(b) Watertightness

The verification of this item shall be from either vacuum testing or water-pressure testing in accordance with
the specifications as outlined in ASTM C1227.

Additional Tank Design Requirements

Plans for prefabricated tanks, other than those for manufactured pre-cast reinforced concrete tanks, shall be approved
by the Department on an individual basis. Said design information, furnished to the Department by the designer, shall
indicate that the tank will provide equivalent effectiveness as those designed in accordance with the provisions of
Subsection B of this Section.

Cast-In-Place Tanks

Tanks other than approved prefabricated tanks shall be constructed consistent with the provisions of Subsection B of
this Section, except as follows:

1.

2.

Cast-in-place concrete tanks shall have a minimum wall thickness of six (6) inches.

Cast-in-place concrete tanks of 1000 US gallons or smaller shall have a minimum top and bottom thickness of
four (4) inches.

Cast-in-place concrete tanks with a capacity of greater than 1000 US gallons shall have a minimum top and
bottom thickness of six (6) inches.
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SECTION 11

GREASE TRAPS

The Department shall have the authority to specify the use of grease traps on a subsurface sewage disposal system.

A. Use of Grease Traps

1.

The use of grease traps shall be required for any and all types of structures, establishments or facilities from
which there is expected a relatively high volume of grease in the wastewater.

The waste lines or plumbing stub-out pipes, from the building, shall be separated such that all potential grease
containing discharges are routed directly to a grease trap. Subsequently, all effluent exiting the grease trap outlet
shall be routed to the approved septic tank for further treatment. All remaining waste lines or plumbing stub-out
pipes, from the building, shall be routed directly to the septic tank.

Wastes from garbage grinders (i.e. those devices which are typically placed on kitchen sink outlets to grind food
wastes) shall not pass through any grease trap before being discharged to a septic tank.

Grease trap effluent shall not be discharged directly into a subsurface sewage disposal system disposal field.

Categories of structures, facilities or establishments that shall be required to utilize grease traps, include, but is
not limited to the following:

(@) Commercial Buildings

This category includes commercial establishments (e.g. hotels or motels of any size, bed and breakfast
establishments, restaurants, convenience stores or markets, etc.) where food preparation and service
activities are a part of the business use of a structure.

(b) Institutional Buildings

This category includes institutional facilities (e.g. hospitals, schools, miscellaneous government buildings,
etc.) where food preparation and service activities are a part of the use of a structure.

(c) Dwelling with an Accessory Commercial Food Preparation Use

This category includes dwellings that have received zoning approval to operate a commercial business which
has the potential to change the nature of the effluent discharge (e.g. domestic kitchen operations, bed and
breakfast use, etc.). Because of the dual uses of these dwellings, the following standards with regards to the
requirement of grease trap installation shall apply:

(i) The Department requires the installation of a grease trap in accordance with this Section 11 prior to
engaging in the proposed commercial operation;

(i) In the alternative, the following procedure may be followed:

a. Prior to the Department’s approval of a zoning certificate permitting the commercial operation, the
operator and/or owner shall provide written proof to the Department that the septic tank(s) and pump
tank(s), if applicable, have been pumped by a licensed contractor within the past three (3) years
prior to the date of the application; and

b. The operator and/or owner shall be required to have the septic tank effluent tested annually by a
qualified laboratory, with written proof of the test results provided to the Department. The following
are specific constituents for which the effluent shall be tested:biochemical oxygen demand (BOD),
total suspended solids (TSS), fats/oils/greases (FOG), and pH; and

c. The following effluent sampling levels shall not be exceeded:
BOD >170 mg/L
TSS>60 mg/L
FOG>25 mg/L
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(d)

If the effluent sampling results do not exceed a single one of these levels, then the operation of the
commercial operation may continue with testing conducted annually with the results provided to the
Department and evaluated as described herein.

In the event the effluent sampling results exceed a single one of said levels, the operator and/or
owner shall install a grease trap in accordance with this Section 11 within thirty (30) days of
receiving the testing results. Failure to install the grease trap within the thirty (30) day timeframe
will result in a cease and desist order related to the commercial operation and a notice of violation of
these Regulations. Notice will also be forwarded to the Williamson County Codes Compliance
Department.

d. In the event the operator and/or owner does not provide the proper effluent sampling results in
writing to the Department within thirty (30) days of the expiration of one year of the issuance of the
zoning certificate for the commercial operation or within thirty (30) days of each annual anniversary
date thereafter, the operator  and/or owner shall receive a cease and desist order related to the
commercial operation and a notice of violation of these Regulations. Notice will also be forwarded to
the Williamson County Codes Compliance Department.

Other Buildings

This category would include any other miscellaneous establishments or facilities (e.g. barns containing wash
stalls, animal hospitals, auto mechanic shop, churches, etc.) where there may exist the need for the use of
grease traps, to protect and ensure the proper functioning of the subsurface sewage disposal system, due to
the nature of the effluent discharge.

B. Sizing of the Grease Trap

Proper sizing of the grease trap shall be based on efficiency ratings and flow capacities. This data, whether prepared
by a grease trap manufacturer or prepared by a licensed engineer, shall be submitted to the Department for review.
The final approval of a suitable grease trap, intended to serve a particular establishment or facility, shall be made by
the Department.

C. Design, Construction and Installation of the Grease Trap

1. Design

@

(b)

Grease traps shall be designed to insure that both the inlet and outlet are properly submerged to trap grease,
and that the distance between inlet and outlet is sufficient to allow separation of the grease so that grease
solids will not escape through the outlet. Additionally, grease traps shall be appropriately vented so they will
not become air-bound. A ground-level access cover shall be provided and located to allow convenient
accessibility for servicing, cleaning and maintenance. The cover shall be designed to prevent odor and
exclude insects and vermin.

In any case where an engineer is to design a grease trap to be utilized for an establishment or facility, said
engineer shall refer to the grease trap design formulas in the EPA Design Manual 625/1-80-012, On-Site
Wastewater Treatment And Disposal Systems (Oct. 1980). The prepared designs shall be submitted to the
Department for review and approval.

2. Construction

@)

(b)

Any grease trap to be built on a site, shall be constructed in accordance with a design plan that has been
prepared by a licensed engineer, reviewed and approved by the Department.

The use a pre-manufactured type of grease trap may be considered by the Department; however, all
supporting documentation (i.e. design specifications, efficiency ratings, flow capacities, etc.) regarding the
grease trap shall be submitted to the Department for review. The final approval of a pre-manufactured grease
trap, intended to serve a particular establishment or facility, shall be made by the Department.

3. Installation

@)

The installation of a grease trap is subject to the provisions of these regulations, as they relate to the
installation and setup (i.e. setting of grease trap, piping requirements, etc.) of septic tanks and pump tanks.
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(b) Should an unapproved grease trap be installed on a site, whether it was built on the site or a pre-
manufactured type, it shall be removed at the direction of the Department.

D. Maintenance of the Grease Trap

1.

2.

The Department shall require that all grease traps be pumped on a regular basis.

Any operator and/or owner of a commercial establishment, institutional facility or any other user of a grease trap,
shall submit to the Department on an annual basis (or when any contract changes are made), a copy of a Grease
Trap Pumping Contract, between said grease trap user and a properly licensed or approved grease trap pumper.
Any operator and/or owner of a structure requiring the use of a grease trap, as a part of the permitted subsurface
sewage disposal system, shall be required to submit a maintenance schedule to the Department. The
maintenance schedule information shall include the following:

(@) The name, address and telephone number of the licensed or approved grease trap pumper.

(b) A copy of the grease trap pumpers license or approval from the appropriate regulatory entity.

(c) The designated interval that a grease trap is to be pumped.

S11-3 (Amended: December 15, 2009)



SECTION 12

USE OF EFFLUENT TREATMENT AND PRE-TREATMENT DEVICES AND METHODS

Septic tank and/or pump tank filters, sand filters and gravel filters shall not be utilized in Williamson County.
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SECTION 13

MINIMUM SETBACK RESTRICTIONS FOR SEPTIC SYSTEM COMPONENTS

The location of septic tank, pump tank, drainage improvement practices (i.e. curtain drains, drawdown drains, interceptor
drains, terraces, vee-ditches, etc.) and platted or designated disposal field (conventional or alternative) installation areas
shall be designed and/or selected in accordance with the minimum setback distances in Table S13-1.

Table S13-1

NOTE: All distances refer to the amount of horizontal distance of separation.

Phvsical Features Platted or | Septic Tank House, Solid Drainage
(Natural éultural or Man-made) Designated and/or Dwelling, or PVvC Improvement
' SSDS Area [ Pump Tank Structure Piping ° Practice
Curtain or Interceptor Drain 3 15 feet 5 feet 10 feet R AL (——
Dedicated/Platted Road R.O.W. 25 feet 25feet | - 5feet | = -
Dralna%eway or Ditch (natural or man- 25 feet 25 feet | oo 25 feet® | eoeeeee
made)
Drawdown Drain 25 feet 25 feet 10 feet S5feet" | e
Excavated Area (<18") %° 10feet | -
Excavated Area (>18") %> 25 feet 10 feet
Existing Agricultural Field Drain 25 feet 25feet | - 25feet® | ceemeee
EX|st_|ng At-grade Driveways, Turnarounds, 10 feet 5feet | eeeeeee- 5 feet 7 5 feet 7
Parking Areas
Drlveways,”'l'ljrnarounds and Parking 25 feet 5feet | oo 5 feet 7 5 feet 7
Areas (>18")
Drlveways,”Tthnarounds and Parking 10 feet 5feet | e 5 feet 7 5 feet 7
Areas (<18”)
Drop-outs or Soil Pipes > 25 feet 25 feet 5 feet
Embankmensts or Escarpments (natural or 25 feet 25 feet | e 25 feet® | oo
man-made)
Gullies or Ravines ° 25 feet 25feet | oo 25feet® | -
House or Structure (existing or proposed) 25 feet 10 feet | - 10 feet 10 feet
Irrigation Systgems (and/or associated 10 feet 10 feet | coeee 5 feet 5 feet
components)
Overhead Utility Lines " 25 feet 25feet | - 25 feet ° 10 feet
Platted Building Envelope 25feet | --mm-mee- 10 feet
Platted Drainage Easement 25 feet 10feet | -ooomr S5feet | - '
Porches, Decks and Patios 10 feet 10feet |  —emmeme- 5 feet 5 feet
Property Line 20 feet 20feet |  -mm-m- 10feet | = -—-—-—--
Pump Tank 10feet | - 10feet | - 10 feet
Retaining Walls ° 25 feet 25feet | e 25feet® | e
Roadside Ditch ° 25 feet 25feet | ememe- 25feet® | oo
Septic Tank 10feet | = --—-—--- 10 feet [ - 5 feet
Sidewalks (<12”) * 5 feet 5feet | - 5 feet ’ 5 feet ’
Sidewalks (12°-18”) * 10 feet 10feet | - 5 feet 5 feet
Sidewalks (>18”) * 25 feet 25feet | e 5 feet ’ 5 feet ’
Sinkholes (any type) ° 25 feet 25feet | e 25 feet 5 feet
Stream Bank ° 25 feet 25feet | - 25feet® | —ee-
Swimming Pools; In-ground * 25 feet 15feet | = - 15 feet 10 feet
" N " 7
Swimming P.OOI.S’ Aboye-ground (where 25 feet 15feet | - 5 feet 10 feet
any excavation is required)
Swmmmg Pools; Above-ground (where no 15 feet 15feet | o 5 feet 5 feet
excavation is required)
U_nderground Utilities: Mgln & Sg&vgce 10 feet 10 feet | coeee 5 feet 5 feet
Lines (gas, water, electric, etc.)
Utility Easements’ 10 feet 10 feet | = - 5 feet 5 feet'
Well, Spring or Cistern 50 feet 50 feet | = - 50 feet "° 25 feet
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NOTES:

1) Utility easements, overhead and underground, vary in width. Check with the appropriate utility company to verify the
width of a particular easement. This task shall be the responsibility of the property owner, builder or installer.

2) Areas of excavation, regardless of the purpose of the excavation.

3) These setback distances may increase or decrease as site and soil conditions may warrant. Such decisions in these
matters shall be made by a Department Soil Scientist.

4) These setback distances refer to the actual limits of the excavations (i.e. buffer distance required from the edge of the
excavation) for the construction of these features as said excavations relate to the location of the platted or designated
subsurface sewage disposal system areas.

5) The term Solid PVC Piping refers to all of the solid PVC piping components of any type of subsurface sewage disposal
system. Said components include, but are not limited to: tight lines (i.e. piping leading from a septic tank to a disposal
field), supply lines (i.e. piping from a pump to a disposal field or a controlled distribution device), pipe lines leading
from distribution boxes to disposal field lines, etc.

6) These setback distances may be decreased to not less than five (5) feet, with the Department’s prior written approval,
if the solid pipe line is sleeved with a larger diameter pipe (in accordance with the provisions outlined in Appendix 12,
pertaining to pipe sleeving), along the length of piping that is proposed to be less than twenty-five (25) feet from this
feature.

7) These setback distances may be decreased or waived, with the Department’s prior written approval, if the solid pipe
line is sleeved with a larger diameter pipe (in accordance with the provisions outlined in Appendix 12, pertaining to
pipe sleeving), along the length of piping that is proposed to be less than five (5) feet or directly under, in any manner,
one of these man-made landscape features.

8) These setback distances may be decreased or waived, with the Department’s prior written approval, if the solid pipe
line is sleeved with a larger diameter pipe (in accordance with the provisions outlined in Appendix 12, pertaining to
pipe sleeving), along the length of piping that is proposed to be less than twenty-five (25) feet from this type of utility
line. Additionally, where the Department has approved such proposals and granted this specific waiver, the entire
extent of the pipe line subject to this sleeving requirement, shall be buried a minimum of forty-two (42) inches deep in
a trench which is not to exceed eight-teen (18) inches in width.

9) There shall always be a minimum of a five (5) foot separation between subsurface sewage disposal system solid PVC
piping components and any type of water line with no provision for any type of distance decrease or waiver. Should
there exist the necessity to cross a water line with a solid PVC piping component, said crossing shall be in accordance
with the provisions outlined in Section 15, Subsection F, Part 33.

10) This setback distance shall always apply to springs with no provision for any type of distance decrease or waiver. The
setback distances may be decreased, for wells and cisterns, to not less than fifteen (15) feet, with the Department’s
prior written approval, if the solid pipe line is sleeved with a larger diameter pipe (in accordance with the provisions
outlined in Appendix 12, pertaining to pipe sleeving), along the length of piping that is proposed to be less than fifty
(50) feet from this feature. In any case involving a well, said well shall be permanently plugged and abandoned, and its
use permanently discontinued, in accordance with the provisions outlined in Appendix 17.

11) This setback distance shall be used where solid PVC piping is routed parallel to these subsurface sewage disposal
system components. Where said piping is to cross said components, the crossing shall be constructed in accordance
with the provisions outlined in Section 15, Subsection F, Part 24.

12) This drainage improvement practice setback applies to all utility easements with the exception of Public Utility &
Drainage Easements (PUDE), or similar combination easements where drainage is a component. In such case, refer
to the setback restriction column for drainage improvement practices associated with Platted Drainage Easements.

ADDITIONAL SETBACK RESTRICTION INFORMATION:

Where a property has an existing subsurface sewage disposal system, there shall be no encroachments upon said existing
system with any additions to a structure, with the placement of additional structures or with the replacement of structures
(i.e. the setting of a new permanent dwelling, modular home, mobile home, etc. that is intended to replace another, older or
destroyed dwelling) so as to be in violation of the aforementioned setback restrictions. The setback restrictions shall apply
to any and all properties where a septic system is to be, or is proposed to be, utilized.

The aforementioned setback restrictions, regarding houses, dwellings and structures, shall apply to those structures, and
their associated perimeters and/or excavations, that are permanently affixed to the land surface via any type of foundation
(e.g. continuous concrete slab and block foundation, patterned concrete slabs and block pillar foundation, large continuous
concrete slab, etc.) or other types of construction methods (e.g. the setting of structural posts into the ground intended to
support a structure such as a deck, shed, barn, etc.) used to setup and support a permanent structure.
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SECTION 14

MINIMUM SEPTIC TANK CAPACITY

The information in this section covers Septic Tank Capacity only. The provisions outlining Minimum Pump Tank Capacity
are presented in Section 18. All septic tanks shall be sized in accordance with the minimum standards as outlined in the
following Subsections.

A. General Septic Tank Sizing Information

1. The minimum hydraulic detention time, for any size tank, shall be one and one-half (1'2) days or thirty-six (36)
hours based on projected daily wastewater flows. In no case shall a septic tank’s effective liquid holding capacity
be less than 750 US gallons.

2. The actual effective liquid holding capacity of a tank to be utilized as a septic tank shall be considered that volume
of liquid capacity that occupies the interior space of said tank to the level of the invert of the pre-cast outlet port of
that tank (i.e. the liquid level being the actual level to the invert of the outlet port of a tank set upon a level plane).
Therefore, the air-space that lies above the actual surface of the liquid level of a tank shall not be considered as
part of a septic tank’s effective liquid holding capacity.

B. Septic Tank Sizing Requirements for Single-Family Dwellings

The septic tank sizing requirements for single-family dwellings are divided into two (2) categories. The first category
(Category One) outlines the septic tank sizing requirements for those single-family dwellings utilizing only
standardized plumbing fixtures and containing no oversized bathing fixtures. The second category (Category Two)
outlines the septic tank sizing requirements for those single-family dwellings utilizing or containing any type of
oversized bathing fixtures (i.e. any type of bathing fixture, regardless of its moniker, that will physically hold an amount
of water exceeding 30 US gallons, either to the level of the fixture’s overflow drain or as its maximum capacity).

1. Septic Tank Sizing - Category One

@

(b)

The effective liquid holding capacity of a septic tank to be installed to serve a single-family dwelling,
containing no oversized bathing fixtures, shall be based solely on the number of bedrooms proposed or that
can be anticipated for said dwelling and shall as a minimum comply with the provisions outlined in Table S14-
1.

Table S14-1
Number of Bedrooms Capacity of Septic Tank
(gallons)
2 (or less) 750
3 900
4" 1000

* For each additional bedroom over four (4), add 250 gallons per bedroom.

The aforementioned septic tank capacities provide for a single system to accept and treat the combined
household wastes from standard plumbing fixtures and appliances commonly used in single-family dwellings.
The various types of plumbing fixtures include garbage grinders, dishwashers, showers, standard bathing
fixtures and automatic clothes-washing machines. They do not serve single-family dwellings containing or
utilizing oversized bathing fixtures.

2. Septic Tank Sizing - Category Two

@)

Septic tanks serving those single-family dwellings utilizing oversized bathing fixtures shall be sized to
accommodate the additional projected sewage discharge they produce. The effective liquid holding capacity
of septic tanks serving such dwellings shall be based, not only on the number of proposed (or anticipated)
bedrooms at 250 US gallons per bedroom (gal/bdr), but also on the additional projected daily wastewater flow
produced by said fixtures. The following formula shall be used to calculate the necessary minimum effective
liquid holding capacity of the septic tank:

V = [(OSBFC - 30) x (NBDR)] + NPDF
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Where:

V= Minimum Required Effective Liquid Holding Capacity (US gal.)
OSBFC = Oversized Bathing Fixture Capacity (US gal)
30 = Standard Bathing Fixture Capacity (US gal.)

NBDR = Number of Bedrooms in dwelling
NPDF =  Normal Projected Daily Flow @ 250 gal/bdr (US gal.) or (NBDR x 250 (US gal.) = NPDF)

Note: Where a single-family dwelling contains more than one (1) oversized bathing fixture, the projected
sewage discharge produced from each such fixture shall be calculated and provided for.

(b) Example:

The minimum effective liquid holding capacity calculation for a septic tank serving a four (4) bedroom single-
family dwelling containing one 80 US gal. oversized bathing fixture and one 75 US gal. oversized bathing
fixture is as follows:

{ (OSBFC - 30) + (OSBFC - 30) } x (NBDR) ] + NPDF
{(80 - 30) + (75 - 30) } x (4) ] + (4 x 250)

{ (50) + (45) } x (4) ] + (1000)

(95) x (4) ] + (1000)

80 + 1000

1380 US gallons (minimum)

< <K<K

[
[
[
[
3
\Y
Therefore, the dwelling in this example would require a septic tank with a minimum effective liquid holding

capacity of 1380 US gallons. Since commercially available tanks are only produced in 250 US gallon
increments, a standard 1500 US gallon tank would suffice.

C. Septic Tank Sizing for Other Types of Structures or Facilities

1.

For any type of structure or facility, other than single-family dwellings, the net volume or effective liquid capacity,
below the liquid level of a septic tank, for flows up to 500 gallons per day shall be at least 750 gallons.

For any type of structure or facility, other than single-family dwellings, with flows between 500 and 1500 gallons
per day, the effective liquid holding capacity of the tank shall be equal to at least one and one-half (1¥2) days
liquid sewage flow.

For flows greater than 1500 gallons per day, the minimum effective liquid holding capacity shall equal 1125
gallons plus 75 percent of the daily wastewater flow or:

V =1125+ 0.75Q
Where:

V = Minimum Required Effective Liquid Holding Capacity (US gal.)
Q = projected daily wastewater flow (US gal.)

Where unknown and/or unusual wastewater discharge characteristics are expected from a facility, projected
normal sewage flow shall be determined from the information presented in Appendix 7 or from actual known water
usage data (i.e. information from water utility company for a comparable existing facility) may be used if available.
Upon the completion of a review of a proposed facility’s projected daily flow calculations, additional septic tank
volume may be required by the Department.

Appendix 7 contains Table A7-1 which shows the projected daily wastewater flows from various type of facilities

and establishments that shall be utilized by the Department for determining wastewater discharge amounts for the
calculation of necessary septic tank size.
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SECTION 15

CONVENTIONAL SUBSURFACE SEWAGE DISPOSAL SYSTEMS

A.

Site/Soil Conditions, Assessment Methodology and Criteria for Conventional System Disposal
Fields

IMPORTANT NOTE: The provisions and requirements outlined in this Subsection shall not be solely limited to
conventional subsurface sewage disposal systems. The contents of this Subsection shall also pertain to alternative
subsurface sewage disposal systems where the Department determines that any of the following provisions or
requirements are applicable to said systems or their installation sites.

For the purposes of ascertaining site/soil area suited for subsurface sewage disposal system use, a land parcel is
assessed as a whole, not just where a proposed subsurface sewage disposal system is to be located. Though a
proposed dwelling (or other structure) will physically occupy only a small portion of a land area, the characteristics of
the entire land parcel must be investigated (or in the case of a very large tract of land, the immediate five to ten acres
in the vicinity of a proposed structure location) to determine the potential of said land parcel to support, in accordance
with the provisions of these regulations, the installation of a subsurface sewage disposal system to serve the proposed
dwelling.

In order to delineate and subsequently designate an appropriate area upon a land parcel for the placement of the
disposal field trenches of a conventional system, the site and soils criteria outlined in this Subsection shall be utilized
in combination with all other applicable provisions in these regulations. Thus, the methods and criteria utilized by the
Department to assess a site location upon a parcel of land includes, but shall not be limited to, the following:

1. Soil Absorption Characteristics or MPI Rates

(@) The MPI rate of the soil, for a proposed subsurface sewage disposal system site, shall be determined by
conducting a detailed field examination of the actual soil characteristics and properties (i.e. soil structure,
texture, drainage classification, etc.).

(b) The soil series and soil rating criteria, as established by the Department (See Appendix 1), shall be utilized in
establishing the appropriate soil absorption rate for said site.

(c) Soils which are determined to have estimated or actual (i.e. determined via a percolation test) soil absorption
rate of <15MPI (i.e. between 1MPI and 14MPI) shall not be utilized for subsurface sewage disposal system
installations.

(d) Soils which are determined to have estimated soil absorption rates of 15MPIl, 30MPI, 45MPI, 60MPI and
75MPI may be utilized for conventional system use where said soil sites are in accordance with the
provisions outlined in Subsection B and C of this Section.

(e) Soils which are determined to have estimated soil absorption rates in excess of 75MPI shall not be approved
for conventional system use. However, where such soils are encountered, such sites may be assessed via
percolation testing, in accordance with the provisions outlined in Appendix 2, in order to establish the actual
percolation rate (i.e. water absorption rate) of said site where the Department has specifically approved the
use of this method of land assessment.

(f) Upon sites that have been assessed via percolation testing, soil absorption rates of between 76MPI and
105MPI may be utilized for conventional system use where said soil sites are in accordance with the
provisions outlined in Subsection B and C of this Section.

(g) Upon sites that have been assessed via percolation testing and where the soil absorption rate is established
to be in excess of 105MPI, said sites shall not be approved for conventional subsurface sewage disposal
system use.

2. Soil Drainage Characteristics and Associated Soil Drainage Improvement Practices
Soil drainage characteristics of a proposed subsurface sewage disposal system site include the manner in which
water is moving internally through the soil (i.e. subsurface drainage) and the manner in which water moves upon
the ground surface (i.e. surface drainage) of said site. See Appendix 1 and/or Appendix 5.
(@) Soils which are determined to be within the drainage classification of Somewhat Poorly Drained, Poorly

Drained or Very Poorly Drained shall not be approved nor utilized for subsurface sewage disposal system
installations.
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(b) Soils/sites which are determined to have acceptable soil absorption rates but require the implementation of a
soil drainage improvement practice, as determined by the Department, shall have available positive outlet(s)
to allow for the proper discharge of all waters collected and conducted by the said method of drainage
improvement. See Appendix 5

(c) Upon any land parcel proposed for subsurface sewage disposal system use requiring a soil drainage
improvement practice and where the availability of a proper positive drainage outlet(s) is questionable, proof
of such shall be demonstrated in a manner indicated by the Department (i.e. additional surveying and/or
engineering work, etc.). See Appendix 5

3. Soil Depth Characteristics

These characteristics pertain to the soil depth to either rock (i.e. solid bedrock) or non-rock type of restrictive layer
or horizon within the soil (i.e. fragipans, clay horizons, Cr horizons, water tables, etc.). See Appendix 1, Chapter
3, Section D, Part (7).

(&) There shall exist a minimum of thirty-six (36) inches of natural soil over any layer(s) of bed rock or the upper
limits of any type of water table.

(b) Where the minimum soil depth may be present but the soil contains a non-rock restrictive horizon, there shall
exist a minimum depth of twenty-four (24) inches of unencumbered soil over said restrictive horizon.

4. Physical Site Conditions

(@) A site shall contain an amount of land space which is in accordance with the provisions outlined in
Subsections B and C of this Section and said site shall be free of Installation Restrictive Characteristics. See
definition in Section 3.

(b) A site shall contain an amount of land space which is in accordance with the provisions outlined in
Subsections B and C of this Section and said site shall be located so as to be separated, by the specified
distances from any of the encumbrances outlined in Section 13.

(c) A site shall not be located upon any land surface which has a natural slope in excess of twenty-five (25)
percent.

(d) A site shall consist of natural soils which have not been disturbed in any manner. Subsurface sewage
disposal systems shall not be placed in fill material, disturbed soils, compacted soils, etc.

5. Land Parcel Size

A land parcel shall be a minimum of one (1.00) acre in size to be considered for the use of conventional
subsurface sewage disposal systems.

6. Method of Land Assessment

The methods which may be utilized to assess a parcel of land (i.e. determine whether or not the land parcel
meets the provisions and criteria of this Subsection), including the conditions under which they may be used, are
prescribed in Section 27.

B. Sizing of the Conventional System Disposal Field

Where an appropriate soil absorption rate has been established by the Department, or by an approved soil consultant
(i.e. via conducting a Extra High-Intensity soil mapping procedure, the results of which have been verified by the
Department), the said soil absorption rate shall dictate the size (i.e. linear footage requirements and the total disposal
field area requirement) of the subsurface sewage disposal system.

The actual amount of land surface area required for a system installation, and its mandatory duplicate area, shall be in
accordance with applicable provisions of Appendix 7, Appendix 8 and/or Appendix 9. Therefore, dependent upon the
type of structure or facility the conventional subsurface sewage disposal system is intended to serve, the Department
shall determine which Appendix (i.e. Appendix 7,8 and/or 9) shall apply to properties being assessed.
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Where percolation tests are conducted, the size of a subsurface sewage disposal system and its duplicate area,
dependent upon the type of structure or facility the conventional subsurface sewage disposal system is intended to
serve, shall be determined by the Department in accordance with the provisions outlined in Appendix 7 and Appendix
9.

IMPORTANT NOTE: Where any site(s) have been assessed via percolation testing, regardless of the actual results of
said test (i.e. percolation rates that are calculated to be between 15MPI and 74MPI), the minimum soil absorption rate
that shall be utilized for the purposes of designing a conventional system shall be 75MPI (or 405 Square Feet of
Trench Bottom Area per Bedroom - See Appendix 9).

Duplication Areas on Unplatted Land Parcels

Where conventional subsurface sewage disposal systems are installed, sufficient additional area shall be available for
the complete replacement of the disposal field, in an area of undisturbed, acceptable soil area large enough to install a
system (i.e. being in accordance with requirements and characteristics of the particular area of soil designated for said
duplicate area use) as a secondary disposal field as required by these regulations. The initial installation area, and its
duplicate area (i.e. the Total Disposal Field Area Requirement) shall be in accordance with the provisions of Appendix
8 where soil permeability rates (i.e. MPI ratings) are determined by the Department to be between 30MPI and 60MPI.
For sites where soil permeability rates (i.e. MPI ratings) are determined by the Department to be between 75MPI and
105MPI, the Total Disposal Field Area Requirement shall be calculated and determined in accordance with the
provisions outlined in Appendix 9, Subsection A.

Disposal Field Designs and Configurations

Design of the disposal field shall be of the recirculating (for level lots), serial distribution type or a controlled distribution
type as determined by the Department, based upon site and soil conditions.

1. Recirculating Disposal Field Design

Where the maximum elevation difference, from the highest elevation point to the lowest elevation point, contained
within the entire area which has been designated or platted for the subsurface sewage disposal system disposal
field, does not exceed four (4) inches of declination within a prescribed length of one hundred (100) feet,
migrating in a direction away from the proposed septic tank installation, the recirculating system design is
preferred. A recirculating design provides equal distribution of the effluent throughout the entire system by
connecting successive trenches on both ends and thus, maintaining an established elevation (such that every
point of the trench bottom surface, within the entire extent of disposal field, maintains that same established
elevation and so as none of the trenches exceed the twenty-four inch maximum trench depth) of the bottom of
every disposal field trench. In summary, the recirculating system design requires that all trench bottoms contain
zero elevation change (i.e. shall be level).

2. Serial Distribution Disposal Field Design

Where the maximum elevation difference, from the highest elevation point to the lowest elevation point, contained
within the entire area which has been designated for the subsurface sewage disposal system absorption field
installation, exceeds four (4) inches of declination within a prescribed length of one hundred (100) feet, migrating
in a direction away from the proposed septic tank installation, a serial distribution system shall be required. In
serial distribution, distribution of the effluent is reliant upon each successive trench being connected in such a
manner so as to provide portage from the discharge end of the previous trench into the inlet end of the successive
trench. The aforementioned connection is provided by a closed pipe laid upon an undisturbed section of ground
S0 as to provide an arrangement whereby all effluent is discharged to the first trench until it is entirely filled with
liquid. Upon filling, the excess effluent is then carried by the closed line (i.e. crossover line or crossover) to the
inlet end of the next trench. In this manner each portion of the subsurface sewage disposal system is used in
succession while providing for maximum absorption capabilities of any given trench.

3. Controlled Distribution Systems

The design of a controlled distribution system differs from the aforementioned systems in that the serial and
recirculating systems (by virtue of their arrangement on the landscape) rely upon the trench configuration as a
vehicle for dispersing the effluent; whereas in controlled distribution, the effluent is apportioned by a device which
simultaneously allocates equal amounts of effluent directly into each and every disposal field trench served by the
controlled distribution device (i.e. Distribution Box or Pressure Distribution Manifold).

S15-3



In addition to providing equal distribution of effluent to each trench, these systems shall be constructed to prevent
hydraulic overloading of any individual trench. Thus, this type of system requires that all disposal field trenches be
of equal length.

Controlled Distribution Systems shall be required on:

(@) Any site or property where the established soil absorption rating of the proposed subsurface sewage disposal
area is 61MPI to 105MPI (whether the rate is determined by the Department, an approved soil consultant, or
by an actual percolation test, accepted by the Department), or

(b) A site-specific basis on any site or property where the established soil absorption rating of the proposed,
platted or designated subsurface sewage disposal area is 20MPI to 60MPI (whether the rate is determined by
the Department or an approved soil consultant) and the site characteristics are favorable for said use as
determined by the Department.

The factors used in the determination of favorable site characteristics consist of, but are not limited to:
(1) Site topography,

(2) Soil properties (i.e. properties other than soil absorption ratings) and

(3) Sewage flow rates (i.e. flows from the structure generating the sewage) which necessitate the equal
distribution of effluent to all sewage disposal trenches.

Controlled Distribution Devices

There are two (2) types of effluent distribution controlling devices utilized in the setup of Controlled Distribution
Systems. The types of devices used to provide controlled distribution shall be limited to the Distribution Box or the
Pressure Distribution Manifold (See Appendix 11). The design and proposed usage of either device shall be
approved by the Department prior to installation.

IMPORTANT NOTE: Where the use of controlled distribution devices are required by the Department, all disposal
field trenches of the constructed subsurface sewage disposal system shall be of equal length.

(a) Distribution Box (D-Box)

The D-Box shall be in accordance with the specifications presented in Appendix 11. Controlled Distribution
Systems utilizing a distribution box as the device for ensuring equal distribution of effluent shall require that
the box be installed between the septic tank and the proposed area platted or designated for the construction
of the subsurface sewage disposal field. The distribution box shall be secure and level in order to maintain
proper apportionment of the effluent. The distribution box has one inlet, to accept effluent from the septic
tank, and multiple outlets. The distribution box is then connected, via the outlets, with a conduit to the
individual trenches which receive effluent from the device.

(b) Pressure Distribution Manifold (PDM)

Where the Department has determined that the site characteristics are favorable, as outlined in Subpart (b),
of Part 3, of this Subsection, and where a conventional subsurface sewage disposal system installation
requires the use of a sewage/effluent pump (i.e. a pump is necessary to transport the effluent to the disposal
field site), a Pressure Distribution Manifold shall be required. Any Pressure Distribution Manifold shall be
constructed in the same manner as a LPP manifold (See Appendix 3).

The same materials, methods of assembly, construction techniques and pressure testing inspection shall be
utilized. See typical design detail shown in Appendix 11. Controlled Distribution Systems utilizing a Pressure
Distribution Manifold as the device for ensuring equal distribution of effluent shall require that the device be
installed between the pump tank and the proposed area platted or designated for the subsurface sewage
disposal field. The Pressure Distribution Manifold and its control valves are then connected, via the outlets
from the valves, with a conduit to the individual trenches which receive effluent from the device.

Effluent Brake Device (EBD)
The Effluent Brake is a device, constructed of PVC piping and fittings, placed between the end of a supply line
and the inlet to a D-Box or the first disposal field trench. The purpose of the device is to reduce the energy or

impact of the pumped effluent from the supply line before it enters the D-Box or the sewage disposal trench. See
typical design detail shown in Appendix 14.
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A Splash Box is another type of effluent brake device which may be utilized. Where a splash box is used in lieu of
a PVC pipe device, all specifications regarding the box to be used and all aspects of its installation shall be
subject to the approval of the Department.

The effluent brake device shall be required, as a part of the system installation, on any subsurface sewage
disposal system utilizing a sewage/effluent pump where the use of a pressure distribution manifold is not required.
The Department shall have the authority to specify when and where these devices are to be utilized on a
subsurface sewage disposal system installation.

IMPORTANT NOTE: Where the use of an EDB device is required by the Department, the use of a check valve in
the pump tank setup shall be required regardless of the supply line length.

Alternating Valves

Where alternating valves are required for use by the Department, said valve shall be of a type constructed from
Schedule 40 PVC plastic. The valve shall have one inlet port and two outlet ports. Said valve shall have an
internally operating valve device. The valve shall be operated externally by the use of a hand-held key device.

The use of alternating valves shall be restricted to sites where the Department has determined that the use of any
of the aforementioned Controlled Distribution system setups will not be appropriate for a specific conventional
subsurface sewage disposal system installation.

The alternating valve, where its installation is specifically required, shall always be located at the highest
elevation, upslope from the highest or first disposal field trench, placed at a minimum of five feet from said trench
and that the valve base is at a level above the top of the gravel media of the first disposal field trench. The piping
to the valve inlet and the piping leading from each outlet port, shall not be less than three (3) inches in diameter
(inside measurement) and shall be Schedule 40 PVC. The valve and all of its associated piping network, shall be
bedded upon firm earth or gravel so as ensure that the valve and all piping has consistent slope (i.e. no sagging
pipes) to its destination. There shall be attached to the valve, in a vertical position, a four inch diameter PVC
portion of pipe to serve as the access riser to the ground surface. The initial portion of pipe shall be of a sufficient
length so as to ensure that said pipe stands well above any final grading elevation. At the ground surface, there
shall be attached to the vertical pipe an end-cap fitting with a screw-in plug. After the final grading of the
installation site, the vertical access pipe shall stand a minimum of six (6) inches above the finished grade.

Where an alternating valve is required on a new subsurface sewage disposal system installation, the total
required linear footage of the disposal field shall be equally divided and installed as two separate cells. Each
separate valve outlet shall serve to apportion effluent to its respective cell. The maximum difference in field line
footage from one cell to the other shall be twenty (20) feet. See Appendix 14 for diagram of the alternating valve
setup.

Large Conventional Systems

Large conventional systems are those systems serving single sources with a projected wastewater flow rate
exceeding 750 gallons per day (gpd).

(@) When the design daily flow from a single source exceeds 750 gallons per day (gpd), a properly designed
dosing system shall be used for discharging septic tank effluent into the disposal field. Said dosing system
shall consist of a pump tank, a sewage/effluent pump and either an effluent brake device (EBD) or a
controlled distribution device. (Refer to the above Parts 4 and 5 of this Subsection regarding effluent brake
devices and controlled distribution devices). The configuration and required components of said dosing
system shall be specified by the Department on a site specific basis.

Plans for subsurface sewage disposal systems in this classification shall be prepared by an engineer
licensed in the State of Tennessee. Said plans shall be submitted for review and approval by the De partment
and shall be subject to all provisions outlined in Section 19, Parts C, D, E, F and G.

(b) When the design daily flow from a single source exceeds 2000 gallons per day (gpd), pump tanks,
sewage/effluent pumps and Pressure Distribution Manifold devices (refer to the above Part 4, subpart b of
this Subsection) shall be used to equally apportion effluent to cells or zones of individual disposal field
trenches. The manner (i.e. system design, required system components, system configuration, etc.) in which
the equal distribution of effluent shall be accomplished shall be specified by the Department on a site specific
basis. Each set (i.e. cell or zone) of individual disposal field trenches shall not exceed a design capacity of
2000 gallons per day flow.

Plans for subsurface sewage disposal systems in this classification shall be prepared by an engineer

licensed in the State of Tennessee. Said plans shall be submitted for review and approval by the Department
and shall be subject to all provisions outlined in Section 19, Parts C, D, E, F and G.
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(d)

Large conventional systems shall be designed to maximize the distribution of the effluent throughout the
system.

Soil buffer zones shall be required at a frequency and size as determined by a Department Soil Scientist after
conducting a detailed soil and site evaluation.

Configurations of Systems and Components

In Parts 1 through 6 of this Subsection, the various types of subsurface sewage disposal system designs,
components, devices and general requirements have been presented. Utilizing the aforementioned information,
there are seven (7) possible configurations or arrangement setups of conventional subsurface sewage disposal
systems.

NOTE: The placement of Curtain Drains, or any other type of soil drainage improvement practice, may be
required by the Department on any of the types of subsurface sewage disposal system configurations presented.

The following information outlines the various configurations under their appropriate categories:

@

(b)

Gravity Flow (GF) Systems

Where the appropriate soil and/or site conditions exist, the appropriate gravity flow system shall be specified
by the Department. Each of the following descriptions of the system setup is in sequential order of the path of
the sewage and sewage/effluent as it flows to the disposal field.

(1) GF System - Serial Distribution

This configuration consists of the septic tank, tight line and the disposal field trenches setup for serial
distribution.

(2) GF System - Recirculating Distribution

This configuration consists of the septic tank, tight line and the disposal field trenches setup for
recirculating distribution.

(3) GF System - Controlled Distribution - D-Box
This configuration consists of the septic tank, tight line, D-Box and the disposal field trenches. The
controlled distribution setup requires that each individual field line is to be of equal length and dosed with
effluent via the distribution box.

Pump (P) Systems

When the soil and/or site conditions mandate the use of a sewage/effluent pump, the appropriate pump

system shall be specified by the Department. Each of the following descriptions, of the system setup, is in

sequential order of the path of the sewage and sewage/effluent as it flows to the disposal field.

(1) P System - Serial Distribution
This configuration consists of the septic tank, a pump tank containing an appropriately sized sewage
effluent pump tank, supply line from pump, effluent brake and the disposal field trenches setup for serial
distribution.

(2) P System - Recirculating Distribution

This configuration consists of the septic tank, supply line from pump, effluent brake and the disposal field
trenches setup for recirculating distribution.

(3) P System - Controlled Distribution - D-Box
This configuration consists of the septic tank, supply line from pump, effluent brake, D-Box and the

disposal field trenches. The controlled distribution setup requires that each individual field line is to be of
equal length and dosed with effluent via the distribution box.
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(4) P System - Controlled Distribution - PDM

This configuration consists of the septic tank, supply line from pump, PDM and the disposal field
trenches. The controlled distribution setup requires that each individual field line is to be of equal length
and dosed with effluent via the pressure distribution manifold.

The Department shall use the criteria presented in this Section, in conjunction with the information
obtained during the course of a site investigation and assessment, and make the determination as to
what type of system configuration will be specified for a property to be permitted for the installation of a
subsurface sewage disposal system.

E. Prior to the Construction of a Conventional System

Conventional systems shall only be installed by persons specifically licensed to install said subsurface sewage
disposal systems in Williamson County or by property owners or tenants exempted in accordance with Section 24.
The licensed, approved installer shall have in his/her possession the Permit to Install packet prior beginning the
installation of the conventional system. The packet will include the Permit to Install, a copy of the actual Permit for
Construction of a Subsurface Sewage Disposal System (i.e. the Construction Permit) issued for the lot and any other
pertinent supporting documentation. The installer shall be required to obtain this information prior to contacting the
inspector for a Layout Inspection. Only after the inspector has approved the Layout Inspection with the installer, will
the installer be able to begin the construction of the conventional system. See Section 20 of these regulations for
specific requirements and procedures in the installation and inspection process.

F. Construction of the Conventional System

The information in this Subsection covers the specifications, dimensions, tolerances, materials, components and
methods for the construction of any type of conventional subsurface sewage disposal system.

1. For any portion of any type of subsurface sewage disposal system, where the sewage/effluent flows by gravity
(e.g. the tight line from the septic tank to the disposal field, piping from a D-Box or Alternating Valve to field lines,
etc.), the minimum pipe size shall not be less than three (3) inches in diameter (inside measurement) and shall be
Schedule 40 PVC. The only exception being the solid pipe extending from a valve in a pressure distribution
manifold to a disposal field trench; that pipe shall be of the same diameter as the required valve size. All gravity
flow piping shall be bedded upon firm earth or gravel so as to prevent sagging, crushing or breakage. Additionally,
all gravity flow piping (i.e. Schedule 40 PVC piping) connections made to corrugated field line piping, shall be in
accordance with the provisions outlined in Appendix 12.

2. Where a sewage/effluent pump is utilized, the pipe size from the septic tank to the pump tank shall not be less
than three (3) inches in diameter (inside measurement), shall be Schedule 40 PVC and shall be firmly bedded to
prevent sagging, crushing or breakage. In order to provide bedding support for said pipe, the void space in the
septic tank hole and the pump tank hole (i.e. the space between the septic tank and the pump tank, and side-wall
of the excavated hole) shall be filled to the level of the invert of the inlet and outlet holes of each tank with gravel.
The pipe from the pump tank to the disposal field shall be appropriately sized in order to achieve minimum scour
velocity of 2.5 feet per second.

3. When a pump system is to be utilized, all pump specifications shall be in accordance with the provisions outlined
in Section 16.

4. Materials and components used in the construction of subsurface sewage disposal systems shall be in
accordance with the provisions outlined in Appendix 12.

5. The piping connections between the structure and the septic tank, regarding the utilization and placement of
cleanouts and the minimum pipe size (i.e. pipe diameter), shall be in accordance with all applicable Williamson
County building/plumbing codes.

6. The disposal field trenches shall follow the natural, existing ground surface contours of the designated sewage
disposal system area.

7. A minimum of six (6) feet of undisturbed earth between adjacent trench walls shall be required. Refer to Figure
A14-10, in Appendix 14.

8. Adjacent trenches in a serial distribution system shall be connected with a crossover line in such a manner that

each trench is completely filled with septic tank effluent to the full depth of the gravel media before effluent flows
to a succeeding trench.
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11.

12.

13.

14.

15.

16.

17.

18.

19.

20.

21.

22.

23.

In constructing crossover lines, the installer shall insure that an undisturbed block of earth remains between
trenches. The trench for the crossover pipe, where it connects with the preceding absorption trench, shall not be
excavated deeper than the top of the media. The crossover line shall rest on undisturbed earth and the backfill
material shall be carefully tamped. This section pertains primarily to a serial distribution system. Pipe for
crossover lines shall have no perforations, shall have a minimum inside diameter of three (3) inches and shall be
constructed of Schedule 40 PVC pipe and fittings. See Appendix 14 for construction details. The lengths of pipe
used for crossover lines shall not be considered part of the required absorption area.

The incoming and outgoing crossover lines of each individual trench shall be separated by a minimum distance
which is equal to eighty percent (80%) of the total length of said disposal field trench (e.g. the incoming and
outgoing crossovers of a one-hundred foot long disposal field trench shall be separated by a minimum distance of
eighty feet).

The invert of the highest point in the PVC pipe of the first crossover line shall be a minimum of four (4) inches
lower than the invert of the septic tank outlet. See Appendix 14 for construction details. Subsequently, the inverts
of the high-points of the successive crossover pipes shall be at the same elevation as that (i.e. invert) of the first
crossover pipe or lower.

Trenches shall not be excavated when the soil is wet enough to smear or compact easily. These soil conditions
shall be determined by a Department Soil Scientist.

Media for the disposal fields shall consist of suitable materials as approved by the department. See Materials
Specifications for Conventional Systems in Appendix 12.

Media for the disposal fields shall extend from a minimum of two (2) inches above the top of the perforated field
line pipe to a minimum of six (6) inches below the bottom of the perforated field line pipe (thus, a minimum of
twelve (12) inches total). This depth shall be maintained across the entire width and along the total length of the
field line trench.

The top of the disposal field media shall be a minimum of four (4) inches below the invert of the tank outlet.

The media for the disposal fields shall be covered with untreated building paper, a layer of straw at least four (4)
inches thick or other comparable filter fabric determined to be equivalent by the Department.

Soil material excavated from trenches shall be used in backfilling. The excess soil material shall be spread in
such a manner so as to crown the entire disposal field area, in order to prevent ponding of any surface water, until
initial settling has taken place. The disposal field site shall be shaped to shed water and be free of low spots.

There shall be a maximum of twelve (12) inches of soil material (i.e. the soil material excavated from the trenches
on that site) cover over the disposal field media. The remaining excavated soil material, from that site, shall be
utilized in accordance with Part 17 of this Subsection.

The bottoms of the sewage disposal trenches shall be constructed as level as possible, but in no case shall the
fall in a single trench bottom exceed one-half (*2) inch in twenty-five (25) feet (the fall providing for the directional
flow of the effluent to migrate from the inlet to the outlet of a single trench). The amount of fall shall be determined
by an engineering/surveying level instrument. Thus, in a 100 foot sewage disposal trench (this being the
maximum allowable length, per Part 30 of this Subsection) the maximum total fall shall not exceed two (2) inches.
Under no circumstances shall the bottom of the sewage disposal trench, or portion thereof, contain rise from the
inlet end to the outlet end of said trench.

The width of the sewage disposal trench shall be thirty-six (36) inches.
The depth of the sewage disposal trench shall be twenty-four (24) inches.

All non-perforated piping under pavement (e.g. gravel, concrete, asphalt, etc.) or paved areas (e.g. driveways,
sidewalks, etc.) shall be sleeved with a continuous section of Schedule 80 (minimum) PVC pipe or equivalent, of
the next largest nominal pipe size. The sleeving pipe shall extend a minimum of ten (10) feet to either side of the
pavement or paved area.

All non-perforated piping which breeches, crosses or traverses any size stream or man-made water course shall
be constructed in accordance with the documentation (i.e. the supporting documentation pertaining to the
Construction Permit) provided by the Department. The Department shall assess any proposed crossing of this
type on a case-by-case basis and determine the specific requirements for said crossing (i.e. the methodology,
construction materials, crossing location, etc.) for each site.
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25.

26.

27.

28.

29.

30.

31.

32.

33.

All non-perforated (i.e. solid PVC lines) piping which breeches, crosses or transverses a constructed drain (i.e.
curtain drain, drawdown drain, etc.) shall be sleeved with a continuous section of Schedule 80 (minimum) PVC
pipe or equivalent, of the next largest nominal pipe size. The sleeving pipe shall extend a minimum of five (5) feet
to either side of the constructed drain. Where these crossings are made, they shall be routed in the direction that
is perpendicular to the course of the constructed drain. Thus, aforementioned piping will be at a ninety (90)
degree angle to the route of the constructed drain.

The lengths of pipe used for supply lines, manifolds or tight lines shall not be considered as part of the required
absorption area.

The pipe used in the disposal field trenches shall be corrugated polyethylene, shall have a diameter of four (4)
inches and shall be perforated with one-half (*2) inch holes. The invert of said pipe shall be have a vertical
separation of six (6) inches above the disposal field trench bottom.

All conventional subsurface sewage disposal systems shall require the placement of 1”x 6” grade boards in the
disposal field trenches. Said grade boards shall support the four (4) inch corrugated piping. The one-by-six (1"x
6") lumber boards shall be installed on edge in a vertical orientation (i.e. not tilting in any manner) and supported
by the placement of vertical supports consisting of wooden stakes, sections of metal pipe or metal reinforcement
rod (rebar). The vertical supports shall be placed, as a minimum, at the end of individual section of lumber. The
placement of intermediate vertical supports may be required by the Department. In lieu of the vertical type of
support, horizontal supports constructed of lumber may be utilized. Horizontal supports shall be positioned in the
same manner (i.e. spacing) as the vertical supports. The grade board shall be securely attached to the method of
support utilized. The grade board shall be placed in the disposal field trench so as to be centered in said trench
(i.e. the grade board being eighteen inches from each sidewall of the disposal field trench). The four (4) inch
corrugated piping shall be secured to the grade board utilizing gutter spikes or an equivalent sized metal nail. The
maximum spacing of said spikes or nails shall be five (5) feet. The placement of intermediate spikes or nails, in
order to effectively secure the corrugated pipe, may be required by the Department. See Appendix 14.

Prior to the beginning of construction on a parcel of land, having platted or designated areas for subsurface
sewage disposal, fencing shall be erected, in accordance with the provisions outlined in Appendix 10, so as to
protect said areas from disturbance or damages to the soils from construction practices and vehicular traffic or
vehicular parking. Bull dozers, trucks and other heavy vehicles shall not be allowed to run over the designated
subsurface sewage disposal areas.

After the installation of the subsurface sewage disposal system, all protective fencing shall be reestablished and
shall remain in place for the duration of all construction activities on the parcel of land. The area of the disposal
field shall not be used for vehicular traffic or vehicular parking. Bull dozers, trucks and other heavy vehicles shall
not be allowed to traverse over the septic tank, disposal field trenches, other parts of the system or upon any
duplicate disposal field areas.

The maximum length of a single sewage disposal trench shall not exceed 100 feet. The minimum length of a
single sewage disposal trench shall be forty (40) feet. Should an installer request to construct sewage disposal
trenches longer than 100 feet in length, an advanced written request to the Department is required. The
Department will review the request on a site specific basis. Written approval from this Department is required prior
to this type of installation. Requests to install trenches less than forty (40) feet in length will not be granted by the
Department.

A septic tank shall not be bypassed by any direct line (laundry, grease, or other gray-water, etc.) to the sewage
disposal field.

Down-spouts shall not be connected to the subsurface sewage disposal system. Down-spouts or other surface
water shall be diverted away from the subsurface sewage disposal system.

Water lines shall under no circumstances, cross, pass through, go under or come within ten (10) feet of the
platted or designated subsurface sewage disposal field area(s), or any of its related components (i.e. septic tank,
tight line, curtain drain, etc.)

IMPORTANT NOTE: Should an installer encounter a situation where there is the need to cross a tight line,
supply line or soil drainage improvement practice pipe line with a water line, an advanced written request to the
Department shall be required. Such requests shall be made by the Construction Permit recipient. This request
shall be accompanied by a set of detailed construction drawings, which show the proposed crossing site on the
subject property. The Department will review the request and construction drawings on a site specific basis.
Written approval from this Department is required prior to this type of installation.
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34. All subsurface sewage disposal systems and their related components shall be installed in accordance with the
setbacks, buffer zones and minimum distance boundaries as set forth in Section 13.

35. Should an installer propose to utilize a Rock Slide® for a system installation, the installer shall contact a
Department inspector prior to the Layout inspection to advise the inspector of this intent. During the Layout
inspection, the installer shall discuss and plan the proposed use of the device (i.e. the methods of setting the
device, how the device will exit the disposal field trenches, etc.) for that particular site. Where a Rock Slide® is
utilized, conformance to Part 27 of this Subsection may be waived.

36. The initial subsurface sewage disposal system installation shall be in the primary area as designated on the valid
Construction Permit. The duplicate areas shall be held in protected reserve for future repair purposes. The
unauthorized installation of a system in an area other than the designated primary area shall be grounds for the
immediate revocation of the installer’s license.

Inspection of the Conventional System Installation

No subsurface sewage disposal system or its related components shall be covered without an approved final
inspection and written authorization from the Department. See Section 20.
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SECTION 16

UTILIZATION OF SEWAGE/EFFLUENT PUMPS

The information outlined in this section shall be utilized in the design and assembly of all conventional subsurface sewage
disposal systems which require the utilization of sewage/effluent pumps, related controls and alarm system, pump tanks
and all piping components. Additionally, the methodology prescribed for the assembly of all aforementioned items and
components, shall also apply in the construction of LPP, MLPP and Mound Systems.

A. Pump Tank

1. The pump tank, access riser and riser cover shall be watertight, structurally sound and not subject to excessive
corrosion or decay.

@

(b)

(©)

(d)

The pump tank shall be of a single (i.e. one) compartment design. Pump tanks shall be constructed in
accordance with the specifications outlined in Section 10.

The pump tank shall be appropriately placed so as to provide ground-level access, and the riser cover shall
be visibly exposed at the ground surface.

The access riser shall have a minimum diameter of twenty-four (24) inches and extend to the finished grade
or above so as to provide visible identification of said access.

The access riser shall be located at the outlet end of the tank, directly above the pump, supply line, switches
and any other component or fixtures.

2. The pump tank volume shall be sized in accordance with the specifications in Section 18.

B. Pump

1. Pump Sizing Requirements

@)

(b)

(©)

The minimum flow, in gallons per minute (gpm), and the proper pipe size for a pump system, shall be
calculated in order to achieve a minimum scour velocity of 2.5 feet per second, in accordance with Table
A13-1 in Appendix 13.

The total dynamic head (TDH) must be correctly calculated to ensure the proper pump selection for a
particular site. The Department shall review and verify all TDH calculations for any subsurface sewage
disposal system requiring the use of a pump. Since the calculations for the TDH on a site utilizing an
Alternative System are made by the design engineer, they will automatically be reviewed by the Department
during the Alternative System design review process.

Where conventional systems require the use of a pump, the installer may request the Department to
determine the TDH of a site, or if the installer chooses to determine the TDH for a site, they shall submit the
calculations to the Department for review and approval prior to the system installation. This submitted
documentation must also include the appropriate topographical information.

The TDH shall be calculated using the following information:

(1) Elevation head (EH) is the difference in elevation from the pump and to the highest ground elevation of
the disposal field area. Remember that the pump will be four (4) or five (5) feet below ground level in the
pump tank.

(2) Friction head (FH) is the loss of pressure due to friction as the effluent moves through the pipes and
shall be determined using Table A13-2 in Appendix 13 of these regulations. When estimating pipe
friction, use the total length of supply line (and manifold line where applicable), but not the field lines.
Add twenty (20) percent to this estimate to account for friction loss in all joints and fittings. Note that
friction loss varies with pumping rate as well as with pipe length and diameter.

(3) Pressure head (PH) is the amount of pressure desired at the distribution network and shall be a
minimum of five (5) feet.

S16-1



2.

(4) A Safety factor (SF), as described below, shall be added to the sum of EH plus FH plus PH. This factor
of safety shall be based upon the potential elevation head (EH) and shall be dependent upon two
factors:

(i) The accuracy and exactness of the location of the proposed house and its related tanks and pump;
and

(i) The extreme potential elevation difference across the house site or building envelope.

The minimum safety factor (SF) shall be two (2) feet. If locations of the house, tanks and/or pump
are exact and accurate, or if the house site or building envelope is relatively flat or level (i.e.,
extreme elevation change across the house site or building envelope is less than or equal to two [2]
feet based on required topographical information), then the assigned SF shall be that of the
minimum required (i.e., a safety factor equal to two [2] feet).

If however, the house, tank(s) and/or pump locations are only general in nature and not exact, then
the SF shall be equivalent to the worst case scenario of where the pump/tank could be located, plus
the minimum required safety factor. Thus, for such a case, the total safety factor shall be equal to
the greatest potential elevation change across the house site or building envelope (based on the
required topographical information), plus an additional two (2) feet.
(5) Thus, the TDH is determined by the following formula:
TDH=EH + FH + PH + SF

IMPORTANT NOTE: The minimum assigned total dynamic head shall be ten (10) feet

Pump Selection

@)

(b)

(©)

The submersible pump shall be of a type that has been specifically designed for use and application in the
septic tank/sewage environment, and shall be of sufficient quality so as not to be corroded by sewage. No
other type of pumps (e.g. sump pumps, water pumps, grinder pumps, well pumps, etc.) shall be approved nor
allowed for this use. The pump shall be located in the pump tank.

The pump shall be of sufficient size so as to meet and/or exceed the design capacity (i.e. the flow
requirement and the total dynamic head requirement) stipulated for the specific system and site it is intended
to serve.

The Department retains the authority to mandate the use of a different pump (i.e. regarding size, horsepower,
pumping capacity, etc.), for a site/installation, in lieu of any previously specified or installed pump, as deemed
necessary.

IMPORTANT NOTE: The pump shall meet all provisions outlined in Appendix 12.

C. Pump Controls

1.

All float switches shall be of a sufficient quality and material so as to perform under turbulent conditions and be
resistant to the corrosive nature of the effluent.

The controls shall be sealed to prevent the entry of corrosive and explosive gases from the effluent, and shall
have NEMA (National Electrical Manufacturing Association) approval.

The pump controls shall be either sealed mercury float switches or sealed, self-contained mechanically-activated
float switches.

@)

(b)

(©

Mercury switches are activated by a sealed float which contains a tube of mercury in contact with power
leads.

The only approved mechanically-activated type switches shall be of the same design principle as that of the
mercury-type switches. In lieu of a tube of mercury, the mechanical switches employ a steel ball to activate
the electrical contacts.

Diaphragm-type switches or vertically rising mechanical-type float switches are not acceptable and shall not
be utilized.
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4. The pump control system may employ either a single float switch or a dual float switch arrangement, operating in
series, to control pump operation.

D. Alarm System
1. A high water alarm system shall be required on all pump installations.
2. The alarm system shall emit an audible and visual signal.

3. The alarm system shall be located in the electrical control panel in accordance with the specifications outlined in
Subsection F.

4. The alarm float control shall be placed so as to be activated when the pump tank water level rises above the
pump on float control.

E. Piping and All Related Components (Excluding Electrical Components)

1. All piping materials (i.e. pipe, fittings, etc.) shall be pressure-rated Schedule 40 PVC and shall conform to the
provisions as set forth in Appendix 12.

2. All PVC fittings shall be pressure-rated and shall conform to the provisions as set forth in Appendix 12.

3. All check valves shall be constructed of either PVC, brass or bronze and shall conform to the provisions as set
forth in Appendix 12.

4. All threaded unions shall be PVC and shall conform to the provisions as set forth in Appendix 12. In lieu of PVC
threaded unions, other similar connecting devices may be utilized, as approved by the Department on an
individual basis.

5. All gate or ball valve(s), where a Pressure Distribution Manifold is being utilized, or in any other instance where
the Department has determined that such valve(s) are required, shall be brass or bronze and shall conform to the
provisions as set forth in Appendix 12.

F. Electrical Components

This Subsection shall address all Department requirements regarding the proper setup and connection of the electrical
components associated with the use of sewage/effluent pumps. Thus, since all alternative systems (i.e. LPP systems,
MLPP systems and Mound systems) require the use of sewage/effluent pumps, as do a percentage of conventional
systems, those particular types of septic systems shall be considered as Electrically Assisted Systems (EAS).
Therefore, the provisions of this Subsection shall apply to all subsurface sewage disposal systems which employ the
use of sewage/effluent pumps.

IMPORTANT NOTE: All electrical installations shall be installed to meet the current wiring methods of the current
edition of the National Electric Code (NEC).

1. Permitting of EAS Subsurface Sewage Disposal Systems

Where the Department has specified that a property shall require the use of an EAS, the Department shall refuse
to issue a Construction Permit for that property until the permit applicant has first procured a separate electrical
permit for the inspection of the electrical service and its related components for the EAS.

2. Obtaining the Required EAS Electrical Permit

Such permits are to be procured in conjunction with the office of the State of Tennessee Deputy Electrical
Inspector. In Williamson County these permits may be obtained at:

Williamson County Rescue Squad
508 West Main Street

Franklin, TN 37064

Phone 790-5821

IMPORTANT NOTE: The electrical wiring permit, for a structure, does not include the permit for the wiring of an
EAS. Separate permits for an EAS are required and the Williamson County Department of Sewage Disposal
Management shall not issue any Construction Permit for an EAS in the absence of proof of a proper electrical
wiring permit for said system.
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Additionally, the Department shall refuse to sign any Certificate of Occupancy, nor will the department grant final
approval to any EAS where the electrical inspector has found deficiencies and has not granted approval to the
EAS electrical service and its related components. Valid proof of the EAS electrical service approval and
serviceability from the electrical inspectors office shall be required before final installation approvals shall be
granted or before any Certificate of Occupancy will be released.

Control Panel and Electrical Requirements

(@) Securing Control Panel

(1) Where the electrical control panel is mounted on the pump tank the following specifications shall apply:

@)

(if)
(iii)

(iv)

v)

(vi)

It shall be mounted via a two (2) inch diameter galvanized steel standpipe permanently affixed to the
top of the pump tank. A pass-through hole (2 inch minimum diameter) shall be bored through the
tank top to allow for passage of the pump wiring and controls. The stand-pipe shall be anchored to
the tank top via a permanently affixed flange centered over the pass-through hole to allow the wiring
to exit the tank and enter the control panel through the stand pipe. Explosion proof seals (with
approved seal compound) shall be required at the tank/stand-pipe connection and the stand-
pipe/control panel connection in order to prevent gases from exiting the pump tank and entering the
electrical control panel.

There shall be no splices of any wiring between the pump and the control panel.

There shall be a Ground Fault Interrupt (GFI) receptacle installed at the control panel if the distance
from said control panel to the house or structure is more than twenty-five (25) feet.

All wiring conduit and associated strapping connectors shall be of the rigid type, in accordance with
the NEC requirements.

Two (2) inch conduit shall have plastic bushings, with the appropriate lock nut, in accordance with
the NEC.

All materials exposed to the sewage/effluent/wastewater and/or its related gases, shall have
inherent corrosion protection.

(vii) All exterior steel surfaces shall be suitably protected against corrosion.

(viii) The electrical control panel shall be mounted a minimum of two (2) feet above the finished grade of

(ix)

the ground surface.

The panel front shall be oriented so that it can be observed from the pump access portal of the
pump tank.

(2) Where the electrical control panel is mounted immediately adjacent to the pump tank the following
specifications shall apply:

@)

(ii)

(iii)
(iv)

v)

(vi)

The panel shall be mounted on a pressure treated post (pressure treated post grade shall be
specified as meeting the .40 retention, Ground Contact Application standard) having the dimensions
of six (6) inches by six (6) inches.

The post shall be installed a minimum of thirty-six (36) inches deep into undisturbed earth; a lesser
minimum depth of eighteen (18) inches may be permitted, provided it is reinforced with concrete.

The post shall be located within two (2) feet of the front of the pump tank.

The control panel front shall be oriented so that it may be observed from the pump access portal of
the pump tank.

The electrical control panel shall be mounted a minimum of two (2) feet above the finished grade of
the ground surface.

The electrical control panel shall be firmly affixed to the six (6) inch by six (6) inch post with screws
specifically approved for use with electrical installations.
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(b)

(vii) A two (2) inch minimum diameter pass-through hole shall be bored through the side of the pump
tank (i.e. on the same end of the tank as the pump) to provide for passage of the pump wiring and
controls. Said pass-through hole shall be located so as to be centered within the required tank air-
space (i.e. air-space as in accordance with the provisions in Section 10).

(viii) A two (2) inch minimum diameter conduit shall be permanently affixed over the pass-through hole to
allow the wiring to exit the tank and enter the control panel through the conduit.

(ix) Explosion proof seals (with approved seal compound) shall be required at the tank/conduit
connection and at the conduit/electrical control panel connection in order to prevent gases from
exiting the pump tank and entering the electrical control panel.

(x) There shall be no splices of any wiring between the pump and the control panel.

(3) Where the electrical control panel and electrical disconnect switch is mounted on an outside wall of the
house or structure, the following specifications shall be met:

(i) All wiring splices shall be housed within a NEMA 4X, UL listed junction box located within and
affixed to the pump tank access riser located directly above the pump.

(ii) Explosion proof seals, with approved seal compound, shall be installed at the conduit entrance and
exit of the junction box and additionally at the conduit entrance to the pump electrical control panel
in order to prevent gases from exiting the pump tank and entering the electrical control panel.

(iif) The electrical wiring leaving the junction box (located within the pump tank access riser) shall be
encased in its entirety in one and one-half (1%2) inch minimum diameter conduit from the exit of the
junction box to the entrance of the electrical control panel (located on the outside wall of the
structure). At the installers discretion, the electrical wiring between the junction box and the
electrical control panel may be housed in separate conduits. Where separate conduits are utilized,
one half (*2) inch minimum diameter conduit shall be required. All conduit and related connections
shall be watertight.

(Iv) All electrical wiring from the electrical service equipment panel of the house or structure to the pump
electrical control panel shall be encased in one and one-half (1%2) inch minimum diameter conduit.
Said conduit shall extend between the electrical service equipment panel of the house or structure
and the electrical disconnect switch (which must be housed in a lockable NEMA 4X watertight
enclosure) located on the outside wall of the house or structure. Said conduit shall also extend
between the electrical disconnect switch housing and the pump electrical control panel (also
located on the outside wall of the house or structure).

(v) All wiring (both pump electrical service and controls) shall meet the minimum rating for conductor
size and amp capacity rating as established by the current edition of the National Electrical Code.

(vi) The conduit housing the electrical service wiring from the pump electrical control panel (located on
the outside wall of the house or structure) to the NEMA 4X junction box (located within the pump
tank access riser) shall be buried in accordance with the following conduit-type use:

a. A minimum of six (6) inches below what will be the finish graded ground surface level, where
Intermediate Metal Conduit (IMC) or rigid conduit is utilized.

b. A minimum of eighteen (18) inches below what will be the finished graded ground surface level,
where PVC conduit is utilized.

(vii) All grounding apparatus and methodology shall be in accordance with the NEC, in addition to any
local electrical codes that may apply.

IMPORTANT NOTE: All electrical work shall be inspected prior to back-filling tank hole and all associated
ditches containing electrical conduits.

Electrical Control Panel Requirements

Any and all electrical control panels utilized on subsurface sewage disposal systems shall contain, but shall
not be limited to, the following features:

(1) Shall be Underwriters Laboratory (UL®) listed.
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@)

©)
4)

®)
(6)
@)
®
9)

Shall be National Electric Manufacturers Association (NEMA) 4X watertight enclosure with lockable
hasp.

Shall contain an alarm horn (83-85 decibel rating).

Shall contain a top-mounted, visual, red-lighted beacon providing for a 360° visual check of the alarm
condition.

Shall contain an exterior horn silence switch.

Shall contain an exterior alarm test switch.

Shall contain an exterior green pump run indicator light.

Shall contain a Hands Off and Auto (HOA) switch for manual pump operation.

Shall contain a terminal strip, mounted in the box, clearly marked for easy identification and installation
of alarm, pump and pump control wiring.

(10) Shall contain a circuit breaker.

(11) Shall contain a wiring diagram integral within the electrical control panel.

(12) Shall have a lockable hasp on the panel door.

(13) Shall be fastened with proper screws, specifically approved for use with electrical installations.

(14) Conductors shall be sized to NEC requirements for electrical and breakers.

(c) Additional Requirements for EAS

The following procedures shall apply to all of the electrical components starting from the house or structure
electrical service panel to the pump electrical control panel.

@)

@)

®)

4)

®)

(6)

@)

®)

The electrical service line to the pump electrical control panel shall be on a separately dedicated and
clearly identified circuit. That section of the pump electrical control panel which controls the alarm shall
require a separate wire feed. This wire shall be connected to a commonly used household circuit breaker
which is located in the house or structure electrical service panel. This is required so as to provide notice
to the homeowner when the alarm has been tripped.

All electrical service wiring and related conduits and appurtenances shall be in accordance with the
NEC, in addition to any local codes that apply.

The electrical service wiring shall be encased in one and one-half (1%2) inch minimum diameter conduit
from the house or structure to the pump electrical control panel. The conduit shall be water-tight.

A suitable disconnect, in accordance with the NEC, shall be installed on either the pressure treated post
(where applicable) or the pump electrical control panel stand-pipe to provide for power shut off
independent of the house or structure electrical service panel.

The disconnect shall be housed in a NEMA 4X water-tight enclosure with lockable hasp.

The disconnect shall be connected to the pump electrical control panel via conduit. Explosion proof seals
(with approved seal compound) shall be installed over the conduit entrance into the pump electrical
control panel.

All grounding apparatus and methodology shall be in accordance with the NEC, in addition to any local
electrical codes that may apply.

The conduit housing the electrical service wiring from the house or structure to the pump electrical
control panel shall be buried, in accordance with the following conduit-type use:

(i) A minimum of six (6) inches below what will be the finished graded ground surface level, where
Intermediate Metal Conduit (IMC) or rigid conduit is utilized.
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(i) A minimum of eighteen (18) inches below what will be the finished graded ground surface level,
where PVC conduit is utilized.

(9) At the installers discretion, the electrical wiring between the pump electrical control panel and the
junction box may be housed in separate conduits. Where separate conduits are utilized, one half (%)
inch minimum diameter conduit shall be required. All other requirements pertaining to explosion proof
seals, connectors and conduit usage shall apply as specified in these regulations.

IMPORTANT NOTE: ALL ELECTRICAL WORK SHALL BE INSPECTED PRIOR TO BACKFILLING
TANK HOLE AND ALL ASSOCIATED DITCHES CONTAINING ELECTRICAL CONDUITS.

G. Assembly and Setup of Components

1. Assembly

@

(b)

(©
(d)

(e)

®

©)

(h)
@)

0

(k)

o

(m

=

The pump tank shall be set in such a manner so that the inlet to the pump tank is a minimum of four (4)
inches lower in elevation than the outlet of the septic tank.

The pump tank shall have all of its additional components assembled in order to meet all provisions of
Subsection A of this Section.

The pump shall be placed at the end opposite of the pump tank inlet.

The pump shall be set to ensure that the intake is a minimum of eight (8) inches above the bottom of the
pump tank. A solid base or platform shall be provided for the pump to set upon. An acceptable practice is to
utilize standard eight (8) inch concrete blocks (typically two blocks placed side by side for stability). See
Appendix 14 design detail.

All electrical control cables (i.e. wiring of any type) shall be routed through conduit installed through the tank
in accordance with the provisions of Subsection F of this Section.

The controls and conduit (i.e. the end of the conduit inside the tank) shall be sealed in accordance with the
provisions of Subsection F of this Section.

The conduit/tank interface shall be constructed in accordance with the provisions of Subsection F of this
Section.

The controls shall be adjustable and properly secured to the stand pipe by plastic cable ties.

The cable tie shall be arranged around the stand pipe in such a manner so as to ensure against slippage, up
or down the pipe. See Appendix 14 for design detail.

The pump outlet pipe shall be connected to the supply line with a threaded union, or similar device, to allow
for easy and quick removal of the pump. See Appendix 14 design detail.

A gate valve shall be installed in the supply line, on the outlet side of the union or similar disconnecting
device (i.e. between the union and where the discharge pipe exits the pump tank), to allow pipe shutoff for
pump removal/replacement. See Appendix 14 for design detail.

Where a check valve is required, it shall be installed with threaded fittings in the pump tank, between the gate
valve and the union, to provide easy access for maintenance.

The supply line shall be designed and installed so as to drain after each use, unless system design requires

a check valve. Should a check valve be required, See Part 2, subpart (c) “Pumping Uphill", of this
Subsection.
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(0)
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Where the use of a check valve has been specified by the Department, a supply line pipe shall be buried a
minimum of twelve (12) inches below the existing ground surface. Thus, the supply line trench shall be
excavated to sufficient depth so as to ensure that the crown of said pipe lies twelve (12) inches below the
ground surface throughout the entire length of the supply line to prevent freezing of the effluent held in said
supply line.

NOTE: Where any impediment, in attaining this minimum depth, is encountered during the excavation of the
supply line trench (e.g. encountering bedrock, etc.) and the specified depth cannot be maintained, those
portions of the trench being less than the required depth shall be bedded with a minimum of six (6) inches of
an approved (i.e. by the Department) insulating material (e.g. clay, saw-dust, crushed disposal field gravel
media, etc.) on which the supply line pipe shall rest. The remaining depth of backfill or cover shall consist of
imported soil fill material. This material shall be of sufficient depth so as to provide the minimum of twelve
(12) inches of cover, and said depth shall extend to a distance of eighteen (18) inches to either side of the
pipe.

IMPORTANT: A check valve shall always be installed on any conventional subsurface sewage disposal
system, utilizing a sewage/effluent pump setup, where the installation of an Effluent Brake Device has been
specified by the Department. Thus, the provisions outlined in Part 2, subpart (c) “Pumping Uphill”, of this
Subsection do not apply in this situation.

All PVC connections shall be primed with purple PVC primer and glued with PVC solvent cement. See
Appendix 12.

As a means to remove the pump from the pump tank, a material of sufficient strength and durability (i.e. a
non-corrodible material) shall be secured to the pump, pump outlet pipe and access riser. An acceptable
practice is to utilize nylon rope or a heavy-duty plastic chain capable of supporting the weight of the pump
and pipe. See Appendix 14 design detail.

All line connections to the pressure distribution manifold shall be accomplished via PVC tees and/or crosses.
No screw-in or tapping arrangements into the pressure distribution manifold shall be allowed. See Appendix
11 for design detail on Pressure Distribution Manifold Construction.

Setup

@

(b)

(©)

Dosing Volume

The dosing volume shall be between one-fourth and one-half daily flow, except in those situations where the
minimum dose exceeds one-half daily flow, then the calculated minimum dose shall be the dosing volume.

Float Controls

(1) The pump control shall be positioned so the pump off switch is slightly above the top of the pump and
the pump on switch is at the desired dosing depth. The pump off switch for pumps specifically designed
to operate with the pump motor casing exposed to air, may be located at a lower elevation provided an
adequate depth of wastewater is maintained above the pump intake to insure that the pump intake will
not draw in air. See Appendix 14 design detail.

Note: Care shall be taken to ensure that the floats are properly secured to prevent them from becoming
fouled or entangled by other components such as the electrical power cord to the pump or the pump
lifting rope.

(2) It may be necessary for the system installer to make adjustments to the float controls after a system has
been installed and in use. Should this be necessary, the installer shall notify the Department and provide
information on where such work was required, the date it was completed and the reason for the
adjustment.

Pumping Uphill

When pumping uphill, a check valve shall be utilized if the volume of effluent which will flow back into the tank
exceeds one-fourth of the daily flow.
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When a check valve is utilized, a vent hole shall be drilled in the discharge pipe below the check valve, inside
the pump tank, to purge the pump of trapped air (This practice is also recommended by the Sump & Sewage
Pump Manufacturers Association - SSPMA).

(1) The vent hole size shall be in accordance with the pump installation instructions provided by the pump
manufacturer.

(2) An extra two (2) gallons per minute (gpm) shall be added to the pumping rate to compensate for flow
through the vent hole.

Example:
For a system with 36 gpm flow rate and a vent hole.
Total flow rate = 36 gpm + 2 gpm = 38 gpm

(d) Pumping Downhill

For systems where the absorption field is at a lower elevation than the pump, a 1/4-inch siphon-breaker hole
must be drilled in the supply line inside the pump tank. This hole will prevent inadvertent siphoning of the
contents of the pump tank into the field. An extra two (2) gallons per minute (gpm) must be added to the
pumping rate to compensate for flow through the siphon-breaker hole.

Example:
For a system with 36 gpm flow rate and a siphon-breaker hole.
Total flow rate = 36 gpm + 2 gpm = 38 gpm
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SECTION 17

INSTALLATION OF SEPTIC TANKS AND PUMP TANKS

The information in this section pertains to the actual practices to be utilized in the placement into the ground and
connections of septic tanks and pump tanks.

NOTE: The use of the term “tank” in this section refers to both septic tanks and pump tanks.
A. Location of Tanks
1. Conventional Systems

The actual tank installation site on any parcel of land shall, as a minimum, be in accordance with the provisions
set forth in Section 13 of these regulations.

2. Alternative Systems
The actual tank installation site involved in an alternative subsurface sewage disposal system is an integral part of
the engineering design of that system. Therefore, the tanks are to be placed in the location, as it relates to the
location of the structure, as specified by the approved alternative system design plans and be in accordance with
the provisions set forth in Section 13 of these regulations.
B. Excavation for Tank Placement
The appropriate methods and techniques to be utilized for excavating tank holes is left to the discretion of the installer.
The site conditions (i.e. presence of deep soils, soils having shallow depths to bedrock, etc.) will undoubtedly
determine what type of excavation methods will be employed.
C. Placement of Tanks in Prepared Excavation
1. All tanks shall be level.

(@) Tank Hole(s) Being Entirely Within Sail

The bottom of the tank hole(s) shall be level and the tank shall be set upon firm, undisturbed soil/earth in the
excavation prepared for said tank.

(1) The bottom or base of the excavation prepared for the placement of the tank shall be level.

(2) If the excavation prepared for the placement of the tank is not level, loose soil material shall not be
replaced into said excavation to create a level pad on which the tank will set.

To create a level pad on which the tank will sit, either:

(i) more soil material shall be removed from the bottom of the excavation,

(i) alayer (i.e. not to exceed four inches in depth) of thoroughly compacted crusher-run type gravel (i.e.
gravel containing fines so as to allow for complete compaction) shall be placed on the bottom of the

excavation, or

(i) a level concrete pad, of not less than three (3) inches in thickness, shall be poured in the bottom of
the excavation.

(3) Where a tank hole was excavated to a deeper depth than intended, loose soil material shall not be
replaced into said excavation to raise the elevation of the hole bottom.

To raise the elevation of the base upon which the tank will sit, either:

(i) a layer of thoroughly compacted crusher-run type gravel (i.e. placed in four inch lifts, each lift being
compacted before the placement of another lift) shall be placed on the bottom of the excavation, or

(i) a level concrete pad, of not less than three (3) inches in thickness, shall be poured in the bottom of
the excavation.
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(b) Tank Hole(s) Being Partially or Entirely Within Rock
(1) Rock being present in the side-walls of the tank hole(s).

Where rock is present in the side-walls of the tank hole, there shall be a minimum clearance of six (6)
inches between said rock and the set tank.

(2) Rock being present in the bottom or base of the tank hole(s).
The tank(s) shall not be set directly upon any rock present in the bottom of a tank hole.
A level layer (i.e. not to exceed four inches in depth) of thoroughly compacted crusher-run type gravel
(i.e. gravel containing fines so as to allow for complete compaction) shall be placed on the bottom of the
excavation to provide an even base for the tank to be set upon.

(3) Leveling or raising the base of a tank hole.

The same procedures shall be utilized as outlined in subpart (a)(2) and (a)(3) of the Part 1 of this
Subsection.

A pump tank shall be set in such a manner so that its inlet port is at a lower elevation than the elevation of the
outlet port of the septic tank.

Filling the tank(s) with water after said tank is set.

(@) This task may be required at the Department’s discretion in order to verify that the tank is watertight. Refer to
Section 20.

(b) This task may be necessary should there be a danger (e.g. impending rain storm, etc.) of the tank floating.
Under this scenario, the decision as to whether or not to fill the tank(s) with water will be left to the installer.

D. Piping Associated With Tanks

1.

Pipe Components

(@) From Structure to the Septic Tank
The piping connections between the structure and the septic tank, regarding the utilization and placement of
clean-outs and the minimum pipe size (i.e. pipe diameter), shall be in accordance with all applicable
Williamson County building/plumbing codes.

(b) Gravity Flow Systems

Piping shall be in accordance with the provisions outlined in Appendix 12, Subsections A and G and shall be
properly bedded and supported as outlined in Section 15, Subsection F, Part 1.

(c) Pump Systems

Piping shall be in accordance with the provisions outlined in Appendix 12, Subsections A and G and shall be
properly bedded and supported as outlined in Section 15, Subsection F, Part 2.

Pipe Connections to Tank(s)

All pipe-to-tank connections shall be in accordance with the provisions as outlined in Appendix 12, Subsection G,
Part 5.

Pipe to Pipe Connections — Gravity Flow and Pump Systems

All pipe to pipe connections shall be in accordance with the provisions as outlined in Appendix 12, Subsection G,
Parts 2, 3 and 4.
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E. Tank Risers and Ground Level Access

There shall be a ground-level access riser installed on each manhole opening of the tank(s). The riser-to-tank
connection shall be made watertight.

Said riser shall be in accordance with the provisions outlined in Appendix 12, Subsection G, Part 6.
F. Preparation for the Backfilling of Set Tank(s)
1. Where the space between any tank piping and the side-wall of the tank hole is in excess of thirty (30) inches,
there shall be provided bedding support for said pipe. The void space in the tank hole shall be filled to the level of

the invert of the inlet and outlet holes of said tank with gravel.

2. The tank hole shall be cleared of all construction debris (i.e. wood, plastic buckets, etc.) and trash prior to
backfilling.

G. Miscellaneous Circumstances

Should there exist a site where the aforementioned methodologies/techniques cannot readily be adhered to, the
installer shall follow the procedures outlined in Section 20, Subsection A, Part 13 (Construction Related Problems).
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SECTION 18

MINIMUM PUMP TANK CAPACITY

The information in this section covers Pump Tank Capacity only. The provisions outlining Minimum Septic Tank Capacity
are presented in Section 14.

Where any subsurface sewage disposal system requires the use of a pump tank, said pump tank shall be sized in
accordance with the minimum standards as follows:

e The minimum effluent storage capacity, within a pump tank, shall be a minimum of twice the volume of the normal
projected daily wastewater flow so as to provide for a minimum of one (1) day of emergency storage.

e The actual or real storage capacity of a tank to be utilized as a pump tank shall be considered that volume of liquid
capacity that occupies the interior space of said tank to the level of the invert of the pre-cast outlet port of that tank (i.e.
the liquid level being the actual level to the invert of the outlet port of a tank set upon a level plane). Therefore, the air-
space that lies above the actual surface of the liquid level of a tank shall not be considered as part of the pump tank’s
storage capacity.
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SECTION 19

ALTERNATIVE METHODS OF SUBSURFACE SEWAGE DISPOSAL

A. Use of Alternative Systems

Alternative subsurface sewage disposal systems may be considered, at the discretion of the Department, on a site-
specific basis on properties that have sites and soils suited for such use (See Appendices 1, 3 and 4).

IMPORTANT NOTE: Upon any and all alternative subsurface sewage disposal system installation sites, the use of a

soil drainage improvement practice, as specified by the Department, shall be required.

B. Alternative Systems Approved for Use

There are only two (2) methods of alternative subsurface sewage disposal approved by the Department: the Low
Pressure Pipe (LPP) system and the Mound system.

1.

Low Pressure Pipe Systems

A low pressure pipe system consists of a properly designed, one-piece, two compartment septic tank (in
accordance with the provisions of Sections 10 and 14) and a pump tank (in accordance with the provisions of
Sections 10 and 18), in conjunction with a network of small diameter perforated pipes, (1 to 2 inch Schedule 40
PVC), to be placed in natural soil at shallow depths in narrow trenches not less than six (6) inches wide. The
system must be designed to fit the site in question. The design of each LPP system shall comply with the design
and installation criteria as established by these regulations (in accordance with the provisions of Appendix 3) and
any additional specifications as established by the Wiliamson County Department of Sewage Disposal
Management and/or the Williamson County Board of Health.

Mound Systems

A Mound system consists of a properly designed, one-piece, two compartment septic tank (in accordance with the
provisions of Sections 10 and 14) and a pump tank (in accordance with the provisions of Sections 10 and 18), in
conjunction with a network of small diameter perforated pipes, (one [1] to two [2] inch Schedule 40 PVC), placed
in a seepage bed whose components consist of a mound of selected, imported sand and soils, placed upon the
plowed layer of natural soil, in conjunction with a rock filtration bed for dispersal of sewage/effluent. The system
must be designed to fit the site in question.

The design of each Mound system shall comply with the design and installation criteria as established by these
regulations (in accordance with the provisions of Appendix 4) and any additional specifications as established by
the Williamson County Department of Sewage Disposal Management and/or the Williamson County Board of
Health.

C. Design of Alternative Systems

1.

The Department shall require that all alternative subsurface sewage disposal systems be designed by an
engineer licensed in the State of Tennessee. Said engineer shall be licensed and registered in accordance with
the provisions as set forth in Tennessee Code Annotated, Title 62, Chapter 2.

Alternative Systems Design Format

Any engineer preparing alternative system design plans for submission to the Department shall present said plans
in the following format:

(@) Partl

The first page of the design plan shall consist of a cover sheet. The information presented on the cover sheet
shall include, but shall not be limited to, the following:

(1) The type of alternative system design plan being presented (e.g. LPP, MLPP, Mound System, etc.).

(2) The location of the site where the alternative system design plan is proposed to be utilized. Denote any
and all specific site location information.
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(i) Subdivision Lot (i.e. platted lot).

Name of the platted subdivision, subdivision section number (where applicable) and the lot number.
(ii) Individual Tract of land (i.e. unplatted lot).

The Tax Map Number and the Parcel Number, and the Proper E 911 address.

(3) The name, mailing address and telephone number (daytime) of the person for which the alternative
system design plans have been prepared.

(4) The name, mailing address and telephone number (daytime) of the design engineer (and the
engineering firm, where applicable) who prepared the alternative system design plans.

(5) The name of the person(s) who drafts the design and/or prepares the design and/or the engineer
responsible for reviewing and certifying the design plans, if the system design was prepared by an
individual other than an engineer licensed in the State of Tennessee (e.g. designed by someone under
the direct supervision of a Tennessee licensed engineer).

(6) The date the design was completed by the engineer, or the date that the design was reviewed and

approved by an engineer licensed in the State of Tennessee. This date shall be considered by the
Department to be the prepared date.

(7) The seal/stamp and dated signature of the licensed engineer who designed or reviewed/certified the
alternative system plans.

(b) Part2
This page of each plan shall consist of a drawing of the lot boundaries, based on recent boundary surveys, to
a scale of one inch equals one-hundred feet (1" = 100"). Additionally, other details and items to be shown on
this drawing shall include, but shall not be limited to, the following:

(1) The platted building envelope, where applicable; otherwise, the house/structure location (proposed or
existing).

(2) The designated or platted subsurface sewage disposal system area.

(i) On platted lots, the design engineer shall choose and designate which platted disposal field areas
are to be used for the primary and secondary system installations.

(i) On unplatted parcels of land, the primary and secondary areas shall be chosen, designated and
denoted in accordance with the provisions outlined in Subsection C, Part 6 of Section 26.

(iif) On vested plats and lots (refer to Subsection J of Section 2), the primary (#1) and secondary (#2)
areas shall be denoted in accordance with the approved, vested plat information.

(3) Any other information that may be deemed necessary by the Department staff.
(c) Part3

This page of each plan shall consist of a one inch equals one-hundred feet (1" = 100') scaled detail drawing

of the lot. In addition to the property boundaries and all items outlined in the above subpart (b), other details

and items to be shown on this drawing shall include, but shall not be limited to, the following:

(1) Actual location of the septic tank and pump tank.

(2) Actual location of the supply line and manifold.

(3) Effluent distribution network (i.e., all lateral line locations for a LPP/MLPP system, or the limits of the
Mound’s basal area and its effluent distribution network) and all associated system details as being
consistent with all shown elevations so as to fit within the boundaries of the aforementioned areas.

(4) Any and all required soil drainage improvement practice(s) (i.e. interceptor, curtain or drawdown drains,
etc.); said soil drainage improvement practice(s) shall be shown in accordance with and consistent with
the approved plat. On vested plats/lots (refer to Subsection J of Section 2) or unplatted lots, the required
soil drainage improvement practice information shall be presented as outlined in Section 26, Subsection

A, Part 3 (g).
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(d)

(5) Any other pertinent information regarding the system.

Part 4

This page shall consist of a one inch equals thirty feet (1" = 30") to one inch equals fifty feet (1" = 50') scaled
detail drawing of the lot. In addition to the property boundaries and all items outlined in the above subparts
(b) and (c), other details and items to be shown on this drawing shall include, but shall not be limited to, the
following:

(1) House/structure location (proposed or existing), within the designated or platted building envelope where
applicable.

@
®)
4)
®)

Driveways, proposed or existing.

Location of any existing overhead or underground utilities.

Proposed routing of any overhead or underground utilities.

Actual, field run, ground surface elevation contours of the design site, shown at a minimum contour
interval of two (2) feet. At the Department’s discretion, lesser contour intervals may be required to
adequately define the topography associated with said design site.

@)

(ii)

(iii)

(iv)

On platted land parcels being two (2.00 ac) acres, or less, in size:

The graphically represented, actual ground contours shall encompass the entire extent of the platted
land parcel.

On platted land parcels being greater than two (i.e. 2.01+ ac) acres in size:

As a minimum, the graphically represented, actual ground contours shall:

a.

encompass and extend twenty-five (25) feet beyond the limits of the entire platted alternative
subsurface sewage disposal system areas;

encompass the entire land area to be allocated for the soil drainage improvement practice (e.g.
curtain drain, etc.);

encompass and extend thirty (30) feet beyond the limits of the entire house or structure site;

encompass a twenty (20) foot wide corridor in which the entire supply line is to be routed
regardless of the distance of separation.

On unplatted land parcels:

As a minimum, the graphically represented, actual ground contours shall be the same as outlined in
the above subpart (d)(5)(ii).

In lieu of the graphically represented minimum ground surface elevation contours required in the
above subpart (d)(5)(i)-(iii), the following information may be considered satisfactory:

a.

a table containing an elevation schedule of the house or structure site, the tank locations, the
highest and lowest point of the supply line, and each and every lateral line location; each of
these points must be field staked/flagged and labeled so as to correspond to the provided
elevation schedule table;

a graphical elevation profile of the entire soil drainage improvement practice route (e.g. curtain
drain route, etc.); elevation points shall be obtained at regular intervals sufficient to adequately
define the profile and ensure a positive flow discharge outlet is provided according to the
required minimum depth; each of these points must be field staked/flagged and labeled so as to
correspond to the provided elevation profile;

a graphical elevation profile of the entire supply line route from the pump tank outlet to the
manifold; elevation points shall be obtained at regular intervals sufficient to adequately define
the profile with regards to the highest and lowest points and the extremes of any undulating
topography; each of these points must be field staked/flagged and labeled so as to correspond
to the provided elevation profile.
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(e)

)

(6)

IMPORTANT NOTE: Site specific slope configurations (e.g. sites composed of complex/compound slope
configurations or extremely flat/level land parcels, etc.) may necessitate extensive topographical
evaluation to properly define the area. Thus, the design engineer shall be required to take as many
elevation shots as necessary to adequately define the slope or slopes associated with the design site.
Upon the completion of a field review, should the Department staff deem that an insufficient number of
elevation points were measured, the design shall be returned to the design engineer for correction of
said deficiency.

All topographical data shall be either based upon an assumed datum, relative to a known point on the
site (e.g. established lot corner) or based upon the data from an actual USGS benchmark, where
present.

IMPORTANT NOTE: The use of any previously prepared or pre-existing topographic data (i.e.
topographic maps, site plan elevations or contours, drainage plan elevations or contours, grading plan
elevations or contours, etc.) shall not be acceptable for this purpose.

Any additional existing items of concern regarding the installation must be illustrated and noted (e.g.,
surface drainage ways, unsuitable soil areas, fill material areas, or soil remediation/improvement
practices required by the soils map or the Department, etc.).

Part 5

This page(s) shall consist of a work sheet showing all design calculations for the primary area, including but
not limited to:

@
@)
©)
4)
®)
(6)
@)
®)
©)

Daily flow projections.

Soil load rates (from the appropriate tables in these regulations).

Installation area requirements (square footage requirements, LPP or Mounds).
Linear footage requirements (for LPP systems).

Gravel requirements (i.e. amount, type, and size of gravel).

Sand specifications and requirements (i.e. for Mound systems).

Septic tank and pump tank sizes.

Dosing and distribution requirements.

Pump specifications (i.e., pressure head, friction head, elevation head, total head, etc.).

(10) Pump selection.

(11) Dosing volume.

(12) Float switch settings.

(13) Check valve calculations and requirements.

(14) Any other pertinent calculations necessary for a properly engineered alternative subsurface sewage

disposal system design.

When tabulated information is used during the calculation process, the exact reference of where this
information was obtained must be noted.

Part 6

This page(s) shall consist of a work sheet showing all design calculations for the secondary system. The
information in this part shall be consistent with the provisions outlined in the above subpart (e) regarding the
design calculations work sheet for the primary system.
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©)

(h)

Part 7

This page(s) shall contain a complete and detailed summary of all design calculations and specifications for
both the primary and the secondary systems. This part sheet may be in the form of a consolidated answer
sheet from all calculations and specifications required for a properly engineered alternative subsurface
sewage disposal system design.

Part 8

This page(s) shall consist of a copy of the soils map of the design site, shown on a scale of one inch equals
one-hundred feet (1" = 100").

Where percolation test data is utilized for an alternative system design, this part shall consist of a copy of the
approved percolation test documentation, in lieu of the soil map. The approved percolation test
documentation includes: a copy of the Department form — Report of Soil Absorption Test, the 1"=100" plat
showing exact location of the percolation test site and the associated report from a Department Soil Scientist.

NOTE: The Department strongly recommends that the design engineer procure all pertinent soil information
from their client or the responsible soil consultant. The design engineer may review the Department’s soil
information (i.e. soil map, percolation test documentation, etc.) at the Department’s offices during normal
business hours, however, none of the aforementioned information shall leave the Department’s offices nor be
loaned. Furthermore, photocopied, faxed or other such duplicated soil information shall not be considered
valid for design purposes; original soil information shall be the only type considered valid by the Department.

Part 9

This page(s) shall contain the pump specifications with a copy of the pump capacity performance curve for
the particular pump specified. The actual pump design criteria (total flow and total dynamic head) shall be
plotted on the pump performance curve to demonstrate adequate pump sizing.

() Part10
This page(s) shall consist of typical effluent distribution network detail drawings, which includes, but is not
limited to: drawings of the manifold line to lateral line connections, drawings of the valve arrangement and
drawings of the lateral line turn-up, etc.
(k) Part11
(1) LPP Systems
This page(s) shall contain all lateral line trench detail drawings and related notes. Additionally, any site
specific restrictions, notes, or existing items of concern regarding the lateral line trenches or their
installation shall be noted here.
(2) Mound Systems
This page(s) shall contain detail drawings of the mound cross-sectional view and the mound plan view
(showing all pertinent dimensions) and all related notes. Additionally, any site specific restrictions, notes
or existing items of concern regarding the mound and its installation shall be noted here.
() Parti2
This page(s) shall contain all soil drainage improvement practice (i.e. interceptor, curtain or drawdown drains,
etc.) detail drawings and related notes. Additionally, any site specific restrictions, notes or existing items of
concern regarding the soil drainage improvement practice or its installation shall be noted here.
(m) Part 13
This page shall consist of cross-section and detail drawings of pump tank set-up.
(n) Part14

This page(s) shall consist of general notes regarding installation and construction techniques, site
preparation, and any site specific restrictions or notes concerning the proposed system.
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(o) Part15

This page(s) shall consist of a complete materials supply list, specifying the exact type, size, quantity and
description of all required parts, supplies and materials required for the construction of the alternative system
being designed.

D. Department Review of Alternative System Designs

All alternative system design plans submitted to the Department shall be reviewed by the Department’s Design
Review Director. Once this review has been completed, the design plans shall be either approved or disapproved.
The design engineer will be notified accordingly.

E. Correction of Submitted Design Deficiencies

For any alternative system designs that have been disapproved by the Design Review Director and found to have any
type of deficiencies, the design engineer shall be contacted and advised of the need for corrections. The design
reviewer shall denote all discovered design deficiencies in order to aid the system designer in the correction of said
deficiencies.

Once any and all deficiencies have been corrected, the alternative system designer shall re-submit a complete set of
revised design plans (i.e., in their entirety). The re-submitted design plans shall then start at the beginning of the
review process in accordance with Subsection D of this Section.

F. Design Engineer’'s Responsibilities Regarding the Implementation of an Alternative System Design

Once an alternative system design has been approved by the Department, that design plan shall be followed exactly
by the system installer. Due to the fact that some design plans require exacting attention to detail in their
implementation, the Department may require that the engineer provide on-site construction supervision and/or
inspection of the installation. Should such actions be deemed necessary, the design engineer shall be notified by the
Department.

The Department shall outline the particular aspects of the design that will require the engineer’s supervision and/or
inspection. The Department may require, as it deems necessary, that the engineer provide written documentation
outlining his/her observations, findings and/or recommendations.

G. Validity and Expiration of Approved Alternative System Design Plans

1. All alternative subsurface sewage disposal system design plans, whether approved or unapproved by the
Department, either on file in the Department offices or in the possession of private individuals, that were prepared
prior to January 1, 1993 shall be considered null and void.

2. All alternative subsurface sewage disposal system design plans, whether approved or unapproved by the
Department, either on file in the Department offices or in the possession of private individuals, that were
completed between January 1, 1993 and the effective date of the adoption of these regulations, shall be
considered invalid until said design plans have been reassessed and approved for use by the Department. Where
any said design plans are found to be deficient, those plans shall be deemed invalid and new design plans shall
be prepared and submitted to the Department in accordance with all provisions of this section and these
regulations.

3. After the effective date of the adoption of these regulations, all alternative subsurface sewage disposal system
design plans, whether approved or unapproved by the Department, either on file in the Department offices or in
the possession of private individuals shall have an expiration date effective three (3) years from their prepared
date (i.e. the date indicated by the design engineer as per Subsection C, Part 2, Subpart (a)(6) of this Section).
Design plans with mature expiration dates shall be considered null and void. For any site or property affected by
expired design plans, new design plans shall be prepared and submitted to the Department for review and
approval. All newly prepared designs shall be prepared in accordance with these regulations.

IMPORTANT NOTE: The Department shall have the authority to require the reassessment of any alternative
system design plans where the Department deems such verification necessary.
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SECTION 20

INSPECTION OF SUBSURFACE SEWAGE DISPOSAL SYSTEM INSTALLATIONS

All subsurface sewage disposal system installations shall be inspected, during the process of their construction, by the
Department. The outlined Standard Inspection Procedure shall be followed for the specific type of subsurface sewage
disposal system being installed. No subsurface sewage disposal system, or portion thereof, shall be covered or backfilled,
partially or in whole, prior to being inspected and approved by the Department. The Department shall have the authority to
require that any portion of a subsurface sewage disposal system that has been covered or backfilled without Department
authorization, be completely and thoroughly uncovered of all soil material (i.e. removal of all soil backfill material) by the
responsible installer of said system for proper inspection.

A.

Types of Inspections

The installation of the various types of subsurface sewage disposal systems utilized in Williamson County necessitate
the use of different types and specific sequences of field inspections. This Subsection outlines and identifies the types
of inspections that shall be utilized by the Department.

It shall be the responsibility of the installer to contact the Department and request the appropriate inspection at the
appropriate point in the subsurface sewage disposal system installation process. Failure of the installer to comply with
the provisions outlined in this Section will result in the issuance of either a Yellow or Red Flag on the subsurface
sewage disposal system installation.

1.

Soil Check

The soil check inspection is a generalized type of inspection used where there is a need for an assessment of soil
properties or conditions on a site that is to be utilized for a subsurface sewage disposal system installation. This
type of inspection shall be conducted by a Department Soil Scientist.

The types of soil checks consist of, but are not limited to, the following:

@

(b)

Soil Disturbances

A soil check inspection is conducted in order to assess a designated or platted subsurface sewage disposal
system area for disturbances (cutting, compaction, filling, etc.) of the soil.

The need for this inspection shall be left to the discretion of the Department inspector. During the course of
the Layout Inspection, should the inspector suspect or observe evidence that any type of soil disturbances
have occurred near or on a designated or platted subsurface sewage disposal system area, he/she shall halt
that inspection, notify a Department Soil Scientist and schedule a Soil Check Inspection.

IMPORTANT NOTE: Once the Department Soil Scientist has been called in by the inspector to assess soil
disturbances, said Soil Scientist shall have the authority to determine whether or not the installation of any
type of subsurface sewage disposal system shall be allowed to proceed. If an installation is halted, the Soil
Scientist shall have the authority to decide when said soil conditions are suitable (i.e. all required soil
remediation practices have been properly completed) to allow the beginning or continuance of a system
installation.

Soil Moisture Conditions

A soil check inspection is conducted in order to determine whether or not the soil moisture conditions of a
designated or platted subsurface sewage disposal system area are suitable to proceed with a system
installation. The necessity for this inspection will be directly influenced by seasonal weather conditions.

The need for this inspection shall be left to the discretion of the Department inspector, except in the case of
Mound systems. Where any type of Mound system is to be constructed, this soil check inspection shall
always be required before or concurrent with the Layout Inspection. During the course of the Layout
Inspection, should the inspector observe or suspect that the ground and/or soils in the designated or platted
subsurface sewage disposal system area are too wet to begin any type of system installation, he/she shall
halt that inspection, notify a Department Soil Scientist and schedule Soil Check Inspection.
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IMPORTANT NOTE: Once the Department Soil Scientist has been called in by the inspector to assess soil
moisture conditions, said Soil Scientist shall have the authority to determine whether or not the installation of
any type of subsurface sewage disposal system shall be allowed to proceed. If an installation is halted, the
Soil Scientist shall have the authority to decide when said soil conditions are suitable to allow the beginning
or continuance of a system installation.

(c) Soil Remediation Activities

Where any soil remediation activities are required for a designated or platted subsurface sewage disposal
system installation site, a soil check inspection shall be conducted to verify that those soil remediation
activities (e.g. subsoiling, chisel plowing, etc.) have been properly implemented and executed.

IMPORTANT NOTE: Once the Department Soil Scientist has been called in by the inspector to assess the
completion of any soil remediation practices, said Soil Scientist shall have the authority to determine whether
or not the installation of any type of subsurface sewage disposal system shall be allowed to proceed. If an
installation is halted, the Soil Scientist shall have the authority to decide when said soil conditions are suitable
to allow the beginning or continuance of a system installation.

(d) Soil Modification Practices

When soil modification practices are required for a subsurface sewage disposal system installation, a soil
check inspection is to be conducted to determine the following:

(i) Site to be Modified

A soil check inspection is conducted on the site where the modification practices are to be utilized where
there does not exist any proper soil mapping information. This assessment is required to provide a basis
for the determination of soil compatibility with the imported soil fill material proposed to be incorporated
on said site.

Where the Department Soil Scientist has proper soil mapping information (e.g. subdivision soil maps),
this type of soil check may or may not be necessary. This matter shall be left to the discretion of a
Department Soil Scientist.

(i) Source of Modification Soil Materials
This soil check inspection shall always be conducted to assess the proposed source of soil fill material to
be utilized for modification practices. During this inspection, the physical properties of the soil materials
are assessed at the proposed source prior to its removal.

This assessment is required to provide a basis for the determination of the soil fill material’s compatibility
with the natural soil properties existing at the site requiring the modification practices.

IMPORTANT NOTE: Department personnel shall not travel beyond the boundaries of Williamson County
to assess any sources of soil modification materials.

Layout Inspection

IMPORTANT NOTE: The installer shall be required to obtain a Permit to Install prior to requesting a Layout
Inspection. In any instance where the installer has not obtained said permit, said installer shall not receive a
Layout Inspection and shall not begin the installation of any type of subsurface sewage disposal system. See
Section 7, Subsection B.

A Layout inspection shall be required prior to beginning the construction of any subsurface sewage disposal
system. During the Layout inspection the inspector shall verify that, depending upon the type of subsurface
sewage disposal system to be constructed, all preparatory tasks have been completed. The specific tasks
associated with the type of subsurface sewage disposal system, which the inspector shall verify, are outlined in
the Subsection pertaining to that system. Once a system has received an approved Layout Inspection, the
installer of said system shall commence the installation within ten (10) working days after receiving the layout
approval. Should the installer fail to commence construction of the system within this time frame, the installer shall
contact the Department’s Inspector with justification for the construction delay. The Inspector may require another
Layout Inspection prior to beginning said installation.
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Site Preparation Inspection

A Site Preparation Inspection shall be required on all sites where an MLPP or Mound system is to be utilized.
During the Site Preparation Inspection the inspector shall verify that, depending upon the type of subsurface
sewage disposal system to be constructed, all preparatory tasks for the designated or platted subsurface sewage
disposal system site have been completed. The tasks that the inspector shall verify are outlined in the Subsection
pertaining to that system.

Modification Placement and Incorporation Inspection

The Modification Placement and Incorporation Inspection shall be required on all sites where an MLPP system is
to be utilized. During the Modification Placement and Incorporation Inspection the inspector shall verify that all
preparatory tasks for the designated or platted subsurface sewage disposal system site have been completed.

The tasks that the inspector shall verify include, but are not limited to, the following:
(a) Utilization of the Approved Soil Fill Material

Verification that the imported soil fill material is the same soil fill material that was approved during the Soil
Check Inspection. The inspector may seek an assessment and confirmation by a Department Soil Scientist.

(b) Proper Placement of the Soil Fill Material

Verification that the imported fill material has been placed to the proper depth, as indicated by the grade
stakes, over the designated or platted MLPP area, including its required buffers. Further, verification that the
imported soil fill material has been properly shaped in accordance with the provisions outlined in Appendix 3
(and Appendix 4 where applicable).

(c) Compaction Status of the Soil Fill Material

Verification that the imported soil fill material has not been compacted. The inspector may seek an
assessment and confirmation by a Department Soil Scientist.

Imported Fill Inspection

The Imported Fill Inspection shall be required during the construction of Mound systems. During the Imported Fill
Inspection, the inspector shall verify that the proper materials (i.e. the sand utilized for the Mound) have been
utilized, that those materials have been placed, configured and prepared (i.e. for the next sequence of
construction steps) in accordance with the approved Mound design plans.

Mound Distribution Network Inspection

The Mound Distribution Network Inspection shall be required during the construction of Mound systems. During
the Mound Distribution Network Inspection, the inspector shall verify that the proper materials have been utilized
and that those materials have been placed, configured and prepared in accordance with the approved Mound
design plans. The tasks that the inspector shall verify are outlined in the Subsection pertaining to that system.

Pressure Head Verification

The Pressure Head Verification Inspection shall be required during the construction of Conventional systems
utilizing a Controlled Distribution Device (i.e., the pressure distribution manifold), LPP systems, MLPP systems
and Mound systems. During the Pressure Head Verification Inspection, the inspector shall verify that the head
pressure on a pressurized distribution network or device has been properly balanced and set so as to meet the
specifications of the approved design plans and any additional specifications as outlined in these regulations. The
tasks that the inspector shall verify are outlined in the Subsection pertaining to that system.

The installer shall have all pertinent site and system components fully prepared and ready for this inspection (i.e.
pump tank filled with water, appropriate electrical supply, etc.) prior to requesting this inspection. Failure to have
accomplished all required tasks will result in the issuance of a Yellow Flag (deficient installation).

Clay Cap Inspection

The Clay Cap Inspection shall be required during the construction of Mound systems. During the Clay Cap

Inspection, the inspector shall verify that the proper materials have been utilized and that those materials have
been placed and configured in accordance with the approved Mound design plans.
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10.

11.

12.

13.

LPP Open Trench Inspection

The LPP Open Trench Inspection is the first of a sequence of three (3) inspections that shall be utilized during the
actual construction process for LPP and MLPP systems (this sequence does not include the Drain inspections).
During the LPP Open Trench Inspection, the inspector shall verify that all preparatory tasks leading to this
inspection have been completed. The specific components and items associated with this inspection, which the
inspector shall verify, are outlined in the Subsection pertaining to that system.

Drain Inspection

A Drain Inspection shall be required for any subsurface sewage disposal system requiring the use of a soil
drainage improvement practice (Interceptor Drains, Curtain Drains, Drawdown Drains, etc.). All drain types shall
be constructed in accordance with the provisions outlined in Appendix 5, and in accordance with any other
associated supporting documentation (i.e. subsurface sewage disposal system permit, soil map, approved design
plans, plat, etc.).

Each and every Drain Inspection shall require two (2) separate field inspections. The inspections are discussed in
sequence order and the tasks that the inspector shall verify include, but are not limited to, the following:

(@) Open Ditch (No Gravel)

Verification that the drain ditch has been excavated in accordance with the Layout Inspection, with Appendix
5 of these regulations and with any other associated supporting documentation (i.e., permit, soil map,
approved design plans, plat, etc.) as to its specified location, configuration, depth, and width, and that the
proper plastic and/or piping materials have been appropriately placed and arranged in said ditch. There shall
be NO gravel in the drain ditch prior to this inspection.

(b) Final (With Gravel)

Verification that the proper crushed gravel media has been placed in the drain ditch and has been properly
finished (i.e. raked and smoothed).

Trench Inspection - Conventional Systems Only

The Trench Inspection is the only optional inspection that an installer may request. This inspection shall be
utilized for conventional subsurface sewage disposal systems only. After an installer has completed the Layout
Inspection, and has begun the construction of the disposal field trenches, a Trench Inspection may be requested
in order to have the completed disposal field trenches inspected. The entire disposal field, and all related
components (i.e. distribution box or boxes & all related piping, all required cross-overs, PDM & all related piping,
effluent brake, etc.), shall have been fully completed in accordance with the provisions of Section 15 prior to
requesting this inspection. Thus, the Trench Inspection is different from a Final Inspection in the respect that a
Trench Inspection only covers the disposal field aspects of the system (does not include tanks, etc.).

Final Inspection

A Final Inspection shall be required for each and every subsurface sewage disposal system installation. This is
the last inspection, in the inspection sequence, for any type of system installation. Prior to requesting a Final
Inspection, the installer shall have completed the as-built documentation requirements as outlined in Subsection
M of this Section. During the Final Inspection the inspector shall verify that, depending upon the type of
subsurface sewage disposal system to be constructed, all construction procedures for that system have been fully
completed, and that the system has been constructed in accordance with all provisions of the Regulations
Governing On-Site Sewage Disposal Systems of the Williamson County Department of Sewage Disposal
Management. The tasks that the inspector shall verify are outlined in the Subsection pertaining to that system.

Construction Related Problems

Should an installer, during the course of any type of subsurface sewage disposal system construction, encounter
unforeseen problems or questionable situations or soil conditions not specified on either the permit or its related
supporting documentation said installer shall cease construction immediately and contact the Department for an
assessment of the problem. The Department shall schedule, as soon as possible, an Assessment Investigation of
the problem.

This investigation may require a joint, on-site meeting with the installer, Departmental staff and/or others.
Unforeseen problems that have not been scheduled for an Assessment Investigation by the Department shall not
constitute an acceptable excuse for deviation from the approved system layout, permit specifications and any
other pertinent information contained on the supporting documentation.
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D.

Inspection Request Procedure - Initial System Inspection

The following procedural outline shall be followed when a licensed installer requests an inspection for a subsurface
sewage disposal system installation.

1. Allinspection requests shall be made through the Department office staff. Inspection requests shall not be made
to any member of the Departmental technical staff.

2. When a licensed installer contacts the Department for any type of inspection, the following information from the
Construction Permit form shall be provided:

(@) Name and address of individual to whom the permit is issued.
(b) Subdivision name and lot number (or tract name and number) for which the permit is issued.

3. The information in part two (2) of this Subsection shall be complete and accurate. Failure to provide the required
information shall result in denial of the inspection request.

4. Requests for any type of inspection shall be accepted only from the licensed installer to which the Permit to Install
was issued for a particular system. Requests for inspections by any other person (i.e. homeowners, builders, etc.)
shall not be accepted.

5. When an installer has installed more than one subsurface sewage disposal system and requests that each of the
installations be inspected, the inspection request shall apply to each system individually. The request, by the
installer, for a group of system inspections shall not be considered as one inspection request. Therefore, an
installer shall make separate, individual inspection requests for each individual system; as such, requests
received for a group of systems shall be treated separately and individually.

6. Inspection requests will be fulfilled on a first-come, first-serve basis. In order to minimize travel time and maximize
efficiency, inspection requests may be grouped by geographical areas. Inclement weather conditions, as well as
peak demand for inspections, may hamper the Department’s ability to conduct inspections in this time-frame. As a
result, the Department reserves the right to initiate the field inspection process within a reasonable time period
from the date which the proper inspection request was made.

7. Re-inspections shall be subject to the provisions outlined in Subsection K and L.

Procedures, Components and Iltems Subject to Inspection

The inspection of any type of subsurface sewage disposal system shall ensure that the construction of said system
meets all provisions set forth in these regulations. In addition to these requirements, all subsurface sewage disposal
systems shall have been installed in accordance with any and all supporting documentation relating to that particular
system and installation site (i.e. permits, design plans, plats, soil maps, soil/site remediation requirements, restrictive
covenants, etc.). Each component, item and all aspects of every subsurface sewage disposal system shall be carefully
inspected, during the required type of inspection, so as to ensure that said procedures, components and items meet
all construction standards.

The standard inspection sequence is presented as the types of inspections necessary to ensure the proper
construction of a subsurface sewage disposal system. The installer shall follow the sequence designated for each type
of system being installed. Where and when an installer makes a inspection request and the associated tasks for that
inspection have not been completed, resulting in a finding of deficiencies by the inspector, the inspector shall issue a
Yellow Flag for that particular inspection to the installer.

Inspection of Conventional Systems
1. Inspection Sequence

The following information outlines the standard inspection sequence for conventional subsurface sewage disposal
systems. However, where a particular site necessitates a variation from the standard inspection sequence (i.e.
where a site has been determined by the Department as having unusual site characteristics that may adversely
affect a system'’s installation), the Department shall provide written documentation that will outline any additional
inspection requirements.

The installer shall be responsible for contacting the Department and requesting the appropriate and/or specified
inspection in the required sequence. Failure to complete the inspection sequence in the required order shall result
in a Red Flag for the installation in question and will be considered by the Department as grounds for suspension
of an installer’s license.
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The standard inspection sequence is as follows:

@
(b)
(©)
(d)
(e)
®
)

Layout

Soil Check

Trench - See Subsection A, Part 11, of this Section.
Drain - Open Ditch (where applicable)

Drain - Final (may be requested along with the Final)
Pressure Head Verification (where a PDM is installed)
Final

Note: A Construction Related Problems Inspection shall be required in accordance with the information
outlined in Subsection A, Part 13, of this Section.

Items and Components Subject to Verification

The items and components of conventional systems that shall be subject to verification during the inspection
procedure shall include, but shall not be limited to, the following:

@

(b)

(©

(d)

During the Layout Inspection

(1) The vegetative cover of the platted or designated conventional system installation area, including all
associated buffer zones, has been properly removed.

(i) The grass has been mowed to within three (3) inches of the ground surface.

(i) Any and all trees, bushes, or any other types of vegetation has been cut so as to be level with the
ground surface.

(i) All cut vegetation has been completely removed from the platted or designated conventional system
installation area.

(2) The designated or platted subsurface sewage disposal system areas, in addition to all other required lot
staking, have been properly field-staked by a licensed Registered Land Surveyor, and the designated or
platted subsurface sewage disposal system areas have been properly cordoned off to prevent any and
all vehicular traffic from damaging said area. See Appendix 6 and Appendix 10.

(3) The location of tank(s) (i.e. septic and pump tank where applicable), tight line or supply line from pump
(where applicable), D-Box (where applicable), alternating valve (where applicable), pressure distribution
manifold (where applicable), drains (where applicable), and every disposal field trench (for both the
primary and secondary system), have been staked or clearly marked, in some manner (e.g. spray
painted, lined out in chalk, etc.), entirely within their respective platted or designated subsurface sewage
disposal system area.

During the Soil Check

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 1, Subparts (a), (b) and (c), of this Section.

During the Trench Inspection

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 11, of this Section, and the information described in Subpart (g)(4)(i)-(x), of this
Subsection.

During the Drain, Open-Ditch Inspection

The procedures presented in this Subpart shall pertain to any type of drain (i.e. curtain drain, drawdown
drain, etc.) that is being installed as a component of the subsurface sewage disposal system.
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®
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Components to be checked and verified for proper installation during the Open-Ditch portion of the Drain
Inspection includes, but shall not be limited to, the following:

(1) The drain has been excavated in accordance with the Layout Inspection, and in accordance with the
provisions outlined in Appendix 5 of these regulations and with any other associated supporting
documentation (i.e., permit, soil map, approved design plans, plat, etc.).

(2) The proper buffer distance, between the drain and the disposal field trenches, has been maintained.

(3) The trench has been excavated to the specified depth and width.

(4) The trench depth has been maintained to the appropriate extent past the disposal field trenches.

(5) The trench has been excavated in a manner that will ensure the proper positive drainage outlet(s).

(6) The plastic liner meets specifications and has been properly placed in the trench.

(7) The integrity of the plastic liner has not been compromised (i.e. torn, ripped, cut, etc.)

(8) In any instance where a tight line or supply line crosses a drain, that junction shall be in place and
properly installed in accordance with the provisions outlined in Appendix 5.

(9) The drainage pipe meets specifications and has been properly placed in the trench.

(10) The proper length and size (i.e. diameter) of Schedule 40 PVC pipe has been inserted into the outlet
end(s) of the drainage pipe and secured in accordance with the provisions outlined in Appendix 5.

(12) The proper rodent guard has been placed onto the outlet end(s) of the drainage pipe and secured in
accordance with the provisions outlined in Appendix 5 and Appendix 12.

During the Drain, Final Inspection

The Drain, Final inspection may be requested prior to the Final system inspection or it may be requested
along with the Final inspection.

Components to be checked and verified for proper installation during the Final portion of the Drain Inspection
includes, but shall not be limited to, the following:

(1) The gravel media is of the proper size classification and is washed and free of fines.

(2) The trench has been filled properly (i.e. to the required level, raked smooth, etc.) with gravel media.
(3) The associated berm has been properly located and constructed.

During the Pressure Head Verification

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 7, of this Section, and the information described in Subpart (g)(3)(ii), of this Subsection.

During the Final Inspection
(1) Septic Tank

The aspects involved in the inspection of the septic tank include, but shall not be limited to, verification of
the following:

(i) Tank conforms to all provisions as set forth in Section 10, Section 14 and Section 17.

(i) Appropriate tank size as specified on the Permit for Construction.

(iif) Tank is supplied by an approved manufacturer.

(iv) Tank is structurally sound. At the Department’s discretion, the verification of this item may require
load testing or documented certification that said tank meets or exceeds the structural design
requirements as outlined in ASTM C1227. Additionally, tank is undamaged and is free of stress
cracks, holes, etc.

(v) Tank contains two compartments, properly divided.
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(vi) Tank contains proper inlet and outlet baffles.

(vii) Tank is watertight. The verification of this item may require testing at the Department’s discretion.
The test methods utilized by the Department may be either vacuum testing or water-pressure testing
in accordance with the specifications as outlined in ASTM C1227.

(viii) Tank is equipped with above-ground-level, sealed, access risers of appropriate height.

(ix) All inlet and outlet pipes and fittings, to and from all tanks, are of the appropriate material and
specified size, and are properly bedded and sealed.

(x) Tank has been installed in accordance with the provisions outlined in Section 17.
Pump Tank (where applicable)

The aspects involved in the inspection of the pump tank include, but shall not be limited to, verification of
the following:

(i) Tank conforms to all provisions as set forth in Section 10, Section 18 and Section 17.

(ii) Appropriate tank size as specified on the Permit for Construction

(i) Tank is supplied by an approved manufacturer.

(iv) Tank is structurally sound. At the Department’s discretion, the verification of this item may require
load testing or documented certification that said tank meets or exceeds the structural design
requirements as outlined in ASTM C1227. Additionally, tank is undamaged and is free of stress
cracks, holes, etc.

(v) Tank contains one compartment.

(vi) Tank contains proper inlet baffle.

(vii) Tank is watertight. The verification of this item may require testing at the Department’s discretion.
The test methods utilized by the Department may be either vacuum testing or water-pressure testing
in accordance with the specifications as outlined in ASTM C1227.

(viii) Tank is equipped with above ground-level, sealed, access risers of appropriate height.

(ix) Tank contains the proper pump and controls, as specified on the Permit for Construction and any
related supporting documentation. The installation of said pump, controls, and related pipes and

fittings shall be in accordance with the specifications outlined in Section 16.

(x) All inlet and outlet pipes and fittings, to and from all tanks, are of the appropriate material and
specified size, and are properly bedded and sealed.

(xi) Tank has been installed in accordance with the provisions outlined in Section 17.

Controlled Distribution Devices, Effluent Brakes and Alternating Valves (where applicable)

The aspects involved in the inspection of controlled distribution devices (i.e. D-Boxes, and PDM’s),
effluent brakes, alternating valves and all related components include, but shall not be limited to, the
verification of the following:

(i) D-Boxes

a. The D-Box, and all associated piping, is constructed and setup in accordance with the
provisions outlined in Section 15 and Appendix 11.

b. Allinlet and outlet pipes and fittings, leading to the box and leading from the box to all disposal
field trenches, are of the appropriate material and specified size, and are properly bedded and
sealed.

c. The elevation of the invert of all outlet holes, of the box, are at a higher elevation than the upper
level of the gravel media of the highest or first disposal field trench.
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e.

f.

The box has been placed on very firmly tamped or compacted soil, or upon a two (2) inch thick
poured concrete pad.

The box is absolutely level, in all directions.

The inverts of all outlet holes are on a level plane.

(i) Pressure Distribution Manifolds (PDM)

(iii)

(iv)

a.

d.

e.

The PDM, and all associated piping, is constructed and setup in accordance with the provisions
outlined in Section 15 and Appendix 11.

The supply line pipe enters into the manifold line at the highest elevation of the disposal field
installation site.

All pipes, fittings and valves used in the construction of the PDM, including all piping leading
from the PDM to each disposal field trench, are of the appropriate material and specified size.

All parts of the PDM have been properly bedded.

The Pressure Head Verification has been completed.

Effluent Brake

a.

e.

The effluent brake device is constructed and setup, in accordance with the provisions outlined
in Section 15 and Appendix 14, of the proper size (i.e. diameter) of Schedule 40 PVC pipe and
fittings.

The effluent brake device has been located in the appropriate manner so as to properly conduct
the pumped effluent into:

e the inlet end of the first disposal field trench in a serial distribution system.

e the inlet of a recirculating system.

e the inlet of a D-Box.

The outlet end of the effluent brake is properly connected into a disposal field trench or D-Box.

The supply line pipe enters into the effluent brake device at the highest elevation of the disposal
field installation site.

All parts of the effluent brake device have been properly bedded.

Alternating Valves

a.

The alternating valve, and all associated piping, is setup and constructed in accordance with
the provisions outlined in Section 15 and Appendix 14.

The elevation of the alternating valve has been placed at a higher elevation than the upper level
of the gravel media of the highest or first disposal field trench.

The alternating valve has been located and positioned in the appropriate manner so as to
properly apportion the effluent between two equally sized cells of field trenches.

The alternating valve is of the appropriate material and specified size, and has been properly
attached (i.e., solvent welded) to the piping network.

The alternating valve and all connected piping has been properly bedded.
The alternating valve has been equipped with an appropriate ground-level access riser. Further,

that said riser is constructed from four (4) inch diameter Schedule 40 PVC pipe, equipped with
a Schedule 40 PVC screw-on cap.
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(4) Disposal Field Components

The aspects involved in the inspection of the disposal field components include, but shall not be limited
to, the verification of the following:

(i) The disposal field trenches were installed in accordance with the layout inspection (i.e. located in
the proper designated/platted area, etc.).

(i) The system was not installed or constructed under wet conditions.

(i) The disposal field trenches are the correct length, width, depth, and distance apart.
(iv) The gravel media is of the proper size classification and free of fines.

(v) The gravel media is to the correct depth and that the pipe is at the correct level.

(vi) The grade boards are present and have been properly constructed, with regards to materials (i.e.
lumber specifications, etc.) and approved installation technigques.

(vii) The pipe is the correct type, and that the holes in the pipe are turned toward the trench bottom (i.e.
with the locator stripe on top, where applicable).

(viii) The gravel media of each trench has been covered with the proper material (i.e. construction paper,
filter fabric, etc.).

(ix) Each crossover has been properly constructed, with regards to materials (i.e. pipe specifications,
fittings, connections, etc.), and approved excavation procedures.

(x) Pertaining to the trenches, verify that:

a. The bottom of each trench has no more than one-half (%) inch of fall per each twenty-five (25)
linear feet of field line trench. Under no circumstances shall the bottom of the sewage disposal
trench, or portion thereof, contain rise from the inlet end to the outlet end of said trench.

b. The top of the gravel media in all field line trenches is below the invert of the septic tank outlet
(for recirculating and serial distribution systems).

c. The bottom of each and every disposal field trench is at the same elevation where a
recirculating system has been constructed.

d. The invert of the crossover, in the first disposal field trench (in a serial distribution type system)
is at least four (4) inches lower than the invert of the septic tank outlet.

e. Each subsequent crossover (in a serial distribution type system) connecting successive
disposal field trenches is not higher than the invert of the first crossover.

f.  Each crossover (in a serial distribution type system) is constructed in such a manner so that
each trench will be completely filled with septic tank effluent to the full depth of the gravel media
before effluent will flow to a succeeding trench.

(h) Inspect any other required portion of the system to ensure that it meets construction standards. Use rock
probe, level, or any other equipment, where necessary.

E. Inspection of LPP Systems

1.

Inspection Sequence

The following information outlines the standard inspection sequence for LPP subsurface sewage disposal
systems. However, where a particular site necessitates a variation from the standard inspection sequence (i.e.
where a site has been determined by the Department as having unusual site characteristics that may adversely
affect a system’s installation), the Department shall provide written documentation that will outline any additional
inspection requirements.
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The installer shall be responsible for contacting the Department and requesting the appropriate and/or specified
inspection in the required sequence. Failure to complete the inspection sequence, in its standard or required
order, shall result in a Red Flag for the installation in question and will be considered as grounds for suspension
of an installer’s license.

The standard inspection sequence is as follows:

@
(b)
(©
(d)

(e)
®
)

Layout
Soil Check
LPP Open Trench

Pressure Head Verification - This inspection shall be made immediately upon the completion of the LPP
Open Trench inspection.

Drain - Open Ditch
Drain - Final (may be requested along with the Final)
Final

NOTE: A Construction Related Problems Inspection shall be required in accordance with the information
outlined in Subsection A, Part 13, of this Section.

Items and Components Subject to Verification

The items and components of LPP systems that shall be subject to verification during the inspection procedure
shall include, but shall not be limited to, the following:

@)

(b)

(©

During the Layout Inspection

(1) The vegetative cover of the platted or designated LPP installation area, including all associated buffer
zones, has been properly removed and/or mowed.

(i) The grass has been mowed to within three (3) inches of the ground surface.

(i) Any and all trees, bushes, or any other types of vegetation has been cut so as to be level with the
ground surface.

(iii) All cut vegetation has been completely removed from the platted or designated LPP installation
area.

(2) The designated or platted subsurface sewage disposal system areas, in addition to all other required lot
staking, have been properly field-staked by a licensed Registered Land Surveyor, and the designated or
platted subsurface sewage disposal system areas have been properly cordoned off to prevent any and
all vehicular traffic from damaging said area. See Appendix 6 and Appendix 10.

(3) The tank locations (i.e. septic and pump tank), supply line, manifold line and every lateral line, of both
the primary and secondary system, has been staked or clearly marked, in some manner (e.g. spray
painted, lined out in chalk, etc.) entirely within their respective platted or designated subsurface sewage
disposal system area.

During the Soil Check

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 1, Subparts (a), (b) and (c), of this Section.

During the LPP Open Trench Inspection

The aspects involved in the inspection of the LPP disposal field components during this inspection include,
but shall not be limited to, verification of the following:

(1) The LPP lateral line trenches were installed in accordance with the layout inspection (i.e. located in the
proper designated/platted area, etc.).
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(d)

(e)

(2) The system was not installed or constructed under wet conditions.
(3) The supply line and manifold layout is in accordance with the approved LPP design plans.

(4) The supply line and manifold is properly constructed, with regards to materials (i.e. pipe specifications,
fittings, connections, etc.), and approved excavation procedures.

(5) The lateral line trenches were installed as per the layout and in accordance with the approved LPP
design plans.

(6) The lateral line trenches are the correct length, width, depth, and distance apart.
(7) The bottom of each lateral line trench is level throughout its entire length.

(8) The lateral line pipe conforms to the design specifications (i.e. specified diameter) and that the holes in
the pipe are correctly sized, spaced and turned toward the trench bottom.

(9) All dams within each and every lateral line trench has been properly constructed, with regards to their
presence, position, dimensions and approved construction techniques.

(10) The valves are present at each and every manifold/lateral line junction, and meet the specifications
outlined in these regulations and the approved design plans.

(11) Each lateral line has been properly connected to the manifold in accordance with the provisions in
Appendix 3.

(12) The suspended and/or supported lateral line pipe is placed in order to ensure the proper spacing
between the pipe and the trench bottom.

(13) The end of each and every lateral line has a properly constructed turn-up and a stand-pipe of the proper
length attached to said turn-up.

During the Pressure Head Verification

All tasks and/or conditions shall have been completed so as to be in accordance with the provisions outlined
in Subsection A, Part 7, of this Section, as well as all of the items outlined in the previous Subpart (c).

Head pressure shall be verified upon the conclusion of the LPP Open Trench inspection. This verification
shall include, but shall not be limited to, the following:

(1) The pump tank shall be filled with clear water and a power supply shall be in place to power the pump,
prior to requesting the Open-Ditch inspection.

(2) The Department inspector shall observe the head pressure adjustment process.

(3) Verify that the appropriate length stand-pipes have been connected at each and every turn-up of the
system.

(4) With the pump ON, verify that the water rises into and barely overflows the top of each stand pipe.

(5) Adjust the valves at each manifold/lateral line junction so as to verify that the balance and pressure head
of the distribution network is in accordance with the design specifications.

During the Drain, Open-Ditch Inspection

The procedures presented in this Subpart shall pertain to any type of drain (i.e. curtain drain, drawdown
drain, etc.) that is being installed as a component of the LPP subsurface sewage disposal system.

Components to be checked and verified for proper installation during the Open-Ditch portion of the Drain
Inspection includes, but shall not be limited to, the following:

(1) The drain has been excavated in accordance with the Layout Inspection, with Appendix 5 of these

regulations and with any other associated supporting documentation (i.e., permit, soil map, approved
design plans, plat, etc.).
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(2) The proper buffer distance between the drain and the lateral line trenches has been maintained.
(3) The trench has been excavated to the specified depth and width.

(4) The trench depth has been maintained to the appropriate extent past the disposal field trenches.
(5) The trench has been excavated in a manner that ensures the proper positive drainage outlet(s).
(6) The plastic liner meets specifications and has been properly placed in the trench.

(7) The integrity of the plastic liner has not been compromised (i.e. torn, ripped, cut, etc.).

(8) The drainage pipe meets specifications and has been properly placed in the trench.

(9) The proper length and size (i.e. diameter) of Schedule 40 PVC pipe has been inserted into the outlet
end(s) of the drainage pipe.

(10) The proper rodent guard has been placed onto the outlet end(s) of the drainage pipe and secured in
accordance with the provisions outlined in Appendix 5 and Appendix 12.

During the Drain, Final Inspection

The Drain, Final inspection may be requested prior to the Final system inspection or it may be requested
along with the Final system inspection.

Components to be checked and verified for proper installation during the Final portion of the Drain Inspection
includes, but shall not be limited to, the following:

(1) The gravel media is of the proper size classification and free of fines.

(2) The trench has been filled properly (i.e. to the required level, raked smooth, etc.) with gravel media.
(3) The associated berm has been properly located and constructed.

During the Final Inspection

(1) Septic Tank

The aspects involved in the inspection of the septic tank include, but shall not be limited to, verification of
the following:

(i) Tank conforms to all provisions as set forth in Section 10, Section 14 and Section 17.

(i) Appropriate tank size as specified on the approved LPP design plans and/or the Permit for
Construction.

(i) Tank is supplied by an approved manufacturer.

(iv) Tank is structurally sound. At the Department’s discretion, the verification of this item may require
load testing or documented certification that said tank meets or exceeds the structural design
requirements as outlined in ASTM C1227. Additionally, tank is undamaged and is free of stress
cracks, holes, etc.

(v) Tank contains two compartments, properly divided.

(vi) Tank contains proper inlet and outlet baffles.

(vii) Tank is watertight. The verification of this item may require testing at the Department’s discretion.
The test methods utilized by the Department may be either vacuum testing or water-pressure testing
in accordance with the specifications as outlined in ASTM C1227.

(viii) Tank is equipped with above ground-level, sealed, access risers of appropriate height.

(ix) All inlet and outlet pipes and fittings, to and from all tanks, are of the appropriate material and
specified size, and are properly bedded and sealed.

(x) Tank has been installed in accordance with the provisions outlined in Section 17.
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(2) Pump Tank

The aspects involved in the inspection of the pump tank include, but shall not be limited to, verification of
the following:

(i) Tank conforms to all provisions as set forth in Section 10, Section 18 and Section 17.

(i) Appropriate tank size as specified on the approved LPP design plans and/or the Permit for
Construction.

(iif) Tank is supplied by an approved manufacturer.

(iv) Tank is structurally sound. At the Department’s discretion, the verification of this item may require
load testing or documented certification that said tank meets or exceeds the structural design
requirements as outlined in ASTM C1227. Additionally, tank is undamaged and is free of stress
cracks, holes, etc.

(v) Tank contains one compartment.

(vi) Tank contains proper inlet baffle.

(vii) Tank is watertight. The verification of this item may require testing at the Department’s discretion.
The test methods utilized by the Department may be either vacuum testing or water-pressure testing
in accordance with the specifications as outlined in ASTM C1227.

(viii) Tank is equipped with above ground-level, sealed, access risers of appropriate height.

(ix) Tank contains the proper pump and controls, as specified on the approved LPP design plans and/or
the Permit for Construction. The installation of said pump, controls, and related pipes and fittings
shall be in accordance with the specifications outlined in Section 16.

(x) All inlet and outlet pipes and fittings, to and from all tanks, are of the appropriate material and
specified size, and are properly bedded and sealed.

(xi) Tank has been installed in accordance with the provisions outlined in Section 17.
(3) LPP Disposal Field Components

The aspects involved in the inspection of the disposal field components include, but shall not be limited
to, the verification of the following:

(i) The gravel media is of the proper size classification and free of fines.

(i) At several points, in each trench, determine that the gravel media is to the correct depth, and that
the lateral line pipe has remained at the correct level.

(i) The gravel media has been raked smooth so as to ensure that the gravel is at a consistent depth of
six inches below the ground surface throughout the entire length of each lateral line.

(iv) Each lateral line trench is covered with the proper material (i.e. construction paper, filter fabric, etc.).

(v) No gravel is present in the manifold trench (i.e. between the valve and the beginning of the lateral
line trench), in accordance with the provisions set forth in Appendix 3.

(vi) The stand pipes have been removed, the proper connections have been made to the lateral lines
and the proper galvanized metal cap has been placed on the turn-up.

(vii) Each and every lateral line valve has been equipped with the appropriate ground-level access riser
and cover.

(h) Inspect any other required portion of the system to ensure that it meets construction standards. Use rock
probe, level, or any other equipment, where necessary.
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Inspection of MLPP Systems

The inspection process for MLPP subsurface sewage disposal systems is essentially the same as the process for LPP
systems. However, due to the requirement of placing the compatible soil fill material on the MLPP installation site,
additional inspections are necessary to ensure that the soil material utilized for the installation is compatible to the soil
characteristics of the site, the site is properly prepared to allow the placement of said soil fill material and the soil fill
material is placed so as to be in accordance with the permit requirements.

1.

Inspection Sequence

The following information outlines the standard inspection sequence for MLPP subsurface sewage disposal
systems. However, where a particular site necessitates a variation from the standard inspection sequence (i.e.
where a site has been determined by the Department as having unusual site characteristics that may adversely
affect a system'’s installation), the Department shall provide written documentation that will outline any additional
inspection requirements.

The installer shall be responsible for contacting the Department and requesting the appropriate and/or specified
inspection in the required sequence. Failure to complete the inspection sequence, in its standard or required
order, shall result in a Red Flag for the installation in question and will be considered as grounds for suspension
of an installer’s license.

The standard inspection sequence is as follows:

(@) Layout-1

(b) Soil Check

(c) Site Preparation Inspection

(d) Modification Placement and Incorporation Inspection

(e) Layout-2

(f) MLPP Open Trench

(g) Pressure Head Verification - This inspection shall be made immediately upon the completion of the MLPP
Open Trench inspection.

(h) Drain - Open Ditch
(i) Drain - Final (may be requested along with the Final)
() Final

Note: A Construction Related Problems Inspection shall be required in accordance with the information outlined
in Subsection A, Part 13, of this Section.

Items and Components Subject to Verification

The items and components, of MLPP systems, that shall be subject to verification during the inspection procedure
shall include, but shall not be limited to, the following:

(@) During the Layout - 1 Inspection
The designated or platted MLPP subsurface sewage disposal system areas, in addition to all other required
lot staking, have been properly field-staked by a licensed Registered Land Surveyor, and the designated or
platted subsurface sewage disposal system areas have been properly cordoned off to prevent any and all
vehicular traffic from damaging said area. See Appendix 6 and Appendix 10.

(b) During the Soil Check Inspection

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 1, Subparts (a), (b), (c) and (d), of this Section.
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(d)

(e)

®

)

(h)

@)

0

(k)

During the Site Preparation Inspection
The aspects involved during this inspection include, but shall not be limited to, verification of the following:

(1) The vegetative cover of the platted or designated MLPP installation area, including all associated buffer
zones, has been properly removed.

(i) The grass has been mowed to within three (3) inches of the ground surface.

(i) Any and all trees, bushes, or any other types of vegetation has been cut so as to be level with the
ground surface.

(i) All cut vegetation has been completely removed from the platted or designated MLPP installation
area.

(2) The ground surface of the platted or designated MLPP installation area, and all associated buffer zones,
has been scarified or broken in order to provide the proper natural soil/imported soil fill material interface.

(3) The grade stakes have been properly located over the entire area that will be subject to the placement of
the compatible soil fill material.

(4) Each grade stake has been clearly marked (i.e. with a marker pen, brightly colored spray paint, etc.) to
show the required depth of the soil fill at the stake.

During the Modification Placement and Incorporation Inspection

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 4, Subparts (a), (b) and (c), of this Section.

During the Layout - 2 Inspection

The tank locations (i.e. septic and pump tank), supply line, manifold line and every lateral line, of both the
primary and secondary system, has been staked or clearly marked, in some manner (e.g. spray painted,
lined out in chalk, etc.) entirely within their respective platted or designated subsurface sewage disposal
system area.

During the MLPP Open Trench Inspection

Same as in Subsection E, Part 2, Subpart (c).

During the Pressure Head Verification

Same as in Subsection E, Part 2, Subpart (d).

During the Drain - Open Ditch Inspection

Same as in Subsection E, Part 2, Subpart (e).

During the Drain - Final Inspection

Same as in Subsection E, Part 2, Subpart (f).

During the Final Inspection

Same as in Subsection E, Part 2, Subpart ().

Inspect any other required portion of the system to ensure that it meets construction standards. Use rock
probe, level, or any other equipment, where necessary.
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G.

Inspection of Mound Systems

The actual construction procedures used to build a Mound system are as important as the Mound design itself.
Improper construction techniques may lead to a malfunction of the Mound, thus resulting in a premature failure of the
system. The use of proper equipment in the construction of the Mound is essential. Small, track-type tractors work
best. The use of wheeled tractors may cause sand and/or soil compaction and are difficult to maneuver in the fill
material. Other techniques, as approved by the Department, may be used so long as the basic principles of Mound
design, operation and construction are not violated.

1.

Inspection Sequence

The following information outlines the standard inspection sequence for Mound systems. However, where a
particular site necessitates a variation from the standard inspection sequence (i.e. where a site has been
determined by the Department as having unusual site characteristics that may adversely affect a system’s
installation), the Department shall provide written documentation that will outline any additional inspection
requirements.

The installer shall be responsible for contacting the Department and requesting the appropriate and/or specified
inspection in the required sequence. Failure to complete the inspection sequence, in its standard or required
order, shall result in a Red Flag for the installation in question and will be considered as grounds for suspension
of an installer’s license.

The standard inspection sequence is as follows:

(@) Layout-1

(b) Soil Check

(c) Site Preparation Inspection

(d) Layout -2

(e) Imported Fill Inspection

(f) Mound Distribution Network Inspection

(g) Pressure Head Verification - This inspection shall be made immediately upon the completion of the Mound
Distribution Network inspection.

(h) Clay Cap Inspection

(i) Drain - Open Ditch

()) Drain - Final (may be requested along with the Final)
(k) Final

NOTE: A Construction Related Problems Inspection shall be required in accordance with the information outlined
in Subsection A, Part 13, of this Section.

Items and Components Subject to Verification

The items and components of Mound systems that shall be subject to verification during the inspection procedure
shall include, but shall not be limited to, the following:

(@) During the Layout - 1 Inspection
The designated or platted Mound subsurface sewage disposal system areas, in addition to all other required
lot staking, have been properly field-staked by a licensed Registered Land Surveyor, and the designated or

platted subsurface sewage disposal system areas have been properly cordoned off to prevent any and all
vehicular traffic from damaging said area. See Appendix 6 and Appendix 10.
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(b)

(©

(d)

(e)

During the Soil Check Inspection

All tasks and/or conditions have been completed so as to be in accordance with the provisions outlined in
Subsection A, Part 1, Subparts (a), (b) and (c), of this Section.

Where Mound systems are to be constructed, all soil assessments shall be made by a Department Soil
Scientist.

During the Site Preparation Inspection
The aspects involved during this inspection include, but shall not be limited to, the verification of the following:

(1) The vegetative cover of the platted or designated Mound installation area, including all associated buffer
zones, has been properly removed.

(i) The grass has been mowed to within three (3) inches of the ground surface.

(i) Any and all trees, bushes, or any other types of vegetation has been cut so as to be level with the
ground surface.

(iii) All cut vegetation has been completely removed from the basal area site.

(2) The ground surface of the Mound installation area (i.e. the basal area) has been properly plowed in order
to provide the proper natural soil/imported sand fill material interface.

(3) The grade stakes have been properly located over the entire area that will be subject to the placement of
the imported sand fill material.

(4) Each grade stake has been clearly marked with the appropriately noted elevations (i.e. the elevation of
the top of the sand at that particular stake) or depth of the imported sand fill at each stake, and that each
stake has been placed, in a grid pattern, at twenty-five (25) foot intervals throughout the entire basal
area.

During the Layout - 2 Inspection
The aspects involved during this inspection include, but shall not be limited to, the verification of the following:

(1) The tank locations (i.e. septic and pump tank), supply line and the basal area of both the primary and
secondary Mound system, have been staked or clearly marked in some manner (e.g. spray painted,
lined out in chalk, etc.) entirely within their respective platted or designated subsurface sewage disposal
system area.

(2) The staked basal area of the Mound has been properly oriented so that the long axis of the Mound is
parallel to the natural ground contours, and the short axis of the Mound is perpendicular to the natural
ground contours.

(3) The supply line, from the pump tank to the Mound, enters the basal area at the point of highest elevation
of said basal area.

(4) The supply line pipe is located and positioned appropriately with in the basal area bed. Additionally, it is
extended vertically, from the designated point within the basal area, to the appropriate elevation in order
to ensure that a proper connection can be made to the distribution manifold.

(5) The supply line pipe has been properly back-filed and the back-fill material has been properly
compacted around the pipe in order to prevent any seepage or migration of sewage/effluent along said
pipe. The vertical portion of the supply line pipe is properly secured to a rigid stake.

IMPORTANT NOTE: Since a portion of the supply line will be covered by the imported sand fill material, that
part of the supply line shall be installed prior to and inspected during the Layout - 2 inspection.

During the Imported Fill Inspection

The components and construction procedures to be checked during this inspection include, but shall not be
limited to, the verification of the following:

(1) The imported fill material is of the proper type, as specified by the Mound design plans.
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(2) The imported fill material has been placed to the proper depth, as indicated by the grade stakes, over the
entire basal area.

(3) The imported fill material has not been compacted.
(4) The imported fill material is shaped, with regard to the side slopes, as specified by the design plans.
During the Mound Distribution Network Inspection

The components and construction procedures to be checked during this inspection include, but shall not be
limited to, the verification of the following:

(1) The distribution trenches have been located, positioned and excavated to the dimensions specified by
the design plans.

(2) The distribution manifold pipe is properly constructed, with regards to materials (i.e., pipe specifications,
fittings, connections, etc.); is properly connected to the supply line with approved fittings and techniques;
and is properly installed with regards to approved excavation procedures.

(3) The gravel media is of the proper size classification and free of fines.

(4) The gravel media has been properly placed in the distribution trenches, in accordance with the design
plans. No gravel is placed in the manifold trench.

(5) The distribution lateral piping has been properly placed within the gravel media.
(6) The bottom of each lateral trench is level throughout its entire length.

(7) The distribution lateral pipe conforms to the design specifications (i.e. specified diameter, etc.), and that
the holes in the pipe are correctly sized, spaced and turned toward the trench bottom.

(8) The valves are present at each and every manifold/lateral line junction and meet the specifications
outlined in these regulations and the approved design plans.

(9) Each lateral line has been properly connected to the manifold in accordance with the provisions in
Appendix 4.

(10) The end of each and every lateral line has a properly constructed turn-up and a stand-pipe of the proper
length attached to said turn-up.

(11) Each distribution trench is covered with the proper material (i.e. construction paper, filter fabric, etc.).
During the Pressure Head Verification

The components and construction procedures to be checked during this inspection include, but shall not be
limited to, the verification of the following:

(1) The pump tank shall be filled with clear water and a power supply shall be in place to power the pump,
prior to requesting this inspection.

(2) The Department inspector shall observe the head pressure adjustment process.
(3) The appropriate length stand-pipes have been connected at each and every turn-up of the system.
(4) With the pump ON, verify that the water rises into and barely overflows the top of each stand pipe.

(5) Adjust the valves at each manifold/lateral line junction in order to verify that the balance and pressure
head of the distribution network is in accordance with the approved design specifications.

During the Clay Cap Inspection

The components and construction procedures to be checked during this inspection include, but shall not be
limited to, the verification of the following:
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Prior to the installation of the clay soil cap, verify that the clay soil material that is proposed to be used, is
of the appropriate density. The determination as to the clay soil materials suitability shall be made by a
Department Soil Scientist.

The clay soil cap has been properly placed on the upper Mound surface and that the extent of the cap
ends at the Mound shoulder.

The thickness of the clay soil cap is a minimum of one (1) foot at the Mound center and that the surface
of said cap tapers to a minimum thickness of six (6) inches at the shoulder terminus.

The lateral line stand pipes have been removed and the end caps have been properly connected to each
and every lateral line turn-up.

Each and every lateral line valve and lateral line turn-up has been equipped with the appropriate ground-
level access riser and cover.

During the Drain - Open Ditch

Same as in Subsection E, Part 2, Subpart (e).

During the Drain - Final

Same as in Subsection E, Part 2, Subpart (f).

During the Final Inspection

The procedures concerning the inspection of the septic tank and the pump tank are the same those outlined
in - Subsection E, Part 2, Subpart (g).

Additionally, the components and construction procedures to be checked during this inspection include, but
shall not be limited to, the verification of the following:

@)
@)
©)

Verify that six (6) inches of top soil has been placed over the entire extent of the Mound surface.
Verify that the Mound surface has been properly shaped so as to shed all rain water.
Verify that the Mound surface has been properly stabilized, so as to prevent erosion. Erosion control

measures shall have been specified by the Department on the design plans and shall conform to all
provisions as set forth in Section 23.

Inspect any other required portion of the system to ensure that it meets construction standards. Use rock
probe, level, or any other equipment, where necessary.

Inspection of Any Other Type of System (e.g. Experimental Systems, etc.)

Where an experimental system has been approved for installation by the Williamson County Board of Health (e.g. a
Modified Mound system), the Department shall issue, as a part of the permitting requirements, a written listing of all
the inspections, in their sequential order, that shall be required for said experimental sewage disposal system.

Field Notification of System Installation Approval/Disapproval

The Department will use wire flags as a means of communicating system inspection status. Upon the completion of an
inspection, the Department Inspector shall place the appropriate flag, in a conspicuous location on the site, that shall
signify the status of that portion of the system. This field notification system shall be used for each and every phase of
the inspection process.

1.

Color Coding of Flags

There shall be three colors of flags used by the Department. Each color shall designate the specific status as

follows:

(@) Green Flag

A green flag shall indicate that the system has been inspected and approved. Green flagged installations
may be backfilled, covered, and dressed.
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(d)

Yellow Flag

A yellow flag shall indicate that the system has been inspected and was found to have minor deficiencies with
regard to the provisions of these regulations. Yellow flagged installations are not approved and shall not be
backfilled, covered, or dressed until said deficiencies have been corrected to the satisfaction of the
Department.

The types of installation deficiencies considered by the Department to be minor include, but are not limited to,
the information outlined Subsection J of this Section.

Red Flag

A red flag shall indicate that the system has been inspected and was found to have major deficiencies with
regard to the provisions of these regulations. Red flagged installations are not approved and shall not be
backfilled, covered, or dressed until said deficiencies have been corrected to the satisfaction of the
Department.

The types of installation deficiencies considered by the Department to be major include, but are not limited to,
the information outlined Subsection J of this Section.

Should a system inspection result in the issuance of a Yellow or Red flag, it shall be the responsibility of the
licensed installer to contact the Department to schedule a Corrective Review Session.

Classification of Installation Deficiencies

This Subsection will outline the distinctions between minor (Yellow Flag) and major (Red Flag) installation deficiencies.
See the previous Subsections of this Section for more specific topic information regarding any of the following listed
deficiencies.

1. Minor Installation Deficiencies (Yellow Flag)

The following items shall result in a failed inspection and the issuance of a Yellow Flag:

@)

(b)
(©)
(d)

Where and when an installer makes a inspection request and the associated tasks for that inspection have
not been completed.

Failure to have all preparatory tasks completed at the time of Pressure Head Verification Inspection.
Failure to have completely and accurately completed all as-built documentation requirements.

Any other item and/or deficiency not specifically listed in Part 2 of this Subsection.

2. Major Installation Deficiencies (Red Flag)

The following items that shall result in a failed inspection and the issuance of a Red Flag include, but shall not be
limited to the following:

@

(b)

(©

Covering or backfilling any part or portion of a subsurface sewage disposal system prior to being inspected or
approved. Such violation shall be grounds for immediate license suspension.

Failure to complete the inspection sequence in its standard or required order. Such violation shall be grounds
for immediate license suspension.

Excavation and/or Grade Related Deficiencies

(1) Trenches (any type) excavated/installed not according to approved layout inspection and/or not in
accordance with the approved plans.

(2) Trenches (any type) excavated under wet soil conditions.
(3) Excavated trenches at incorrect depth, width, length and/or spacing.

(4) All minimum setbacks and/or required buffer distances have not been maintained.
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(5) Excavated trenches out of grade

(6)

(i) Supply line/Tight line for any and all systems does not enter the disposal field at its point of highest
elevation.

(ii) Conventional Systems

a.

b.

e.

Trench bottoms are out of grade.

Incorrect elevation of trenches in relation to tank outlet.

Trench bottoms in recirculating systems are not at the same elevation.
Incorrect elevation of the crossovers.

Incorrect crossover location/construction.

(iii) Lateral line trench bottoms in LPP (MLPP) systems are not level throughout their entire length.

(iv) Drainage Improvement Practices

The excavation of a required soil improvement practice does not demonstrate the proper positive
drainage outlet.

(v) Mound Systems

a.

C.

Supply line does not enter the basal area at its point of highest elevation and/or is not located
and positioned properly.

Excavated manifold and distribution trenches are not properly located and/or positioned at the
correct dimensions.

Distribution lateral line trench bottoms are not level.

Supply line and manifold lines in LPP (MLPP) systems are not properly constructed with regards to
approved excavation procedures.

(7) Alldams in LPP (MLPP) lateral line trenches are not properly constructed with regards to their presence,
position, dimensions, and approved construction techniques.

(d) Soil/lmported Materials Related Deficiencies

(1) Soil remediation activities have not been properly and/or satisfactorily implemented.

(2) Utilization of incorrect gravel media size classification.

(3) MLPP Systems

4)

(i) Improper or inadequate site preparation prior to placement of the soil modification fill material.

(i) Placement of the soil modification fill material under wet soil conditions.

(i) Utilization of unapproved soil modification fill material.

(iv) Improper placement of the soil modification fill material

(v) Compaction of the soil modification fill material.

Mound Systems

(i) Improper or inadequate site preparation prior to placement of the fill material.

(i) The sand fill material is:

a.

not of the proper size and classification.
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b. not placed at the proper depths in accordance with the grade stakes and approved design
plans.

c. compacted.
d. not properly shaped.
(i) The soil material utilized for the clay cap is:
a. an unapproved clay fill material.
b. not properly placed over Mound to desired thickness.
(iv) The soil material utilized for the final Mound cover is:
a. an unapproved top sail fill material.
b. not properly placed over Mound to desired thickness.
c. not properly shaped so as to shed rain water.
(e) The distribution lateral pipe within a Mound system is incorrect in regards to its size, position and holes.
Corrective Review Session

The installer responsible for those installations which have been field flagged as having deficiencies (Yellow or Red
flag) shall schedule a Corrective Review Session with the Department inspector to field review those deficiencies and
formulate a plan for remediation. It is the installer's responsibility to contact the Department and schedule the
Corrective Review Session with the Department inspector who conducted the initial system inspection. The installer
shall have a maximum of ten (10) working days, from the date of a field-flagged deficiency, to contact the Department
to schedule a Corrective Review Session, to participate in said review session and to complete all necessary
corrective measures to the deficient system. Failure of the installer to remedy a deficient system, in the manner
outlined in these regulations within this time frame shall be considered grounds for license revocation and seeking a
draft on his/her Letter of Credit (See Subsection D and E of Section 24). Major deficiencies requiring soil remediation
or additional field lines being added shall require an evaluation by a Department Soil Scientist. No re-inspection
request shall be accepted nor shall any corrective actions be accepted where an installer has failed to participate in a
Corrective Review Session.

Suggestions for the necessary corrective actions may be provided by the installer and considered by the Department.
Said suggestions by the installer must be submitted to the Department in writing for consideration and review.
However, the Department shall have the final authority to mandate the methodology and specifications regarding the
corrections of said deficiencies.

Upon completing the Corrective Review Session, the installer may begin the measures approved by the Department.
Upon completing all required corrective actions, it shall be the responsibility of the licensed installer to request a re-
inspection of the installation.

IMPORTANT NOTE: The Corrective Review Session shall not be construed as nor confused with an installation
inspection or re-inspection.

Re-inspections and Associated Fees

Where an installer has received a Yellow or Red flag during an initial inspection, the installation shall be subject to a
re-inspection. However, before a re-inspection will be scheduled, the installer shall have scheduled and completed the
Corrective Review Session with the appropriate Department inspector, and shall have corrected all noted deficiencies
according to the approved measures. Only upon fulfillment of the above obligations and payment of the re-inspection
fee (where applicable), shall the re-inspection process commence.

1. Assessment of Re-inspection Fees

(@) Where an installer has completed the installation of more than one subsurface sewage disposal system and
subsequently requests an inspection (any type) for each of the installations, and where more than one of the
installations is found to be deficient by the Department, the assessment of a re-inspection fee shall apply to
each system installation individually. The request, by the installer, for a group of system inspections (i.e.
multiple systems constructed by one installer) shall not be considered as one inspection or one inspection
request.
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(b) The assessment of re-inspection fees shall be applied to each and every subsurface sewage disposal system
installation under the following criteria:

(1) Aninstaller receiving a Yellow flag during an initial inspection will not be assessed a re-inspection fee for
the first re-inspection of that site. However, where the initial re-inspection warrants the issuance of
another Yellow or Red flag (i.e. the installer created new deficiencies and/or the original deficiencies
were not properly corrected), the installer shall be required to pay a fee for the second re-inspection and
every subsequent re-inspection until the installation receives a Green flag.

(2) An installer receiving a Red flag during an initial inspection shall be assessed a re-inspection fee for the
first re-inspection of that site. Further, should the initial re-inspection warrant the issuance of a Yellow or
Red flag (i.e. the installer created new deficiencies and/or the original deficiencies were not properly
corrected), the installer shall be required to pay a fee for the second re-inspection and every subsequent
re-inspection until it receives a Green flag.

(c) The provisions outlined in the previous subpart (b) shall be applicable to all types of inspections outlined in
Section 20, Subsection A, with the exception of Part 1(a), (b), and/or (d), and Part 13.

(d) The fee for a re-inspection shall be in accordance with the provisions of Section 33.
Procedure for Requesting a Re-inspection

The installer requiring a re-inspection shall follow the same procedure as outlined in Subsection B of this Section.
However, where the Department inspector has noted that a re-inspection fee is required, the installer subject to
the assessed fee shall be required to make the re-inspection request in person at the Department offices and
present payment of the re-inspection fee. Under no circumstances shall any re-inspection be conducted until such
fees are paid.

M. As-Built Documentation

Prior to contacting the Department for a Final Inspection, the installer shall have prepared an as-built document for
presentation to the Department inspector. No Final Inspection shall be conducted on a subsurface sewage disposal
system installation where the as-built has not been properly prepared and submitted. The as-built document shall be
prepared in accordance with the following specifications:

1.

Format

The installer shall utilize the form presented in Appendix 15. The installer may make photocopies of the form, as it
appears in these regulations, for day to day use. The as-built form shall be used for each and every subsurface
sewage disposal system that is constructed in Williamson County. The same form is used for conventional, LPP,
MLPP or Mound systems. All information on the as-built form shall be accurate and complete or the installation
shall receive a Yellow Flag, which denotes a deficient subsurface sewage disposal system installation.

Supporting Documentation

In addition to completing the as-built form, the following supporting documentation shall be included (i.e. attached
to or submitted with the as-built form), but not be limited to, the following:

(@) The installer shall attach a copy of the receipt from the purchase of the sewage/effluent pump.

(b) The installer shall attach a copy of the Approval tag from the State Electrical inspector that verifies that all
electrical aspects of the pump installation have been approved.

(c) The installer shall attach a copy of the receipt from the purchase of the sand utilized in the construction of a
Mound system. That receipt shall indicate that the sand purchased, was sieved and was of the required
particle size, as specified on the approved Mound design plans.

(d) The installer shall provide any other documentation that may be requested by the Department which is
determined to be pertinent to the system installation (e.g. receipt of gravel media or pipe purchases, etc.).

Diagram of System Installation
On the designated portion of the as-built form, the installer shall draw an accurate graphical representation (i.e.

diagram) of the subsurface sewage disposal system installation. The minimum requirements and the format for
presenting a properly drawn graphical representation are outlined in Appendix 15.
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N. Final Approval Documents

1.

Certificate of Completion

Upon evaluation and verification of the submitted as-built form and determination of the final approval status, the
Department inspector shall prepare a Certificate of Completion. This Certificate of Completion documents the
location of the subsurface sewage disposal system installation, all parts of the system and any other items which
relate to said system.

(@) Once the final approval status has been achieved (Green Flag) the Department inspector shall document, in
writing, all the required information as specified on the Certificate of Completion form.

(b) Upon the Certificate of Completion, there shall be drawn an accurate graphical representation (i.e. detailed
diagram) of the approved subsurface sewage disposal system installation, to provide for future location of the
system and all related components thereof.

(c) At such time that all required documentation has been completed, the Department inspector will sign the
Certificate of Completion, thus indicating that the system has been properly installed as per these
regulations.

Certificate of Occupancy
This Department shall have the authority to require that the Certificate of Occupancy, a document issued by the
Williamson County Department of Building and Codes, be withheld for those properties found to be in violation of

the provisions of these regulations. Therefore, no Certificate of Occupancy shall be issued, for the use of a
structure, where a subsurface sewage disposal system installation has been found to be deficient.
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SECTION 21

BACKFILLING & FINAL GRADING OF SUBSURFACE SEWAGE DISPOSAL SYSTEM INSTALLATIONS

It shall be the responsibility of the recipient of the septic system Construction Permit to ensure that all provisions of this
section have been met. Additionally, said permit recipient shall also ensure that any subcontractor, in the employment of
the recipient (i.e. septic system installer, bulldozer operator, landscaping contractor, etc.) maintains compliance with the
provisions of this section, regardless of status as employee or independent contractor.

A.

Backfilling and/or Grading a System Installation

The individual/contractor shall take special care when backfilling and/or grading subsurface sewage disposal system
installations. Backfilling and/or grading activities of or on the disposal field areas shall not be conducted when the soils
are wet. Such actions may result in the compaction of the soils of the disposal field areas. As a result, such
compaction may render the disposal field non-functional and lead to a failure of the installed system.

All soils utilized for the backfilling of the disposal field trenches shall be only those soil materials that were excavated
during the construction of said disposal field. Excavation spoils from excessively deep construction (i.e. soil materials
from the septic tank hole, basements, etc.) shall not be placed over the disposal field area or any other designated or
platted subsurface sewage disposal system area.

The system installation area (for all subsurface sewage disposal system areas) shall be properly crowned and shaped
to as to prevent ponding of any waters upon the ground surface over said installation area. In no case shall any
individual/contractor place, during or after the backfilling and grading process, over five (5) inches of additional
compatible soil over a disposal field area.

Should a site exhibit peculiar characteristics or require specific considerations, the individual/contractor shall request
an assessment from a member of the Department Soils Staff for advisement or instruction on how to adequately
accomplish the final grading procedure.

Backfilling In and Around Sensitive System Components

It shall be the responsibility of the individual/contractor to ensure that particular care is taken in the backfilling and/or
grading activities on or around sensitive areas of the installed subsurface sewage disposal system. Some hand work
will be necessary when backfilling some of these components. The areas considered sensitive include, but are not
limited to, the:

septic tank

e pump tank

e tank risers

e electrical control panels and/or other above ground electrical components
e valves and valve risers

e pressure distribution manifold components

e distribution boxes and their associated piping network
e alternating valve risers

e supply lines

e manifolds

e turn-ups

e outlet discharge pipes from interceptor drains

A Department inspector will, upon request, advise those individual/contractors who have any questions regarding this
matter.
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Equipment

It shall be the responsibility of the individual/contractor to ensure that the proper equipment is utilized for the purposes
of backfilling and/or grading a subsurface sewage disposal system installation site.

The Department strongly recommends that the individual/contractor utilize lightweight track-type equipment in order to
prevent compaction of the soils.

Excessive Fill Material Placement Over a System Installation

The placement of excessive amounts of backfill (i.e. an amount in excess of five (5) inches above the original natural
ground surface, or in excess of the permitted amount of required compatible solil fill in the case of MLPP systems), of
any type of soil material, over any portion of a system installation, or any other designated or platted subsurface
sewage disposal system area, shall not be permitted.

Such action, regardless of the responsible party, shall be considered a violation of the requirements established by
these regulations; thus, any and all previous approvals shall be rendered null and void. The Department staff will,
upon request, consult with any individual/contractor, who is engaged in the process of backfilling and site grading lots,
which are served by subsurface sewage disposal systems.
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SECTION 22

MAINTENANCE AND CARE OF AN ON-SITE SEWAGE DISPOSAL SYSTEM

It shall be the property owner’s responsibility to maintain the subsurface sewage disposal system serving his/her property
in a safe and sanitary manner. A property owner may obtain a copy of the final subsurface sewage disposal system
inspection information from the Department (where records are available).

A. Protection of the Platted or Designated Sewage Disposal System Areas

Each and every platted (i.e. the subsurface sewage disposal system areas shown on a legally recorded plat) or
designated (i.e. where not platted, the subsurface sewage disposal system areas are described on the septic system
installation permit) subsurface sewage disposal system areas are to be treated as permanent easements (i.e. they are
permanent easements when shown on a platted lot). Removal or abolishment of these platted or designated
subsurface sewage disposal system area easements can only be accomplished when a proper municipal/public sewer
system is installed and is able to provide service to said property. No encumbrance or physical structure shall be
placed in such a manner so as to interfere with the platted or designated sewage disposal areas intended purpose. It
is the property owner’s responsibility to ensure that the septic tank, pump tank (where applicable), system and all
related components are protected and remain free from any unauthorized disturbances or encroachments.

Examples of prohibited disturbances and encroachments of a platted or designated subsurface sewage disposal
system areas include, but are not limited to, the following:

1. Any excavation or filling on or adjacent to platted or designated subsurface sewage disposal areas for the
purposes of:
(@) Building or placing an in-ground or above-ground swimming pool.
(b) Planting or removal of trees or other decorative vegetation.
(c) Placement or construction of any unauthorized structures.
(d) Placement of any type of utility line.

2. Landscaping practices that involve cutting and/or removal of soil or the importing of fill material onto a platted or
designated subsurface sewage disposal area.

3. Construction of driveways, turnarounds, parking areas or any other type of paved area or impervious surfaces.

4. Crossing of platted or designated subsurface sewage disposal system areas with vehicular traffic (e.g.
automobiles, trucks, construction vehicles, etc.) that would compact the soils.

5. Placement of unauthorized structures upon platted or designated subsurface sewage disposal system areas,
including:
(a) Prefabricated buildings (any type)
(b) Detached garages.
(c) Barns/sheds.
(d) Green houses.
(e) Gazebos.

(f) Swimming Pools (in-ground or above-ground).
6. Construction of permanent appendages to an existing dwelling or structure which may include:

(@) Sidewalks.

(b) Porches.

(c) Decks (constructed of any type materials).
(d) Patios.

(e) Retaining walls.

Note: See Table S13-1 in Section 13, regarding required minimum distance setbacks or buffers.
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7.

Gutter down-spouts, storm water drains, footing and foundation drains, garage floor drains, basement sump
pumps, storm drains or any clean water source shall not be connected into the septic tank or to any other portion
of an on-site subsurface sewage disposal system (e.g. pump tank, disposal field trenches, etc.).

B. Maintenance and Care of a Subsurface Sewage Disposal System

Any and all maintenance shall be conducted by individuals who are specifically licensed for this purpose by the
Department.

Maintenance and care of a subsurface sewage disposal system shall include, but is not limited to:

1.

Pumping of the septic tank at regular intervals; the recommended frequency is every two (2) to five (5) years or as
otherwise deemed necessary.

Pumping of the pump tank (where applicable) at regular intervals; the recommended frequency is every two (2) to
five (5) years or as otherwise deemed necessary.

Proper cleaning of an effluent filter at regular intervals (where such devices were installed prior to the adoption of
these regulations); if present, they will be attached to the outlet tee inside of the septic tank.

Proper pumping and cleaning of grease traps, where applicable, at regular intervals, in accordance with the
provisions of these regulations. See Section 11.

Periodic inspection, and maintenance where necessary, of all electrical controls and alarms to ensure reliable and
proper service.

C. General Aspects of Caring for a Subsurface Sewage Disposal System

1.

It shall be the property owner’s responsibility to practice care in his/her household habits. It shall be prohibited to:

(@) flush excessive kitchen grease, fats, oils, skin emollients, or other non-biodegradable kitchen-type
substances such as meat bones, coffee grounds, etc., into the subsurface sewage disposal system;

(b) flush or place non-biodegradable objects such as, including but not limited to, cigarettes, disposable diapers,
feminine hygiene products, rags, plastic items or containers, or other such materials into the subsurface
sewage disposal system;

(c) pour harsh chemicals or toxins such as, including but not limited to, pesticides, paints, paint thinners,
household chemicals, gasoline, oil, transmission fluid, brake fluid or any other detrimental salts, solvents, or
acids into the subsurface sewage disposal system.

The property owner should be certain to purchase and use household products which are specifically labeled
as being safe and suitable for use in or with a septic tank/subsurface sewage disposal system.

Subsurface sewage disposal systems do not have unlimited capacities. Excessive discharges of household
wastewater into the system will result in the malfunctioning of the system. Care must be taken to properly
maintain all plumbing fixtures in order to prevent leakage and subsequent excessive discharge into the system.
The practice of water conservation will extend the life of any type of subsurface sewage disposal.

Special Note Regarding Garbage Disposals

Though these devices are not illegal, the Department strongly advises against their use in any dwelling or
structure which depends upon a subsurface sewage disposal system for its wastewater disposal.

Garbage disposals or garbage grinders, typically attached to kitchen sink drains, should be used with discretion in
order to avoid the placement of excessive amounts of organic (i.e. typical food wastes) waste materials (also
called solids) into the septic tank. The additional wastes introduced to a septic tank via the garbage disposal will
hasten the build-up of the solids in the tank. The presence of a higher volume of solids in the septic tank
increases the potential for possible damage to sewage/effluent pumps (where present) or the disposal field
trenches.

Should these devices be utilized within a dwelling or structure, the recommended septic tank pumping frequency,
as discussed in the previous Subsection B, should be increased to every two (2) years.
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D. Subsurface Sewage Disposal System Malfunctioning

Where any subsurface sewage disposal system which fails to function (i.e. discharges sewage upon the ground
surface), the owner of said system shall be required to secure a permit for repair of said system, from this Department,
in accordance with Section 34. Any and all repairs shall be conducted by individuals who are specifically licensed for
this purpose by the Department.

E. Damages Occurring to a Subsurface Sewage Disposal System After Its Installation, Inspection and
Approval by the Department

The Department accepts no liability where a subsurface sewage disposal system failure or malfunction occurs as a
result of violation of the provisions of these regulations by the home owner, property owner, builder, installer or others.
Additionally, the Department accepts no liability where a subsurface sewage disposal system failure or malfunction
occurs as a result of an act of God.
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SECTION 23

EROSION AND SEDIMENT CONTROL PRACTICES

The Department shall require the use of erosion and sediment control practices on properties where site conditions (i.e.
soil types, topography, presence of impervious surfaces, etc.) indicate that water movement across the site may adversely
affect a platted or designated subsurface sewage disposal system area and/or a proposed, current or existing system
installation.

The Department shall have the authority to require the installation of erosion and sediment control practices. Said practices
shall be implemented in the manner specified (i.e. using one type of erosion and sediment control practice, or using two or
more types in conjunction with each other, etc.) by the Department. The use of said control practices may be part of the
permitting requirements or their use may be mandated during any phase of a subsurface sewage disposal system
installation (e.g. during a soil check, layout inspection, final inspection, etc.) process.

The types of erosion controls that may be specified for use on a site includes, but is not limited to:

e Natural fiber mesh material.
e Siltfences.

e Staked hay/straw bales.

e Terraces or berms.

e Grass seed and straw.

e Sod placement.

S23-1



SECTION 24

LICENSING OF SEPTIC SYSTEM INSTALLERS

A. License and Provisions of Said License

1.

Except as provided in Subsection F of this Section, no person shall construct, alter, extend or repair either
alternative or conventional subsurface sewage disposal systems within Williamson County, unless he/she holds a
valid installers license and identification card issued by the Department of Sewage Disposal Management in
his/her individual name.

(a) Licenses are issued to individuals only.

(b) Licenses shall not be issued to corporations, partnerships, or other such business entities.

The Department shall recognize three classes of licensed installers.

(@) Conventional Installers License

The conventional installers license shall only allow the holder of such a license to construct, alter, extend or
repair conventional subsurface sewage disposal systems as set forth in these regulations.

(b) Alternative Installers License

The alternative installers license shall only allow the holder of such a license to construct, alter, extend or
repair alternative subsurface sewage disposal systems as set forth in these regulations.

(c) Combined Conventional and Alternative Installers License

The combined installers license shall allow the holder of such a license to construct, alter, extend or repair
both conventional and/or alternative subsurface sewage disposal systems as set forth in these regulations.

This provision is applicable to all persons who install systems either as a primary contractor or subcontractor.

No licensed installer may subcontract with an unlicensed individual for installation of these systems in whole or in
part.

The installers license shall be deemed necessary in addition to any other business permit or license required and
shall be obtained prior to beginning construction, alteration, extension or repair of such systems.

Every construction, alteration, extension, or repair shall be under the direct supervision of a licensed installer.

(a) Direct supervision requires the licensed installer to be personally responsible for the performance of every
installation of a subsurface sewage disposal system.

(b) Direct supervision entails personal direction of the work, by the licensed installer, on any given site by
providing proper instruction to any and all of his/her employees and to ensure that each phase of the
installation has been properly constructed within the bounds of state law and the Wiliamson County
subsurface sewage disposal system regulations.

(c) The licensed installer shall personally and individually check each phase of each installation on-site prior to
directing that the next phase of the installation may proceed.

(d) The licensed installer shall be present and remain on-site during any and all excavation work associated with
any phase of the installation of a subsurface sewage disposal system.

In emergency situations, property owners may enact emergency relief measures to existing systems. Such
measures shall be reported to the Department on the first business day following the day of enacting the
emergency relief measure.

(@) An emergency shall be defined as only those incidences where sewage is backing up into the internal
plumbing fixtures of a structure.

(b) The Department will inspect all such measures and, if required, permanent septic system repairs shall be
made by a licensed installer in accordance with the requirements outlined in Section 34.
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B.

Installer Licensing Procedures

Procedures for obtaining an installers license and identification card shall be as follows:

1.

An application form, obtained from the Department of Sewage Disposal Management, shall be completed in its
entirety by the applicant, and returned to the Department.

Applicants and their employees (i.e. all employees who are directly involved with any type of subsurface sewage
disposal system construction) shall complete, in full, all requirements of the training course sponsored by the
Department of Sewage Disposal Management. The training course shall include, but will not be limited to, the
following:

(@) Rent and view the installation video. Deposit and rental fees for the video, are specified in accordance with
the provisions of Section 33.

(b) Meet with a Departmental inspector, as appointed by the Department Director, prior to commencing any
subsurface sewage disposal system installation.

All installer licenses shall be valid from July 1% until June 30" of the following year (i.e. these dates correspond to
the County’s budget year). Should an installer receive a license after July 1%, said license fee shall be prorated.
All installer licenses shall expire on June 30™. Following the effective date of the adoption of these regulations, as
current installer licenses expire, upon meeting all the requirements of these regulations, a new installer license
shall be issued for the remainder of the license term expiring on the following June 30" .

A properly executed Agreement, Letter of Credit or Surety Bond and proof of licensure with the State of
Tennessee shall be required. Both the Agreement and Letter of Credit or Surety Bond shall be renewed on an
annual basis. The license with the State of Tennessee shall be renewed as required by the State of Tennessee.

(@) On the date of application, applicants shall provide to the Department of Sewage Disposal Management a
surety, in the form of a letter of credit in an amount to be determined by the Williamson County Board of
Health. The surety amount for each class of license shall be reviewed by the Williamson County Board of
Health as it deems necessary. The surety bond or letter of credit amount is specified in accordance with the
provisions of Section 33.

(b) It shall be the responsibility of all licensed installers to renew the Letter of Credit prior to the expiration date of
said document. The Department shall provide no renewal notice or reminder to the installer. Should an
installer's Letter of Credit expire, said installer will be immediately removed from the list of approved
installers, and no requests for inspections shall be taken until the licensing requirements are reestablished.

The annual licensing fees shall be paid in full at the time of application submittal. Said fees will be established in
accordance with the fee schedule adopted by the Williamson County Board of Health. This fee schedule will be
reviewed on an annual basis by the Board for appropriate adjustments, as it deems necessary. The fee schedule
is specified in accordance with the provisions of Section 33.

(a) It shall be the responsibility of all licensed installers to pay the appropriate licensing fees upon the renewal
date. The Department shall provide no renewal notice or reminder to the installer.

(b) Should an installer fail to pay the annual license fee upon the renewal date, said installer will be immediately
removed from the listed of approved installers, and no requests for inspections shall be taken until the
licensing requirements are reestablished.

The applicant shall demonstrate to the Department of Sewage Disposal Management that he or she is capable of
installing conventional and/or alternative sewage disposal systems that meet the requirements of the regulations
as set forth herein. Applicants shall participate in a probationary period prior to the final confirmation of their
license.

(@) This probationary period shall include the applicant's first five subsurface sewage disposal system
installations. These first five installations shall be under the direct supervision of the Department in order to
allow confirmation of the applicant’s qualifications.

(b) Failure to complete the subsurface sewage disposal system installations in the probationary period to the
satisfaction of the Department shall be considered grounds for the denial of a license.
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10.

Upon completion of the conditions above, the Department will issue a license and an identification card to the
applicant. The license shall state if the licensee is qualified for installing conventional systems, alternative
systems or both.

In the event that the Department determines an applicant is not qualified, the Director will issue written notice of
disapproval of the application stating reasons for said disapproval. An applicant may be denied renewal of a
license where past performance history reveals unsatisfactory work or repeated violations of the provisions as
outlined in the construction permit, its related plans and any an all requirements outlined in the regulations as set
forth herein.

Applicants who are denied an installers license may request review of such denials through the procedures
outlined in Section 25 of these regulations.

Applicants who are denied an installers license shall not be allowed to reapply for a period of one year from the
date of final denial notification from the Department.

C. Suspension of License by the Department

1.

2.

Any installer’s license may be suspended by the Department where immediate action may be necessary to
prevent the conduct of the installer from violating any provisions of these regulations herein and/or from creating a
public health risk.

(&) The suspension shall be effective immediately.

(b) Within seven (7) days of such suspension, a Board of Health meeting shall be convened to review and
consider the action taken. The Board may recommend modification, ratification, continuation or termination of
the suspension.

(c) If the suspension is terminated by the Board, the matter shall be closed and no further action shall be
required.

(d) If the suspension is continued or modified, the installer may appeal such action in accordance with and
pursuant to the procedures in Section 25 of these regulations.

Any installer’s license may be suspended by the Board of Health.
(@) This suspension may occur as a result of the following circumstances:

(1) The installer has received three Red Flagged failed inspections within a period of one year. This one
year time period shall be concurrent with the installer’s yearly licensing cycle. Violations of a significant
nature resulting in a Red Flagged failed inspection, shall be those as outlined in Section 20.

The receipt of ten (10) Yellow Flagged failed inspections within a period of one year shall be the
equivalent of one Red Flag. This one year time period shall be concurrent with the installer's yearly
licensing cycle. Violations of a significant nature resulting in a Yellow Flagged failed inspection, shall be
those as outlined in Section 20.

(2) If any part or portion of a subsurface sewage disposal system is covered or backfilled before being
inspected or approved, the installer responsible for such actions shall be subject to a license suspension.
Violations of this provision, by an installer, occurring more that one time shall be grounds for immediate
license revocation. Revocation proceedings are outlined in Subsection D, of this Section.

(3) Failure to complete the inspection sequence, for any subsurface sewage disposal system installation, in
its standard or required order shall be grounds for immediate license suspension.

(b) Upon the occurrence of one of the above circumstances, the Department will submit the name of the installer
and all supporting facts to the Board of Health for their consideration regarding the recommended
suspension. Where a license suspension is warranted the Department shall notify the licensed installer in
writing, via certified, return-receipt mail, of transmittal to the Board of Health and of the date of the Board of
Health meeting in which the suspension proposal will be heard. This notice shall be sent to the installer no
less than ten (10) days prior to said meeting. The Board of Health will determine if a suspension is required.
Furthermore, if a decision for suspension is rendered, the Board will determine the length of said suspension.
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No new Permit to Install may be obtained by a licensed installer whose license is under suspension, nor may the
licensed installer request and obtain inspections upon other permitted sites until the suspension status has been
lifted.

Where any installer has their license suspended two or more times within a calendar year, the Department shall
request revocation of the installer’s license by the Board of Health pursuant to the revocation procedures set forth
in Subsection D, of this Section.

Licensed installers whose licenses are suspended may request review of such suspensions through the
procedures outlined in Section 25.

D. Revocation of License

1.

The license revocation procedure may be invoked when the installer violates provisions of Subsection C, Part 2,
Subpart (a)(2), of this Section, Subsection C, Part 4, of this Section, or the provisions outlined in Subsection K of
Section 20.

Where an installer has repeatedly conducted business in an unprofessional manner and in conflict with or
inconsistent with, these regulations, such action(s) shall be construed as a demonstration of a consistent pattern
of incompetence or a willful disregard for these regulations by said installer. Violations of this provision shall be
basis for license revocation.

Revocation procedures upon an installer’s license are as follows:

(&) At the inception of the revocation procedures said installer shall be notified by the Williamson County
Attorney, in writing, via certified, return-receipt mail.

(b) Upon receipt of the revocation notice, the said installer must respond in accordance with the Section 25.

(c) Upon the receipt of the revocation notice, the installer shall not engage in the construction of any new
subsurface sewage disposal systems. Said installer shall be denied a Permit to Install for any new systems.

An installer whose license has been revoked shall not be allowed to reapply, for a new license, for a period of five
(5) years from the date of final notice of revocation from the Department.

E. Draft of Surety Bond or Letter of Credit

1.

Failure to enact corrective measures regarding any deficiencies, in accordance with the provisions set forth in
Subsection K of Section 20, shall result in an immediate draft of the surety bond or letter of credit.

Any action resulting in the initiation of the license revocation procedure shall constitute due justification for a draft
of the surety bond or letter of credit.

The surety bond or letter of credit shall provide the financial means to correct violations of deficient subsurface
sewage disposal system installations.

In the event a draft is presented on the surety bond or letter of credit, said installer shall be notified by the
Williamson County Attorney, in writing, via certified, return-receipt mail.

Licensed installers upon whose surety bond or letter of credit has been drawn may request review of such action
through the procedures outlined in Section 25, of these regulations.

F. Property Owner/Tenant Exemption

1.

A property owner or tenant of a residential property may install his/her own subsurface sewage disposal system
without an installers license from the Williamson County Department of Sewage Disposal Management, so long
as the following criteria are met:

(@) The applicant for the exemption is the owner of the property and the applicant shall provide a copy of the
deed as proof of ownership or the applicant is the tenant of the property and the applicant shall provide a
written agreement with proof of his/her tenancy; and

(b) The use of the property is for single-family residential use; and

(c) The applicant shall provide a copy of the floor plan for the single-family residential use and an approved site
plan for the single-family residential use; and
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(d) The applicant and all property owners execute a Certification and Acknowledgement of the following:

@
@

®
4

®)

(6)

the accuracy of the information provided in the exemption application; and

the applicant agrees that he/she is familiar with the requirements of the Regulations and will abide by
and accept responsibility for all phases of installation in accordance with those Regulations, including but
not limited to: seek and acquire all required permits, seek and achieve approval of all required
inspections, and provide all required electrical and as-built documentation; and

the applicant will personally perform all phases of the installation; and

for systems that require engineered design plans, the applicant shall provide sealed, certified as-built
documentation from an engineer licensed by the State of Tennessee showing that the system was
installed according to the approved, engineered design plans; and

the applicant and all property owners will in no way hold Williamson County and its employees, officers
and agents liable for any claims, damages, costs and attorney fees for injuries or damages arising, in
part or in whole, from the negligent or intentional acts or omissions of the applicant, property owner
and/or tenant, including officers, agents, employees or contractors in connection with or related to the
system installation; and

acknowledge that the actions of the applicant in conducting the installation, if done improperly, could
cause irreparable damage to the designated septic areas or system on the property, which could result
in the loss of use of that damaged, designated septic area or system and which would then require
replacement with another septic system or designated septic area in accordance with these Regulations.

Any exemption granted is personal to the applicant and only applies to the property that is the subject of the
application and may not be utilized by any other person or on any other property at any time. The exemption shall
expire upon final approval of the system and issuance of a Certificate of Completion for which the exemption is

granted.

Except for Section 25, in all instances where the term ‘“installer” or “licensed installer” is utilized in these
Regulations or the Appendices thereto, these terms shall also include the property owner or tenant who qualifies
for exemption in accordance with this Subsection F of Section 24.
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SECTION 25

APPEAL AND REVIEW OF ACTIONS

A. Matters Regarding Installers

The following provisions shall pertain only to matters regarding any actions of the Department regarding installers
licenses.

1.

Appealable Actions

The following adverse actions of the Director of the Department may be appealed pursuant to the provisions of
this section.

(@) Denial of License

(b) Suspension of License

(c) Revocation of License

(d) Draft of the surety bond or letter of credit of the installer
Notice of Adverse Recommendation or Action

An installer against whom an adverse action has been taken shall promptly be given special notice of such action.
Such notice shall:

(a) State the adverse action taken and summarize the grounds for such action.
(b) Advise the installer of his right to a hearing pursuant to the provisions of this Section.

(c) Specify the number of days following the date of receipt of notice within which a request for a hearing must
be submitted.

(d) State that failure to request a hearing within the specified time period shall constitute a waiver of right to a
hearing and to an appellate review on the matter.

(e) State that upon receipt of his hearing request, the installer will be notified of the date, time and place of the
hearing, and the grounds upon which adverse action is based.

Request for Hearing

An installer shall have ten (10) days following his receipt of the notice as provided above to file a written request
for a hearing. Such request shall be delivered to the chairman of the Board of Public Health by certified mail.

Failure to request a hearing in a timely manner shall be conclusively deemed to be an acceptance of the adverse
action taken by the Director of the Department.

Appointment of Hearing Officer

The Chairman of the Board of Health, within ten (10) days of receipt of a request for hearing shall appoint a
Hearing Officer to conduct a hearing pursuant to the procedures set forth below.

Notice of Time and Place of Hearing

After appointment, the Hearing Officer shall make all necessary arrangements for the hearing and shall notify both
the installer and the Director of the Department of the time, place and date of the hearing.

Statement of Issues and Grounds

The notice of hearing provided above shall contain a concise statement of the installer's alleged acts or
omissions.
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10.

11.

12.

13.

Personal Presence

The personal presence of the installer who requested the hearing shall be required. An installer who fails without
good cause to appear and proceed at such hearing shall be deemed to have waived his rights in the same
manner and with the same consequence as provided above in connection with failure to request a hearing.

Representation

The installer who requested the hearing shall be entitled to be accompanied by an attorney. The Director of the
Department shall also be entitled to the services of the County Attorney in making his presentation to the Hearing
Officer.

Rights of Parties

During a hearing, each of the parties shall have the right to:
(a) Call and examine witnesses.

(b) Introduce exhibits.

(c) Cross-examine witnesses against him/her.

(d) Impeach any witness.

(e) Rebut any evidence.

(f) Call and cross-examine an adverse party.

Procedure and Evidence

The hearing need not be conducted strictly according to rules of law relating to the examination of witnesses or
presentation of evidence. Any relevant matter upon which responsible persons customarily rely in the conduct of
serious affairs shall be admitted, regardless of the admissibility of such evidence in a court of law. Each party
shall prior to or during the hearing, be entitled to submit memoranda concerning any issue of law or fact, and such
memoranda shall become part of the hearing record. The Hearing Officer may, but shall not be required to, order
that oral evidence be taken only on oath or affirmation administered by any person designated by him and entitled
to notarize documents in Williamson County.

Official Notice

In reaching a decision, the Hearing Officer may take official notice, either before or after submission of the matter
for decision, of any generally accepted technical or scientific matter relating to the issues under consideration and
of any facts that may be judicially noticed by the courts of this state. Parties present at the hearing shall be
informed of the matters to be noticed and shall be given opportunity on timely request, to request that a matter be
officially noticed and to refute the officially noticed matters by evidence, or by written or oral presentation of
authority, the manner of such refutation to be determined by the Hearing Officer.

Order and Burden of Proof

The Director of the Department must go forward with proof of the grounds for the adverse action taken. The
installer requesting the hearing shall then have the burden of proving, by a preponderance of the evidence, that
the adverse recommendation or action of the Director of the Department lacks a substantial factual basis or that
such basis of the conclusions drawn therefrom are either arbitrary, unreasonable, or capricious.

Recording of Hearing

A record of the hearing shall be kept that is of sufficient accuracy to permit an informed and valid judgment to be
made by the Board of Health of Williamson County. The Hearing Officer may select the method to be used for
making the record, such as court reporter, electronic recording unit, detailed transcription, or minutes of the
proceedings. Either party may have a court reporter present provided that the party arranging for those services
pay for the appearance and transcript.

S25-2



14.

15.

16.

17.

18.

19.

Postponement

Requests for postponement of a hearing may be granted by the Hearing Officer only upon a written request
showing good cause and only if the written request is made as soon as is reasonably practical.

Recesses and Adjournment

The Hearing Officer may recess the hearing and reconvene the same without additional notice for the
convenience of the participants or for the purpose of obtaining new or additional evidence or consultation. Upon
conclusion of the presentation of oral and written evidence, the hearing shall be closed.

Findings and Ruling of the Hearing Officer

At the conclusion of all proof the Hearing Officer shall within thirty (30) days submit in writing findings of fact and
law, which shall contain, but will not be limited to the following:

(@) A statement of the adverse action taken by the Director of the Department which is the subject of the appeal.

(b) A concise statement of the charges upon which the adverse action of the Director of the Department are
based.

(c) A summary of the positions of the installer in response to the charges made by the Director of the
Department.

(d) A summary of evidence considered, including a complete list of withnesses examined, exhibits introduced, and
all other documents, publications, or authorities considered.

(e) A statement of issues of fact or law presented by the parties, and a statement of the findings of the Hearing
Officer upon each of the issues.

(f) Aruling of the Hearing Officer on the case.

Effects of the Ruling of the Hearing Officer

The Ruling of the Hearing Officer, when rendered and distributed, is effective upon the date and time of receipt by
the parties. Either the installer or the Director of the Department may request review of the Ruling of the Hearing
Officer by written request to the Chairman of the Board of Health.

Review of Hearing Officer Ruling by Board of Health

Upon receipt of the request for a review of the Hearing Officer’s Ruling, the Chairman of the Board of Health will
cause a complete record of the hearing below to be prepared within twenty (20) days of the receipt of the request.
The record shall contain the following information.

(@) The Ruling of the Hearing Officer.

(b) A transcription, or a summary of the testimony of all witnesses.

(c) Copies of all exhibits introduced in the hearing.

(d) The record may contain copies of any authorities relied upon by the Hearing Officer, or pertinent excerpts
from such authorities.

A complete copy of the record shall be made available to each member of the Board of Health.
Final Ruling by the Board of Health
The Chairman of the Board of Health shall call a special meeting of the Board of Health to discuss and act upon

the Ruling of the Hearing Officer. Each member of the Board shall have no less than fifteen (15) days to review
and consider the record before it.
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No action shall be taken by the Board of Health except by the vote of its members in a meeting called for that

purpose. Members of the Board of Health shall not receive or consider information from other sources, or have ex

parte communication with any other person in connection with the case before them.

After full discussion of the record in the meeting of the Board, the Board may take the following actions:

(@) Request any other information, materials, or authorities it may require from any of the parties. Each party
must have full notice of any such request and must be given an opportunity to respond to any additional
information requested by the Board.

(b) Continue its deliberations from time to time, for a reasonable period of time to allow for the additional
information it requests.

(c) Affirm, modify, or reverse the action of the Hearing Officer.

The decision of the Board must be by a majority vote of the Members present and voting, upon a proper motion
made by a member of the Board.

Within five (5) days of the decision of the Board, the parties must be notified in writing of the decision.

The decision of the Board is final, and is effective upon receipt by the parties.

B. Matters Regarding the Department

These provisions shall pertain to any actions of any officer or employee of the Williamson County Department of
Sewage Disposal Management that materially and adversely affects approval of a system.

1.

Actions Appealable

Any decision of the Department that materially and adversely affects approval of the system may be appealed
pursuant to the provisions of this section.

Request for Review

The party against whom the adverse action was taken shall file a written request for review, delivered to the
Chairman of the Board of Health by certified malil, including the remedy sought by the applicant.

Failure to request review of such action written five (5) days from notice to party of such adverse actions shall be
conclusively deemed an acceptance of such action.

Notice of Time and Place of Review

Applicant for review shall be notified in writing of the Board of Health meeting at which review of the adverse
action shall take place. In no event shall any applicant receive less than thirty (30) days notice.

Personal Presence

The applicant shall be required to attend the Board meeting at which review of the adverse action shall take
place.

Representation

Although not required, the applicant may be accompanied by legal counsel.

Procedure and Evidence

The applicant shall present a written statement, with supporting documentation, at least five (5) days before the
meeting. He or she shall then have a maximum of ten (10) minutes to present oral argument or testimony related
to such adverse decision. The applicant shall be entitled to present any supporting documents he so chooses,
which shall be submitted in advance of the hearing when possible. The Department shall then have a maximum of

ten (10) minutes to offer support for the decision. The Department shall be entitled to present any supporting
documentation it so chooses. The applicant shall then have a maximum of five (5) minutes in rebuttal.
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7. Ruling by Board of Health
The Board of Health has the following options:
(@) Affirm the decision of the Department;
(b) Reverse the decision of the Department and direct a result;

(c) Reverse the decision of the Department with direction to consider additional specific material prior to making
a decision; or

(d) Defer the matter to the next regularly scheduled meeting.
The Board'’s decision must be reached by a majority vote of a quorum, upon proper notice.
Only one deferral is permitted on a single item.

Members of the Board of Health shall not receive or consider information from other sources, or have ex parte
communication with any other person in connection with the case before them.
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SECTION 26

SUBDIVISION OF LAND PARCELS

No proposed subdivision, where any proposed lots require the use of individual on-site subsurface sewage disposal
systems, shall be approved by the State Planning Office, a local or regional planning commission or any other entity or
agency authorized to approve subdivisions, until the plans for such subdivisions have been approved by the Williamson
County Department of Sewage Disposal Management.

Further, except as otherwise provided herein, the provisions of this section apply to any size lot (e.g. one acre subdivision
lots, ten acre tracts, etc.) which is required to be platted (e.g. for Planning Department purposes) or simply being platted for
the purpose of creating a buildable lot.

It is the intent that this section shall be consistent with Williamson County zoning and subdivision regulations adopted by
the Williamson County Regional Planning Commission and the Williamson County Board of Commissioners.

A. Subdivision Platting Process

There shall be three (3) phases in which a plat will be processed. The three (3) phases consist of the Sketch Plan
Phase, the Preliminary Plat Phase and the Final Plat Phase. Requirements of each phase are as follows:

1.

Sketch Plan Phase

The sketch plan shows the generalized design concept of the proposed subdivision. It shall be considered only as
a conceptual document which serves to illustrate potential development densities for subdivisions utilizing
subsurface sewage disposal systems. As such, the sketch plan plat is subject to change with regard to the
various features dictated by the presence of soils determined suitable for subsurface sewage disposal system
usage (as revealed by the Extra High-Intensity soils map required at the preliminary phase). Examples of such
features include, but are not limited to: the number of lots, lot line location/configuration, building envelope
configuration, street and drainage configuration etc.

The sketch plan plat submitted to the Department for review shall be at a scale of one-inch equals one hundred-
feet (1"=100") and shall illustrate proposed improvements and natural features of the property in question. Written
documentation from a Department approved soil consultant or a Department Soil Scientist regarding the suitability
for subsurface sewage disposal system usage shall accompany this plat. This statement shall indicate that
suitable soils are available for each lot proposed within the development.

Once a sketch plan and its required supporting documentation has been reviewed, the Department shall indicate
to the Williamson County Planning Commission, in writing, the validity of the proposed concept with regards to its
suitability for subsurface sewage disposal system usage.

Once the sketch plan plat has been approved by both this Department and the Williamson County Planning
Commission it may proceed to the preliminary plat phase. Approval of the sketch plan does not constitute overall
approval of the subdivision, nor does it imply that the project is suitable for commencing any type of construction.
Furthermore, sketch plan approval does not imply or guarantee the approval of the preliminary and/or final plat
phase.

Preliminary Plat Phase

The preliminary plat serves as an actual pre-construction document illustrating the actual lot densities and
designs, the placement of the various subdivision elements and the proposed areas to be allocated for subsurface
sewage disposal system use. All aspects of the preliminary plat shall be generated based upon the soil properties
and limiting factors as evidenced by the Extra High-Intensity soils map previously submitted to the Department (as
referenced below). As such, only minor changes, with regard to building envelopes or drainage configurations,
may be made between the preliminary plat phase and the final plat phase.

The preliminary plat shall be shown on a transparency (i.e., mylar, slick or plastic drawing material) represented at
a one-inch equal one hundred-feet (1"'=100’) scale and shall show all proposed improvements including, but not
limited to: lot lines, roads, any and all drainage easements, locations and routes of any and all soil drainage
improvement practices (see Important Note below), building envelopes, subsurface sewage disposal system
areas and all utilities and/or their easements. Any existing structures or utilities shall also be shown on the
preliminary plat. Further, any limiting natural features shall be shown on this plat, including, but not limited to:
sinkholes, caves, gullies, ditches, ponds, areas susceptible to flooding, old road beds and/or agricultural terraces.
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An Extra High-Intensity soils map (See Appendix 1) shall be submitted to this Department a minimum of fifteen
(15) working days prior to preliminary plat submittal. This soils map shall be subject to field verification and
approval by the Department prior to review of the preliminary plat.

Additionally, a transparent contour map shall accompany the submitted preliminary plat. This contour map shall
be constructed from field-run data, depicted at a one-inch equal one hundred-feet (1'=100’) scale and shall show
all contours at two (2) foot intervals. The Department shall have the authority to require the submittal of more
detailed contour maps where deemed necessary. The proposed street configurations and lot lines shall be
located on this contour map.

Once the preliminary plat and its required supporting documentation has been reviewed, the Department shall
indicate to the Williamson County Planning Commission, in writing, the validity of the proposed preliminary plat.
Once the preliminary plat has been approved by both this Department and the Williamson County Planning
Commission it may proceed to the final plat phase.

Approval of the preliminary plat does not constitute overall approval of the subdivision, nor does it guarantee
approval of the final plat phase. Once preliminary plat approval has been granted, all applicable protectionary
measures as specified in Appendix 10 shall immediately apply in order to prevent potential damage to the
designated subsurface sewage disposal system areas.

IMPORTANT NOTE: Due to the critical nature of the placement of soil drainage improvement practice(s), these
attributes shall be shown on the preliminary plat in accordance with the provisions outlined in Subsection A, Part
3, (9), (1)-(8) of this Section.

Final Plat Phase

The final plat serves as the recorded instrument governing the design and construction of all subdivisions. In the
context of these regulations and as governed by this Department, all final plats are associated with only those
subdivisions employing on-site subsurface sewage disposal methodologies. All aspects of the subdivision
construction, including but not limited to: roadways, drainage, houses and all appurtenances, shall conform to the
requirements of the final plat. Deviation from the final plat shall be grounds for revocation of lot approval.

The final plat shall show the absolute final arrangements of all pertinent elements the subdivision construction
process. The pertinent elements to be shown shall include, but shall not be limited to: easements (of any type),
drainage improvements and their associated configurations, road design details, grading plans, construction
design, building envelope identification, subsurface sewage disposal system areas, all utilities (i.e. gas, water,
electric, etc.) whether above-ground or below-ground and any other information which the Department deems
necessary to complete a comprehensive review of the proposed subdivision.

Two (2) transparent copies (i.e. graphic representations of the plat printed upon a mylar, slick or plastic drawing
material) and four (4) paper copies (e.g. blue-line copies made directly from each and every transparent copy) of
the final subdivision plat, at the scale of one (1) inch equals one hundred (100) feet, shall be submitted to the
Department. This final plat shall fully indicate, show and describe the following:

(@) Lot dimensions with all lots numbered in accordance with the regulations of the Williamson County Planning
Commission.

(b) The building envelope.
(c) Any and all easements (e.g. roads, drainage, utilities, ingress/egress, etc.).
(d) All designated subsurface sewage disposal system areas.

NOTE: The disposal field areas shall be labeled in accordance with the examples shown in Figures A16-1,
A16-2, A16-5 and A16-6 in Appendix 16.

All subsurface sewage disposal system areas shall be shown and identified, in accordance with Appendix 8,

which shows the standards required for duplication and triplication (where applicable) for the actual square
footage/area requirements for said sewage disposal areas.
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(e)
®

()

(h)

@)

0

(k)

o
(m)

(n)

Easements for any purpose.

Surface, subsurface, and underground drainage, and their appropriately designated easements, designed so
as not to interfere with subsurface sewage disposal systems.

Soil Drainage Improvement Practice(s). The information regarding this attribute shall include, but is not
limited to:

(1) Graphically plot the location and entire route of each and every soil drainage improvement practice
around the platted subsurface sewage disposal system areas for each lot, where applicable.

(2) The graphically represented soil drainage improvement practices shall maintain all minimum setbacks in
accordance with the provisions outlined in Section 13.

(3) The graphically represented soil drainage improvement practice shall have elevation points shown at
regular intervals sufficient to adequately define its profile and to ensure a positive flow discharge outlet is
provided according to the required minimum depth.

(4) Each of the elevation points, as established in the above (3), shall be field staked/flagged and labeled so
as to correspond to the elevation profile provided.

(5) Each of the established points shall be shown in an elevation schedule table. This table shall show the
ground surface elevation and invert elevation corresponding to said point. The information shown in the
elevation schedule shall include the point(s) of inception and positive flow outlet, and their associated
elevations. See figure 16-7 in Appendix 16.

(6) Any and all off-site easements necessary to achieve positive flow outlets shall be shown.

(7) Indicate the soil drainage improvement practice minimum depth for each disposal field area on each and
every lot.

(8) All soil drainage improvement practice designs shall be in accordance with the provisions outlined in
Appendix 5.

Positive drainage plan, where deemed necessary by the Department. A positive drainage outlet shall be
available for each lot before the final plat is signed. If construction of a positive outlet is necessary, all
construction shall be done before final plat approval is given. Off-site property easements may be necessary.
Seal and signature of surveyor licensed to practice in the state of Tennessee (and seal and signature of
engineer licensed to practice in the state of Tennessee, if separate entities). In order to survey and plat
subdivisions said engineer shall also be a registered surveyor in the state of Tennessee.

Precision of the unadjusted survey. A minimum ratio of precision of the unadjusted survey of 1:10,000 is
required.

Vicinity map. The vicinity map is not required to be to scale, however it shall be accurate in the descriptions it
will depict.

North arrow indicating magnetic north or otherwise and indicate the scale of the plat.

All final plats shall have distances on all lines and shall indicate the identity of all corners such as steel post,
concrete or iron pin.

Title Block. The information shown within the title block shall include, but is not limited to:

(1) Name, address and telephone number (i.e. home, work, fax, pager, etc.) of the individual or firm
preparing the subdivision proposal.

(2) Subdivision Name.
(3) Section Number of subdivision, if applicable.
(4) Number of lots shown on the plat.

(5) Total area encompassed by subdivision, as measured in acres.
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(6) Property owners name, address and telephone number (i.e. home, work, fax, pager, etc.).
(7) Rate of Closure.

(8) Date of submittal, and the date of any subsequent revisions.

(9) Revision information, if applicable.

(10) Sheet number (respective to each sheet used in the platting of the subdivision)

(o) All restrictions, notes and charts as specified by the Williamson County Department of Sewage Disposal
Management. See Appendix 16.

(p) Signature block for Williamson County Department of Sewage Disposal Management. See Appendix 16.

(q) Legend.

Soil Mapping Requirements

Except for large lot subdivision plats approved by the Department and recorded in the Register of Deeds office prior to
January 1, 2010, all parcels of land subject to being subdivided and platted, shall be soil mapped. All soil mapping
products shall be prepared in accordance with the provisions, regarding soil mapping, outlined in Section 27.

Percolation tests shall not be utilized as a method of land assessment for any property subject to being subdivided
and platted.

Subdivision Design Requirements

The information outlined in this Subsection describes the criteria that shall be utilized for all subdivision designs which
incorporate the use of subsurface sewage disposal systems.

1.

Lot Size

The minimum lot size for any platted subdivision lot shall be one (1) acre. The size of a lot shall be sufficiently
large enough to construct the original subsurface sewage disposal system as required in these Regulations and
to provide additional suitable repair area(s) for that system, in accordance with Appendix 8. The size and
configuration of a lot and the availability of suitable soils may limit the type, size and location of the structure, and
any related appendages, which can be built on the lot. The Department shall have the authority to make this
determination where site and soil characteristics so warrant.

Surface Water Drainage

The use of curb and gutter drainage shall not be considered, proposed or approved in subdivisions where
subsurface sewage disposal systems are to be utilized.

Where swales, ditches or any other means (e.g. conducting such waters into underground pipes) of directing
surface water run-off are platted and designated as a type of easement, the limits of all proposed subsurface
sewage disposal system areas shall be a minimum of twenty-five (25) feet from the limits of said easement
boundary.

Subsurface Water Drainage

Where the subdivision designer allocates, designs and configures a subsurface sewage disposal system area
within a soil mapping unit, or units, that requires the use of any type of soil drainage improvement practice
(including, but not limited to, curtain drains — WCD; drawdown drains — WDD or DDD; plan curtain drain — PCD;
etc.), said designer shall ensure that each and every proposed disposal field area for each and every proposed lot
or parcel, subject to said drainage improvement requirement, has an unrestricted access to a positive drainage
outlet (See Appendix 5).

The soil mapping information shall indicate the minimum depth to which said drainage improvements are to be
constructed. Therefore, the subdivision designer shall ensure that said lot design will accommodate or provide the
necessary elevation difference between the disposal field area and the point of achieving a positive drainage
outlet. The positive drainage outlet shall either be upon the proposed lot or shall be via easements provided for
this purpose. Where easements are provide for this purpose they shall be specifically dedicated for this purpose
alone.
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4. Allocation, Design and Configuration of Subsurface Sewage Disposal System Areas.

(@) All platted subsurface sewage disposal system areas are to be considered as permanent easements.
Removal of said easements can only be accomplished when a proper municipal sewer service becomes
available. Once a connection to the sewer is completed, and approval notification (i.e. valid documentation)
from the utility is provided to this Department, the subsurface sewage disposal system areas easements can
become null and void.

(b)

No encumbrance or physical structure shall be placed in such a manner so as to interfere with the platted
subsurface sewage disposal system areas’ intended purpose. Any changes in the location of the proposed
structure, building footprint, utilities and/or their easements or deviations from the approved final plat shall
result in a revision of said plat being submitted to the Department for review.

Design Criteria for Subsurface Sewage Disposal System Areas shall include, but are not be limited to:

@)

@)

®)

4)

®)

(6)

@)

Soils that are shown on a soil map which have an estimated soil absorption rating in excess of 75MPI
shall not be considered suitable for either conventional or alternative subsurface sewage disposal
system use.

The required square footage of acceptable soils land surface area proposed for subsurface sewage
disposal system usage shall be in accordance with Appendix 8.

The subsurface sewage disposal system areas shall be drawn parallel to the naturally existing ground
contours so as to facilitate ease of system installation.

Poorly configured subsurface sewage disposal system areas which are designed or shaped so as to
require special installation considerations (i.e. necessitate the use of short, multiple disposal field
trenches of less than fifty feet in length) shall not be approved. See the example in Figure A16-3 in
Appendix 16.

The subsurface sewage disposal system areas shall be configured in such a manner so as to provide
simplicity of system construction within the proposed disposal field installation area. See the example in
Figure A16-4 in Appendix 16.

The subsurface sewage disposal system areas shall be of sufficient shape and size so as to adequately
allow proper installation of disposal field lines at a minimum length of one-hundred (100) linear feet (i.e.
where conventional systems are proposed to be utilized)

The subsurface sewage disposal system areas shall be increased in size for those sites where the area
proposed, possesses multiple or complex (i.e. hummocky) slopes, dense vegetation or any other
potential installation-restrictive characteristics. The area shall be increased in size commensurate with
the proposed needed installation requirements of the intended structure.

Where any subsurface sewage disposal system areas prove to be questionable, the Department shall
require that extensive site and design plans, including actual field staking of the system layout be
provided in order to aptly demonstrate that the required system can be physically installed in such a
manner so as to provide for an adequate soil buffer, as determined by a Department Soil Scientist.

5. Setback Requirements for Platted Subsurface Sewage Disposal System Areas

All proposed subsurface sewage disposal system areas shall be located and designed so as to be in accordance
with the provisions outlined in Section 13. See the examples in Figures A16-5 and A16-6 in Appendix 16.

6. Use of Soil Mapping Units and the Subsequent Designation of Subsurface Sewage Disposal System Areas

Soils that are shown on a soil map which have an estimated soil absorption rating in excess of 75MPI shall not be
considered suitable for either conventional or alternative subsurface sewage disposal system use.

Where the approved soil mapping information reveals the presence of soil units of suitable properties and of
sufficient size (i.e. soil units meeting the specifications outlined in Appendix 1 and the area requirements outlined
in Appendix 8), the designation of the disposal field areas shall be contained entirely within the confines of said
soil units.
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However, where the soil mapping information reveals the presence of many small, dissimilar units of soils (i.e. soil
units having different MPI rates, required soil improvement practices, etc.), or a mixture of both the
aforementioned scenarios, the designation of the disposal field areas shall meet the following requirements:

(@) Where there exists the inclusion of two (2) or more dissimilar soil units within a proposed disposal field area,
in order to meet the disposal field area size requirements (i.e. Appendix 8), the conditions for the use of the
soil unit having the most restrictive soil characteristics (e.g. higher MPI rate, unit is designated for LPP use
only, required use of a soil improvement practice for any purpose, soil unit laying upon a steeper slope class,
etc.) shall take precedence in the design, designation and subsequent use of that disposal field area. See the
example in Figure A16-2 in Appendix 16.

(b) Once the disposal field areas have been delineated for a particular lot, the areas shall be identified as to the
type of subsurface sewage disposal system installation which shall be utilized in said disposal field areas.

(1) Type of Subsurface Sewage Disposal System to be Utilized

The subsurface sewage disposal system area size requirements, as shown in Appendix 8, in conjunction
with the soil map information (i.e. the information indicating what type of system the soil will support), will
determine the type of subsurface sewage disposal system that will be required.

Additionally, the disposal field area having the most restrictive soil characteristics and/or conditions for
use, the available amount of square footage (as per Appendix 8) and/or the highest soil MPI rating shall
dictate the type of system that shall be utilized in each subsurface sewage disposal system area
designed for that lot. See the examples in Figures A16-1 and A16-2 in Appendix 16.

There shall be no mixed use of subsurface sewage disposal system types on any lot (e.g. one area
cannot be designated for a conventional system and a LPP system used for the other area; both areas in
this example would have to be designated for LPP system use). Should the aforementioned criteria
indicate that a proposed disposal field area require the use of a particular system type, all duplicate
disposal field areas shall be of the same type of system regardless of the soils that may occupy those
areas.

(2) Identification of the Subsurface Sewage Disposal System Areas
The subsurface sewage disposal system areas delineated upon a plat shall require a means of
identification so as to distinguish one area from another. For this purpose, each area shall be assigned
and labeled with a capital letter A, B or C, where applicable. Thus, where any charts or other type of
notes are needed to provide information pertaining to a specific disposal field area, that information shall
be referenced to the area identified by its respective label.

(3) Lot Restrictions

The Department shall have the authority to place restrictions upon any proposed lot represented upon a
subdivision plat. These restrictions may include, but shall not be limited to:

(i) Placement and/or configuration of a building envelope.

(i) Placement and/or configuration of the lot's subsurface sewage disposal system disposal field areas.
(iif) The type of subsurface sewage disposal system to be utilized upon a lot.

(iv) The number of bedrooms that may be placed within a dwelling.

(v) The use of a structure proposed to be placed upon the lot.

(vi) The use of oversized bathing fixtures within a structure or dwelling.

The assessment and subsequent placement of such restrictions upon a subdivision lot shall be
determined by the Department during the subdivision design review process. Said restrictions shall be
based upon the assessment of factors including, but not limited to, the amount of available soil suited for
subsurface sewage disposal system use, size of disposal field areas, slopes, data from Table A8-1 in

Appendix 8, existing vegetative conditions (i.e. big trees), and any other potential subsurface sewage
disposal system installation restrictive characteristics that may be noted by the Department.
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Additional Site Limitations Restricting Suitability of Proposed Subsurface Sewage Disposal System Areas

The following information discusses the various types of physical and/or natural land features that shall be
assessed by the subdivision design engineer and thus taken into consideration in the subdivision design process.

The Department shall have the authority to request any type of additional information or data regarding the
proposed subdivision site, so as to ensure a thorough assessment of any potential problems, and as a basis for
determining the suitability of the subdivision or any and all individual lots prior to approving any final plat.

Other types of data, in addition to that stipulated in any of the provisions of these regulations, that may be
required by the Department may include, but is not limited to, soil observation pits, additional grid staking,
geotechnical data, archeological investigations, etc.

@

(b)

(©)

(d)

(e)

Prior to the design of subsurface sewage disposal system areas, the suitability of the proposed subsurface
sewage disposal system site shall be demonstrated through acceptable soil absorption rates, acceptable soll
conditions, freedom from groundwater interference or impervious strata below the level of the disposal field.

The size (i.e. square footage) of the subsurface sewage disposal system areas shall be determined by the
soil mapping information (i.e. estimated soil absorption rates, slope of the ground surface, etc.) and the
requirements for the use of said soil map information (See Appendix 8). The size of the proposed subsurface
sewage disposal system areas shall be calculated and expressed (i.e. denoted in the proposed subsurface
sewage disposal system area depicted on the plat) in square footage of land area.

The upper most surface of the local groundwater table, either permanent or perched, shall be at least four (4)
feet below the bottom of the disposal field, except that a lesser depth may be permitted where soil conditions
so warrant.

Borings (i.e. excavation of observation wells) for determination of perched groundwater and the groundwater
table may be required by the Department. Where the Department requires such investigation, all borings
shall be made to a minimum depth of six (6) feet. Sufficient time, as determined by the Department, shall be
provided for stabilization of groundwater before water table elevations are recorded. In sandy soil this may
require not less than thirty (30) minutes while clay soil may require several hours or overnight. Borings shall
be plotted upon a plat by a licensed land surveyor. Said plat shall show the contour elevations of the
investigation vicinity, at a two (2) foot interval, and each bore hole shall be identified by a number system,
whereas the field boring 1.D. number corresponds to the numbered boring shown on the plat. Borings shall be
conducted during the historically wettest part of the year and at a time approved by the Department.

Where surface rock outcropping or subsurface rock formations exist to such degree as to affect operational
effectiveness of subsurface sewage disposal systems, a sufficient number of borings (i.e. observation holes)
to a minimum depth of six (6) feet may be required by the Department.

Where site conditions so warrant, observation pits may also be required by the Department. Borings or pits
shall be utilized to determine whether subsurface sewage disposal systems can be expected to give
satisfactory service. Such borings or pits shall be in the exact same manner as prescribed for the observation
wells, in the previous Subpart (i.e. Subpart (c)).

All rock formations shall be at a depth greater than four (4) feet below the bottom of a subsurface sewage
disposal system, provided a lesser depth may be permitted where soil conditions so warrant as determined
by a Department Soil Scientist.

Other Site Considerations include, but are not limited to:

(1) Areas consisting of cut, filled, compacted, or disturbed soils shall be excluded from the area considered
for installation of the septic tank and disposal fields. This condition my be waived by the Department if
conditions so warrant, as determined by a Department Soil Scientist.

(2) Gullies, ravines, dry stream beds, natural drainage ways, sinkholes, wells, springs, cisterns, streams,
areas subject to flooding which have no surface drainage outlet, closed depressions or depressional
areas, caves, grave sites, cemeteries, Indian burial grounds, mined areas (i.e. phosphate mines), rock
quarries, landfills or any type of dumping site (active or abandoned) shall be excluded from consideration
as usable areas for disposal systems.

(3) Maximum slope permitted for the area to be used for the septic tank system shall be determined by the

consideration of lateral flow of effluent to the surface of the slope. Slopes of more than twenty-five (25)
percent shall be considered unsuitable for subsurface sewage disposal system use.
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(4) All areas platted and reserved for the subsurface sewage disposal system use, on any lot, shall not be
disturbed during the course of any construction activities.

(f) Drainage Feature Considerations as Related to Subsurface Sewage Disposal System Areas

Each development shall provide for the on-site or off-site detention of excess storm water runoff resulting
from that development. Drainage consideration and features shall include, but not limited to:

(1) An increase in the impervious surface of the site, including all additions of buildings, roads, and parking
lots.

(2) Changes in soil absorption caused by compaction during development.

(3) Modifications in contours, including the filling or draining of small depressional areas, alterations of
drainage ways, or re-grading of slopes.

(4) Destruction of forest.

(5) Alteration of drainage ways or installation of collection systems to intercept street flows or to replace
swales or other drainage ways.

(6) The alteration of subsurface flows, including any groundwater de-watering or diversion practices
including, but not limited to, existing subsurface drainage improvements and structures, as related to
agricultural practices.

(7) The items outlined in numbers (1) through (6) of this Subpart, shall be designed so as not to interfere
with the proper functioning of a platted subsurface sewage disposal system area(s). All minimum buffer
distances, as specified in Table S13-1 in Section 13, shall be utilized during both the design and
construction of a subdivision.

D. Plat Review Procedures

All plats (i.e. sketch plan, preliminary or final) requiring Williamson County Planning Commission approval shall be
submitted to the Williamson County Department of Sewage Disposal Management, a minimum of twenty-one (21)
working days prior to the scheduled Planning Commission meeting at which the proposed subdivision will be
considered. All plats submitted to this Department for review, shall have been prepared in accordance with all
provisions outlined in these regulations. All plat review fees shall be paid to the Department at the time of final plat
submittal. See Section 33.

When plat deficiencies are found by the Department reviewer, said deficiencies shall be noted by the reviewer. The
subdivision design engineer shall be contacted upon the conclusion of the initial review. Subsequently, it shall be the
responsibility of said engineer to schedule a Corrective Review Session.

Deficient plats shall be corrected so as to meet all design criteria presented in these regulations. Plats which have not
been properly corrected in the time-frame allowed, may be subject to removal from the Planning Commission’s
agenda.

Continued submission of deficient plats by any design engineer, or a designated representative of said engineer or the
engineer’s firm, shall be considered as a willful disregard of these regulations. Where an engineer continuously
displays or exhibits this pattern of behavior, the Department will, with the aide of the Williamson County Attorney’s
Office, file a complaint to the State Engineering Board regarding the actions of said engineer.

At the time of submittal of the preliminary plat, each lot of the proposed subdivision site shall be accurately surveyed
and lot boundaries designated by survey stakes with lot numbers shown on said stakes. Other attributes of the lot(s)
that shall also be staked and clearly identified by a surveyor on said subdivision site include, but are not limited to:

1. The building envelope.

2. Any and all easements (e.g. roads, drainage, utilities, ingress/egress, etc.).

3. All designated subsurface sewage disposal system areas.

4. All soil drainage improvement practices.

At the Department’s discretion, the above items are subject to field review.
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E. Plat Approval Process

1.

Plat approval (i.e. written statement approval for sketch plans and preliminary plats, and signature approval for
final plats) of a subdivision shall not be made until all applicable provisions of these regulations have been met.

Once all provisions of these regulations have been fulfilled, the final plat will be signed by the designated
representative of the Department.

Once a final plat has been signed, any unauthorized changes made upon said final plat shall void the plat
approval.

Once a subdivision has been granted Planning Commission and Department approval and has been recorded
with the Register of Deeds of Williamson County, the following tasks shall be completed:

@

(b)

(©

(d)

One (1) recorded transparent copy (i.e. graphic representations of the plat printed upon a mylar, slick or
plastic drawing material) and two (2) recorded paper copies (e.g. blueline copies made directly from each and
every transparent copy) of the signed final plat of the subdivision shall be submitted to this Department.

All lots, easements, improvements and subsurface sewage disposal system areas shall be field-staked and
identified, by a land surveyor licensed in the state of Tennessee. All required field staking shall be verified by
the Department prior to issuing subsurface sewage disposal system permits. See Appendix 6, for further
information regarding the complete subsurface sewage disposal system permit application process.

Prior to any earth moving permits being granted, the landowner or developer shall erect, and have inspected,
fencing to protect the disposal area from disruption during the construction process. See Appendix 10.

In accordance with the warning label on the final plat, if these areas are disturbed, the Department may
require the use of alternative systems. If an alternative system cannot be provided, the Department shall
have the authority to refuse to grant an Construction Permit or may revoke a Construction Permit where the
integrity of the proposed subsurface sewage disposal system areas has been compromised (e.g. the soils
within said area have been cut, filled, compacted, disturbed, etc.).

Failure to comply with these regulations, or any part thereof, shall result in the denial of issuance of any
subsurface sewage disposal system installation permits for any lots in said subdivision.
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SECTION 27

APPROVED METHODS OF LAND ASSESSMENT

Land assessment involves the processes, practices and techniques utilized to evaluate the soils present on a parcel of
land to determine whether or not those soils will support the installation of a subsurface sewage disposal system. This
section, in conjunction with Appendix 1 and Appendix 2, outlines those processes, practices and techniques that are
approved by the Department.

A. Methods Approved for Conducting Land Assessments

Before a Construction Permit can be issued for the installation of a subsurface sewage disposal system on a parcel of
land, the soils on said parcel of land shall be assessed, in an approved manner, so as to provide sufficient information
to allow the Department to establish whether or not the soils have characteristics suited for such use. Thus, there must
exist some method or methods in which to assess the soils on a land parcel.

The Department recognizes three methods of land assessment which are suitable for establishing data on soil
characteristics and potential suitability for subsurface sewage disposal system utilization. The approved methods for
making soil assessments are:

1.

Soil Mapping

A soil map is a graphical representation of the distribution and types of soils, physical features and cultural
features that are present upon an area of land.

The procedures that shall be utilized for all soil mapping activities, conducted within the boundaries of Williamson
County, are specifically outlined in Appendix 1.

Percolation Tests

A percolation test is a means of investigating the potential suitability of a designated land area for subsurface
sewage disposal, by conducting the test (in a very specifically prescribed methodology) so as to record the
general rate of water absorption within the said designated land area.

The procedures that shall be utilized for all percolation test activities, conducted within the boundaries of
Williamson County, are specifically outlined in Appendix 2.

Individual Lot Assessments by the Department

An individual lot assessment is a service provided by the Department. This type of land assessment is conducted
by the Soils Staff personnel of the Department. The scope of this service is limited to assessing a property for the
installation of conventional subsurface sewage disposal systems. Department Staff will make an on-site
investigation of the soils on a parcel of land (utilizing available Department equipment), and attempt to locate a
site on said parcel of land that will meet all provisions of these regulations, and thus, allow the permitting and
installation of a conventional subsurface sewage disposal system. See Appendix 6 for additional information
regarding Individual Lot Assessments.

Where the Department Soils Staff is unable to delineate or establish the presence of a site for the installation of a
conventional subsurface sewage disposal system (for any reason), the Department shall have the authority to
specify the use of any of the provisions, or a combination of provisions, of these regulations to allow for the
continuance, and subsequent completion of the land assessment process.

This method of land assessment shall only be allowed where a property owner, or the property owner’s legally
designated agent, has initiated the Construction Permit application process for an unplatted parcel of land.

B. Use of Approved Methods

The use of the Approved Methods (i.e. when, where, and which method is to be utilized) outlined in this Section shall
be at the discretion and/or direction of the Department.
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IMPORTANT NOTE: The use of percolation tests shall not be authorized nor allowed for assessing parcels of land
subject to commercial use (i.e. office buildings, retail businesses or stores, restaurants, apartment buildings, bed &
breakfast establishments, etc.), industrial use (i.e. factories, etc.) or institutional use (i.e. schools, churches, human or
animal hospitals/clinics, etc.) or for structures that will serve as any type of multiple family dwelling and requiring the
use of more than one subsurface sewage disposal system as outlined in Section 4. The use of percolation tests shall
be restricted solely for the assessment of land parcels for the construction of single-family dwellings.

Where any parcel of land is subject to resale or transfer, and an individual (e.g. persons selling the land parcel, real
estate agent, etc.) wishes to establish whether or not said parcel of land has any soils with the potential to support the
installation of a subsurface sewage disposal system (any type), the individual shall be required to have the subject
land parcel assessed by either the Soil Mapping process or the Percolation Test process.

NOTE: Should the land parcel not have soils acceptable for percolation testing, soil mapping shall be required.

NOTE: Individual Lot Assessments by the Department shall not be allowed, as a method of land assessment, where
any parcel of land is subject to resale or transfer.

C. Persons Authorized to Conduct Land Assessments

There are several different types of professional consultants that may conduct different types of land assessments.
The following information describes the type of consultant who is approved to conduct the specifically noted type of
land assessment procedure.

1. Soil Mapping

Any type of soil mapping activity shall only be conducted by an Approved Soil Consultant/Scientist. Such
individuals shall only receive approval by the Department when he/she is in compliance with the provisions
outlined in Appendix 1 of these regulations.

2. Percolation Tests

Any type of percolation testing activity shall only be conducted by an Approved Soil Scientist (Approved by the
State of Tennessee or by the Department), Registered Land Surveyor, Registered Professional Environmentalist,
Registered or Professional Geologist, or a Licensed Engineer in the State of Tennessee.

Any of the aforementioned consultants, active in a profession licensed and governed by the State of Tennessee
shall be in compliance with the respective laws pertaining to said profession and shall be in good standing with
said governing body.

D. Entry or Trespass Upon a Land Parcel by Department Personnel

In any instance where a member of personnel of this Department is requested to provide any type of land assessment
service or activity, said personnel shall not enter nor trespass upon privately held land without the express, written
consent of the owner of said land.

Any person requesting such services or activities from the Department (including the property owner), shall have
completed the Department form entitled Right of Entry, and shall have submitted the original completed form, signed
by said property owner, to the Department. Upon the verification of the aforementioned information, the Department
will initiate the procedures to act upon said request for services or activities.

E. Validity and Expiration of Land Assessment Documentation
1. Soil Maps

(@) All soil mapping information, whether on file in the Department offices or in the possession of private
individuals, that was completed prior to October 1, 1990 shall be considered null and void upon the effective
date of the adoption of these regulations.

(b) All soil mapping information, whether on file in the Department offices or in the possession of private
individuals, that was completed between October 1, 1990 and January 1, 1996 shall be considered invalid
until said soil mapping information has been reassessed and approved for use by a Department Soil
Scientist. The reassessment of the aforementioned classification of soil maps shall be completed in
accordance with the provisions outlined in Subsection F of this Section.
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(c) A soil map, whether on file in the Department offices or in the possession of private individuals, completed
after January 1, 1996, and any of its associated documentation, shall have an expiration date effective five
(5) years from the date that the soil map was completed. Expired soil mapping information shall not be
utilized for any purpose until the information has been verified as accurate and undisturbed, and approved in
accordance with the provisions outlined in Subsection F of this Section.

IMPORTANT NOTE: The Department shall have the authority to require the reassessment of any soil
mapping information where the Department deems such verification necessary.

2. Percolation Tests

(@) Any percolation test, whether on file in the Department offices or in the possession of private individuals,
regardless of whether or not the percolation test documentation has been reviewed and averaged by the
Department, that was completed prior to October 1, 1990 shall be considered null and void upon the effective
date of the adoption of these regulations.

(b) Any percolation tests, whether on file in the Department offices or in the possession of private individuals,
regardless of whether or not the percolation test documentation has been reviewed and averaged by the
Department, that were conducted between October 1, 1990 and January 1, 1996 shall expire upon the date
being ninety (90) days after the effective date of the adoption of these regulations.

(c) A percolation test, whether on file in the Department offices or in the possession of private individuals,
completed after January 1, 1996 but prior to the adoption of these regulations, and any of its associated
documentation, shall be considered invalid until said percolation test information has been reassessed and
approved for use by a Department Soil Scientist. The reassessment of the aforementioned percolation test
documentation shall be completed in accordance with the provisions outlined in Subsection F of this Section.

(d) A completed percolation test, and any of its associated documentation, shall have an expiration date effective
three (3) years from the date that the percolation test was conducted.

3. Individual Lot Assessment Documentation

Individual Lot Assessment documentation (i.e. a site assessed and designated for conventional subsurface
sewage disposal system use by the Department as a result of the application process for a Construction Permit)
becomes valid only at such time that a property owner/Construction Permit applicant obtains said permit. The
documentation pertaining to the site approved for use by the Department for the installation of a conventional
subsurface sewage disposal system shall be considered valid, provided that said approved site remains in a
natural undisturbed state (i.e. said site is not cut, filled, excavated, compacted, etc.), until the expiration date of
the actual Construction Permit. See Section 7, Subsection A, Part 9.

4. Land Assessment Documentation Associated with a Valid Construction Permit

Where any land assessment documentation becomes expired under the conditions outlined in this Subsection
and that documentation is associated with a previously issued and valid Construction Permit (i.e. being
considered by the Department as supporting documentation to the Construction Permit), said documentation shall
remain valid until the expiration date of said Construction Permit.

F. Reassessment of Invalid or Expired Land Assessment Documentation
1. Soil Maps

(@) Where the soil mapping information, regarding any parcel of land (platted or unplatted), was completed prior
to October 1, 1990, said land parcel shall be reassessed in accordance with the provisions, pertaining to soil
mapping, outlined in these regulations (i.e. re-soil mapped).
However, should the soil mapping information in this category have been of Extra-High Intensity or greater
(i.e. mapping upon a 50 foot grid or grid with a smaller staking interval), those maps may be reviewed, at the
Department’s discretion, in accordance with the provisions outlined in the following subpart (b).

(b) Where the soil mapping information, regarding any parcel of land (platted or unplatted), was completed
between October 1, 1990 and January 1, 1996, said soil mapping sites shall be reassessed in accordance

with the following procedure.

(1) The previously soil mapped site shall be cleared of excessive vegetation so as to in accordance with the
provisions outlined in Section 28 and Appendix 1, Chapter 2, Subsection C.
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(2) The grid staking setup that was in place during the original soil mapping assessment shall be exactly
recreated and reset in its entirety. This grid staking shall be in accordance with the provisions outlined in
Appendix 1, Chapter 2, Subsection B. The plat showing the grid staking shall be in accordance with the
provisions outlined in Appendix 1, Chapter 2, Subsection A.

(3) Upon the completion of the previous step, the plat showing the recreated grid staking shall be submitted
to the Department. The Department will confirm that the plat and grid was properly prepared and
presented.

Upon the confirmation of the plat and grid preparation, Department Soils Staff member(s) will go to the
site and reassess the information presented upon the original soil map.

The aspects of the site and soil map that the Department Soils Staff will assess includes, but shall not be
limited to, ensuring that the landscape and the soils of the mapped site and the immediately surrounding
area (i.e. a zone extending approximately 50 feet from the grid area and surrounding the entire perimeter
of the mapped site) have not been altered or disturbed (i.e. cut, filled, compacted, etc.) in such a manner
that would affect the use of said site for a subsurface sewage disposal system installation.

Additionally, the conditions outlined in Appendix 1, Chapter 8, Subsection A, Part (2) will also be
reassessed at this time.

(c) Where the soil mapping information, regarding any parcel of land (platted or unplatted), was completed after
January 1, 1996, and was never utilized for the purposes of the issuance of a Construction Permit, and
subsequently expired (i.e. expired five years from the date that the soil map was completed), said sail
mapping sites shall be reassessed in accordance with the procedure outlined in the previous subpart (b).

(d) After a reassessment procedure, should the Department find that any soil mapping information does not
conform to the provisions outlined in these regulations, the Department shall consider the reassessed soil
mapping documentation invalid. Thus, the Department shall not accept nor utilize said documentation for the
issuance of subsurface sewage disposal system Construction Permits.

Percolation Tests

(@) Where the percolation test information, regarding any parcel of land (platted or unplatted), was completed
prior to October 1, 1990, said land parcel shall be reassessed in accordance with the provisions, pertaining to
percolation testing, outlined in these regulations (i.e. re-percolation tested).

Should any percolation test site, under this category, be found to contain soils that are now considered
ineligible for percolation testing (See Appendix 2), said sites shall be required to be soil mapped in
accordance with the provisions outlined in these regulations.

(b) Where percolation test information, regarding any parcel of land (platted or unplatted), was established
between October 1, 1990 and January 1, 1996 has expired (i.e. having a mature expiration date in
accordance with Subsection E, Part 2, Subpart (b) of this Section), said land parcel shall be reassessed in
accordance with the provisions, pertaining to percolation testing, outlined in these regulations (i.e. re-
percolation tested).

Should any percolation test site, under this category, be found to contain soils that are now considered
ineligible for percolation testing (See Appendix 2), said sites shall be required to be soil mapped in
accordance with the provisions outlined in these regulations.

(c) Where percolation test information, regarding any parcel of land (platted or unplatted), was established
between January 1, 1996 and the adoption of these regulations, said land parcel shall be reassessed in
accordance with the provisions outlined in subpart (d) of this Subsection.

(d) Where percolation test information, regarding any parcel of land (platted or unplatted), was established
subsequent to the adoption of these regulations and has expired, said percolation test sites shall be
reassessed in accordance with the following procedure.

1) The percolation test site shall be cleared of excessive vegetation so as to be in accordance with the
.p. . - - . g
provisions outlined in Appendix 2, Subsection G.
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(2) The boundaries of the percolation test location shall be exactly recreated and all boundary markers (or
stakes) reset. The re-staking and re-identification of the percolation test area shall be in accordance with
the provisions outlined in Appendix 10, Subsection A, Part 2, subpart (a). The plat showing the
percolation test shall be in accordance with the provisions outlined in Appendix 1, Chapter 2, Subsection
A.

(3) Upon the completion of the previous step, the plat showing the recreated percolation test area shall be
submitted to the Department. The Department will confirm that the plat identifying the percolation test
area was properly prepared and presented. Upon the confirmation of the plat preparation, Department
Soils Staff member(s) will go to the site and reassess the information presented upon the original
percolation test documentation.

The aspects of the percolation test site that the Department Soils Staff will assess include, but shall not
be limited to, ensuring that the landscape and the soils of the percolation test site and the immediately
surrounding area (i.e. a zone extending approximately 50 feet from the grid area and surrounding the
entire perimeter of the tested site) have not been altered or disturbed (i.e. cut, filled, compacted, etc.) in
such a manner that would affect the use of said site for a subsurface sewage disposal system
installation.

(e) After any type of reassessment procedure, should the Department find that any documented percolation test
information does not conform to the provisions outlined in these regulations, the Department shall consider
the reassessed percolation test documentation as remaining invalid. Thus, the Department shall not accept
nor utilize said documentation for the issuance of subsurface sewage disposal system Construction Permits.

Additionally, the Department shall have the authority to require that a percolation test be re-conducted upon
sites where original percolation test documentation is insufficient or incorrect, where the soils conditions of a
percolation test site are found to be inconsistent with the percolation test results, where percolation testing
was improperly conducted or where percolation tests were conducted under outdated legal statues (e.qg.
Public Acts, Chapter 212; Public Acts, Chapter 301; Public Acts, Chapter 465, etc.) which allowed percolation
testing that would not meet the provisions of these regulations.

Individual Lot Assessment Documentation

At such time that Individual Lot Assessment documentation (i.e. a site assessed and designated for conventional
subsurface sewage disposal system use by the Department as a result of the application process for a
Construction Permit) expires, it shall not be subject to any type of reassessment procedure. The Construction
Permit process, which would initiate Individual Lot Assessment procedure, would have to begin anew in
accordance with the provisions outlined in Appendix 6, Subsection B.
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SECTION 28

VEGETATIVE CONDITION OF A PARCEL OF LAND

All of the various types of field work (i.e. soil mapping, system inspections, system recertifications, land assessments,
repair investigations, etc.) conducted by personnel of the Department requires that said personnel be able to readily and
freely move about (on foot, on a Department tractor, in a vehicle, etc.) upon a parcel of land and to be able to clearly see
the ground surface over the extent of said parcel of land in order to properly conduct the business of the Department.
Therefore, the Department shall have the authority to require that any parcel of land (i.e. a platted subdivision lot, individual
tract of land, etc.) be cleared of any and all excessive vegetation when and where it is deemed necessary.

The Department shall have the authority to determine the appropriate method for the removal of excessive vegetation on
any parcel of land where the use of an inappropriate method of vegetation removal could destroy any soils that may have
the potential to support the installation of any type of subsurface sewage disposal system. Should the vegetative condition
be determined to be of such severity or too excessive, the Department retains the right to require that any land assessment
procedures be restricted to the winter months of the calendar year.

Various portions of these regulations specifically address the vegetative requirements that shall be necessary to conduct
the business of the Department. Where specific requirements are outlined, those requirements shall be followed.
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SECTION 29

ESTABLISHMENT OF GROUND CONTROL

Ground Control shall be defined as the placement or establishment of obvious and clearly visible landmarks (i.e. survey
stakes, surveyor’s flagging tape, etc.) upon a land parcel so as to identify the presence of man-made boundaries.

All of the various types of field work (i.e. soil mapping, various septic system inspections, land assessments, technical
assistance investigations, repair investigations, etc.) conducted by personnel of the Department, requires that said
personnel be able to readily and clearly discern the location of the actual boundaries of a parcel of land, or any other type
of man-made boundaries contained upon said land parcel (i.e. easements for any purpose, platted features, etc.), in order
to properly conduct the business of the Department. The knowledge of the location of said property boundaries is critical in
the decision-making process of the Department personnel.

Thus, the Department shall have the authority to require that any and/or all boundaries (i.e. property lines, property
corners, any type of easement, etc.) and/or any platted features of a property (i.e. lot corners, subsurface sewage disposal
system disposal field areas, building envelopes, any type of easement, etc.) or parcel of land (i.e. a platted subdivision lot,
or individual tract of land, etc.) be clearly and visibly marked by a Registered Land Surveyor when and where it is deemed
necessary. Additionally, the Department shall have the authority to require the preparation of a survey plat document, by a
surveyor, where the need for said documentation is deemed necessary to conduct business of the Department.

The Department shall specifically require that the placement or establishment of obvious and clearly visible landmarks (i.e.
survey stake, surveyor’s flagging tape, etc.) upon a land parcel, or the preparation of plat documents, be conducted by
Registered Land Surveyors.

Various portions of these regulations specifically address the establishment of ground control that is necessary to conduct
the business of the Department. Where specific requirements are outlined, those requirements shall be followed.

Grid Staking shall also be considered a method of ground control. The Department shall require that all grid staking work
be prepared in accordance with the provisions found in Appendix 1.
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SECTION 30

DOMESTIC SEPTAGE DISPOSAL

A.

Septage Disposal

1.

As of March 17, 1998, the Williamson County Board of Health mandated that all land spreading of domestic
septage cease. The Board has ruled that all domestic septage shall be deposited in a public, community or
private wastewater treatment facility that is permitted for such use by the Tennessee Department of Environment
and Conservation. There shall be no land spreading of septage allowed in Williamson County.

No wastewater treatment facility of any type will be permitted as a temporary holding site for any type of
wastewater, sewage, sludge or septage.

Persons Approved to Dispose of Septage

1.

All septic tank pumping contractors conducting business in Williamson County shall have filed with the
Department a valid copy of his/her Septic Tank Pumper Permit, as approved by the State of Tennessee,
Department of Environment and Conservation, Division of Groundwater Protection.

All septic tank pumping contractors conducting business in Williamson County shall file with the Department a
valid copy of his/her Septic Tank Pumper Permit within ten (10) days of its annual renewal to retain the privilege
of conducting business within Williamson County.

Approved Discharge Sites/Facilities for the Disposal of Septage

1.

All septic tank pumping contractors, operating in Williamson County, shall have filed with the Department a valid
Wastewater Discharge Permit for Wastewater Haulers with a wastewater treatment facility approved by the State
of Tennessee, Department of Environment and Conservation, Division of Water Pollution Control.

All septic tank pumping contractors, operating in Williamson County, shall file a valid Wastewater Discharge

Permit for Wastewater Haulers with the Department or a valid copy of any renewal of this permit within ten (10)
days of such renewal to retain the privilege of operating within Williamson County.
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SECTION 31

PUMP AND HAUL OF HOLDING TANKS

A. General

Pump and haul (P&H) systems consist of a holding tank for collection of sewage which is periodically pumped and
conveyed by hauling to the nearest treatment facility. P&H systems are “sewerage systems” as defined in T.C.A. 69-3-
103(24) and shall be the regulatory jurisdiction within Williamson County of the Williamson County Board of Health as
delegated to the Williamson County Department of Sewage Disposal Management (the “Department”). The system
must be designed, installed, maintained and operated in a manner that will not cause a public nuisance or health

hazard.

B. Conditions of Approval

1.

New Sources

It is the specific intent of this Section to only permit the use of pump and haul systems for new sources that qualify
pursuant to these guidelines within this Section 31, Subsection B, Part 1.

The Department may permit a residential or non-residential property owner to utilize a pump and haul system:

@

(b)

when public sewers will become available within twelve (12) months from the date of the execution of a pump
and haul agreement by the property owner. The property owner must provide a letter from the public sewer
provider as evidence of the availability within twelve (12) months. In the event the construction of the public
sewer is delayed for any reason and the property owner desires to continue utilizing the pump and haul
system beyond the twelve month period, the property owner must seek approval from the Board of Health.
Pump and haul systems permitted in accordance with this Subpart (a) of Section 31, Subsection B, Part 1
must also comply with Subsection B, Part 3; Subsection C, Subsection D, and Subsection E of Section 31
herein.

when a property owner has a permit to construct a subsurface sewage disposal system and the property
owner has completed all other approvals in order to receive a Certificate of Occupancy from the Director of
Building Codes; however the subsurface sewage disposal system cannot be completed as a result of wet or
other adverse weather or site conditions, the Department may approve the use of a pump and haul system
which shall only be permitted for a maximum of ninety (90) days from the date of execution of a pump and
haul agreement by the property owner. In the event the installation of the subsurface sewage disposal
system is delayed for any reason and the property owner desires to continue utilizing the pump and haul
system beyond the ninety (90) day period, the property owner must seek approval from the Board of Health.
Pump and haul systems permitted in accordance with this Subpart (b) of Section 31, Subsection B, Part 1
must also comply with Subsection B, Part 3; Subsection C, Parts 1 and 2; and Subsection E, Parts 1-3 of
Section 31 herein.

Existing Sources:

It is the specific intent of this Section to only permit the use of pump and haul systems for existing sources that
qualify pursuant to these guidelines within this Section 31, Subsection B, Part 2.

@

Property with Failing or Malfunctioning Septic System

Pump and haul systems may be appropriate for existing residential or non-residential sources where an
existing treatment or disposal system has failed or malfunctioned. The pump and haul system may be
considered for use until a more permanent solution can be found. Although it is not intended that a pump and
haul system would ever be used as a permanent solution, no specific time frame will be set up for this
category; however, the Board of Health may impose a time frame in which such permanent solution must be
installed.

If the Board of Health grants approval, the Department may permit a residential or non-residential property
owner to utilize a pump and haul system where an existing subsurface sewage disposal system has failed or
malfunctioned under the following circumstances:

(1) where public sewer is not available to the property in question. The pump and haul system may be
considered for use until a more permanent solution can be found. The Board of Health may impose a
time frame within which such permanent solution must be installed. Pump and Haul systems permitted in
accordance with this Item (1) of Section 31, Subsection B, Part 2, Subpart (a) must also comply with
Subsection B, Part 3; Subsection C, Parts 1 and 2; and Subsection E, Parts 1-3 of Section 31 herein.
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(b)

(©)

(d)

(2) where public sewer is available to the property in question or will become available within twelve (12)
months from the date of the execution of a pump and haul agreement by the property owner. The
property owner must provide a letter from the public sewer provider as evidence of the availability within
twelve (12) months. In the event the construction of the public sewer is delayed for any reason and the
property owner desires to continue utilizing the pump and haul system beyond the twelve (12) month
period, the property owner must seek approval for an extension from the Board of Health. Pump and
haul systems permitted in accordance with this Item (2) of Section 31, Subsection B, Part 2, Subpart (a)
must also comply with Subsection B, Part 3; Subsection C, Parts 1, 2 and 4; and Subsection E of
Section 31 herein.

Improvements Where Property Contains Existing Encroachment

Where a property owner proposes property and/or structure improvements and where the property contains
an existing encroachment on the existing septic system, the Department may permit a residential or non-
residential property owner to utilize a pump and haul system:

(1) when public sewers will become available within twelve (12) months from the date of the execution of a
pump and haul agreement by the property owner, so long as the criteria in this Subpart (b), Item (2) are
met. The property owner must provide a letter from the public sewer provider as evidence of the
availability within twelve (12) months. In the event the construction of the public sewer is delayed for any
reason and the property owner desires to continue utilizing the pump and haul system beyond the twelve
month period, the property owner must seek approval from the Board of Health. Pump and haul systems
permitted in accordance with this Section 31, Subsection B, Part 2, Subpart (b) must also comply with
Subsection B, Part 3 and Subsection C, Parts 1 and 2; and Subsection E, Parts 1-3 of Section 31 herein.

(2) Existing Encroachments on the Secondary Area, System Setback or System Component: a permit for
the improvement may be issued so long as all other planning, zoning and building code requirements are
met and the property owner agrees to execute a Temporary Pump and Haul Agreement, which shall
include required connection to the public sewer within 60 days of its availability.

Improvements Where Proposed Improvements Create a New Encroachment on an Existing Septic System

Where a property owner proposes property and/or structure improvements and where a new encroachment
is proposed on the existing septic system, the Department may permit a residential or non-residential
property owner to utilize a pump and haul system:

(1) when public sewers will become available within twelve (12) months from the date of the execution of a
pump and haul agreement by the property owner, so long as the criteria in this Subpart (c), Item (2) are
met. The property owner must provide a letter from the public sewer provider as evidence of the
availability within twelve (12) months. In the event the construction of the public sewer is delayed for any
reason and the property owner desires to continue utilizing the pump and haul system beyond the twelve
month period, the property owner must seek approval from the Board of Health. Pump and haul systems
permitted in accordance with this Item (1) of Section 31, Subsection B, Part 2, Subpart (c) must also
comply with Subsection B, Part 3; Subsection C, Parts 1, 2 and 4; and Subsection E of Section 31
herein.

(2) New Encroachments on the Secondary Area or System Setback Only: a permit for the improvement may
be issued so long as all other planning, zoning and building code requirements are met and the property
owner agrees to execute a Temporary Pump and Haul Agreement, which shall include required
connection to the public sewer within 60 days of its availability.

(3) Pump and Haul shall not be approved where the proposed new encroachment will be on any of the
current system components. No permits shall be issued under these circumstances.

Improvements Where Property Contains Existing System with No Encroachments and No Proposed
Encroachments

Where a property owner proposes property and/or structure improvements and where the property contains
an existing septic system, the Department may permit a residential or non-residential property owner to utilize
a pump and haul system:

(1) when public sewers will become available within twelve (12) months from the date of the execution of a
pump and haul agreement by the property owner. The property owner must provide a letter from the
public sewer provider as evidence of the availability within twelve (12) months. In the event the
construction of the public sewer is delayed for any reason and the property owner desires to continue
utilizing the pump and haul system beyond the twelve month period, the property owner must seek
approval from the Board of Health. Pump and haul systems permitted in accordance with this Item (1) of
Section 31, Subsection B, Part 2, Subpart (d) must also comply with Subsection B, Part 3; Subsection C,
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3.

Parts 1, 2 and 4; and Subsection E of Section 31 herein.
All Sources

(@) The applicant must execute a contract with a sewage hauling company. The contract must be reviewed and
approved by the Department. The contract must contain the following elements:

(1) The tank must be emptied on a regular basis at no more that three-fourths (34) full.
(2) The waste must be transported to a system specifically designed for this purpose.

(3) A representative of the pumping company must be present at all times when waste is being transferred
to the haul truck to ensure that waste spills do not occur.

(4) The pumper must agree to clean-up any spills that occur during wastewater transfer.

(b) Portable chemical toilets operated under contract with specialty firms for temporary use on construction sites
or event type public gatherings will not be subject to these requirements.

(c) The Department will require and provide documents necessary for the use of a P&H system, including but not
limited to: an agreement signed by the property owner, and an instrument signed by the property owner that
will be recorded in the Register's Office of Williamson County. Proof of contract with pumping service must
also be provided by the homeowner to the Department.

C. Application Requirements

1.

The applicant must first seek approval from the Department for a conventional or alternative subsurface disposal
system in accordance with the current regulations.

The site must be inspected by the Department.

Plans for the holding tank must be reviewed and approved by the Department before construction can
commence.

The applicant must supply a letter from a utility that promises to provide sewage collection and treatment within
12 months (for new sources).

D. Construction Requirements

Plans for P&H systems must be approved by the Department. Plans must incorporate the following minimum
requirements, but should consist of a complete engineering design, stamped by a registered engineer in the State of

Tennessee:

1. The tank shall be sized to accommodate a minimum of four (4) days wastewater flow.

2. The tank must be equipped with a high level audible alarm and light that will be activated when no less than one
day’s capacity is remaining. The pumping schedule shall be set up to maintain the tank below this level.

3. Alevel gauge is required.

4. |If the tank is below ground level, a riser to ground level shall be provided to facilitate pumping.

5. The tank must be constructed of durable materials. The design shall take into consideration internal and external
pressures, hydrostatic uplift and roof leads as applicable. Tanks shall be ventilated.

6. Tanks shall be covered for vector control and safety. Fencing may be required in some areas.

7. Tank locations shall be subject to approval by the Department, after a field inspection of the site.

8. An all-weather access road must be provided to the holding tank.

E. Operating Requirements

The operating requirements will be specified for each site in a Letter of Agreement between the Department and the
owner. The letter must be signed by both parties before any approval to build will be granted.

1.

Operation reports showing the number of loads hauled, the volume of each load and the dates of hauling shall be
maintained for each site. These reports shall be submitted monthly to the Department.
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Proper sanitation shall be maintained at each pump site. Any spills shall be cleaned up and residuals treated with
lime.

All wastewater must be transported to a system designed for that express purpose. No land spreading of P&H
system wastes shall be allowed.

All P&H systems shall be retired within 30 days of sewer availability.
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SECTION 32

ABANDONMENT OF TANKS

A. Tanks Subject to the Abandonment Requirements

The types of tanks that shall be subject to the provisions of Subsection C, include, but are not limited to, the following:

1.

Septic Tanks, as defined in the Definitions in these regulations, or any other type of vessel, container or tank,
constructed of any type of materials, that has served as a septic tank.

Pump Tanks, as defined in the Definitions in these regulations, or any other type of vessel, container or tank,
constructed of any type of materials, that has been used as or has served as a pump tank.

Grease Traps, as defined in the Definitions in these regulations, or any other type of vessel, container or tank,
constructed of any type of materials, that has been used as or has served as a grease trap.

Any type of vessel, container or tank, constructed of any type of materials, that has been utilized to retain, hold, or
contain sewage for any purpose.

B. Implementation of Tank Abandonment Procedures

When and where the use of a septic tank, pump tank or grease trap is discontinued for any purpose (e.g. where
establishing a connection to public sewer facilities, where a subsurface sewage disposal system cannot be made to
comply with the regulations as set forth herein, etc.), the aforementioned tank(s) shall be abandoned and its (or their)
further use prohibited.

C. Approved Methods of Tank Abandonment

The actual procedure to be utilized for tank abandonment shall be left to the discretion of the individual responsible for
having a tank or tanks abandoned. However, when a tank is to be abandoned, one of the following methods shall be
utilized.

1.

The tank(s) subject to abandonment shall be pumped, and its (their) contents disposed, in accordance with the
provisions outlined in Section 30, collapsed (i.e. the tank walls demolished), and the remaining hole back-filled
with two (2) to four (4) inches of gravel media to within twelve (12) inches of the ground surface. The remaining
space (i.e. from top of gravel to ground surface) is to be filled with soil material to the surrounding grade and
appropriately crowned to allow for soil settling.

Tanks may be abandoned by complete removal from the premises according to the procedure that follows. Prior
to the removal of the tank(s) from the ground, its contents shall be pumped and disposed of in accordance with
the provisions outlined in Section 30. The removed tank(s) shall be properly demolished (i.e. broken up or
dismantled) and disposed of in an appropriate manner (i.e. an approved construction materials landfill site, etc.).
The hole left by the removal of the tank(s) shall be back-filled with soil material to the surrounding grade and
appropriately crowned to allow for soil settling.

Tanks may also be abandoned by completely filling the tank with materials as outlined in this Part 3. The tank(s)
subject to abandonment shall be pumped, and its (their) contents disposed, in accordance with the provisions
outlined in Section 30. The tank may then be filled completely with gravel media, concrete or other material
approved by the Department. Any remaining space above the tank shall be filled with soil material to the
surrounding grade and appropriately crowned to allow for soil settling.

Pumping the tank shall be performed by State-permitted pumping contractors. See Section 30. The
abandonment of the tank itself is not required to be performed by an installer licensed by Williamson County.

For all tank abandonment, proof of pumping the tank shall be provided to the Department by the property owner

or his designee. The property owner or his designee shall also notify the Department after abandonment, but
prior to covering the tank. The Department shall, at no cost, inspect, confirm and approve the abandonment.
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SECTION 33

FEES FOR DEPARTMENT SERVICES
Fees shall be set for various Department services by the Williamson County Board of Health.
The assessed fees for said Department services shall be listed and displayed at the Department offices.

Fees shall be collected, for said services, in accordance with established Williamson County and Department policies.
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SECTION 34

REPAIR OR MODIFICATION OF SUBSURFACE SEWAGE DISPOSAL SYSTEMS

In any instance where a subsurface sewage disposal system is to be repaired or modified, all said repairs or modifications
shall be in accordance with the provisions of these regulations. The Department shall have the authority to investigate the
site (i.e. property) where a subsurface sewage disposal system is in need of repair or proposed for modification, assess
the condition of the existing system as well as the natural conditions (i.e. soils, topography, etc.) of said site and stipulate
the course of action necessary to ensure proper on-site subsurface sewage disposal for said site (i.e. property).

A. Repairs and Modifications

1.

Repair of a Septic System

A subsurface sewage disposal system repair is defined as where a malfunctioning system, or any portion or
component thereof, requires complete replacement with an appropriate or required replacement system and/or
system components. The determination as to whether or not any malfunctioning subsurface sewage disposal
system will require such replacement shall be made by the Department.

Where the subsurface sewage disposal system, serving a structure upon a property, has ceased to function and
is discharging sewage upon the ground surface, this condition is in violation of state law and the regulations. It
shall be the responsibility of a property owner to contact the Department to initiate an investigation of the
malfunctioning septic system, to obtain the required repair permit and have the stipulated subsurface sewage
disposal system repairs conducted on said property in accordance with the provisions of these regulations.

Modification of a Septic System

A subsurface sewage disposal system modification is defined as where any portion or component of properly
functioning system is required to be relocated, increased in size (i.e. requiring a larger sized tank, adding
additional disposal field footage, etc.) or completely replaced with another type of subsurface sewage disposal
system (e.g. replacing a conventional system with a alternative system) for any reason.

B. Individuals Authorized to Request or Initiate Repairs or Modifications to Septic Systems

The only individuals authorized to request or initiate the process of obtaining a repair or modification Construction
Permit, for any parcel of land (i.e. platted lots or unplatted lots), shall be the actual property owner, licensed septic
system installer (i.e. licensed in accordance with the provisions outlined in Section 24 of these regulations), building
contractor or a legally designated or appointed representative or agent of any of the aforementioned persons.

The Department reserves the right to require that the person, present in the Department offices, intending or
attempting to obtain said repair or modification Construction Permit, provide proof of property ownership or proof that
said person has the legal authority to act on the behalf of said property owner.

C. Construction Permits for Septic System Repairs or Modifications

A permit for the repair or modification of a subsurface sewage disposal system shall be required.

1.

Where the Department has investigated, assessed and stipulated the necessary course of action for subsurface
sewage disposal system repair or modification, the issuance of the Construction Permit for said repairs or
modifications shall be in accordance with the provisions outlined in Section 7, Subsection A.

No Construction Permits for subsurface sewage disposal system repairs or modifications shall be issued by the
Department for any property or parcel of land having access to public sewerage services provided by a
municipality, private utility district or other such entity.

(@) Where a land parcel lies within the boundaries of an incorporated city or town in Williamson County, and
where that government entity provides public sewerage services, the Department shall require that any
structures, where repairs or modifications to an existing subsurface sewage disposal system are proposed or
required, be connected to the public sewer system at the expense of the property owner.

(b) The Department will not begin the septic system permit application process for any property where repairs or
modifications to an existing subsurface sewage disposal system are proposed until the Construction Permit
applicant has provided proof, in writing, from the city or town government that their property cannot be
served, due to a valid technical reason, by the sewer system. Furthermore, this letter is to be authored and/or
signed by the official or officials that direct or administer the sewer system for that city or town.
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(c) The Department shall not consider the monetary cost that a property owner would incur in connecting to a
sewer system to be a valid technical reason for why a structure on a property cannot be connected to that
system.

Temporary (Un-certifiable) Repairs

The provisions of this Subsection apply to correcting existing subsurface sewage disposal system failures where the
site or parcel of land does not meet the soil suitability, disposal field length and/or reserve area requirements as
outlined in these regulations. In such cases the Department may allow temporary repairs to the failing system,
provided the property is not being offered for resale and does not require a re-certification by the Department. The
issuance of a repair or modification Construction Permit under these conditions shall not be confused with, imply nor
guarantee a permanent (reliable) solution or fix to the system for any specified length of time. A temporary repair shall
only be construed as a means of providing temporary relief of the failing condition of the system and shall be duly
noted as such on said repair permit.
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SECTION 35

RECERTIFICATION OF SUBSURFACE SEWAGE DISPOSAL SYSTEMS

(RESERVED)
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SECTION 36

WATER CONSERVATION AND BEST MANAGEMENT PRACTICES

This section pertains to water conservation and best management practices applicable to commercial and non-residential
uses only.

A. General

There are many benefits to the use of water conservation and best management practices (BMP’s) as they relate to
on-site wastewater systems. Adopting these practices in the operation of a business could help reduce or alter the
wastewater production by the business; and therefore, reduce or alter the amount (or type) of wastewater treatment
and/or disposal that would be needed by that business.

As outlined in the subsections below, certain practices shall be required while others are encouraged.

B. Required

The following water conservation and best management practices shall be required for all commercial/non-residential
uses:

1.

Low Flow Plumbing Fixtures

Water efficient plumbing fixtures shall be used throughout the entire facility/structure. These include, but are not
limited to:

(a) Toilets rated at a maximum of 1.6 gallons of water per flush (gpf).
(b) Urinals rated at a maximum of 0.5 gpf.

(c) Lavatory (bathroom sink) faucet, kitchen sink faucet and faucet accessories rated at a maximum flow rate of
2.2 gallons of water per minute (gpm).

Faucet accessories are devices added to or removed from a sink faucet that serves as a flow control
mechanism. Faucet accessories include aerators, laminar flow devices, flow restrictors and flow regulators.

(d) Showerheads rated at a maximum flow rate of 2.5 gpm.
Air Hand Dryers

Air hand dryers shall be required in all public restroom facilities. Paper towel dispensers (for hand drying) shall
not be allowed in public restroom facilities.

Grease Interceptor Tank (External)

An externally (i.e., outside of the building) installed grease interceptor tank shall be required in any
commercial/non-residential use where food is prepared or served and plumbing fixtures are present. They shall
also be required for any and all other types of structures, establishments or facilities from which there is expected
a relatively high volume of grease in the wastewater. In general, grease interceptor tanks are larger in capacity
(300 — 5,000 gallons, or more) than internal grease traps and have all kitchen waste streams connected to it.

Said grease interceptor tanks shall be properly sized and equipped with internal effluent filters. Routine
maintenance of grease interceptor tanks shall include, but not be limited to, a mandatory minimum pumping
frequency and maintaining a contract with a licensed pumper to perform said service. Refer to Section 11
regarding all grease interceptor requirements.
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Grease Dumpster

An externally (i.e., outside of the building) installed grease dumpster shall be required for all facilities utilizing oils
and greases in cooking methods or for any facility utilizing other types of oils and greases (e.g., petroleum
products used in automotive industry, etc.). Such facilities shall maintain a contract with a rendering company to
recycle the waste cooking oil/grease or with other such companies for the proper collection, treatment and/or
disposal of the waste oil/grease. Proof of such contract shall be provided to the Department in conjunction with
the subsurface sewage disposal system permit application and/or the subsurface sewage disposal system permit
renewal process.

In-sink Garbage Disposals

In-sink garbage disposals (grinders) shall not be allowed in any commercial/non-residential facility served by a
subsurface sewage disposal system.

Drain Screens

Properly sized drain screens shall be securely installed on all sink, tub, shower and floor drains or any other drain
openings throughout the entire facility/structure. Said drain screens should be removable to facilitate frequent
cleaning.

Written BMP Program/Policy

All  commercial/non-residential facilities shall be required to file a written best management practice
program/policy in conjunction with the subsurface sewage disposal system construction permit application and the
operation permit renewal process. Said BMP document shall be reviewed and approved by the Department prior
to the issuance or renewal of said permits.

Written BMP programs/policies shall describe all of a facility’s activities aimed at mitigating wastewater concerns
that could have a potential negative impact to their septic system, such as contained within, but not limited to, this
Section 36 and Appendix 18. Said BMP document must include any manufacturer’'s operation and maintenance
manual/recommendations associated with any equipment that could potentially contribute to the wastewater
loading of the facility.

Prevention of the Disposal of Harmful Chemicals Down Drains

(@) Many commercial/non-residential uses either utilize or produce chemical substances that could potentially
pose a threat to the proper functioning of an on-site wastewater system. Examples of such facilities include,
but are not limited to, auto garages, woodworking shops, art studios, hair and nail salons, spas, laundries,
and medical/dental facilities, etc. Careful evaluation of a facility’s business practices is important to
identifying and understanding potential sources of concern relative to the septic system.

(1) It shall be prohibited to dispose of harsh or hazardous chemicals or toxins such as paints, stains,
solvents, pesticides, petroleum products, pharmaceuticals, household or industrial chemicals, or any
other detrimental salts or acids, etc. in a manner that allows them to enter the subsurface sewage
disposal system.

(2) Facilities that utilize or produce such hazardous chemicals shall be required to submit documented proof
to the Department of their solid waste disposal plans of these substances.

(b) Many types of cleaners, degreasers, sanitizers and disinfectants are used by commercial facilities in the
ordinary course of business. The types, strength (concentration) and proper use of these products can have
a direct impact on the proper functioning of the facility’s septic system. Some specific items of concern
include, but are not limited to:
(1) Quaternary ammonium compounds

(2) Sodium hypochlorite (liquid bleach)
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(3) Caustic/corrosive materials (drain cleaners):
(i) Sodium hydroxide or lye
(ii) Sulfuric acid
(iii) Hydrochloric acid
(4) Floor strippers/cleaners
In conjunction with the subsurface sewage disposal system construction permit application and the operation
permit renewal process, all commercial/non-residential facilities shall be required to submit a list of all
chemical substances either utilized or produced by the facility.
(1) The Department will review and evaluate the list in conjunction with the facility applicants (and along with
the ATS manufacturer and/or the O&M Service Provider, if applicable) to identify any substances of
concern and recommend adjustments and/or alternatives to facilitate the safe and proper function of the

facility’s on-site wastewater system.

(2) The final approved list of chemical substances (and their method of use) shall be included in the BMP
program/policy document outlined in Part 7 of this Subsection.

9. Special Filters, Screens and/or Tanks/Interceptors/Traps

@

(b)

(©

Some types of commercial/non-residential uses may produce a wastewater containing solids, organic or
inorganic materials, FOG, pathogens, nutrients, heavy metals or other chemical substances that could
potentially pose a threat to the proper functioning of an on-site wastewater system. Careful evaluation of a
facility’s business practices is important to identifying and understanding potential sources of concern relative
to the septic system. Examples of such constituents of concern and their sources include, but are not limited
to:

(1) Hair
(i) Salons/barber shops
(ii) Vet clinics
(iii) Dog kennels
(iv) Pet grooming facilities
(v) Barn wash stalls

(2) Lint
(i) Laundry facilities
(i) Laundry equipment or appliances in other facilities

(3) Other miscellaneous materials
(i) Oil, grease and grit
a. Auto garages
b. Car washes
c. Spas/salons
(i) Residues and Sludges
a. Distilleries (grain residues from fermentation tanks, etc.)
b. Wineries (lees from fermentation settling tanks)
(i) Metals
a. Metal finishing facilities (e.g., electroplating, etc.)
b. Paint facilities (e.g., automotive painting, etc.)
c. Dental facilities

The layout and configuration of some commercial/non-residential facilities may be such that they contain
plumbing fixtures or drain components that facilitate the introduction of materials of concern into the septic
system. These may include such things as trench drains, floor drains and/or utility (janitor) sinks, etc.

Special filters, screens, tanks/interceptors/traps and/or other types of pretreatment components shall be
required to mitigate these types of wastewater concerns (discussed in this Part 9) that could have a potential
negative impact to the on-site wastewater system. Examples of such pretreatment components include, but
are not limited to:
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(1) Multiple tanks with internal filters

(2) Hair interceptors installed on drain lines

(3) Lint filters on discharge pipes of laundry equipment/appliances

(4) Solids interceptors installed on drain lines

(5) Oil/grease/grit interceptors (or separation tanks) installed on drain lines

(6) Screens or grates covering drain openings

The Department shall have the authority to determine the necessity of any and all required special
pretreatment components. This evaluation will be conducted on a case-by-case basis for all commercial/non-
residential facilities. The number, type, size, location and specifications of all required pretreatment
components shall be determined by the Department, in consultation with the facility’s owner/applicant and
their consultants, which may include a licensed engineer.

(d) All required special pretreatment components shall be properly sized, designed, constructed and located
based on the wastewater constituents of concern, the anticipated wastewater flow rates, the facility layout
and all other related wastewater treatment system components/requirements. Additionally, said components
shall be designed, constructed and located so as to facilitate frequent cleaning. If no pre-existing product or
system is available to meet the special pretreatment component requirements, then the Department may
require the applicant to have a licensed engineer to design and/or specify all such required special
pretreatment components.

C. Encouraged

The following water conservation and best management practices are encouraged for all commercial/non-residential
uses:

1. High-Efficiency Plumbing Fixtures

2. Pressure-Assisted or Vacuum-Assisted Plumbing Fixtures

3. Automatic Plumbing Fixtures

4. Innovative and Emerging Plumbing Fixtures and Plumbing Fixture Technologies

5. Grease Trap and/or Automatic Grease Removal Device (Internal)

6. Use of Outside Caterers

7. Use Disposable Dishes and Flatware

8. Limit Self-Service Iltems

9. Implementation of Miscellaneous BMP’s

10. Consideration of Types and Proper Use of Sanitizers, Disinfectants and Cleaning Agents (non-harmful to septic)
11. Eliminate Clear Water Drains

12. Eliminate Floor Drains

13. Eliminate Public Restrooms

14. Eliminate Septic Tank Additives

15. Eliminate Water Treatment Devices

NOTE: Refer to Appendix 18 for more detailed information about each of the encouraged water conservation

practices and BMP’s listed in this Subsection C.
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D. Application Requirements

All commercial/non-residential facilities utilizing a subsurface sewage disposal system shall fill out an application with
the Department, along with an affidavit, and provide all pertinent supporting documentation to substantiate compliance
with the water conservation and best management practice requirements set forth in this Section 36, as well as with
any encouraged practices outlined in Appendix 18 that the applicant chooses to implement. Said supporting
documentation shall include, but not be limited to, such items as: a letter of intent (LOI), site plan, floor plans, plumbing
plans, design plans, equipment manufacturer specification sheets, written BMP program/policy, chemical substance
list, service contracts, equipment manufacturer operation and maintenance manual/recommendations, maintenance
logs and service records, and letters from other regulatory agencies (if applicable), etc.

1.

New Uses/Facilities

After the effective date of the adoption of this Section 36, all newly constructed commercial/non-residential
facilities/uses shall provide the above referenced water conservation/BMP supporting documentation during the
Construction Permit application process for the installation of a new subsurface sewage disposal system. Refer
to the provisions outlined in Section 7 and Appendix 19.

Upon final inspection approval of the new system installation, an Operation Permit will be issued to the facility in
conjunction with the system’s Certificate of Completion. Said Operation Permit is valid for a period of one year
from the date of issuance and must be renewed annually. The renewal application must be received by the
Department 30 days prior the expiration of the Operation Permit. Refer to the provisions outlined in Section 7 and
Appendix 19, and to the permit renewal provisions outlined below in Part 2, Subpart (a), (1) of this Subsection D.

Existing Uses/Facilities
(a) After the effective date of the adoption of this Section 36
(1) Permit renewal

All commercial/non-residential facilities/uses in existence, in operation and utilizing an existing system
which were permitted for said use after the effective date of adoption of this Section 36, shall submit an
Operation Permit renewal application, along with a new affidavit, on an annual basis in accordance with
Section 7 and Appendix 19. The renewal application must be received by the Department 30 days prior
the expiration of the existing Operation Permit. Included with said permit renewal application, the
facility’s owner/applicant shall disclose any changes to the business practices, changes in water use,
and/or changes to the water conservation and BMP practices from those previously submitted and
approved during the facility’s initial permitting process or during the facility’s previous permit renewal
process. If applicable, submittal of pertinent supporting documentation related to any said changes shall
also be required.

The Department will evaluate this information to ensure continued compliance with the water
conservation practices and BMP requirements outlined herein and any additional standards required in
the previous permit approval, and to ensure there are no new adverse impacts or loading changes to the
existing system.

(i) Approval

If compliance is confirmed and there are no new negative impacts or loading changes to the system,
the Department shall approve this portion of the permit renewal application.

(ii) Denial

If it is determined that a commercial/non-residential facility [as classified under this Subpart (a)] is
not in compliance with the regulatory requirements or the previous permit approval restrictions
related to water conservation practices and BMP requirements, or if it is discovered that there are
loading changes or new adverse impacts to the system, this shall be grounds for denial of the permit
renewal application. This could further result in the issuance of a Notice of Violation letter and/or
revocation of the standing permit until such time as the facility makes changes to mitigate the
concern(s) or to gain compliance via either business practice alterations or system modifications.
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(2) Change of use

@)

Commercial-to-commercial

At any point in time, if there is a change of use, or proposed change of use, to a commercial/non-
residential facility in existence, in operation and utilizing an existing system which was permitted
after the effective date of adoption of this Section 36, the owner/applicant of the facility shall submit
a new Operation Permit application for said change of use, along with a new affidavit, in accordance
with Section 7 and Appendix 19. Included with said change of use application to the Operation
Permit, the facility’s owner/applicant shall disclose any changes to the business practices, changes
in water use, and/or changes to the water conservation and BMP practices from those previously
submitted and approved during the facility’s initial permitting process or during the facility’s previous
permit renewal process. If applicable, submittal of pertinent supporting documentation related to
any said changes shall also be required.

The Department will evaluate this information to ensure continued compliance with the water
conservation practices and BMP requirements outlined herein and any additional standards required
in the previous permit approval, and to ensure there are no new adverse impacts or loading
changes to the existing system.

a. Approval

If compliance is confirmed and there are no new negative impacts or loading changes to the
system, the Department shall approve this portion of the new Operation Permit application for
said change of use.

Upon issuance for said change of use, the new Operation Permit shall be valid for a period of
one year from the date of issuance and must be renewed annually. The renewal application
must be received by the Department 30 days prior the expiration of the Operation Permit. Refer
to the provisions outlined in Section 7 and Appendix 19 and to the permit renewal provisions
outlined above in Part 2, Subpart (a), (1) of this Subsection D.

b. Denial

If it is determined that the change of use, or proposed change of use, of an existing
commercial/non-residential facility [as classified under this Subpart (a)] is not in compliance with
the regulatory requirements or the previous permit approval restrictions related to water
conservation practices and BMP requirements, or if it is discovered that there will be loading
changes or new adverse impacts to the existing system, this shall be grounds for denial of the
new Operation Permit application for said change of use.

Upon denial of a new Operation Permit application for a change of use, the owner/applicant of
the facility may submit another new Operation Permit application for said change of use, along
with a new affidavit, in accordance with Section 7 and Appendix 19. Included with this new
permit application, the facility’s owner/applicant shall outline any and all business practice
alterations and/or system modifications necessary to mitigate previously noted concern(s) in
order to gain compliance. The application may then proceed down the appropriate path for
approval.

NOTE: A simple change of ownership or tenancy of an existing commercial/non-residential facility
may not trigger the requirements of submitting a new Operation Permit application unless the use of
the facility changes or the business practices change in such a manner that they adversely impact
the existing system. Regardless, new owners or new tenants of an existing commercial/non-
residential facility [as classified under this Subpart (a)] shall be required to annually renew an
existing Operation Permit upon its expiration date in accordance with the provisions outlined in
Section 7, Appendix 19 and in Part 2 of this Subsection D.
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(i) Residential-to-commercial

If at any time there is a change of use, or proposed change of use, of a residential structure to a
commercial/non-residential facility where said residential structure is utilizing an existing system and
the change of use, or proposed change of use, occurs after the effective date of adoption of this
Section 36, said facility shall be required to comply with the water conservation and best
management practice requirements set forth in this Section 36.

The owner/applicant of the facility shall submit a new Operation Permit application for said change
of use, along with an affidavit, in accordance with Section 7 and Appendix 19. Included with said
change of use permit application, the facility’s owner/applicant shall disclose the business practices,
any changes in water use, and provide the above referenced water conservation/BMP supporting
documentation.

The Department will evaluate this information to ensure compliance with the water conservation
practices/BMP requirements outlined herein and any additional standards required in any previous
permit approval, and to ensure there are no new adverse impacts or loading changes to the existing
system.

a. Approval

If compliance is confirmed and there are no new negative impacts or loading changes to the
system, the Department shall approve this portion of the new Operation Permit application for
said change of use.

Upon issuance for said change of use, the new Operation Permit shall be valid for a period of
one year from the date of issuance and must be renewed annually. The renewal application
must be received by the Department 30 days prior the expiration of the Operation Permit. Refer
to the provisions outlined in Section 7 and Appendix 19 and to the permit renewal provisions
outlined above in Part 2, Subpart (a), (1) of this Subsection D.

b. Denial

If it is determined that the change of use, or proposed change of use, of an existing residential
structure to a commercial/non-residential facility is not in compliance with the regulatory
provisions related to water conservation practices and BMP requirements, or if it is discovered
that there will be loading changes or new adverse impacts to the existing system, this shall be
grounds for denial of the new Operation Permit application for said change of use.

Upon denial of a new Operation Permit application for a change of use, the owner/applicant of
the facility may submit another new Operation Permit application for said change of use, along
with a new affidavit, in accordance with Section 7 and Appendix 19. Included with this new
permit application, the facility’s owner/applicant shall outline any and all business practice
alterations and/or system modifications necessary to mitigate previously noted concern(s) in
order to gain compliance. The application may then proceed down the appropriate path for
approval.

(b) Prior to the effective date of the adoption of this Section 36

@

@

Exemption

All commercial/non-residential facilities/uses in existence, in operation and utilizing an existing system
prior to the effective date of adoption of this Section 36, shall be exempt from the requirements of this
Section 36 unless there is a change of use, or proposed change of use, to the commercial/non-
residential facility.

Termination
In the event there is a change of use or proposed change of use to the commercial/non-residential
facility [as classified under this Subpart (b)], the facility’s exemption from the requirements of this Section

36 will terminate and the facility shall then be required to comply with the water conservation and best
management practice requirements set forth in this Section 36.
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(3) Compliance

In the event a commercial/non-residential facility’s exemption status from the requirements of this
Section 36 is terminated, the owner/applicant of the facility shall submit a new Operation Permit
application (along with the associated affidavit) and provide the above referenced water
conservation/BMP supporting documentation, in conjunction with any other permitting or approval
requirements of the Department. The new Operation Permit application shall be in accordance with the
provisions outlined in Section 7 and Appendix 19 and shall comply with all of the requirements of Part 1
of this Subsection D, as if it is a new facility. Following approval, the Operation Permit shall be subject to
the annual renewal requirements as outlined in Part 2, Subpart (a), (1) of this Subsection D.

No additional permits or approvals may be issued by the Department until the facility is brought into
compliance with the provisions of this Section 36.

NOTE: A simple change of ownership or tenancy of an existing commercial/non-residential facility [as
classified under this Subpart (b)] may not trigger the requirements of submitting a new Operation Permit
application unless the use of the facility changes or the business practices change in such a manner that they
adversely impact the existing system.
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APPENDIX 1

UNIFORM CODE OF SOIL MAPPING STANDARDS AND PROCEDURES
FOR WILLIAMSON COUNTY, TENNESSEE

This Appendix shall be considered by the Department, as a comprehensive manual on the subject of Soil Mapping
standards and procedures.
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PREFACE

The need for the private Professional Soil Scientist/Consultant in Williamson County is here to stay. With Williamson
County's proximity to Metropolitan Nashville/Davidson County, the growth of the county's population, especially into areas
lacking public sewerage facilities, has been tremendous in recent years. The trend is expected to continue well into the
next century. Thus, the services provided by private consultants is invaluable and the demand for their services will,
without any doubt, increase as the population grows. With the increased demand for soil information, there will be more
and more private Soil Scientists/Consultants seeking to work in Williamson County. Thus, there exists the need for a
specific, uniform code of standards pertaining to all aspects of soil mapping and interpretation to be followed by all
consultants working in Williamson County.

This document has been compiled to outline the needs of the county and to provide a uniform code of standards to be
followed by all Soil Scientists/Consultants approved to work in Williamson County.

The standards, methods and guidelines presented in the National Cooperative Soil Survey as expressed in the Soil
Taxonomy, Soil Survey Manual and the National Soils Handbook provide a good professional foundation on which to build.
This document will go a step further and provide the definitive standard to which all Soil Scientists/Consultants, working in
Williamson County, will be expected to adhere.

The technology utilized in the field of subsurface sewage disposal is ever changing, and it is clear that the governmental
regulation of such technologies will also change. Consequently, Williamson County has developed and established a
progressive and successful subsurface sewage disposal program. In this light, we see this document as a first edition and
it will undoubtedly be updated and refined in order to remain contemporary with future developments in this dynamic field.

Ronald J. Clendening

Senior Soil Scientist

Dept. of Sewage Disposal Mgmt.
Williamson County Government
August 1997
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GLOSSARY

The glossary contains definitions of common terminology used in the discussion of soil science matters as specifically
related to the field of subsurface sewage disposal. Not all of the terms listed in the glossary are utilized in this document,
however they are included because of their common use between professionals in this business.

aerate - to allow or promote exchange of soil gases with atmospheric gases.

aggregate - a unit of soil structure formed by natural processes as opposed to artificial processes and generally <10mm in
diameter.

alluvial - pertaining to processes or materials associated with transportation or deposition by running water.

alluvium-colluvium - soil material, rock fragments or both moved by a combination of water and gravity and deposited at
the base of slopes; utilized by the department for interpretive purposes (i.e. site stability, etc.).

Aqualfs - Alfisols that are saturated with water for periods long enough to limit their use for most crops other than pasture
or woodland unless they are artifically drained. Aqualfs have mottles, iron-manganese concretions or gray colors
immediately below the A1 or Ap horizons and gray colors in the argillic horizon. (A suborder in the US system of soil
taxonomy)

Aquents - Entisols that are saturated with water for periods long enough to limit their use for most crops other than pasture
unless they are artificially drained. Aquents have low chromas or distinct mottles within 50cm of the surface or are
saturated with water at all times. (A suborder in the US system of soil taxonomy)

Aquepts - Inceptisols that are saturated with water for periods long enough to limit their use for most crops other than
pasture unless they are artificially drained. Aquepts have either a histic or umbric epipedon and gray colors within 50cm of
the surface or an ochric epipedon underlain by a cambic horizon with gray colors or have sodium saturation of 15% or
more. (A suborder in the US system of soil taxonomy)

aquic - a mostly reducing soil moisture regime nearly free of dissolved oxygen due to saturation by ground water or its
capillary fringe and occurring at periods when the soil temperature at 50cm below the surface is above 5 degrees
centigrade.

Aquolls - Mollisols that are saturated with water for periods long enough to limit their use for most crops other than pasture
unless they are artificially drained. Aquolls may have a histic epipedon, a sodium saturation in the upper part of the mollic
epipedon of >15% that decreases with depth or mottles or gray colors within or immediately below the mollic epipedon. (A
suborder in the US system of soil taxonomy)

Aquults - Ultisols that are saturated with water for periods long enough to limit their use for most crops other than pasture
or woodland unless they are artifically drained. Aquults have mottles, iron-manganese concretions or gray colors
immediately below the A1l or Ap horizons and gray colors in the argillic horizon. (A suborder in the US system of soil
taxonomy)

Arents - Entisols that contain recognizable fragments of pedogenic horizons that have been mixed or disturbed by
mechanical means. Arents are not saturated with water for periods long enough to limit their use for most crops. (A
suborder in the US system of soil taxonomy)

argillic horizon - a mineral soil horizon that is characterized by the illuvial accumulation of layer-lattice silicate clays. The
argillic horizon has a certain minimum thickness depending on the thickness of the solum, a minimum quantity of clay in
comparison with an overlying eluvial horizon depending on the clay content of the eluvial horizon and usually has coatings
of oriented clay on the surface of pores or peds or bridging sand grains.

association, soil - a group of soils geographically associated with a characteristic repeating pattern, usually defined and
delineated as a single map unit.
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bedrock - the solid rock that underlies the soil and other unconsolidated material or that is exposed at the ground surface.
Examples of bedrock include shale, limestone, sandstone, dolomite and granite.

berm, diversion - a ridge of earth, generally a terrace (similar to an agricultural terrace), built to protect downslope areas
by diverting surface runoff from its natural course.

bottom land - the normal flood plain of a stream, subject to flooding.

blocking layer - a horizon or layer in the soil that impedes or stops the downward movement of liquids through the soil.
This term is synonymous with the term restrictive horizon.

bulk density - the mass of dry soil per unit bulk volume. The bulk volume is determined before drying to constant weight at
105 degrees centigrade. The value is expressed in megagrams per cubic meter.

chroma - the relative purity, strength or saturation of a color, directly related to the dominance of the determining
wavelength of the light and inversely related to grayness; one of the three variables of color. (See - Munsell color system,
hue, value and chroma)

clay - as a soil separate, the mineral soil particles less than 0.002 mm in diameter. As a soil texture class, soil material that
is 40% or more clay, less than 45% sand and less than 40% silt.

claypan - a dense, compact layer in the subsoil having a much higher clay content than the overlying material, from which
it is separated by a sharply defined boundary; formed by downward movement of particles or may have been formed in
alluvial materials.

coarse fragments - if rounded, mineral or rock particles 2mm to 25cm (10 in) in diameter; if flat, mineral or rock particles
(flagstones) 2mm to 38.1cm (6-15 in) long.

colluvium - soil material, rock fragments or both moved by gravity, creep or slide and deposited at the base of slopes.

complex, soil - a map unit of two or more soil series arranged in a complex, intricate pattern or being so small in area that
it is not practical to map the individual units separately at the selected scale of mapping.

concretions - grains, pellets or nodules of various sizes, shapes and colors consisting of concentrated compounds or
cemented soil grains. The composition of most concretions is unlike that of the surrounding soil. Calcium carbonate,
manganese or iron oxide are common compounds in concretions.

consistency - (i) the resistance of a material to deformation or rupture. (ii) The degree of cohesion or adhesion of the soil
mass.

Terms used for describing consistency at various soil moisture contents are:
e wet soil - non-sticky, slightly sticky, sticky, non-plastic, slightly plastic,
plastic and very plastic.

e moist soil - loose, very friable, friable, firm, very firm and extremely firm.
e dry soil - loose, soft, slightly hard, hard, very hard and extremely hard.
e cementation - weakly cemented, strongly cemented and indurated.

control Section - the part of the soil on which classification is based. The thickness varies among different kinds of soil,
but for many it is that part of the soil profile between depths of 10 and 40 inches.

consultant - a Soil Scientist approved to do soil mapping for the planning of on-site sewage disposal systems in
Williamson County.

cut line - the manual and/or mechanical (typically by hand labor) clearing of the vegetation along the lines of a soil
mapping grid. The vegetation is cut down to allow for a clear line of sight along the entire length of all gridlines.
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delineation - a portion of a landscape shown by a closed boundary on a soil map that defines the area, shape and location
of one or more component soils plus inclusions.

Department - the Willliamson County Department of Sewage Disposal Management.

drain, curtain - a drainage system that in designed to shield the designated septic field line area by intercepting laterally
moving, subsurface water before it enters the field line area. (Note - curtain drains are sometimes referred to as french
drains, diversion drains or field drains)

drain, diversion - See berm, diversion.

drain, drawdown - a drainage system designed to either completely enclose a septic field area or to be situated in such a
manner as to attempt to lower a water table or saturated zone in the vicinity of the septic field.

drainage, surface - runoff or surface flow of water, from an area.
drop out - See soil pipe.

embankment - a landscape feature, created by natural or man-made erosional influences which result in an abrupt-cliff-
like formation. Embankments can rise positively (upward) or fall negatively (downward) from the horizontal level.

escarpment - a steep-faced bank or bluff rising abruptly from the land surface.

first bottom - the normal flood plain of a stream, subject to flooding.

flood plain - a nearby, level, alluvial plain that borders a stream and is subject to flooding unless protected artificially.
foot slope - the inclined, generally concave, surface at the base of a hill.

fragipan - a natural subsurface horizon with high bulk density and/or high mechanical strength relative to the solum above,
seemingly cemented when dry, but when moist showing a moderate to weak brittleness. The layer is low in organic matter,
mottled, slowly or very slowly permeable to water and usually shows occasional or frequent bleached cracks forming
polygons. It may be found in profiles of either cultivated or virgin soils but not in calcareous material.

grid staking - the system developed to provide proper ground control (i.e. field located reference points marked with wood
stakes) for Soil Scientists to conduct Extra High-Intensity soil mapping. The name being derived from the manner in which
the field stakes are arranged in a grid pattern spaced at fifty foot intervals. Grid staking can only be done by a Registered
Land Surveyor.

grid-box centers (GBC) - the actual center point of a grid box.

groundwater (geological) - in the broad sense, all water below the ground surface; Specifically, that part of the subsurface
water which is in the zone of saturation (a subsurface zone in which all the interstices are filled with water under pressure
greater than that of the atmosphere).

groundwater (soil science) - the portion of the total precipitation that at any particular time is either passing through or
standing in the soil and the underlying strata and is free to move under the influence of gravity.

horizon, soil - a layer of soil, approximately parallel to the surface, having distinct characteristics produced by soil-forming
processes.

hue - One of the three variables of color. It is caused by light of certain wavelengths and changes with the wavelength.
(See - Munsell color system, hue, value and chroma)

hydric soils - soils that are saturated, flooded or ponded long enough to periodically produce anaerobic conditions in the
upper part of the soil profile, thereby influencing the growth of plants.
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hydrophytic plants - plants that grow in and are adapted to an aquatic or very wet environment.

mottling, soil - irregular spots of different colors that vary in number and size. Soil mottling, with croma 2 or less, generally
indicates poor aeration and impeded drainage. (See - variegation)

Munsell® color system - a color designation system that specifies the relative degrees of the three simple variables of
color: hue, value and chroma. For example, 10YR 6/4 is a color (of soil) with a hue = 10YR, value = 6 and chroma = 4.

pan - a compact, dense layer in a soil that impedes the movement of water and the growth of roots.
parent material - the unconsolidated organic and mineral material in which soil forms.

percolation, soil water - the downward movement of water through soil, especially the downward flow of water in
saturated or nearly saturated soil at hydraulic gradients of the order of 1.0 or less.

permeability - the quality of soil that enables it to transmit water or air. Permeability is measured as the number of inches
per hour that water moves through saturated soil.

phase, soil - a subdivision of a series based on features that effects its use and management. For example, slope,
stoniness and thickness.

profile, soil - a vertical Section of the soil extending through all its horizons and into the parent material.

regolith - a general term for the entire layer or mantle of fragmented and loose, incoherent or unconsolidated rock
material, of whatever origin (residual or transported) and of every character, that nearly everywhere forms the surface of
the land and overlies or covers the more coherent bedrock.

residuum (residual soil material) - unconsolidated, weathered or partly weathered mineral material that accumulated as
consolidated rock disintegrated in place.

restrictive horizon - See blocking layer.

sand - as a soil separate, individual rock or mineral fragments from 0.05 mm to 2.0 mm in diameter. Most sand grains
consist of quartz. As a soil textural class, a soil that is 85% or more sand and not more than 10% clay.

saprolite - a soft, earthy, thoroughly decomposed rock formed in place commonly by chemical weathering of igneous and
metamorphic rocks. It often forms a thick (as much as 100 m) layer or cover, especially in a humid and tropical or sub-
tropical climate. The color is commonly some color of red or brown, but colors may range through most of the Munsell
colors.

series, soil - a group of soils that have profiles that are almost alike, except for differences in texture of the surface layer
or of the underlying material. All the soils of a series have horizons that are similar in composition, thickness and
arrangement.

silt - as a soil separate, individual mineral particles that range in diameter from the upper limit of clay (0.002 mm) to the
lower limit of very fine sand (0.05 mm). As a soil textural class, soil that is 80 % or more silt and less than 12 % clay.

sinkhole (geologic) - a closed depression in the land surface, generally in a region underlain by carbonate rocks (typically
limestone), connecting with subterranean passages developed by the solution of the joints and bedding planes in the
bedrock. (See - soil pipe)

soil - a natural, three-dimensional body at the earth's surface capable of supporting plants. It has properties resulting from
the integrated effect of climate and living matter acting on earthy parent material, as conditioned by relief over periods of

time.

soil hydrology - the science dealing with the distribution and movement of the soil solution in the soil profile.
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soil observation - each individual auger boring or pit utilized, typically at the grid stakes and grid-box center, by the Soil
Scientist to see and identify the soil characteristics at one location.

soil pipe - aroughly circular (in some cases, elliptical) hole found on the ground surface. The hole size or diameter, may
range from 1 foot to approximately 5 feet. These have been found on upland landscapes, but seem to be more common on
bottom areas on the Bigby-Cannon and Hermitage limestone formations. These features may have a depth of 12 inches to
several feet.

soil taxonomy - a basic system of soil classification for making and interpreting soil surveys. Agricultural Document No.
436. Soil Conservation Service, US Department of Agriculture.

SDS - Sewage Disposal System; in this document this term will See all septic systems, including Mounds.

stream order (geological) - first order streams are the smallest unbranched tributaries; second order streams are initiated
by the confluence of two first order streams; third order streams are initiated by the confluence of two second order
streams; etc.

structure, soil - the arrangement of primary soil particles into compound particles or aggregates. The principal forms of
soil structure are platy, prismatic, columnar, blocky and granular.

subsoil —technically, the B horizon; roughly the part of the solum below plow depth.

surface layer - The soil ordinarily moved in tillage or its equivalent in uncultivated soil, ranging in depth from 4 to 10 inches
(10 to 25 cm). Frequently designated as the plow layer or the Ap horizon.

system - the term commonly used for any type of subsurface sewage disposal (i.e., septic) system, conventional or
alternative.

taxadjuncts - soils that shall not be classified in a series recognized in the classification system. Such soils are named for
a series they strongly resemble and are designated as taxadjuncts to that series because they differ in ways too small to
be of consequence in interpreting their use and behavior, however they will generally require a different and/or specific
interpretation for subsurface sewage disposal use.

terrace (geological) - an old alluvial plain (no longer the active floodplain or first bottom) ordinarily flat or undulating,
bordering a stream, lake or the sea.

texture, soil - relative proportions of sand, silt and clay particles in a mass of soil.

toe slope - the outermost, generally concave, inclined surface at the base of a hill; part of a foot slope. Generally has
lower slope gradient than the other portion of a foot slope.

type, soil - a member of a soil series. It differs from other members (types) of the series by the texture of the surface layer.

undifferentiated soil groups - two or more taxonomic units, which do not occur in regular geographic association,
mapped as a single unit.

upland (geological) - land at a higher elevation in general, than the alluvial plain or stream terrace; land above the
lowlands along streams.

V-ditch - a broad trench, similar to an agricultural grassed waterway, with a v-shaped cross-section. The V-ditch is
constructed to collect and channel surface water.

value, color - the relative lightness or intensity of color and approximately a function of the square root of the total amount
of light. One of the three variables of color. (See - Munsell color system, hue, chroma and value)

variant, soil - a soil having properties sufficiently different from those of other known soils to justify a new series name, but
occurring in such a limited geographic area that creation of a new series is not justified. Soil variants will generally require
a different and/or specific interpretation for subsurface sewage disposal use.
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variegation - refers to patterns of contrasting colors assumed to be inherited from the parent material rather than to be the
result of poor drainage. (See - Mottling, soil)

water table - the upper surface of the zone of saturation or that level in the ground where the water is at atmospheric
pressure.

water table, perched - the water table of a saturated layer of soil which is separated from an underlying saturated layer by
an unsaturated layer.

wetland - those areas that are inundated or saturated by surface or ground water at a frequency and duration sufficient to
support and that under normal circumstances do support, a prevalence of vegetation typically adapted for life in saturated
soil conditions. Wetlands generally include swamps, marshes, bogs and similar areas. Chapter 9, A1.6 of this Appendix
contains a short summary of wetland information. (See definitions for Hydric Soils, Hydrophytic Plants, Soil Hydrology)
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CHAPTER 1

TYPES OF SOIL MAPS

The specific mission of the Williamson County Department of Sewage Disposal Management (i.e. the regulation of all
aspects of individual on-site sewage disposal systems) necessitates the use of highly detailed soil mapping products. The
critical need for accurate soil mapping products has, over the past 15 years, guided the Department to its current position
regarding the types of soil maps that are to be prepared in this county for on-site SDS planning.

A. Types of Soil Maps

The three types of soil maps that can be prepared in Williamson County and accepted by the Department are the
Preliminary Soil Map, the Extra High-Intensity Soil Map and the Ultra High-Intensity Soil Map.

@)

@)

Preliminary Soil Maps

This type of soil map is exactly the same type of map that the State terms as a High-Intensity soil map. The
purpose of this type of soil map is to make a general assessment of the location and extent of the soil
associations and landscape features of a particular parcel of land. This document will not be utilized to plan septic
system locations, however it will provide sufficient information to make decisions and recommendations regarding
further land development.

The base map shall be at a scale of 1:1200 or 1 inch equals 100 feet. The soil mapping grid stakes are to be set
at intervals of 100 feet. Areas of 2500 square feet or more with a significant difference from the adjoining soil
mapping units shall be delineated.

Soil line placement shall have a tolerance limit of 20 feet. With the available ground control, there should be no
less than 13 observations per acre. Soil Observations should be made at each grid stake and the grid-box center.
Any mappable landscape feature, natural or cultural, is to be located and plotted (i.e. drainways, embankments,
field roads, wells, etc.).

In this type of soil map, soil complex (multitaxa) units (e.g. Ashwoood-Barfield-Gladeville Soils Complex) are
frequently utilized. Units of similar characteristics can be complexed, however complexing soils having >75MPI
ratings with soils with 75MPI or less ratings are not acceptable. Soils having drastically dissimilar characteristics
(i.e. highly varying MPI ratings) are not to be complexed together. Also, do not complex soils with 30MPI ratings
with soils with 60 or 75MPI ratings (e.g. Lomond-Bradyville Soils Complex, 45-75MPI). If the aforementioned
situations cannot be avoided, clear and concise notes explaining the reason for the complex are to be placed on
the map.

This type of map shall be clearly marked or labeled in red ink, in a conspicuous manner, as a PRELIMINARY
SOIL MAP.

Extra High-Intensity Soil Maps

These are special use maps that show a high degree of soil map unit and landscape configuration detail. Each
highly detailed soil map unit will be accompanied by site specific interpretations and recommendations (i.e.
specific soil improvement practices such as field line depth restrictions, curtain drain depth requirements, soil
modification, etc.). regarding the SDS use of the unit. This type of map is to provide the information needed,
relative to soil characteristics and landscape features, so that the Department is able to thoroughly evaluate a site
and ascertain its suitability to support conventional or alternative sewage disposal systems.

The base map shall be at a scale of 1:1200 or 1 inch equals 100 feet. The soil mapping grid stakes are to be set

at intervals of 50 feet. Areas of 1000 square feet or more with a significant difference from the adjoining soil
mapping units shall be delineated.
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Soil line placement shall have a tolerance limit of 10 feet. With the available ground control, there should be no
less than 41 soil observations per acre. Soil Observations should be made at each grid stake and the grid-box
center. Any mappable landscape feature shall be located with absolute accuracy (i.e. drainways, embankments,
field roads, wells, etc.).

These maps shall be clearly marked or labeled, in a conspicuous manner, as an EXTRA HIGH-INTENSITY SOIL
MAP.

Ultra High-Intensity Soil Maps

These are special use maps that show an extremely high degree of soil map unit and landscape configuration
detail. Each highly detailed soil map unit will be accompanied by site specific interpretations and
recommendations (i.e. specific soil improvement practices such as depth of fill to be removed, subsoiling methods
and depths, field line depth restrictions, curtain drain depth requirements, soil modification, etc.). regarding the
SDS use of the unit. This type of map is to provide the information needed, relative to soil characteristics and
landscape features, so that the Department is able to thoroughly evaluate a site and ascertain its suitability to
support conventional, alternative or possibly experimental sewage disposal systems.

When this type of soil map is needed, it will be specifically required by the Department. It will be used to assess
sites that have been disturbed (i.e. cut, filled, compacted, etc.) or sites that have been previously assessed by
High-Intensity Soil Mapping or Extra High-Intensity Soil Mapping, subsequently found to have unsuitable soil
conditions present and thus denied a SDS permit. The typical site that would require this intensity of soil mapping
will be 1 acre or less in size.

The base map shall be at a scale of 1:1200 or 1 inch equals 100 feet. In addition to the 1” = 100’ scale grid and
map, a 1" = 50’ scale grid and map enlargement may be shown, with the delineated soil mapping units, for clarity.
The soil mapping grid stakes are to be set at intervals of 25 feet and in some cases a smaller grid staking interval
may be required (e.g. intervals of 20, 15 or 10 feet). Areas of 500 square feet or more with a significant difference
from the adjoining soil mapping units shall be delineated.

Soil line placement shall have a tolerance limit of 5 feet with the 25 feet grid. The line placement tolerance will be
less with the increase of the number of grid stakes utilized (e.g. at a 10 feet stake interval, the tolerance limit will
be 2 feet). With the available ground control, there should be no less than 145 soil observations per acre. Soil
Observations should be made at each grid stake and the grid-box center. Any mappable landscape feature shall
be located with absolute accuracy (i.e. drainways, embankments, field roads, wells, etc.).

These maps shall be clearly marked or labeled, in a conspicuous manner, as a ULTRA HIGH-INTENSITY SOIL
MAP.

Department Use of the Types of Soil Maps

Essentially, each type of soil map is intended to provide a certain level of information regarding the general nature of
the soil on a parcel of land or the specific nature of the soil on a particular site. Therefore, each type of map will be
utilized by the Department staff to make the appropriate interpretations regarding the suitability of a tract or subdivision
lot to support a sewage disposal system.

@)

Preliminary Soil Map

The Preliminary Soil Map is for preliminary planning purposes only. It will not be used by the Department to
assess a site for the purposes of issuing SDS permits or for final plat approvals.

This type of soil map is not regularly prepared in Williamson County. The most common use of the Preliminary
Soil Map is on tracts of land being considered for subdivision development.
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Extra High-Intensity Soil Map

The Extra High-Intensity Soil Map is the mapping product most commonly prepared and utilized. This type of map
replaced the previous standard of the High-Intensity soil map in 1990. It is used for the purposes of planning and
permitting conventional, alternative and some experimental sewage disposal systems (including Mound systems).
This type of map is the minimum degree of soil mapping that is used for the planning and/or engineering of
subdivisions and the designation of SDS areas on subdivision lots.

Ultra High-Intensity Soil Map
The Ultra High-Intensity Soil Map is the most intensive site assessment of the three types of soil maps. This type
of mapping, where required by the Department, is most commonly used to evaluate disturbed sites (i.e. cut, filled,

compacted, etc.).

These types of soil maps are generally used on sites, particularly subdivision lots, that have been either cut
and/or filled.
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CHAPTER 2

PLAT, GRID AND VEGETATIVE REQUIREMENTS

Before any soil mapping work begins on a site, the consultant shall be responsible for ensuring that the plat, the grid and
the vegetative conditions of a site meet the standards and conditions as discussed in this Chapter.

A. Plat Requirements

Soil maps submitted to the Department shall be drawn on a plat prepared by a Registered Land Surveyor, registered
in the State of Tennessee. The plat format will be reviewed at the time the soil map is received by the Department and
any soil map submitted on a plat which does not conform to the proper format will be returned to the consultant.

It shall be the responsibility of the consultant to, before any mapping is started on a site, review the format of the plat
to verify that it contains all of the required plat elements.

@)

@

Plat Production and Reproduction

The Department shall require that plats prepared by a Surveyor, for the purposes of depicting soil mapping grids,
be printed or reproduced (e.g. on a computer controlled plotter machine, blueline machine, flatbed printer or
equal) in a manner so as not to create distortion of the graphic information on the plat.

Where blueline prints (i.e. of a plat showing the soil mapping grid) are utilized, all blueline copies shall have been
made directly from the original plat drawing prepared by the Surveyor.

Photocopied plats, photocopied portions of plats (i.e. a photocopy of the part of the plat showing only a grid, etc.)
or FAX copies of plats shall NOT be utilized as a base map for the production of a soil map. Soil maps submitted
to the Department that have been drawn on any of the aforementioned types of base maps or plats shall be
returned to the consultant.

The Department shall have the authority to refuse the acceptance of any submitted soil map found to contain an
unacceptable amount of distortion.

Plat Presentation
(a) Paper Size Used for Plat

The maximum size of paper to be utilized for plat presentation, shall be 24 x 36 inches. Any plat submitted to
the Department which is larger than 24 x 36 inches shall be returned to the consultant. The minimum size of
paper to be utilized for plat presentation, shall be 8%2 x 11 inches.

Though the standard 8% x 11 inch sheet of paper may be of adequate size for small lots or small grids, the
Department has noted that the 11 x 17 inch paper is the ideal size for showing grids on small parcels of land
(i.e. the predominate size of land parcel subject to soil mapping) because there is usually ample room for all
of the items listed in the following paragraph. Larger properties and/or the larger grids, will necessitate the
use of larger sizes of paper (i.e. up to the 24 x 36 inch limit) in order to properly show the property lines and
the grid.

It shall be left to the discretion of the Surveyor as to the size of the sheet of paper to be used for preparing a
plat. However, it shall be the responsibility of the Surveyor to take into consideration (bearing in mind the
required map scale of 1" = 100" ) the space needed to show the following items --

1) the boundaries of the lot (i.e. property lines),

2) the grid,

3) the space needed to show all of the required map elements,
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4) and extra blank space for the consultant to show map notes.

-- when deciding on the appropriate size paper to use to prepare the plat showing the grid.

Where the maximum sized paper size (24 x 36 inches) does not allow for the necessary representation of a
parcel of land and its associated grid, the parcel boundaries and grid shall be split or broken. The separated
parts of the grid and property boundaries shall then be drawn or plotted on two or more sheets of paper. The

point or line where the divisions of the said grid and property boundaries meet shall be represented by a
clearly marked and defined match line, so as the two (or more) map sheets may be matched together.

Superfluous Information
A plat prepared for use for soil mapping shall show only the elements outlined in Section A, Subsection (5)
Map Elements. Superfluous information (listed below) serves only to clutter the grid or plat making the final

soil map, drawn by the consultant, difficult or confusing to read.

A clean drawing field is necessary for the consultant to draw soil map unit lines, to clearly note the soil map
unit information, show a map legend and show any notes pertaining to the soil map.

The following information shall not be shown on the plat nor in the soil mapping grid area -

1) Topographic contour lines (unless specifically required by the Department).

2) Symbols for trees (such as used by landscape designers).

3) Wells, ponds, fences, buildings or any other miscellaneous physical features found on a piece of
property. It is the responsibility of the consultant to field locate and plot such features as they relate to
the grid.

4) Creek banks or other types of drainways. It is the responsibility of the consultant to field locate and plot a
creek bank or drainway as the feature relates to the grid.

5) Centerline of a stream (unless the centerline is an actual property line that must be shown).

6) An identification label placed on every single grid stake point on the plat. Show the letters and numbers
on the plat as shown in the examples in Figure Al1-2.

(3) Map Scale

4)

®)

The standard scale of any plat, prepared for soil mapping purposes, shall be 1 inch equals 100 feet; 1" = 100'.

This is the scale required for the Preliminary, Extra High-Intensity and the Ultra High-Intensity soil maps. In
addition to the 1" = 100’ grid, a 1" = 50’ enlargement may be shown on the same plat for clarity.

Plat Accuracy

The ratio of precision of the unadjusted survey shall be a minimum of 1:1000 or a Class E Survey.

Map Elements

In addition to the soil mapping grid, the following basic map elements shall be required on all plats prepared for
soil mapping purposes:

@)

There is to be a location map that shows the road on which the site is located, the other roads in the area,
where the site is on that road and in the case of a large parcel of land, where the grid is located on the
property. There is no required scale for this map.
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(b) A North arrow is to be shown. The arrow can represent magnetic north, deed north or true north. The nature
of north is to be noted near the arrow.
(c) A means of property identification in the form of a Subdivision name and Lot number or a Tax Map number
and Parcel number.
(d) A Certificate of Accuracy shall be shown.
(e) The scale is to be stated (e.g. Scale 1” = 100’).
(f) A Bar Scale or Graphic Scale shall be shown.
(g) The surveyor’s seal shall be shown.
(h) The signature of the surveyor shall be shown.
(i) The name, telephone number and mailing address of the surveyor shall be shown.
See Figures Al1-1A, A1-1B and A1-1C, illustrating various plat scenarios containing all of the required basic map
elements.
(6) Miscellaneous Cultural Features
(@) Road Right Of Way (R.O.W.)
The surveyor shall show, in addition to the road or centerline of the road, the actual R.O.W. limits of any
roadway (County, State or Federal) IF any part of the soil mapping grid is within 50 feet of a designated
R.O.W.
(b) Easements
The surveyor shall show the placement and limits of any and all easements that are located on a property
that is being surveyed for the purposes of setting a soil mapping grid.
Common types of easements that are to be shown are -
e Ingress - Egress Easements
e Drainage Easements
-Surface Drainage
-Subsurface Drainage (such as culverts)
e  Utility Easements
-Communications Lines - Above ground & Underground
Telephone
Cable TV
Fiberoptic Cable
-Gas Lines (any type)
-Electric Power Lines - Above ground & Underground
-Water Lines (any type)
Grid Staking

The soil mapping grid is the standard method of ground control utilized for all soil mapping in Williamson County. The
grid stakes shall be set, on a parcel of land, by a Registered Land Surveyor. Subsequently, the actual position of the
stakes on the ground surface are to be graphically plotted on a plat by the surveyor.
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Figure A1-1A. Example plat showing grid staking.
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Figure A1-1B. Example plat showing grid staking.

Al-16



ACME SURVEYING COMPANY

Bob B. Plumb

TN R.L.S. #1000
123 Hackberry Ln.
Mythical, TN 37000

Office (615) 555-1234
Fax (615) 555-1235
Home (615) 555-4321

SOIL MAPPING GRID PREPARED FOR:

JOE R. PUBLIC
222 PARKER LN.

CIVIL DISTRICT
WILLIAMSON COUNTY, TN

JANUARY 1, 1999

TAX MAP 55, PARCEL 35.02
Parker Lane Estates

Subdivision
Lot #4

NORTH

(magnetic)

Parker Ln.

Certificate of Accuracy

| HEREBY CERTIFY THAT THE GRID SHOWN
HEREON WAS STAKED WITH AN ACCURACY

Surveyors
Seal

\ C,or\co‘d RS

é\ Tucker Rd.

\

()
V\d\)
uq Jasred

I-65

Location Map NTS Site

Bo l Pl |-1-99

Signature and Date

0

— —

EXCEEDING ONE FOOT IN ONE THOUSAND

FEET.

The Southeast Property Corner and the "F4"
Grid Stake Are at the Same Point; The "F"
Grid Line is Located Along the Rear Property
Line

Scale: 1" =100’

50' 100 200' 300

Graphic Scale

Figure A1-1C. Example plat showing grid staking.
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Spacing

The spacing of the grid stakes depends upon the intensity of the soil mapping being performed. The stake
spacing requirements are as follows:

(@) Preliminary Soil Map - 100 feet, maximum.
(b) Extra High-Intensity Soil Map - 50 feet.

(c) Ultra High-Intensity Soil Map - 25 feet, minimum; the Department may require a lesser spacing of the grid
stakes depending on the site circumstances.

Type of Stakes

Wooden stakes shall be utilized for all grid staking. The stakes shall stand a minimum of 16 inches (utilizing line
stakes or equal) above the ground surface or more on open-field settings. The stakes shall stand a minimum of
36 inches (utilizing Lathe stakes or equal) or more on wooded lots or where specifically indicated by the

Department.

NOTE: The stakes may stand less than 16 inches, but greater than 12 inches, from the ground surface only on
cleared, mowed subdivision lots of one (1) acre or less in size when the lot is being re-soil mapped.

Wire flags shall not to be used, in any manner, on grids set for Preliminary (100 foot interval), Extra High-Intensity
(50 foot interval) or Ultra High-Intensity (25 foot interval) soil maps.

Configuration

The configuration of the grid staking shall be that of a square box. Grid line sets (i.e. the lettered lines or the
numbered lines) shall always be parallel. The intersection of the lettered grid line set to the numbered grid line set
shall always be perpendicular. Any other configuration or layout of a soil mapping grid is not acceptable (i.e.
diamond shapes, trapezoidal shapes, etc.). See Figure A1-2.

Labeling

The labeling of the grid staking, on the plat and in the field, shall be of the number and letter method. In one
direction, the stakes are to be sequentially numbered (i.e. 1, 2, 3, 4, etc.), starting at number 1. In the direction
perpendicular to the numbered lines, starting on the line of number 1 stakes, the stakes are to be sequentially
lettered (i.e. A, B, C, D, etc.). If a grid exceeds the alphabet (i.e. more that 26 lines), the letters are to be doubled

(e.g. AA, BB, CC, DD, etc.). See Figure A1-2.

Every stake shall be clearly marked or labeled, on two opposing sides, in the field with the appropriate letter and
number which corresponds to the stake.

The example below shows the standard labeling configuration of the grid stakes in the field, but the labeling of the
grid on the plat is to look like the example shown in Figure A1-2.

Al A2 A3 A4 A5

Bl B2 B3 B4 BS

C1 Cc2 C3 C4 C5

D1 D2 D3 D4 D5

When labeling the lettered lines, in the field and on the plat, capital letters shall be used.
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The diagrams show the standard configuration to be used on all soil mapping grids set in Williamson
County. The Extra High-Intensity soil mapping grid is illustrated in this Figure. The scale is 1"=100’
and the grid stakes are spaced at intervals of fifty (50) feet. The numbered grid lines shall always be
perpendicular to the lettered grid lines.

The diagrams also illustrate the standard numbering/lettering system to be utilized on all grids set for
soil mapping purposes. The lower diagram shows an example of where the number of lettered grid
stakes has exceeded the number of letters in the alphabet. Thus, after the letter Z, so as to continue
the lettering sequence, the alphabet begins again with AA at the next lettered grid line, such that the
letters are then doubled. Should the size of the grid create the necessity, the lettering may be tripled,
etc.

*50'—»

A B C D E F, X Y Z AN BB CC DD

1 ]/
2 // //
3 // //
4 // //

Figure Al1-2. Standard grid staking configuration and numbering/lettering system.
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NOTE: It is an acceptable practice to not use the letters " H " and " 1 " when lettering a grid. Depending on how
the Surveyor writes the letters and orients the labeling on the stake, the capital letters " H " and " 1 " can be
misread or confused.

Location or Tie-down of a Grid

Once the grid has been set on the property, it shall be precisely located and plotted on a plat. Thus, a grid shall
not float within a property boundary with no information showing or describing its location. The Department shall
require that the grid shall be tied to a property corner or property line in some manner.

The Department has no particular preference as to the actual method utilized by the surveyor to tie down the grid,
as long as the location of the grid is described in such a manner as to provide any Registered Land Surveyor with
adequate data to reconstruct the grid exactly as it was originally laid out.

A standard method of locating or tying down a grid is to use a property line as a reference line or base line for the
grid. Another method utilized is to set the grid and then plot a line from a property corner to a point on the grid,
measure the distance and note the compass bearing of that line and a compass bearing of one of the grid lines.
See Figures Al-1A, A1-1B and A1-1C for examples of methods to identify grid location.

Grid Staking of Land Parcels Intended for Subdivision Development

The Department shall require that a land parcel intended for small lot subdivision development (i.e. the proposed
subdivision lots being 1 to 3 acres in size) be grid staked in its entirety. The grid staking shall be in accordance
with all provisions of this Chapter. The use of chaotically arranged (i.e. in a patch work manner) and/or
overlapping grids (See Figures A1-3A, A1-3B and A1-3C) shall be prohibited. Subsequently, any soil mapping
work done on such grids (i.e. chaotically arranged and/or overlapping grids) shall not be accepted by the
Department.

Grid Staking of Large Land Parcels

Depending upon the size of the land parcel which is to be soil mapped, the placement of the soil mapping grid is
generally planned so as to cover the entire extent of the land parcel (e.g. 1 to 3 acre lots) or the specific area
intended for mapping (e.g. 3 acre tracts and larger). Where a site or land parcel is large (i.e. typically larger than 5
acres) and the specific areas to be soil mapped are separated in a manner so as to require the setup of two or
more individual grids (of any size, to map a specified area), the Department shall require that the individual grids
correspond to an overall Master Grid Plan (MGP). The MGP is essentially a large grid that is drawn to the scale of
1" = 100’ and graphically plotted, on a plat indicating the property boundaries, so as to encompass an entire
parcel of land (See Figure Al-4). Subsequently, the actual field grid setup on the dispersed soil mapping sites
shall correspond, in orientation and labeling, to the portion of the MGP to which those sites correspond (See
Figures A1-5, A1-6A and A1-6B).

The use of this methodology (i.e. the use of a MGP) shall be utilized on, but not limited to, all proposed large lot
subdivision developments and for large tract developments where soil mapping is required by the Department.

Vegetative Requirements

A site to be soil mapped is to be accessible by foot and free of excessive vegetation. The ground surface is to be
visible such that the nature of the landscape and all associated landscape features can be readily seen.

Open fields are to be mowed or bush-hogged. The vegetative cover, during the time period of soil mapping, is to
be no more than 6 inches high. This vegetative condition is to be maintained at that height until all field work is
complete.

Mature woodland (i.e. wooded areas with very little to no undergrowth) areas are usually accessible. However, if

excessive undergrowth exists on the site, it is to be cleared or removed in some manner to provide a clear view of
the land surface.
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Figure A1-3A. Example of Chaotic Grids.
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Property Line *\\

Figure A1-3B. Example of Overlapping Grids.

Al-22




Property Line —\\

Figure A1-3C. Example of Overlapping Chaotic Grids.
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e Where a property is covered by heavy, thick or excessive vegetation, it shall not be soil mapped unless, on a 50
foot or less grid stake interval, a clear line of site or cut line is provided along all grid lines. The cut line is to be a
minimum of 5 feet wide and the height of the vegetation is to be 6 inches or less to the ground surface.

In some cases and at the discretion of the consultant, the vegetative conditions may warrant the need to simply wait
until the winter months of the year to do the grid staking and soil mapping. The vegetation may die down to the extent
to allow a proper soil mapping assessment of the site. However, if the site is still in need of clearing, it will be the
responsibility of the consultant to indicate to their client that the site is to be properly cleared.

If the property is covered by excessive vegetation to such an extent that there is no practical way in which to clear the
vegetation for grid staking and soil mapping, the lot or site may have to be cleared by some type of mechanical
means.

IMPORTANT NOTE: The Department has no regulations regarding whether or not an individual can have a bulldozer
contractor clear a parcel of land of vegetation. HOWEVER, the Department strongly recommends that the consultant
discuss with their client the possible problems that may occur when a site is cleared in this manner (i.e. the bulldozer
operator, if not careful or experienced, may cut or disturb the soil to the extent that the soil shall not be utilized for SDS
use). The consultant should stress the importance of obtaining the services of a competent bulldozer contractor to
their client if they are insistent upon having their property cleared in this manner.
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CHAPTER 3

SOIL MAPPING

The need for highly accurate soil mapping products is critical due to the manner in which property is developed in areas
outside the limits of municipal sewage collection and treatment facilities.

Generally, the soil mapping procedures and requirements of Williamson County differ from the State requirements with
which most Soil Scientists are familiar. Therefore, the following information is put forth as the expected standard of practice
for professional consultants working in this county.

A.

Soil Observations and Map Purity

In order to make a quality soil map, at any intensity, an adequate number of soil observations (i.e. auger borings or
pits) shall be made over the entirety of the site being mapped. Subsequently, the increased number of solil
observations made on a site will increase the accuracy or purity, of the soil map produced.

The Department shall consider that the minimum number of observations that are to be made, on a grid-staked site, is
whatever number equals the number of grid stakes placed on a site to be mapped.

The number of observations per acre noted in Chapter 1, Section A, for each of the different types of soil maps
accepted by the Department, are based on the number of stakes on a one acre square area and the number of GBC
for each intensity map described. Depending on the landscape of which one is mapping, more soil observations are
generally necessary.

On a relatively uniform landscape, where the soil or mapping units are consistent over a large area, soil observations
at the grid stakes are probably sufficient. However, on a landscape where the soil or mapping units are changing over
short distances or in a complex and intricate arrangement, soil observations at the GBC and at other points will be
necessary.

IMPORTANT NOTE: The consultant working in Williamson County shall be obligated to make as many soil
observations as necessary, aside from the grid stakes, in order to fully delineate any and all soil types encountered.

Limits of Soil Mapping

There will be cases where the grid may not cover an area sufficiently to show all the area that needs to be soil
mapped. Therefore, soil mapping may be done outside of the grid staked area as long as the grid stakes and grid lines
are clearly visible to the consultant. Any soil observations made outside the grid shall be accurately located and

plotted in proper relation to the actual grid.

Should any soil mapping activity be extended outside of the grid staked area, it is the responsibility of the consultant to
ensure that any and all map unit delineations made are accurately located and plotted in proper relation to the grid.

(1) On Extra High-Intensity Soil Maps -

(@) The Department shall consider 50 feet to be the maximum limit to extend soil mapping off of a grid in wooded
areas. Any mapping extended over 50 feet outside of the grid, in a wooded area, will not be acceptable.

(b) In an open field situation, up to 75 feet of mapping outside of a grid will be accepted. Any mapping extended
over 75 feet outside of the grid will not be acceptable.

(2) On Ultra High-Intensity Soil Maps -

(@) The Department shall consider 15 feet to be the maximum limit to extend soil mapping off of a grid in wooded
areas. Any mapping extended over 15 feet outside of the grid, in a wooded area, will not be acceptable.
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(b) In an open field situation, up to 25 feet of mapping outside of a grid will be accepted. Any mapping extended
over 25 feet outside of the grid will not be acceptable.

Should the consultant see the need to extend any soil mapping activity beyond the specified limits, arrangements
should be made by the necessary parties involved (i.e. property owner, realtor, developer, etc.) to have the
surveyor provide more grid staking coverage over the area of concern.

Landscape Features

Landscape features include any and all physical and cultural features found in an area of soil mapping which will or
could possibly affect the layout and functioning of any type of sewage disposal system (subsurface or above ground).
These landscape features, when encountered during soil mapping, shall be located and accurately plotted on the soil
map.

When mapping any site, the consultant shall look 25 to 50 feet beyond the area of mapping for any obvious landscape
features that could affect the layout or functioning of a sewage disposal system. Just because a feature, such as an
embankment, gully or drainway, is not within the actual grid area, its presence can affect the use of a mapped area for
SDS use. Thus, the consultant shall be obligated to show such features on the soil map.

Physical features, for the purpose of this discussion, will be considered as attributes of the landscape that would affect
the placement of a septic system, whether that attribute be of a man-made or natural origin.

+ Physical features that are natural in origin include, but are not limited to:
e streams (of all sizes)
e embankments along streams
e escarpments or bluffs
e sinkholes
e enclosed depressions (of any type or size)
e springs
e gullies
e landslide or slip
e natural, short steep slopes
e wooded or forested areas

+ Physical features that are man-made in origin include, but are not limited to:
e drainage channels, on farms and in subdivisions
e farm roads or paths of vehicular traffic
e roadside ditches
e trench silos on old farms
e agricultural terraces
¢ embankments resulting from agricultural practices
¢ embankments associated with road building and construction
e escarpments associated with road building and construction
e gullies resulting from man-made changes to the landscape
e ponds, lakes and detention basins
e earthen dams
e wells, drilled for any purpose
e quarries

Cultural features, for the purpose of this discussion, will be considered as attributes of the landscape that would affect
the placement of a septic system and are creations of man.
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These features are placed or constructed in or on the land to serve some purpose to man. Cultural features would
include, but are not limited to, the following:

o fence lines when they are also property lines

e  power transmission lines (above or below ground)
e pipe lines (of any type or size)

e Indian Mounds

e  buildings or structures

e cemeteries

Soil Map Units

A map unit is a collection of soil areas that have been found to have the same soil components, characteristics and
features. Each map unit differs in some respect from all others and is uniquely identified and delineated on a soil map.
Map units may consist dominantly of one component or of two or more components, of similar characteristics, which
are identified in the name of the map unit.

Each delineation on a soil map contains the name of the soil series (taxadjunct or variant, if appropriate), the
estimated soil absorption rate for a designated SDS and the slope ranges. Where the delineation is too small to write-
in or include the unit designation, the information may be written in the margins of the map sheet with an arrow leading
to the appropriate delineation. Typically, the intensity of the map will dictate the manner in which the map is prepared
and presented.

Single Taxon map units with only one named soil series, variant or taxadjunct are preferred. The named soil series
should constitute at least 75 percent of the delineation on a Preliminary Soil Map. The named soil series should
constitute at least 90 percent of the delineation on a Extra High-Intensity Soil Map. The named soil series should
constitute at least 98 percent of the delineation on a Ultra High-Intensity Soil Map.

Complex or multitaxa units (map units in which two or more soils are named) are acceptable where the map scale is
too small to clearly show single taxon map units or where soils are similar and/or have similar predicted behaviors.
Where mapping involves very similar series types or common associations (e.g. Stiversville-Armour-Maury or Talbott-
Barfield-Gladeville), multitaxa units are perfectly acceptable.

NOTE: The Department strongly recommends that the consultant review Chapter 9, A1.2. The complexing of soils, in
a multitaxa soil mapping unit, is to be limited to soils having like SDS limitation ratings and in an acceptable known soil
associations.

Highly contrasting soils in intricately arranged patterns in areas too small to delineate may also need to be shown in
multitaxa units.

NOTE: When this is the case, the interpretation of the soil with the most limiting characteristics, within the multitaxa
map unit, determines the limitations for the entire map unit.

As mentioned before, showing a complex map unit with highly contrasting soils or soils with drastically dissimilar
characteristics is not acceptable. If for some reason it is necessary, the reason as to why such a unit is shown should
be clearly explained with a note on the soil map. Any named soil in a multitaxa map unit must constitute at least 15
percent of that unit.

(1) Taxadjuncts and Variants

Taxadjuncts and/or variants are to be mapped just as any other soil series. The mapping unit will consist of the
series name that it most closely resembles and how it differs from that particular series.

Examples: Barfield variant - depth to rock, 22" to 26"

Dellrose variant - texture of Bt, clay
Talbott variant - drainage class, mottled at 26"
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The property or properties that cause the soil to be a taxadjunct or variant shall be specifically stated, especially
the property or properties that could dictate a change in the interpretation of that soil. The appropriate rate is to be
noted for the taxadjunct or variant as well as any soil improvement practices that may be required.

Soil Name

The soil name consists of the name of one or more established, currently utilized soil series, a variant of a soll
series, taxadjunct to a series, phase of a series or a miscellaneous land type.

NOTE: See Chapter 9, Al.1 for a listing of the soil series to be mapped in Williamson County.
Absorption Rates

Soil absorption rates are estimates made by the consultant, based on the soil properties observed and
determined during the actual field delineation of the soil map units. The estimate describes the capability of the
soil to absorb a unit measurement of water in a specified period of time. The established method of describing this
water absorption or percolation capability is expressed in the unit of minutes per inch or MPI.

Thus, the term (i.e. MPI) is describes how many minutes it will take a particular soil to absorb one inch (or for a
column of water within the soil profile to drop one inch) of a unit measurement of water. The estimates are for the
most unfavorable soil moisture content which normally occurs during, but is not limited to, the winter and spring
seasons of the year. Estimates are made in 15 minute increments.

Estimated soil absorption rates are not synonymous with soil permeability rates or with actual soil percolation test
rates. However, data from soil permeability tests and soil percolation tests are used to establish the known ranges
of estimated soil absorption rates for established soil series.

The State soil handbook makes reference to the Appendix 1 of the State Regulations to Govern Subsurface
Sewage Disposal Systems. This section of the State regulations assigns singular MPI rates to each known soil
series in the State.

Section A1.2 of Chapter 9 of this document outlines the Department’s position on how the soils of Williamson
County shall be considered for SDS use. This information shall be closely reviewed by consultants working in
Williamson County. When soil maps are spot checked by the Department, close scrutiny will be given to
delineated soil mapping units containing soils with known moderate and severe SDS Limitation Ratings.

(@) Variables That Determine Rates

The soil properties and/or site characteristics that determine soil absorption rates can be divided into two
broad groups: Intrinsic and Extrinsic.

INTRINSIC -

The intrinsic soil properties that determine absorption rates include texture (including contrasting textures
within a profile), clay mineralogy, structure (including contrasting structures within a profile), consistency,
pore spacing, drainage class, soil pH and depth to a blocking layer. The precise effect of any one of these
soil properties on a soil's water absorption capability is difficult to determine during normal field mapping
procedures. However, the effect of those soil properties that determine the number, size and configuration of
pore spacing will affect the quantity and rate at which a soil can absorb water.

NOTE: Chapter 9, A1.3 outlines the basic correlation of soil texture and structure as it is related to estimated
MPI ratings.
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In general, where soils exhibit any of the following characteristics:

high clay content,
high shrink-swell potential of the clay content,
weak development of the structure and

plastic soil consistency,

the permeability of that soil will be low.

EXTRINSIC -

The extrinsic soil properties that determine soil absorption rates are slope, configuration of the landscape
(e.g. concave or convex) and the position of the soil area on the landscape. These features help to determine
the quantity and rate that surface and subsurface water drains onto and/or away from a site.

The parameters established by the Department to be utilized in estimating soil absorption rates include, but
are not limited to the following:

Soils that are moderately permeable in the upper 36 inches of a soil profile have estimated absorption
rates that range from 10 to 75MPI.

¢ Data from years of actual soil percolation tests, conducted in Wiliamson County, have
demonstrated that absorption rates of 10 to 75MPI can be expected in these kinds of soils.

Soils that are slowly permeable in more than 16 inches of the upper 36 inches of a soil profile have
estimated absorption rates greater than 75MPI.

Soils that have moderate permeability in a layer 24 to 30 inches in thickness in the uppermost 36 inches
of a soil profile, but have slow permeability in the remaining part (i.e. being 24 to 30 inches below the
ground surface) of the upper 36 inches have estimated absorption rates of 75MPI.

¢ Subsurface sewage disposal systems in these soils may require soil improvement practices, such
as curtain drains and soil modification in the case of alternative (LPP) systems.

Soils that have moderately slow permeability in the uppermost 24 inches of the upper 36 inches of a soil
profile have an estimated absorption rate of 75MPI.

Soils that exhibit characteristics of excess wetness within the uppermost 24 inches of a soil profile (as
evidenced by the presence of 2 chroma and in some cases 3 chroma or less mottles), even though the
wetness may be seasonal, have an estimated absorption rate greater than 75MPI.

¢ The consultant must fully assess the nature of the site (e.g. the topography, landscape position,
etc.) and determine whether or not any soil improvement practices can modify the limiting conditions
and allow for a lowering of the MPI rating.

Soils in which very slowly permeable layers such as fragipans begin at depths, below the ground
surface, of less than 24 inches from the ground surface, have an estimated absorption rate of greater

than 75MPI.

Soils in which very slowly permeable layers such as fragipans begin at depths, below the ground
surface, greater than 24 inches have an estimated absorption rate of 75MPI.

¢ This type of site condition will typically require the utilization of soil improvement practices such as
curtain drains and soil modification in the case of alternative (LPP) systems.
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See Chapter 9, Al.4 for further discussions on MPI rating. This section of Chapter 9 contains an outline of
the interpretative guidelines utilized by the Department to aide in establishing MPI rates in real-world
scenarios. The methodology discussed was developed and implemented as the standard operating
procedure for Department Soil Scientists by Mr. Eugene T. Lampley in 1988.

Percolation Test Qualifications

If a soil map unit is mapped as >75MPI and meets all of the outlined criteria, a percolation test will be
necessary to determine the actual absorption rate of the unit/units under consideration for SDS use. The
Department will make the determination, based on the soil map information (i.e. soil type, profile description,
physical features, square footage of useable area, etc.), whether or not a site will qualify for percolation
testing.

Contained within these regulations, in Appendix 2, are the site conditions and soil properties on which
percolation tests may be conducted.

NOTE: See Appendix 2 of these regulations regarding soils and property size requirements for the
conducting of soil percolation tests.

Criteria to use for evaluating soils or sites for suitability for percolation testing shall be depth to rock,
topography, slopes, wetness or water problems and soil textural classification.

Soils shall not qualify for percolation tests if they meet any of the following conditions:

e Soils that are classified in The Keys to Soil Taxonomy as belonging in suborders having aquic moisture
conditions.

e Soils that are classified in The Keys to Soil Taxonomy as belonging in great groups having fragic
properties.

e Soils that are classified in The Keys to Soil Taxonomy as belonging in subgroups having the modifier
aquic, glossic, fragic or vertic in the series name.

e The soil does not have a minimum depth of 36 inches before encountering bedrock, a non-rock
restrictive horizon (Cr) or permanent water table.

e The soil profile does not have a minimum depth of 18 inches (from the ground surface down) of soil with
moderate permeability (10 to 75MPI) over soil with moderately slow (75 to 120MPI) permeability.

e The soil profile consists of soil material having slow (>120MPI) permeability in the upper 24 inches.

e The soil classifies, under the system of soil taxonomy, as being poorly drained, somewhat poorly drained
or moderately well drained.

e The soil profile exhibits mottling due to wetness at any point within 36 inches of the ground surface.
e The soil area or map unit is located on slopes of more than 20 percent.
e The soil area or map unit is located in a landscape position subject to flooding.

e The soil area or map unit is located within an enclosed depression not having a surface drainage outlet.
This would include areas that occupy the bottoms of sinkholes.
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e The soil area or map unit is located in a water receiving landscape position and the inflow of water (both
surface and subsurface) is to such an extent that it will be detrimental to the performance of a
subsurface sewage disposal system.

e The soil area or map unit has slight to moderate soil compaction or is compacted to the extent that 15%
or more of the original soil pore space has been eliminated.

(4) Disturbed Areas

Disturbed areas consist of areas of excavation, cuts, cut banks, fill, soil compaction or soil mixing, all of which are
the direct result of activities of man.

NOTE: Disturbed soil areas shall not be considered suitable for SDS use.

@

(b)

Excavated Areas

Excavation is a general term used to define an area where soil material, whether natural soil or fill material,
has been mechanically removed from a site by man. Excavation typically extends into the ground and across
an area, in both the vertical and horizontal direction on a scale of feet, tens of feet or more. Excavation is
typically associated with some type of construction activity.

Any area of excavation will be considered unsuitable for all types of sewage disposal system use. The
excavated area, including any embankments associated with it, is to be delineated on a soil map, red line
color-coded and shown as being unsuited for SDS use.

However, in some unique circumstances, the remaining area of an excavated landscape can be utilized for
some type of sewage disposal system. These cases usually involve areas where the existing soil had an
unusually great depth of A and B material to some type of blocking layer in the soil profile. Thus, if 24 inches
of soil with some degree of permeability still exists above a blocking layer, the soil may still be suitable for
some type of SDS use.

This type of case is rare; however if it is encountered, the soil area shall be evaluated through Ultra High-
Intensity Soil Mapping. The required spacing of the grid stakes shall be determined by the Department.

Cut Areas

Cut areas are essentially the same as excavated areas in that soil material, whether natural soil or fill
material, is mechanically removed from a site. However, cut areas tend to be characterized by the horizontal
extent of the soil removal rather than the vertical extent. Generally, cutting is the result of the attempt to level
an area, thus the resulting landscape may not have an obviously altered appearance as does an excavated
landscape.

An area is considered to have been cut if four (4) inches or more of the naturally occurring soil profile has
been removed. When cut areas are encountered, they are to be evaluated in the same manner as areas of
excavation (i.e. through Ultra High-Intensity soil mapping). Any area of cut soil will be considered unsuitable
for all types of SDS use.

Through the soil mapping process, it shall be demonstrated that a mapping unit has an adequate depth of
suitable soil material to a blocking layer, thus proving that it meets the requirement to be utilized for a specific
type of sewage disposal system. If the overall suitability for sewage disposal use of the natural soil has not
been lost, the area could be mapped as, for example Cut Stiversville, 75SMPI. This example shows that the
soil is still usable, however it now has a higher MPI rating (Stiversville is typically a 30 to 45MPI soil) because
it now has a lesser depth to a blocking layer than it did before it was cut.
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Cut Embankments or Escarpments

Cut embankments or escarpments are man made features usually resulting from excavation or cutting into
the face of a sloping land surface. Embankments tend to be thought of as a gently sloping to steeply sloping
feature, whereas an escarpment is thought of as being a very steeply sloping to nearly vertical feature.
Embankments or escarpments are commonly found adjacent to roadways (of any type), around the perimeter
of borrow pits, open pit phosphate mines, areas mined for top soil, man-made ponds or lakes and sites of
construction (i.e. house cut). All of these features are created by the mechanical removal of soil.

It is critical that any significant embankment or escarpment be properly and accurately located on the soil
map. These factors become extremely critical when the possible use of alternative sewage disposal systems
is involved.

A significant embankment or escarpment is recognized as:

e when occurring on a 0 to 15 percent slope, the cut portion of the embankment has a vertical relief
measurement of 18 inches and having a 1:1 slope or less.

e when occurring on a 15 to 25+ percent slope, the cut portion of the embankment has a vertical relief
measurement of 12 inches and having a 1:1 slope or less.

e when occurring on any slope class and having a near vertical to vertical face.

Fill Material

Fill material means soil material transported and deposited or excavated and redeposited through mechanical
means by man. Soil material transportation and deposition are evidenced by one or more of the following

factors:

e there are no distinct soil horizons present, the soil appears mixed and/or contrasting soil textures and
colors are found at various depths.

e if there are some apparent soil horizons present, they will look altered or suspicious.
e the fill material typically exhibits some form of depositional stratification, where the material was placed
in lifts by the earthmoving machinery thus creating soil layers that have abrupt boundaries to contrasting

kinds of soil material.

e compaction of the natural soil material or layers of fill resulting from the machinery traversing the filled
area.

e aburied organic layer may be encountered.
e the original or natural soil is encountered underneath the fill material.
e the position of the current landscape does not appear in proper relation to the surrounding landscape.

e contrasting geologic materials are noted, such as finding cherty Highland Rim material on a site in the
Inner Basin.

e the presence of trash or man-made objects in the soil material.
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The composition of the parent material is commonly reflected in the formation of the natural soil and the
succession of soil horizons are characteristic of a natural, undisturbed soil. A soil horizon is defined as a layer
of soil, approximately parallel to the soil/ground surface, having characteristics produced by soil forming
processes. Once these natural soil horizons have been disturbed and the soil moved from its point of origin,
the soil material becomes fill material.

1)

2)

3)

Delineating Areas of Fill Material

The first step in assessing a filled area is the delineation of the natural soils from the fill material. The site
is to be mapped by means of a Extra High-Intensity (50 foot grid) soil map for the initial assessment.
There will be cases where an Ultra High-Intensity (25, 15 or 10 foot grid) soil map is required by the
Department.

If a site is suspected or known to be filled, it is recommended that the consultant contact the Department
to find out if the site has been previously assessed (i.e. has had any intensity of mapping).

Rating of Fill Material

NOTE: The Department shall consider that any site covered in any depth of fill material to be unsuitable
for SDS use. Any proposed use of a filled site shall be proven to the Department’s satisfaction, via the
specified soil mapping intensity, that it can be utilized in some manner or that the fill can be completely
removed from said site to allow for the use of the existing natural soil.

Any site or soil mapping unit found, other than the conditions outlined in Subpart 5)(i) in this part, to
consist of fill material is to be red line color-coded.

Any site encountered as outlined in Subpart 6)(i), may be assessed and rated with the AFR modifier.
However, the mapping unit is still to be red line color-coded. The Department will not permit a site until it
is shown that the fill material has been removed and the site reassessed per the requirements outlined in
Subpart 5).

Any site encountered as outlined in Subpart 6)(ii) & 6)(iii) (fill material exceeding 12 inches in depth), is
to be mapped appropriately (i.e. delineating the filled area) and red line color-coded. If the consultant
mapping the area is of the opinion that the natural soil under the fill, provided it can be observed in some
manner, has some potential for SDS use, notes to this effect are to be placed on the soil map. A
recommendation is to be made as to the areas where the fill is to be removed and the depth of the fill
material to be excavated from that area.

Prior to making such fill removal recommendations, It is important to consider what topographic
configuration the site may have once the fill is removed. If the end process of fill removal leaves a closed
depressional area with no surface drainage outlet, the site will still be considered unsuitable for SDS use
regardless of the natural soil present. If the natural soil can be shown to be suited for SDS use and the
fill removal leaves a closed depressional area, the consultant should note that the site could be utilized
provided the area can be successfully drained.

Removal of Fill Material

The fact that most filled sites will require the removal of the fill before SDS permitting will be allowed by
the Department, dictates that the consultant mapping a filled area must make every effort to provide all
possible information pertinent to the site. The information provided by the consultant (i.e. extent of the fill,
depth of the fill, nature of the fill, etc.) will be critical when the fill removal operation is started by a
contractor, especially on sites where the soil under the fill will be considered for SDS use.

Fill material less than 6 inches deep may be left in place only if a soil mapping unit, under consideration
for SDS use, meets the criteria outlined in Subpart 5)(i).
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Fill material less than 6 inches deep shall be removed from a site as outlined in Subpart 5)(ii) if the site is
being soil mapped and is under consideration for SDS use.

Fill material, regardless of the nature of the material, shall be removed from a site if it is found to exceed
6 inches in depth on any portion of the site being soil mapped and more specifically on any mapping unit
or area of consideration for SDS use.

In many cases, the Department will stipulate that if an area of fill is to be removed from a site under
consideration for SDS use, the fill removal shall be field supervised by a Soil Scientist/consultant.

Site Reassessment After Fill Removal

The site shall be reassessed After Fill Removal (AFR) to ensure that the fill removal process did not
damage (cut or compact) the mapped soil units.

The fill material will have to be removed from the site and then the site gridded for Ultra High-Intensity
(minimum of a 25 foot grid, possibly smaller) soil mapping. Once the grid is set, the site is to be
remapped.

IMPORTANT NOTE: This final assessment of the filled site will be the only soil mapping documentation
that will be utilized by the Department for review and subsequently making the determination of the
suitability of the site for SDS use.

Evaluating a Filled Area -
Fill Material Depth of 6 Inches or Less

If the fill material is found to be from 1 to 6 inches in maximum depth over the whole site, the natural soil
below the fill has not been adversely affected (cut or compacted) by the activity of filling and the soil can
be assessed to a minimum of 36 inches deep, then the soil can be rated as if the fill material was not

present and the appropriate MPI rating assigned to the map unit.

(i) The fill material may be left in place and a SDS installed in the filled area only if all of the following
conditions exist:

a. The fill material shall be 85-90% homogeneous in its composition over the area mapped.

b. The fill material shall be compatible (i.e. same texture) with the surface horizon of the natural
soil under the fill material.

c. The natural soil under the fill material was not cut or compacted such as to require some type of
soil improvement practice.

(i) The fill material shall be removed if any of the following conditions are found to exist:

a. The fill material is found to have considerably different soil textures (heavy clay textures, etc.)
from the natural soil under the fill.

b. The fill material contains unsuitable materials such as commercially processed gravel or
vegetative debris (i.e. wood, grass, etc.).

c. The natural soil under the fill material was compacted or cut to the extent that it now has

unsuitable soil characteristics and now some type of soil improvement practice (e.g. chisel
plowing or soil modification) would be necessary to remediate the damage to the natural soil.
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IMPORTANT NOTE: Careful notes, either in the soil map note Section or with each mapping unit,
are to be shown on the soil map describing the nature (i.e. extent, range of depth, textures,
disturbance of the natural soil, etc.) of the fill material encountered and the condition of the natural
soil under the fill. These notes are especially critical if there is a possibility of utilizing the filled site
for any type of SDS.

Evaluating a Filled Area -
Fill Material Depth Exceeding 6 Inches

@

Fill Material - 6 to 12 Inches in Depth

If the fill material is found to be from 6 to 12 inches in maximum depth over the whole site, the
natural soil below the fill has not been adversely affected (cut or compacted) by the activity of filling
and the natural soil can be assessed to a minimum of 36 inches deep, then the soil can be rated as
if the fill material was not present and the appropriate MPI rating assigned to the map unit with a
modifier of AFR (After Fill Removal) attached to the soil rate. Any other necessary soil improvement
practice is to be noted as a condition to receive the indicated MPI rating.

(i) Fill Material - 12 to 24 Inches in Depth

Soil observations shall be made with a 5 foot or longer, auger (standard bucket and a 4 foot
extension) or perhaps with backhoe pits.

NOTE: The use of backhoe pits is left to the discretion of the consultant. Backhoe pits will not be a
requirement of the Department since the Department would not recommend that anyone enter a pit
exceeding 4 feet in depth.

If the fill material is found to be from 12 to 24 inches in depth, over the whole site, the natural soil
below the fill has not been adversely affected (cut or compacted) by the activity of filling and the
natural soil can be assessed to a minimum of 36 inches deep, then the soil can be rated as if the fill
material was not present and the appropriate MPI rating assigned to the map unit and with a
modifier of AFR (After Fill Removal) attached to the soil rate. Any other necessary soil improvement
practice is to be noted as a condition to receive the indicated MPI rating.

(i) Fill Material - 24 to 48+ Inches in Depth

Making accurate interpretations of the natural soils in this circumstance becomes very difficult to
nearly impossible.

Soil observations would have to be made with an auger set up to add shaft extensions to bore
through the fill or perhaps with backhoe pits.

NOTE: The use of backhoe pits is left to the discretion of the consultant. Backhoe pits are not a
requirement of the Department since the Department would not recommend that anyone enter a pit
exceeding 4 feet in depth.

If the fill material is found to be from 24 to 48+ inches in depth, the site is to be mapped, delineated,
appropriately described and red line color-coded. The Department will consider the site unsuited for

SDS use.

If enough information about the natural soil under the fill is obtainable, the consultant is to make
recommendations as to whether or not the site warrants any further investigation.
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(e) Soil Compaction

Soil has a natural density or state of compaction called bulk density. Soil compaction occurs when outside
forces, usually by mechanical means (i.e. man made vehicles of any type), impact on a soil area and
increase the soil bulk density, concomitantly decreasing the soil porosity. The increase in the soil bulk density
is a function of both the compactive forces applied and the soil moisture content at the time the force is
applied.

The soil moisture content is very important to the amount of soil compaction that occurs. If the soil moisture
content is low, the soil particles are randomly organized thus requiring greater forces to compact the soil.

As the soil moisture content increases and the water film between the soil particles becomes thicker, the film
acts as a lubricant between the soil particles. Thus, as forces are applied to a soil area, the soil particles
become oriented by sliding over and around each other to form a denser mass. As the mass becomes
denser, the large pore space is replaced in the soil mass by the oriented soil particles. An increase in the
applied force, to a soil area, results in a higher degree of orientation of the soil particles and the subsequent
increase in the density of the soil.

As the thickness of the water film between the soil particles increases further, the density decreases due to
the dilution effect of the water on the concentration of the soil particles per unit volume. The increased
amount of water, which is now filling the pore spaces, prevents the soil particles from sliding over and around
each other to become oriented, thus making the soil more difficult to compact.

The most common cause of soil compaction is through vehicular traffic over a soil area. The type of vehicle
and the manner in which it travels across the ground surface (i.e. wheeled or tracked) affects the degree of
compaction of the soil. Soil compaction can result from both horizontal forces (thrust) and vertical forces
(loading). Typically, the compaction that a Soil Scientist will encounter is caused by the vertical forces or
loading, from the weight of the vehicle that traveled over an area. A wheeled vehicle can cause compaction
to greater depths (as deep as 35 to 40 inches) due to the smaller contact area in which the tire has with the
ground surface as opposed to a tracked vehicle which distributes the weight of the machine over a much
larger area.

Regardless of the cause of the compaction, the consultant is required to delineate the area of the compaction
and determine the depth of compaction. The following properties, being very general in nature, are usually
found in compacted soils:

e mottling - compacted soils may sometimes be mottled with gray or brown colors.

e texture - sandy, loamy and silty textured soils are usually more susceptible to compaction due to the
nature of pore spacing in the soil. Clay soils, though considered less susceptible, can also be
compacted; compaction in clay soils is usually more difficult to remediate.

e structure - compacted soil tends to have massive structure. The compacted soil will fracture into irregular
chunks having angular corners or will have a platy appearance.

e consistence - a compacted soil layer will exhibit brittleness, somewhat similar to a fragipan and will
usually shatter suddenly into a friable mass that displays very little cohesion or plasticity when
compressed between the forefinger and thumb.

e moisture - the degree of moisture in the compacted layer will usually be much less than that of an
uncompacted soil (due to the reduction of pore space and overall porosity), even under wet climatic
conditions. Under dry conditions, the compacted layer is generally very hard and difficult to bore with a
hand auger.
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e depth - the compacted layer usually begins within the upper few inches of the profile of the natural soil.
The hardest or densest part of the compacted area is usually the upper few inches of the compacted
layer.

e thickness - the thickness of the compacted portion of a soil profile can be quite variable. The degree of
compaction depends upon the length of time a load was applied to the area, the moisture content of the
soil at the time the load was applied and the means by which the load was applied. Soil compaction can
extend as deep as 35 to 40+ inches into a soil but is generally confined to the upper 10 to 20 inches of
the soil profile.

Any areas of compaction shall be considered unsuitable for any type of sewage disposal system use. The
area is to be delineated on a soil map, the depth of the compaction is to be noted and the unit red line color-
coded and shown as being unsuited for SDS use. The consultant is not to make any assessments as to the
possible soil rate once subsoiling is completed.

If a compacted soil area is going to be considered for any type of SDS utilization it is strongly advised that the
consultant making the assessment of the compacted site contact the a Department Soil Scientist to set up a
meeting for an on-site consultation.

Before a compacted site can be considered for SDS use, the compacted soil area shall be broken up. This
operation is generally accomplished by utilizing tracked or heavy-duty wheeled machinery with subsoiling
implements. The Department will typically require that a subsoiling operation be initiated in the driest part of
the year (usually August) when soils tend to have a low moisture content. The Department will usually require
that the compacted area be subsoiled thoroughly in one direction and then in the direction perpendicular to
the first direction. The area is to be subsoiled to a minimum of 6 inches below the depth of the compaction.

A compacted soil area shall be reassessed after the subsoiling operation is completed. One subsoiling
operation may not completely remediate a compacted area, thus several assessments may be necessary
over long period of time. Full remediation of a compacted site may require several months to several years.
The Department shall consider sites where the compaction of the soil extends to depths greater than 18
inches to be beyond remediation.

Soil Mixing

The term soil mixing is used to describe areas of disturbed soils that do not fall into any of the
aforementioned categories. The areas of soil mixing have been disturbed to some degree, but the area has
not been cut, excavated or filled in an obvious manner. In many cases the landscape does not readily show
any indication of the mixed soil area.

Three common scenarios found on properties are:

1) While mapping a site, it is noted that there are areas where the upper 6 to 10 inches of a normal soll
profile has been mixed, but otherwise the soils are natural.

This condition is usually the result of the clearing of wooded land or perhaps debris from an area, with a
bulldozer. The soils are generally not harmed to the point of rendering them unsuitable for SDS use.
They can usually be mapped, delineated and rated for SDS use with an appropriate note on the soil map
describing the mixed nature of the soil.

2) While mapping a site, it is noted that there are randomly located areas, or spots, where the soil has been

mixed from the surface to depths in excess of 10 inches and perhaps to depths in excess of 36 inches.
The most commonly noted feature of these mixed spots is that they do not generally cover a large area.
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3)

(5) Slope

This condition is usually the result of the clearing of wooded land and pushing up the stumps and root
balls of large trees with a bulldozer. This condition is also associated with back-filled pits that were
excavated for some purpose (usually the burial of trash, vegetative debris or animals).

IMPORTANT NOTE: When a mixed soil area is found to cover a large area and not just in spots, the
consultant should be looking for indications of past mining activity. There are several areas of Williamson
County where phosphate mining was conducted. Many of these sites are old and were reclaimed many
years ago and thus may not show any obvious indications of the disturbance aside from the mixed soil.
Mining activities are gone now, but were in operation through the 1980's. Therefore, the mined areas
shown in the Williamson County Soil Survey, issued in 1964, are not the only mined sites in the county.

NOTE: This type of mixed soil area is considered unsuited for SDS utilization. The area is to be
delineated and red line color-coded. Furthermore, the consultant is to make a recommendation as to an
appropriate buffer distance to maintain from these areas with any type of sewage disposal system that
could be placed in adjacent soil mapping units.

Many times, a combination of both 1 and 2 are found together on a mapping site.

The mixed soil areas described can be found anywhere since most all open land was cleared (and in
some cases phosphate mined) at some point in history. The factor of time can allow for the healing or
recovery of the landscape and thus covering or disguising the signs and evidence of where land was
cleared. The mixed soil areas are most evident on recently cleared land.

The slope classes discussed in this Subsection shall be used on all intensity soil maps. These slope classes are
specifically designed to coincide with the SDS design criteria mandated in the Williamson County Subsurface
Sewage Disposal Regulations.

Slope shall be expressed as a percentage. The use of a clinometer is required to ensure the accurate
measurement of the slopes.

The following slope class breaks are mandatory:

(&) Mapping for Conventional Systems

(b)

(©

1)
2)
3)
4)

0-5 percent
5-15 percent
15-25 percent
>25 percent

Mapping for Low Pressure Pipe Systems (standard or modified)

1)
2)
3)
4)

0-5 percent
5-15 percent
15-25 percent

>25 percent

Mapping for Mound Systems (standard or modified)

1)
2)
3)

0-6 percent
6-12 percent

>12 percent
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(6)

@)

(d) Mapping Units to be Considered for Percolation Testing
1) 05 percent
2) 5-15 percent
3) 15-20 percent
4) >20 percent

Any mapping unit with a slope of greater than 25 percent (>12% in the case of mapping for a Mound) shall show
only the name of the soil series, variant or landscape designation (e.g. Gulliedland), the slope designation of
greater than 25 percent and a red line color-code. Do not denote the estimated soil absorption rate of the soil or
indicate any other soil properties or characteristics in the map unit delineation or in the soil map notes.

Any mapping unit in which the consultant determines that percolation testing will be required, shall have a slope of
less than 20 percent. Mapping units consisting of soils that could be percolation tested but have slopes greater
than 20 percent shall show only the name of the soil series or variant, the slope designation of greater than 20
percent, a red line color-code and note indicating the unit to be not percable.

NOTE: Williamson County Sewage Disposal Regulations do not allow for the use of soils on slopes greater than
25 percent.

Soil Drainage Classification

Soil mapping units consisting of soils that are classified as being Very Poorly Drained, Poorly Drained or
Somewhat Poorly Drained are to receive a red line color-code and are to be shown with an estimated soil
absorption rate of >75MPI. Where any soil mapping investigation is intended to delineate soil areas for percolation
testing any of the aforementioned drainage classifications, where found and mapped, are to be clearly addressed
with a notation indicating the unit to be not percable

Rock and Non-rock Restrictive Horizons

Where soil mapping units are being delineated for any type of SDS consideration or for the determination as to
whether or not a site is eligible for percolation testing, any and all information that can be obtained, via soil
observations and probing (in some cases backhoe pits), is to be shown and noted on a soil map regarding the
depth to rock or non-rock restrictive horizons when these soil features are evident or suspected in an area of soil

mapping.

Disclaimers are typically placed on soil maps concerning rock depths or depths to non-rock restrictive horizons.
However, a disclaimer regarding this or any other matter, does not relieve the consultant of making every possible
effort to determine the nature of the rock in a mapped area if that area is to be considered for any type of SDS
use.

For the purposes of discussion in this Section, the term rock will be synonymous with an R layer, lithic contact and
unweathered bedrock. The term non-rock will be synonymous with Cr horizons, Bt horizons, paralithic contact,
weathered rock, saprolite, water table or fragipans.

+ Note on Saprolite: Though saprolite is geologically associated with igneous and metamorphic rock, the
characteristics that define saprolite can be found in some sedimentary rock formations. Two prominent rock
formations in Williamson County, the Hermitage Formation in the Outer Central Basin and the Ft. Payne
Formation on the Highland Rim, are sometimes found to be deeply weathered. The weathering of the
limestone is to the extent that the Cr horizon, particularly in the Hermitage formation (where the limestone
bedding planes are clearly visible in deeply weathered areas), will have the appearance of saprolite, thus
being saprolite-like or saprolitic.

NOTE: In Williamson County, any soil area found to be less than 24 inches in depth to Rock or a Cr (Non-rock)
Restrictive Horizon, is considered unsuitable for SDS use and the area is to be delineated as a map unit an red
line color-coded.
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(@) Rock

Several soil series mapped in Williamson County are well known for being shallow in depth to rock and thus
not suited for SDS use. Other soil series mapped in the county may not necessarily be described as being
shallow to rock, but rock outcrops and shallow depths to rock are typically associated with the soil series.
Many of the soils that are associated with rocky areas are common to the Inner Central Basin. However,
associations of this type are not limited to the Inner Central Basin and are indeed found in all physiographic
regions of the county.

When mapping in an area where rock outcrops are observed and/or shallow, subsurface rock inclusions
(such as floaters or pinnacles), are encountered, a description of the nature of the rock shall be required in
some manner on the soil map. Such notations shall be highlighted or written on the final soil map in a
conspicuous manner. This may be done by placing rock depth descriptions in the soil map note section or by
placing rock depth descriptions with the soil mapping unit notations.

However, where any soil mapping unit is indicated as being suited for SDS use, said map units shall not be
described as having a percentage of subsurface rock or underlying rock within those units and assigned an
MPI rating of 75 or less. Where any such mapping units are suspected as having a potential rock problem,
the consultant shall either delineate such rock or denote the soil mapping unit as unsuited for SDS use with a
red line color-code. Additionally, the consultant may indicate that such units are unsuited for SDS use,
however they may have potential for use should such units be assessed via Ultra High-Intensity soil mapping
procedures.

NOTE: This requirement applies only when the soil mapping unit is to be considered for SDS utilization. Red
line mapping units with outcropping rock or subsurface rock inclusions will not require detailed description.
The only notation regarding the depth of the rock, in a red line map unit, will be a description of the general or
average depth to rock (e.g. Talbott, 20-22" to rock, 0-5% slopes or Ashwood-Barfield-Rock Outcrops, 10-26"
to rock, 15-25% slopes) in the map unit.

When delineating a red line mapping unit consisting only of Rockland (areas where 50 to 90 percent of the
ground surface is exposed rock), it is not necessary to describe the nature of the rock or to delineate the
required slope units. The map unit can simply be shown as Rockland with the range of slopes of the
Rockland mapping unit (e.g. Rockland, 5-20% slopes).

Common terms used to describe the nature of rock outcrops, shallow subsurface rock layers or inclusions
are:

e Tabular - broad, flat, areas of rock, typical to glade areas
e Undulating - subsurface rock, deep and shallow in places

e Pinnacle - rock found in spots in mapping area

If the general nature of the rock depth remains questionable, no matter how much effort is expended on
investigating a site (via probing and boring auger holes), the most restrictive soil depth noted in the mapping
area (i.e. the shallowest rock depth encountered) is to be considered as the overall determining factor as to
the suitability of the mapping unit for SDS use.

Figure A1-7 shows some common rock scenarios. The combinations of arrangements of subsurface rock is
infinite. The natural complexity of the configurations of rock outcrops and related subsurface rock formations
makes soil mapping in these areas difficult. The task becomes even more difficult when attempting to map
the extent of soils suitable for SDS use and subsequently making the appropriate interpretations of the soils
in these areas.
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Outcrop

Ground Surface

TABULAR

Generally associated with glade

Sail Rock areas. The rock outcrops, when
seen at the ground surface, exhibit
a tabular appearance and typically
- 10's of Feet - cover large areas.
Outcrop UNDULATING

Ground Surface

Shallow Spot Soil The rock surface, below the soil,
undulates. There will be deep spots
Rock and shallow spots of soil, with
occasional surface outcrops of
the bedrock.
10's of Feet Few Feet
|——— — ———
OUthOp Ground Surface PINNACLE & TROUGH
Soil
Rock This subsurface rockscape is
Pinnacle characterized by rock pinnacles

Rock
Pinnacle

Narrow Troug

adjacent to deep troughs. These
rock features generally trend
with the local joint pattern found
in the bedrock formations.

Outcrop

m

Ground Surface

FLOATERS

Floaters are generally random
in nature. They may or may not
be associated with any of the
aforementioned examples.

Outcrop

Outcrop

STAIR-STEP or LEDGE ROCK

This rock scenario is most typical of
hillsides. However, it may be present
on any degree of slope and in any
type of soil association.

Figure Al1-7. Examples of common subsurface rock scenarios.

Al1-45



(b) Non-rock Restrictive Horizons

The discussion of this Section will focus on four of the most common restrictive horizon scenarios
encountered in soil mapping for SDS evaluations. The soil characteristics of concern are: water tables
(seasonal or permanent), fragipans, abrupt clay horizons and Cr horizons (the most notable example being
that of the Hawthorne soil series).

1)

2)

Water tables

When soil characteristics (2 chroma or less mottles) indicating water table problems (seasonal or
permanent) are encountered, serious consideration of the nature of the site and soils shall be taken into
account when making the assessment as to the suitability of that site for SDS use.

Water table problems encountered in a soil in the upper 24 inches of the soil profile make that soil
unsuited for SDS use, unless a soil improvement practice can be utilized to remediate the problem with
the site. If the soil properties are such that a soil improvement practice will not be effective in removing
the water problem (such as in moderately well to poorly drained clay soils), the soil mapping unit is to be
red line color-coded.

Since most water table problems are found on floodplains, foot slopes or on level to gently sloping
upland positions, the consultant must make the determination as to interrelationships between:

+ the topography of the area as it affects the site -
e s the site on a concave or convex landscape position.
e is surface water directed onto the site by the topography of the area.

e will the topography allow for the diversion, in some manner, of surface and/or subsurface water
affecting the site.

e s the relief of the site such that there will be a positive outlet to any proposed or recommended
soil improvement practice.

+ whether or not the soil properties will allow for the soil to be drained utilizing a soil improvement
practice -

e s there a suitable blocking layer or restrictive horizon present into which a drain may be tied in
order to provide an effective barrier to any laterally moving subsurface water.

e is the texture of the upper 24 inches of the soil profile such that it will respond to drainage
improvements.

Fragipans

Fragipans, whether strong or weak, are considered to be blocking layers or restrictive horizons. Unlike a
water table, the fragipan is a fixed feature in the soil profile, thus its position in the soil profile does not
fluctuate. When they are found to be present in the upper 24 inches of the soil profile, the soil mapping
unit containing a shallow fragipan is unsuitable for SDS use and is to be red line color-coded.

In order to properly assess soils with fragipans for SDS use, the depth of the pan shall be determined

with accuracy. Well over 95% of sites found to have fragipans require some type of soil improvement
practice in order to utilize the site for SDS use.
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3)

4)

Essentially, most sites with fragipans have some type of water problem. Thus, the consultant must make
the determination as to the interrelationships between the soil mapping unit with the fragipan, to the
topography and drainage factors (as noted in the previous Section regarding water tables) of the
immediate area to make a determination as to the suitability of the site for SDS use.

Abrupt Clay Horizons

When a soil horizon exhibiting an abrupt increase in its clay content (i.e. relative to the textures prior to
this horizon and having a 35% or more clay content) is encountered, that horizon is considered to be a
blocking layer. Any soil series encountered containing these clayey horizons are to be assessed in much
the same manner as soils with fragipans. If the clayey horizon is found to be present in the upper 24
inches of the soil profile, the soil mapping unit containing this horizon is considered unsuitable for SDS
use and is to be red line color-coded.

Unlike soils having shallow water tables or fragipans, many soils found with these abruptly occurring
horizons are well drained and the soil unit may allow for percolation testing if said horizon is 18 inches or
more below the ground surface with an adequate depth to rock (i.e. in excess of 36 inches to said rock).

Cr Horizons

There are several soil series that are well known for having a weathered Cr horizon and in Williamson
County the Cr horizon is considered to be a restrictive horizon. Thus, the depth to the Cr horizon and the
textures of the soil material above the Cr horizon will be the main factors in interpreting and rating these
soil areas for SDS use.

When the Cr horizon is present in the upper 24 inches of the soil profile, the soil will be considered
unsuited for SDS use and a soil mapping unit containing this horizon is to be red line color-coded.

The approach to mapping and interpretation, regarding the suitability of a site for SDS use, of areas
where soils having Cr horizons are found to be present is essentially the same as in the methodology

outlined in the part concerning rock.

The majority of the soil series, having Cr horizons, are associated with the Ft. Payne formation of the
Highland Rim and the Hermitage formation of the outer Central Basin.
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CHAPTER 4

SOIL MAP COMPILATION

Soil map compilation is the placement of the field information obtained by the consultant onto a plat prepared by a
surveyor. The resulting product is a final soil map.

The final soil map, whatever type of map it may be, is to be presented in a neat, legible manner. Maps submitted to the
Department that are deemed unreadable will be returned to the consultant for correction.

In order to standardize the method of presenting soil map information and data, this Chapter will discuss the format that
shall be utilized by consultants preparing final soil maps for use by the Department.

A. Plat (base map) Requirements

The basic plat requirements are outlined in Chapter 2, Section A of this Appendix.

It shall be the responsibility of the consultant to comply with the format of the plat to be utilized for the final soil map. If
the soil map is submitted to the Department for use and the plat is found to be incomplete, the soil map will be
returned to the consultant.

NOTE: If the surveyor is unfamiliar with the Plat Requirements of the Department, please ask the surveyor to contact
the Department. The Department will provide the surveyor, via regular United States Mail, with a copy of the plat
format outline.

B. Soil Map Information Placed on Plat

All information placed on a soil map shall be drawn or written (by hand or typed) in ink.

@)

@)

Type of Soil Map

The types of soil maps prepared for Department use in Williamson County are discussed in Chapter 1, Section A
of this Appendix.

The type of soil map being submitted shall be clearly labeled on the map. A map is to be described as a:

e Ultra High-Intensity Soil Map

e Extra High-Intensity Soil Map

e  Preliminary Soil Map

NOTE: For the Preliminary Soil Map, the words PRELIMINARY SOIL MAP shall be written, printed or stamped, in
a prominent and conspicuous manner, in red ink. See Subsection (6) in this Section.

Map Units

Soil Map Units are to be identified, delineated and plotted 